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EXECUTIVE SUMMARY  

�,�P�S�H�U�L�D�O���,�U�U�L�J�D�W�L�R�Q���'�L�V�W�U�L�F�W�¶�V��Energy Department faces a number of challenges in the coming years. This 
document provides an integrated strategic approach  to overcome those challenges. The effective integration 
of all IID resources is critical to the organizational efficiency and productivity of the district moving 
forward. The IID Integrated Resource Plan aims to effectively point �,�,�'�¶�V Energy Department in one 
direction, thus allowing the gears that turn the department to cohesively work together toward the same 
goals.  

IRPs are commonplace in the utility world of energy planning and many states and regulatory agencies 
require IRPs prior to statewide and regional planning and prior to significant and important capital 
investments. The intention of this IRP is to refresh the most recent 2016 Integrated Resource Plan with an 
up-to-date resource portfolio plan that covers, at least, through 2030, beginning in 2018. Furthermore, this 
document addresses the requirements of the IRP Guidelines under Senate Bill 350. IID needs to address 
various issues that directly affect the efficient integration of energy resources, such as: 

�x The security of the IID Balancing Authority. 
�x The best mix of resources. 
�x Compliance with Renewable Portfolio Standards and emissions laws included the renewable 

portfolio changes of Senate Bill 350. 
�x Operational flexibility and effectiveness in renewables integration. 
�x An aging generation fleet, and many others. 

Simultaneously, IID must meet these challenges while maintaining affordable energy rates for retail, 
commercial and industrial customers. As a result, IID has assessed many combinations of integrated 
resource portfolios to discern an approach to the numerous uncertainties that face the district. 

IID has the unique opportunity to innovatively transform into an industry-leading public utility, while 
simultaneously conforming to the changing environment of new laws and regulations as well as the latest 
electric utility standards developing upon the horizon. IID is uniquely located in an area where renewable 
resources such as solar, geothermal and others can place IID in a leading role as a renewable resource 
generation hub in the state of California and the nation. This will require IID to work quickly to collaborate 
with neighboring utilities and other entities to provide a situation where the IID can maintain its reasonable 
customer rates, improve its Balancing Authority infrastructure and be a primary source for reliably 
delivered renewable power to Southern California and to the West, all while effectively adapting to its own 
obligations as a load-serving energy utility. 

�,�,�'�� �L�V�V�X�H�G�� �D�� �5�H�T�X�H�V�W�� �I�R�U�� �3�U�R�S�R�V�D�O�� �I�R�U�� �D�Q�� �,�5�3�� �F�R�Q�V�X�O�W�D�Q�W�� �W�R�� �Y�D�O�L�G�D�W�H�� �,�,�'�¶�V�� �L�Q�W�H�U�Q�D�O�� �V�W�X�G�L�H�V�� �D�Q�G�� �W�K�H�� �,�5�3��
process, as well as provide industry-leading expertise. Black and Veatch was selected and IID coordinated 
with them as well as with the California Energy Commission throughout the entire process of the IRP 
development. 
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GOALS OF THE IID 

�)�L�U�V�W���D�Q�G���I�R�U�H�P�R�V�W�����W�K�H���(�Q�H�U�J�\���'�H�S�D�U�W�P�H�Q�W���P�X�V�W���E�H���D�O�L�J�Q�H�G���Z�L�W�K���W�K�H���,�P�S�H�U�L�D�O���,�U�U�L�J�D�W�L�R�Q���'�L�V�W�U�L�F�W�¶�V���V�W�U�D�W�H�J�L�F��
plan.1 �$�S�S�U�R�Y�H�G���L�Q���������������W�K�H���³�I�L�Y�H���D�U�H�D�V��of focus that share a common thread of advancing the interests of 
�W�K�H���G�L�V�W�U�L�F�W���D�Q�G���W�K�H���F�X�V�W�R�P�H�U�V���L�W���V�H�U�Y�H�V���´���D�U�H���� 

 

Second, due to the nature of the organization and the interdependency of IID as a local organization along 
with numerous federal, state and local agencies and business entities, IID is cognizant and sensitive to the 
�Y�D�U�L�R�X�V�� �D�Q�G�� �R�I�W�H�Q�� �G�L�I�I�H�U�L�Q�J�� �J�R�D�O�V�� �R�I�� �W�K�H�V�H�� �H�[�W�H�U�Q�D�O�� �H�Q�W�L�W�L�H�V���� �,�,�'�¶�V�� �S�X�E�O�L�F�O�\ elected board of directors 
endeavors the painstaking task of balancing the goals of IID while maintaining positive relationships with 
external parties that collaborate with IID. These affiliations are a cornerstone of the solidity and the 
significance of IID to the Imperial Valley, Imperial County, Southern California and the Western United 
States and IID recognizes the importance of the decision-making process as a means to an end of a goal 
that affects many. As a result, IID has worked diligently to establish goals that provide the greatest good. 

The Energy Department conducted a survey to identify the strengths, weaknesses, opportunities and threats 
to help the department move forward both strategically and organizationally in the most efficient manner. 
The following is a summary of the SWOT analysis: 

 

 

 

 

 

                                                             

1 https://www.iid.com/about -iid/an -overview/strategic -plan  

https://www.iid.com/about-iid/an-overview/strategic-plan
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Exhibit 1: Energy Department SWOT Analysis: 

 

GOAL OF THE IRP 
The IRP is an Energy Department-wide effort to enable the coordination and collaboration of numerous 
internal efforts that must be integrated to create the most optimal direction moving forward as required by 
SB 350. These directions will allow for critical organizational objectives to be met in the most efficient 
manner. Some of these objectives are: 

�x Creating supply plan solutions that meet current and future customer needs. 
�x Creating a system stability and reliability plan that ensures greater grid resilience. 
�x Creating a renewable energy and emissions reductions plan that meets SB 350 requirements. 
�x Creating an energy efficiency plan that satisfies customer satisfaction and SB 350 requirements. 
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A well-developed IRP should analyze and evaluate all of the relevant supply-side and demand-side resource 
impacts to the current and future financial health of the utility in order to arrive at �D���³�O�H�D�V�W-cost, least-�U�L�V�N�´��
solution for meeting future load serving needs in an environmentally sound and sustainable manner. 

An IRP provides a public document that allows readers to delve into energy planning at IID and determine 
how and why IID is moving forward with various decisions that are connected to a broader scope of 
direction. The exhibit below illustrates the overall goal: 

Exhibit 2: Goal of IRP 

 

 

KEY DRIVERS OF IRP 

IID has particularly focused on four key areas that are essential to all other objectives of the district. With 
the central goal being the obligation to serve customer needs, these four areas drive the overall goals of IID: 
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�x Protecting and Maintaining the IID Balancing Authority.  IID is the third largest Balancing 
Authority in California and the fifth largest electric utility in the state�������,�,�'�¶�V���%�D�O�D�Q�F�L�Q�J���$�X�W�K�R�U�L�W�\��
status allows IID operations to control its own Area Control Error. This allows IID to provide its 
own reliability, rather than being controlled and operated by an independent operator, such as the 
California Independent Operator. The CAISO balancing authority has the potential to be much less 
stable for IID and its ratepayers, �D�Q�G�� �,�,�'�¶�V�� �X�W�L�O�L�]�D�W�L�R�Q�� �R�I�� �O�R�F�D�O�� �D�U�H�D�� �U�H�V�R�X�Uces will facilitate a 
reduction of the risk and the cost of maintaining the IID BA. The integration of intermittent 
renewable resources across the nation will trigger the need for more dispatchable generation that 
has ramping/load-following capabilities and, as a result, the recent development of the Energy 
Imbalance Market , a new market that will provide grid stability for all transmission line owners. 
The status IID holds as a BA is an area that drives how the IID will plan transmission operations 
and expansion, procure resources, operate the system, utilize interregional partnerships and plan 
for extreme events. 
 

�x Providing Competitive Rates to its Retail, Commercial and Industrial Customers. Electricity 
is a fairly inelastic good, so users will moderately adjust consumption for economic reasons but, in 
the end, electricity is a necessity. Therefore, the rate at which the consumption is charged is 
something that can impact all types of customers who are contemplating moving within the IID 
service territory, staying within the service territory and even promoting others to migrate to this 
territory. As a public service company, IID has the duty and responsibility to continue to evolve as 
a utility that provides affordable electricity rates. This drives the goals of IID. 

 
�x Sustaining System Reliability throughout the IID Service Area. Since IID is not a part of the 

CAISO, IID has the responsibility to provide reliable power to all of its customers, even in 
extreme events. This is a challenge, since IID is interconnected to several other BAs, and this has 
an impact on the physical flow of electricity within the IID service area. IID works 
conscientiously to assure that the system operates properly under all conditions to the best of its 
ability. This drives the goals of the IID, since the effectiveness of the system reliability is 
disturbed by many operational characteristics of generation facilities, transmission/distribution 
interconnection strategies and other uncontrollable factors. As a result, regulatory compliance-
based decisions and strategic expansion-based decisions, currently and in the future, consider 
system reliability as a foundational driving factor. 

 
�x Expecting Environmental and Regulatory Responsibility. With the California RPS and the Cap-

and-Trade programs well underway, IID is not only required to meet these goals as a Publicly 
Owned Utility, but also has the social responsibility to facilitate others to meet their goals as well. 
IID is located at the heart of many available natural resources to develop renewable generation 
�I�D�F�L�O�L�W�L�H�V���D�V���Z�H�O�O���D�V���H�Q�H�U�J�\���H�I�I�L�F�L�H�Q�F�\���D�Q�G���F�R�Q�V�H�U�Y�D�W�L�R�Q�����7�K�L�V���G�U�L�Y�H�V���,�,�'�¶�V���G�H�F�L�V�L�R�Q-making process 
because many of the laws that have been developed over the past several years change the entire 
dynamic of strategic resource planning and the integration of resources. 
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�7�K�H���D�E�R�Y�H���G�U�L�Y�H�U�V���D�F�W���D�V���D���F�D�W�D�S�X�O�W���W�R���W�K�H���F�X�O�P�L�Q�D�W�L�R�Q���R�I���,�,�'�¶�V���S�D�U�D�P�R�X�Q�W���J�R�D�O����Meet customer needs. 
IID, first and foremost, has an obligation to serve. These four key drivers are not whole and set apart 
from each other. They are all equally important and linked together. Each goal or objective that falls 
under these categories depends on the successful integration of these four drivers, with the end goal of 
meeting customer needs. The following exhibit attempts to illustrate this relationship between the 
aforementioned drivers. 

Exhibit 3: Key Drivers of the 2018 Integrated Resource Plan 

 

As illustrated above, meeting customer needs and the four key areas that drive the rest of the goals are all 
intermingled as each goal and objective has an impact on other goals. This IRP attempts to provide an 
approach to meet the following general Integrated Resource Planning goals. 
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SB 350 IRP GUIDELINES 
In 2015, the Clean Energy and Pollution Reduction Act passed under Senate Bill 350 in California. It has 
several new key objectives for publicly owned utilities, such as the Imperial Irrigation District. This law 
essentially is the underlying basis for this 2018 IRP. Overall, the following exhibit highlights the main 
requirements of SB 350: 

Exhibit 4: Senate Bill 350 Requirements 

 

The SB 350 guidelines were used in the development of this IRP, but it is important to note that many 
aspects and underlying assumptions have been �G�H�W�H�U�P�L�Q�H�G���W�K�U�R�X�J�K�R�X�W�������������D�Q�G�������������G�X�U�L�Q�J���,�,�'�¶�V���,�5�3��
�S�U�R�F�H�V�V�����:�K�L�O�H���,�,�'�¶�V���J�R�D�O���L�V���W�R���P�H�H�W���D�Q�G���H�[�F�H�H�G���D�O�O���&�D�O�L�I�R�U�Q�L�D���(�Q�H�U�J�\���&�R�P�P�L�V�V�L�R�Q���U�H�T�X�L�U�H�P�H�Q�W�V���D�Q�G��
recommendation for this IRP, some aspects may require revision as more details become available and as 
SB 100 guidelines become available. Below is an overview of the implementation of SB 350 over the past 
several years: 

Exhibit 5: Senate Bill 350 Implementation 

 
IID has addressed each of the requirements under the SB 350 IRP Guidelines using the following key 
processes: 

Exhibit 6: Processes Used to Address SB 350 Requirements 
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In order to address all requirements under the SB 350 IRP Guidelines, and in order to provide a simple 
reference guide for readers and CEC staff, below is a table with the key requirements along with chapter 
references where the contents of the requirement can be found (greater details of these requirements are 
found in Chapter 1): 

Exhibit 7: Senate Bill 350 IRP Requirements Reference Table 

 

There are also numerous areas that the SB 350 Guidelines encourages or recommends be covered. Those 
are covered more in depth in Chapter 1, but the development of this IRP aims to address all requirements 
as well as all recommendations found in the Guidelines. 

COST AND OPERATION GOALS 
�x Effectively integrate renewable resources into the energy resource supply portfolio. 
�x Efficiently integrate transmission upgrade costs with RPS resource strategy. 
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�x Continue to evolve the gas and energy procurement strategy in order to provide long-term budget 
certainty. 

�x Acquire cost-effective energy resources and avoid over-procurement. 
�x Strategically utilize the requirement of increasing renewable resources simultaneously to provide 

cost certainty. 
�x Further optimize the operation of system resources. 
�x Increase communication and understanding between departments. 
�x �&�R�Q�W�L�Q�X�H���W�R���R�Z�Q���D�Q�G���R�S�H�U�D�W�H���D�O�O���P�D�M�R�U���W�U�D�Q�V�P�L�V�V�L�R�Q���O�L�Q�H�V���Z�L�W�K�L�Q���W�K�H���,�,�'�¶�V���V�H�U�Y�L�F�H���W�H�U�U�L�W�R�U�\�� 
�x Effectively utilize resources in the area to enhance the opportunity to reduce the risk of losing 

reliability control of the IID BA and reduce the costs of maintaining the IID BA.  
�x As the Energy Imbalance Market continues to develop, IID needs continue to monitor the value of 

becoming an active participant or the value of being a neighbor with other participants. 
�x Operate the system to effectively reduce carbon footprint in all areas. 
�x Develop and invest in strategically placed transmission line infrastructure. 

EFFICIENCY GOALS 
�x Implement energy efficiency programs necessary to reduce load by at least 5 percent by 2020.  
�x Adjust these goals annually as necessary to comply with the doubling targets of SB 350 as adopted 

�W�K�U�R�X�J�K���W�K�H���&�(�&�¶�V���J�X�L�G�H�O�L�Q�H�V�� 
�x Provide a positive impact on utility cost by stabilizing energy consumption and reducing purchases 

of expensive peak power. 
�x Ensure the program portfolio is cost effective, thereby relieving upward pressure on rates. 
�x Assist schools in improving the energy efficiency of their facilities despite ever-diminishing 

budgets, thereby lowering energy consumption through energy efficient upgrades.  
�x �$�V�V�L�V�W���U�H�V�L�G�H�Q�W�L�D�O���G�H�Y�H�O�R�S�H�U�V���W�R���P�H�H�W���W�K�H���W�L�W�O�H���������µ�]�H�U�R���Q�H�W���H�Q�H�U�J�\�¶���V�W�D�Q�G�D�U�G�V�� 
�x Evaluate feasibility of various new methods of distributed energy resources, electric vehicles and 

energy storage and implement as needed. 
�x Implement programs that provide greater incentives to low-income customers and disadvantaged 

�F�R�P�P�X�Q�L�W�L�H�V���I�R�U���D�L�U���T�X�D�O�L�W�\���H�T�X�D�O�L�W�\���D�V���G�H�V�F�U�L�E�H�G���L�Q���&�$�5�%�¶�V���/�R�Z-Income Barriers Study. 
�x Assist customers by providing an opportunity to take charge of their energy utilization and, by 

doing so, reduce their electricity cost. 
�x Create and implement an electric vehicle program available to all customers and provide incentives 

to low-income customers and disadvantaged communities. 
�x Provide customers the opportunity to improve the environment by conserving energy and/or 

acquiring renewable energy.  
�x Provide income qualified residential customers with rate assistance and positively impact their 

families by providing energy efficiency measures that reduce their dependency on subsidies. 
�x Increase the awareness of energy efficiency and utilization through effective promotion of 

programs and energy issues and provide a forum for customer adoption of energy effective habits 
through energy education.  

REGULATORY GOALS 
�x Meet or exceed all state and federal planning criteria for renewable resources with a goal of 

generating 29 percent of energy requirements from renewable sources/renewable energy by 2018, 
31 percent by 2019, at least 33 percent by 2020, 40 percent by 2024, 45 percent 2027 and 50 percent 
by 2030. 
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�x Continue to reduce greenhouse gas emissions to meet or exceed AB 32 and SB 350 defined goals. 
�x Strategically execute excess emissions allowance sales to minimize the cost impact of renewable 

resource integration in a non-volumetric manner. 
�x Track the continued implementation of regional transmission planning mandates and strategically 

develop consensus with FERC and jurisdictional public utility transmission providers in order to 
�G�H�Y�H�O�R�S���D���F�R�R�U�G�L�Q�D�W�H�G���V�W�U�D�W�H�J�\���D�Q�G���W�D�U�L�I�I���O�D�Q�J�X�D�J�H���X�Q�G�H�U���,�,�'�¶�V���2�S�H�Q���$�F�F�H�V�V���7�U�D�Q�V�P�L�V�V�L�R�Q���7�D�U�L�I�I��
that would not compromise the decision-making authority of the IID while still being able to 
participate in the regional planning process and comply with the regulatory requirements.  

REGIONAL DEVELOPMENT GOALS 
�x �(�Q�F�R�X�U�D�J�H���O�R�F�D�O���H�F�R�Q�R�P�L�F���G�H�Y�H�O�R�S�P�H�Q�W���E�\���G�H�Y�H�O�R�S�L�Q�J���Q�H�Z���J�H�Q�H�U�D�W�L�R�Q���U�H�V�R�X�U�F�H�V���Z�L�W�K�L�Q���W�K�H���,�,�'�¶�V��

service territory, whenever possible, by cost effective metrics. 
�x Expose natural resources for development in the Imperial Valley. 
�x Develop relationships and potential partnerships to minimize cost impacts of other goals. 
�x Closely monitor and, where necessary, meet La Quinta and other system growth requirements. 

It will be a daunting task to achieve these goals all at once and it is possible that, as the IID accomplishes 
these goals, costs may increase, especially as IID increases its renewable resource mix. The installment of 
more renewable generation will help to meet many regulatory goals, such as the reduction of GHG 
emissions and RPS compliance, but renewable generation will also allow IID to secure a greater level of 
cost certainty, thus customer rate stability. With careful planning and a cohesively operating organization, 
IID can achieve these goals over a period of time with an approach that will be more cost effective than a 
status quo approach. 

The 2018 IRP attempts to balance the various goals of the IID. Achieving these goals will take dedication 
and the longevity of management, as there is an implied amount of investment necessary to accomplish 
these goals. 

SUMMARY AND RECOMMENDATIONS  

Several modeling analysis were performed including transmission system modeling, operational system 
modeling and other modeling activities. Many of the underlying processes used to determine some of the 
assumptions were provided by numerous sections within IID; However, for the economic evaluation to 
determine the most optimal set of resources and an overall expansion plan, IID used Power Cost, In�F���¶�V��
GenTrader model. 

GenTrader provides a systematic approach to assess risk exposures of asset portfolios through stochastic 
simulation of market price volatility, load or demand uncertainty, as well as generating unit availability. 
Thousands of deterministic scenarios were simulated and compared to eliminate various portfolios and 
narrow down to a set of portfolios to further test, resulting in a set of preferred portfolios under a given set 
of circumstances. Furthermore, GenTrader offers stochastic capability within the model. This was used for 
additional risk analysis and other scenario testing. 

The following is a summary table of all studies performed and how they rank in comparison to various 
alternative portfolios: 
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Based upon the analysis and studies prepared for this report, the following major recommendations are 
presented: 

�x IID must closely monitor the Coachella Valley water agreement and how it may impact all future 
decisions, which would significantly reduce the IID energy load as well as drastically change the 
manner in which load is served; 

�x IID needs to closely monitor the regulations, rules and guidelines issued to implement SB 350 as 
well as the recently passed SB 100 that have been released/adopted to date and will continue to be 
released/adopted. These guidelines will be pivotal to the specific strategy of meeting statewide 
compliance targets in RPS, Energy Efficiency, IRP submittals, post 2030 GHG emission reduction 
targets, vehicle electrification, energy storage assessment and grid reliability with just and reliable 
rates; 

�x Issue a Request for Proposals for 30 MW of energy storage to be located in the Northern territory 
of the IID system. This addition to the IID resource portfolio will allow IID to operate more 
efficiently and cost effectively and provide much needed reliability benefits to the Northern 
territory; 
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�x IID should consider retiring some hydro units, particularly Pilot Knob and Drop 5. If retirements 
are not an option, then IID needs to seek capital investment in these facilities and other hydro 
facilities that may provide more efficient operations and lower operations and maintenance costs. 

�x Over the 20-year planning horizon, IID should keep conventional generation commissioned as long 
as possible. These generation facilities offer much needed capacity, flexible generation, ancillary 
services and system resources. Replacement with similar resources contain similar costs due to the 
premium/debt payments that would be required for these new resources; owever, if IID decides to 
retire flexible capacity, IID must replace it with flexible capacity, specifically energy storage. 
Furthermore, in the event that the market of solar + storage provides a more competitive cost 
�F�R�P�S�D�U�H�G���W�R���,�,�'�¶�V���J�H�Q�H�U�D�W�L�R�Q���I�O�H�H�W�����,�,�'���P�X�V�W���F�R�P�S�O�H�W�H���D���U�H�O�L�D�E�L�O�L�W�\���D�Q�D�O�\�V�L�V���W�R���H�Q�V�X�U�H���D�O�O���L�Q�W�H�J�U�D�W�L�R�Q��
costs are included in the replacement decision; 

�x �5�H�L�Q�Y�H�V�W���L�Q���,�,�'�¶�V���J�H�Q�H�U�D�W�L�R�Q���I�O�H�H�W���W�R���S�U�R�Y�L�G�H���J�U�H�D�W�H�U���X�Q�L�W���U�H�V�S�R�Q�V�H���D�Q�G���U�H�O�L�D�E�L�O�L�W�\�����7�K�L�V���F�D�Q���D�O�O�R�Z 
for greater unit efficiency and lower annual fixed and variable maintenance costs; 

�x Due to recent customer requests, it is possible to see an influx of new large commercial customers 
in the Northern territory of the IID system that will significantly increase the total load and energy 
requirements. IID needs to closely monitor the progress of these requests and make the necessary 
adjustments that provide an efficient, cost-effective, and reliable load-serving environment. 
Additionally, many aspects within this document consider assumptions that are volatile and IID 
will adjust accordingly, even beyond the scope of the recommendations of this document, if 
necessary; 

�x To avoid operational issues of excessive power over certain hours of the year, IID needs to explore 
seasonally-based resources where possible. IID is long in the winter and short in the summer. 
Therefore, its must-take resources are supplied throughout hours or all hours of every month of the 
year. IID needs to elude spending a considerable amount more than what is necessary for not only 
contract costs, but also integration costs, with an increase in unrealized savings in the shoulder 
months; however, this approach does not come without challenges, such as higher contract costs 
for summer months, full capacity needs not being met by renewables that are intermittent and many 
other factors that need to be considered; 

�x No sooner than 2028, the IID should enter into power supply agreements for an additional 10-15 
MW of baseload renewable generation and 300-350 MW of solar generation with in-service dates 
of 2028-2030 to help meet RPS standards under SB 350 as well as the recently passed SB 100 and 
�U�H�G�X�F�H���*�+�*���H�P�L�V�V�L�R�Q�V�����5�H�Q�H�Z�D�E�O�H���J�H�Q�H�U�D�W�L�R�Q���Z�L�O�O���D�O�V�R���K�H�O�S���U�H�G�X�F�H���W�K�H���S�U�L�F�H���Y�R�O�D�W�L�O�L�W�\���R�I���W�K�H���,�,�'�¶�V��
power supply costs, although the value of additional renewable resources compared to traditional 
non-renewable resources will depend on future pricing trends for both renewable energy and 
traditional resources. Additionally, IID needs to consider the impact of increased renewables and 
seek opportunities for flexible technologies and the addition of quick responding generation or 
energy storage that allows for more effective renewable integration; 
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�x In the event that IID agrees to additional renewable generation with in-service dates prior or 2028, 
then IID needs to seek opportunities to reposition or sell existing high priced agreements to alleviate 
excess system generation and loss of controllable fuels. IID must monitor load growth and impacts 
of the activities on the customer side of the meter to ensure RPS compliance is met with diversified 
eligible resources, and if at all possible, diversified portfolio content categories; 

�x The need timeline for renewable resources and emission reductions depends on two key metrics: 
o IID energy sales to customers 
o Renewable production 

These metrics must be closely monitored to adjust where necessary. If load growth does not occur, 
then fewer renewable resources are needed and the need occurs after 2028. If load growth is faster 
than expected, then more renewable resources are needed and the need occurs before 2028. 

�x IID should diversify the resource mix it relies upon to serve load. IID needs to consider 
diversification in technology type, generation output stability, fuel type, land use amounts, contract 
structuring, generation output pattern, bond issuance strategies, debt structure planning and 
partnerships with neighboring utilities and groups such as the Southern California Public Power 
Authority. This includes transmission projects that provide access to various energy markets. 
Diversity in all things and all approaches will benefit IID by reducing various risks the district is 
exposed to; 

�x IID needs to adopt new energy efficiency targets that reflect SB 350 requirements. Energy 
effi�F�L�H�Q�F�\���D�Q�G���F�R�Q�V�H�U�Y�D�W�L�R�Q���L�V���W�K�H���³�J�U�H�H�Q�H�V�W�´���J�U�H�H�Q���R�I���D�O�O���W�K�H���U�H�Q�H�Z�D�E�O�H���J�H�Q�H�U�D�W�L�R�Q���P�H�W�K�R�G�V�����6�R����
conservation, energy efficiency and demand-side management activities should continue to 
increase in accordance with SB 350 �V�W�D�Q�G�D�U�G�V���L�Q���R�U�G�H�U���W�R���U�H�G�X�F�H���W�K�H���,�,�'�¶�V��need for resources that 
are expected to be used for less than 200 hours per year. Exploring new energy efficiency/DSM 
technologies, time of use and interruptible rates are the first step toward achieving a higher level of 
demand-side management impact; 

�x IID needs to create an electric vehicle program available to IID customers. Studies show that each 
customer who plugs in can add up to 1,500-2,500 kWh/yr of customer load and a properly 
structured program can help alleviate over generation pressures and provide air quality equality to 
IID customers, and particularly, to disadvantaged communities if the program targets these areas. 

�x The IID should continue planning to meet GHG emission reduction legislation to reduce emissions 
by 40 percent below 1990 levels by 2030 and 80 percent below 1990 levels by 2050. Proposed 
�D�G�G�L�W�L�R�Q�V���W�R���W�K�H���,�,�'�¶�V���U�H�V�R�X�U�F�H���P�L�[���Z�L�O�O���K�H�O�S���U�H�G�X�F�H���*�+�*���H�P�L�V�V�L�R�Q�V���I�U�R�P���R�O�G�����L�Q�H�I�I�L�F�L�H�Q�W���L�Q�W�H�U�Q�D�O��
resources, but additional reductions will be required to avoid having to purchase emission credits 
in the future at a potentially high cost; 

�x IID should further investigate the option of self-�P�D�Q�D�J�L�Q�J�� �D�� �³�E�X�L�O�G���D�Q�G���R�Z�Q�´���V�W�U�X�F�W�Xre for solar 
plants and other generation facility technologies on IID-owned land as opposed to paying a 
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developer to manage the project development. Diversity in contract structures is an important 
diversity in generation technology; 

�x The Request for Proposals process helps the developer understand what IID needs and it increases 
competition among the developers and thus, lowering the price and providing a sound negotiating 
structure for both IID and the developer. IID should use the RFP process at every opportunity, 
including an RFP process through SCPPA, since it is the industry standard and the most accepted 
and sophisticated approach that encourages IID to exclusively select the most attractive offer; 

�x �,�,�'�¶�V�� �K�H�G�J�L�Q�J�� �S�U�R�J�U�D�P�� �V�K�R�X�O�G�� �F�R�Q�W�L�Q�X�H in the gas and energy markets under the Energy Risk 
Policy. IID should anticipate the natural rise of energy and gas costs as well as emissions and 
renewable costs while all being directly or indirectly associated to each other. The reduction of risk 
through a consistent hedging program will empower IID to further ensure budgetary certainty and 
stabilize consumer rates; 

�x IID needs to invest in the required transmission and distribution projects where rate increases can 
be avoided. IID transmission system and the transmission system infrastructure investment is 
effective in protecting and maintaining the IID Balancing Authority. Additionally, some of these 
projects may contain greater value with an organizational shift in business activities such as 
economic dispatch sales and regional balancing services where the proper process infrastructure 
must be in place prior to new activity implementation to mitigate risk;  

�x IID should become a participant in the NG-IV2 project to provide additional access to markets and 
additional reliability stability to the IID system. While �,�,�'�¶�V�� �L�P�S�R�U�W�V�� �D�U�H�� �S�U�R�M�H�F�W�H�G�� �W�R��slightly 
decrease due to increasing RPS requirements, benefits from building a transmission line for less 
than $40 million that will have access to a cheaper market help to justify the project. It can be 
further justified by an increase in projects connected to the IID system with off-takers outside of 
�W�K�H���,�,�'���W�H�U�U�L�W�R�U�\���S�D�\�L�Q�J���,�,�'�¶�V���Z�K�H�H�O�L�Q�J���U�D�W�H�� 

�x With the IID�¶s increased understanding of the CAISO markets and with the surplus of capacity and 
energy during the winter months (November through April), IID could take advantage of marketing 
the ancillary services of this surplus and further reduce the impact of meeting RPS/AB 32 laws. 
IID needs to develop a plan to implement this; 

�x �,�,�'���Q�H�H�G�V���W�R���I�X�U�W�K�H�U���H�[�S�O�R�U�H���W�K�H���D�G�G�L�W�L�R�Q���R�I���I�O�H�[�L�E�O�H���U�H�V�R�X�U�F�H�V���L�Q���,�,�'�¶�V��Northern system in the next 
five years as well as repower El Centro No. 4 and add energy storage when more solar is consumed 
to be in service between 2021 or 2025. Additional flexibility of gas fired peaking generation and 
grid-stabling energy storage will provide the necessary support the IID system needs to maintain 
reliability and potentially reduce costs when used properly in the wake of a heavy influx of 
intermittent renewable resource integration and customer owned generation; and 



Integrated Resource Plan �`�^�_�f 

 

25 

 

�x Finally, since this IRP was developed under the purview of SB 350, there are many conclusions 
that are based on the elements of the SB 350 regulations. However, with the passage of SB 100, 
�P�D�Q�\���D�V�V�X�P�S�W�L�R�Q�V���Z�L�O�O���F�K�D�Q�J�H���D�Q�G���W�K�L�V���P�D�\���F�K�D�Q�J�H���,�,�'�¶�V���R�Y�H�U�D�O�O���I�L�Q�G�L�Q�J�V���D�Q�G���U�H�F�R�P�P�H�Q�G�D�W�L�R�Q�V. 
IID needs to monitor the regulatory proceeding of SB 100-related policies and ensure that any 
changes be reflected in the underlying assumptions for all future decisions.  

The following �L�V�� �D�Q�� �L�O�O�X�V�W�U�D�W�L�R�Q�� �W�K�D�W�� �S�U�R�Y�L�G�H�V�� �D�� �V�X�P�P�D�U�\�� �R�I�� �W�K�L�V�� �,�5�3�¶�V�� �N�H�\�� �I�L�Q�G�L�Q�Js and 
recommendations: 

Exhibit 8: Key Findings and Recommendations 

  

 

The exhibit below illustrates the key recommendations in chronological order: 

Exhibit 9: Timeline of Key Elements of the Recommendations and Key Findings 
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PROCESS FOR UPDATING THE IRP 
The following is a schedule to update the IRP: 

�x At a minimum, IID will update this IRP within the next five years with a due date of Jan. 1, 2023. 
�x IID will begin evaluating the need for updating the IRP by June 30, 2019. 
�x If and when IID determines that a new IRP is needed, IID will update and approve the IRP within 

the five year deadline of Jan. 1, 2023. 

�{Observe SB 350 and SB 100 guidelines and determine best 
strategies of compliance.2018

�{Issue an RFP for 30 MW of energy storage with a COD of 2019-
20.2018-2019

�{Create and implement an electric vehicle program where 
feasible.2018-2020

�{Incorporate operational practices to reduce costs and 
emissions while maintaining strong reliability and and 
environmental compliance.

2018-2020
�{Complete all necesary transmission and distribution system 
upgrades.2018-2026

�{Update IRP.2019-2023
�{Find opportunities to reposition long or costly resources.
�{Re-procure where needed.2021-2026
�{Monitor market oppotunities in unit replacements that 
provide similar system stability and reliability to the IID system.2021-30

�{Procure a diversified mix (10 percent baseload/90 percent 
intermittent renewable resources) to comply with 50 percent 
by 2030 no sooner than the needed period. 

2027-2030
�{Procure resources to allow for a net carbon nuetral resource 
supply.2030 and Beyond
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In conclusion, it is paramount that the recommendations from this IRP, if at all possible, avoid rate impacts 
above and beyond standard inflation; however, if there are system investments that are absolutely necessary 
�W�R���P�D�L�Q�W�D�L�Q���,�,�'�¶�V���P�L�V�V�L�R�Q���D�V���³�« a fiscally responsible public agency whose mission is to provide reliable, 
efficient and affordably priced water and energy service to the communities it serves,2�´��then a rate study 
may be necessary to fully evaluate the need for any rate increases. The programs and costs that this IRP 
recommendations aim for the goal of reducing costs wherever possible and therefore, do not require any 
rate increases above and beyond standard inflation-based increases. Below is a summary of the Energy 
Department capital investment cost as a result of this IRP: 

Exhibit 10: Capital Investment: Required and Potential 2019-2030 Costs 

 

In addition to the above summary table, it is important to note that the mix of costs by each of sections in 
the Energy Department (generation, transmission, distribution and others) can vary based on a number of 
other variables and factors that are discussed more in detail within this IRP. The chart below exhibits the 
breakdown among the various energy sections within the department, along with their relationship to the 
threshold of additional rate increases (above and beyond inflation related increases): 

Exhibit 11: Capital Investment: Required and Potential 2019-2030 Cost Breakdown and Rate Threshold 

                                                             

2 https://www.iid.com/about -iid/an -overview 
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CHAPTER 1: IRP  PURPOSE AND APPROACH 

PURPOSE AND OBJECTIVES OF THE IRP 

This IRP for the Imperial Irrigation District has been prepared by IID�¶�V Energy Department to meet all the 
IRP requirements established by the state of California for public owned utilities. The IRP meets the specific 
requirements established by the California Energy Commission, including the data forms showing the 
projected capacity balance and other information, which are located in Appendix B of this IRP document. 

The goal of this IRP is to provide IID with short- and long-term integrated plans to secure the generation 
and other resources needed to meet �,�,�'�¶�V���R�Y�H�U�D�O�O���P�L�V�V�L�R�Q. This mission is to provide reliable, efficient, and 
affordably priced water and energy service to the communities IID serves, while maintaining financial 
integrity and meeting regulatory and environmental requirements.  

While this IRP accomplishes the objectives outlined above, this is a living document that will be revised 
and updated as conditions warrant. In any event, the IRP will be updated at least every five years, as required 
by the CEC.  

ORGANIZATION OF THE IRP 

This IRP is organized into sections that contain the following: 

�x Section 1 presents the overall purpose of the IRP and outlines the report organization. The 
regulatory IRP content requirements are also described and their location in this IRP is identified.  

�x Section 2 provides a description of the IID electric system, its resources and programs, and its 
operating responsibilities as a balancing authority.  

�x Section 3 provides a summary of the demand and energy forecast for IID, including a description 
of the forecasting methodology used.  

�x Section 4 identifies the need for additional resources that arise from a comparison of the IID 
forecast and existing resources.  

�x Section 5 provides a description of potential new resources and presents cost and performance 
information that is utilized in the economic planning model used for the study, GenTrader.   

�x Section 6 presents the primary modeling assumptions used in the expansion planning analysis that 
forms the backbone of this IRP.  

�x Section 7 presents the modeling results and provides a discussion of merits and ranking of the 
competing expansion plans.   

�x Section 8 provides the IRP conclusions and recommendations. This includes the preferred 
expansion plan and the next steps involved in realizing the development of the resources added 
early in that plan.  
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�x Appendices contain the CEC IRP standardized reporting tables along with several pieces of 
supplemental information. 

THE 2018 IRP DEVELOPMENT PROCESS 
The IID Energy Department conducts resource studies and economic evaluations to evaluate resource 
decisions on an ongoing basis. Several of these studies were utilized in the development of this IRP. In 
addition, however, IID developed the IRP through a collaborative team effort that included several IID 
groups and outside stakeholders.  Generally, the tasks performed by these various contributing groups 
included: 

�x Identifying strategic alternatives. 
�x Gathering functional area input. 
�x Discussing key assumptions and critical issues. 
�x Creating viable and achievable scenarios. 
�x Simulating various combinations of alternatives. 
�x Discussing preliminary findings, refining analysis, if necessary. 
�x Drafting and reviewing the IRP document. 
�x Presenting final findings in written form. 

The resulting IRP document describes the IRP process and recommends specific alternatives for IID to 
meet is power requirements, comply with environmental and regulatory responsibilities and to continue 
serving its customers in a reliable and cost-effective manner.  

One important group involved in IRP development included non-IID employee stakeholders who were 
interested in contributing toward the IRP and decision-making process. These stakeholders consisted of the  
IRP working group which was presented with a description of the IRP process and the IRP draft results 
through two public workshops held in the Coachella and Imperial valley areas. The workshops were held 
on October 18, 2018 in La Quinta, California and October 20, 2018 in El Centro, California. Comments 
received were related to a wide range of issues including the load forecast, renewable resources, energy 
efficiency programs and transmission line expansion.   

The comments were addressed and the contributions were welcomed additions to the preparation of this 
IRP.   

MAJOR DRIVERS AND REQUIREMENTS INFLUENCING THE 2018 IRP 

The last IRP for IID was completed in 2016. Since that time, there have been many power sector 
developments that strongly shaped the creation of the 2018 IRP. First and foremost, has been a series of 
California laws, Executive Orders, and regulations that helped to shape the objectives of this IRP and its 
content.  In this section, a summary of the most important influences is provided. Other changes impacting 
the direction of this IRP from an economic and modeling standpoint�² such as the IID load forecast, 
resource costs and fuel price projections�² are discussed in subsequent sections. 
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SB 350 AND THE CEC IRP GUIDELINE REQUIREMENTS  

The most important state law influencing the current IRP is the Clean Energy and Pollution Reduction 
�$�F�W���R�I���������������6�H�Q�D�W�H���%�L�O�O�������������Z�K�L�F�K���U�H�S�U�H�V�H�Q�W�H�G���D�Q���D�J�J�U�H�V�V�L�Y�H���V�W�H�S���I�R�U�Z�D�U�G���L�Q���W�K�H���V�W�D�W�H�¶�V���H�I�I�R�U�W���W�R��
integrate renewable energy and energy efficiency. �3�U�L�R�U���W�R���������������&�D�O�L�I�R�U�Q�L�D�¶�V���F�R�Q�W�U�R�O�O�L�Q�J���5�H�Q�H�Z�D�E�O�H��
Portfolio Standard was set according to Senate Bill x1 2 (SBx1 2).3 Summarized briefly, SBx 1 2 directed 
California's electric utilities to reach a 33 percent RPS over three compliance periods. First, utilities were 
directed to procure renewable energy products equal to 20 percent of retail sales by December 31, 2013. 
Second, utilities were directed to procure renewable energy products equal to 25 percent of retail sales by 
December 31, 2016. Third, utilities were directed to procure renewable energy products equal to 33 
percent of retail sales by December 31, 2020, and they were required to maintain that percentage in 
following years. 

On Oct. 7, 2015, California Governor Brown signed SB 350 into law.4 This updated and expanded SBx 1 
���¶�V���5�3�6���V�W�D�Q�G�D�U�G�V�����6�S�H�F�L�I�L�F�D�O�O�\�����6�%�����������L�Q�F�U�H�D�V�H�G���W�K�H���V�W�D�W�H�¶�V���5�3�6���I�U�R�P������ percent by 2020 to 50 percent 
by 2030. SB 350 doubles the existing standards for statewide energy efficiency savings in electricity and 
natural gas by retail customers by 2030, and encourages widespread transportation electrification. SB 350 
also established the intent to expand the footprint of the California Independent System Operator to form 
a regional independent system operator in a larger, geographic area throughout the Western 
Interconnection, which would require further authorizing legislation in order to proceed.  

Most recently, SB 100, which requires California to get 100 percent of its power from renewable and 
other zero-carbon resources by 2045, was signed by Governor Brown on September 10, 2018.  SB 100 
specifies intermediate milestones: 40-44 percent by 2024; 45-52 percent by 2027; and 50-60 percent by 
2030. 

To facilitate the development of a public utility IRPs and the consistent reporting of the results, the CEC 
has issued a set of IRP Guidelines that list requirements and recommendations for the IRP filing. The 
following is a list of items that supplement the Executive Summary and are required, or recommended by 
the CEC IRP Guidelines, to be part of a public utility�¶�V IRP filing: 

CEC IRP Guideline Document Requirements for Public Utilities : 
Section  Topic 
2A:  

- Planning horizon must extend to at least 2030 
- Specific goals to be met include the RPS target (50 percent by 2030) and GHG target (40 

percent below 1990 levels.)  
                                                             

3 The text of SBx1 2 is available here: http://www.leginfo.ca.gov/pub/11-12/bill/sen/sb_0001-
0050/sbx1_2_bill_20110412_chaptered.html.  

4 The text of SB 350 is available at: 
http://leginfo.legislature.ca.gov/faces/billNavClient.xhtml?bill_id=201520160SB 350.  

http://www.leginfo.ca.gov/pub/11-12/bill/sen/sb_0001-0050/sbx1_2_bill_20110412_chaptered.html
http://www.leginfo.ca.gov/pub/11-12/bill/sen/sb_0001-0050/sbx1_2_bill_20110412_chaptered.html
http://leginfo.legislature.ca.gov/faces/billNavClient.xhtml?bill_id=201520160SB350
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2C 
- Submit standardized tables 

o Capacity Resource Accounting Table (CRAT) 
o Energy Balance Table (EBT) 
o RPS Procurement Table (RPT) 
o GHG Emission Accounting Table (GEAT) 

2E: 
- Use or develop a demand forecast 

o Place the annual forecasted peak demand in the CRAT 
o Place the annual forecasted sales, other loads and net energy for load in EBT 
o Describe the demand forecasting methodology and assumptions  

2F: 
- Report the mix of resources used by the POU in CRAT, EBT, RPT and GEAT 

o Address procurement for a diversified procurement portfolio for short and long-term 
electricity and demand response 

- The IRP must show how 50 percent RE target will by met in 2030 in EBT and RPT 
- The IRP must address EE and Demand Response programs and include their impact in the 

CRAT and EBT 
- The IRP must address energy storage 
- The IRP must address transportation electrification 
- The IRP must report the EV load on CRAT and EBT 
- The IRP must determine the Net GHG emissions impact 

2G: 
- IRPs must ensure system and local reliability 

o Must include projections of peak capacity and supply and demand resources in 
CRATS as well as the planning reserve margin 

o Must address grid flexibility 
- Must identify local transmission constrained areas 
- Must include existing or emerging capacity needs from transmission constraints 

2H: 
- IRPs must report emissions projections in the GEAT and provide supporting information 

2I: 
- IRPs �P�X�V�W���H�Q�V�X�U�H���3�2�8�¶�V���S�O�D�Q���W�R���V�H�U�Y�H���L�W�V���F�X�V�W�R�P�H�U�V���M�X�V�W���D�Q�G��reasonable rates 

2J: 
- IRP must ensure the goals of achieving diversity, sustainability and resilience to the bulk 

transmission system, distribution system and local communities 
- IRP must discuss any reliability concerns of the distribution system  

2K:  
- IRPs must ensure the POU achieves the goal of minimizing localized air pollutants/GHG 
- Must include discussion of current programs and policies in place to address local air 

pollution 
 

CEC IRP Guideline Document Recommendations for Public Utilities: 
Section  Topic 
2A: 

- Encouraged to present analysis in IRP that address post 2030 
2B: 
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- Encouraged to evaluate other scenarios and sensitivity analysis to consider cost effectiveness 
of alternative resource options 

- Encouraged to submit analysis of alternatives 
2C: 

- Encouraged to submit data for multiple scenarios 
2E: 

- Encouraged to include other demand forecast scenarios 
2F2d: 

- Encouraged to provide additional info 
o POU plan to meet portfolio balance requirements 
o Any identified issues that have the potential to prevent the POU from procuring 

sufficient renewable resources 
2F3a 

- Encouraged to include programs and measures that will contribute to SB 350 EE goals 
- Encouraged to identify relationship between AAEE savings assumed and IRP filing, the 

target established by the POU and estimates of market, economic and technically achievable 
EE savings from the study or studies POUs used to establish their targets 

- Encouraged to include the expected quantitative impacts of planned price-sensitive demand 
response measures for future implementation 

2F4: 
- Recommended to describe possible role to address over generation and ramping concerns 
- Any quantitative analysis undertaken by the POU evaluating the cost effectiveness of storage 

2F5: 
- Encouraged to include charging profile forecast and how a program will influence the profile 
- Current amount, type and location of charging infrastructure 
- Medium and heavy duty EVs 
- How investments are to promote electrification and how they might align with other 

standards 
- Plans to coordinate with other utilities 
- Current or planned programs to promote EVs in disadvantaged communities 
- Customer education outreach efforts 
- Coordination of transportation electrification with other DERs 
- Timeline and plan for collecting and sharing data 

2G: 
- Provide an estimate of potential over generation and curtailment and daily load profiles 
- Encouraged to discuss transmission solutions to local capacity shortfalls 

2I: 
- Encouraged to identify elements that result in large customer impacts 

2k: 
- Encouraged to report how programs assist and prioritize disadvantaged communities 
- Encouraged to report plans and progress results in implementing the relevant 

�U�H�F�R�P�P�H�Q�G�D�W�L�R�Q�V���L�Q���&�(�&�¶�V���O�R�Z-income barriers report 
o Low-income customer solar programs 
o Pilot programs that provide solar for low-income customers and disadvantaged 

communities 
- Encouraged to report on plans and progress in implementing recommendations in CARB 

low-income barriers study 
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- Encouraged to include the following: 
o Indicators used to track impacts and benefits on low-income customers 
o Strategies for maximizing the contribution of EE in disadvantaged communities 
o Transportation electrification investments, their effectiveness in improving air quality 

and how to coordinate with local agencies 
o Labor, workforce and training programs designed for low-income customers 
o Financing mechanisms offered by the POU to improve use by low-income customers 
o Efforts to increase contracting opportunities for small businesses in Disadvantaged 

communities 
o Any strategies used to maximize education and participation in clean energy and 

transportation programs for low-income customers 
 
 

OTHER LEGISLATIVE AND REGULATORY CHANGES  

In addition to SB 350, there have been a number of recent state laws and regulations that have impacted the 
IID IRP process. These include the following key laws and regulations: 

GHG EMISSIONS REDUCTIONS  

Due to the nature of the law, IID adjusted its approach to resource planning to meet the emission reduction 
standard.  

An early California initiative for reducing GHG emissions is was Assembly Bill 32, signed into law in 2006 
by former Governor Schwarzenegger. The main strategies for making these reductions were highlighted in 
the AB 32 Scoping Plan. The GHG reduction focus was furthered in California by �*�R�Y�H�U�Q�R�U�� �%�U�R�Z�Q�¶�V��
Executive Order B-30-15, issued on April 29, 2015, which established a California GHG reduction target 
of 40 percent below 1990 levels by 2030. In 2016, the Legislature passed SB 32, which formalized the 2030 
GHG emissions reduction target of 40 percent below the 1990 levels set forth in Executive Order B-30-
15.   

In conjunction with SB 32, the Legislature passed AB 197 to provide the California Air Resources Board 
with further guidance in preparing an update to the Scoping Plan.  On December 14, 2017, CARB approved 
the second update to the Scoping Plan to reflect the targets set forth in Executive Order B-30-15 and SB 
32.   

CARB adopted a plan to reach the 1990 levels through regulations including establishing market-based 
mechanisms, which have the following components:  

1) Expand energy efficiency programs. 
2) Achieve a statewide renewable energy mix of 33 percent. 
3) Develop a Cap-and-Trade Program that links to the Western Climate Initiative partner programs to 

create a regional market system. 
4) Establish targets for transportation related GHG emissions for regions throughout California. 
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5) A�G�R�S�W���D�Q�G���L�P�S�O�H�P�H�Q�W���&�D�O�L�I�R�U�Q�L�D�¶�V�� �F�O�H�D�Q���F�D�U���V�W�D�Q�G�D�U�G�V���� �J�R�R�G�V�� �P�R�Y�H�P�H�Q�W�� �P�H�D�V�X�U�H�V�� �D�Q�G�� �W�K�H�� �/�R�Z��
Carbon Fuel Standard. 

6) Create targeted fees, including public goods charges on water use fees on high global warming 
�S�R�W�H�Q�W�L�D�O���J�D�V�H�V�����D�Q�G���D���I�H�H���W�R���I�X�Q�G���W�K�H���D�G�P�L�Q�L�V�W�U�D�W�L�Y�H���F�R�V�W�V���R�I���W�K�H���V�W�D�W�H�¶�V���O�R�Q�J-term commitment to 
AB 32. 

On July 26, 2018, CARB approved an overall IRP planning range between 30 and 53 MMTCO2e, as 
reflected in the 2017 Scoping Plan U�S�G�D�W�H�����&�$�5�%�¶�V���S�U�R�S�R�V�D�O���D�O�V�R���L�Q�F�O�X�G�H�G���D���U�D�Q�J�H���I�R�U���,�,�'���� �V�S�H�F�L�I�L�F�D�O�O�\��
524,000 MTCO2e at the low end of the range, and 925,000 MTCO2e range, or 1.745 percent of the 
electricity sector emissions. 

As stated above, Cap-and-Trade program is an important part of the CARB strategy. Recently, the 
Legislature has affirmed the extension of the Cap-and-Trade program through 2030 with the passage of AB 
398.   A detailed discussion of the Cap-and-Trade program is provided in Appendix C  

Most recently, SB 100 has passed the California Assembly was signed by the Governor.  SB 100 commits 
California to procuring energy from 100 percent carbon-emissions free resources by 2045. 

ROOFTOP SOLAR POLICIES 

SB 1 (2017) enacted Governor Schwarzenegger's Million Solar Roofs Initiative and expanded the 
�&�D�O�L�I�R�U�Q�L�D���6�R�O�D�U���,�Q�L�W�L�D�W�L�Y�H���D�Q�G���&�(�&�¶�V���1�H�Z���6�R�O�D�U���+�R�P�H�V���3�D�U�W�Q�H�U�V�K�L�S���E�\���U�H�T�X�L�U�L�Q�J���E�X�L�O�G�L�Q�J���S�U�R�M�H�F�W�V���W�R���P�H�H�W��
minimum energy efficiency levels when applying for ratepayer-funded incentives. The statute also 
recommends that photovoltaic solar system components and installations meet rating standards and 
performance requirements.   

AB 920, signed into law in 2009, implements a net energy metering rule that requires utilities to pay 
resident�L�D�O���F�X�V�W�R�P�H�U�V���D�Q�G���E�X�V�L�Q�H�V�V�H�V���I�R�U���H�[�F�H�V�V���H�Q�H�U�J�\���S�U�R�G�X�F�H�G���E�\���D���F�X�V�W�R�P�H�U�¶�V���V�R�O�D�U���S�R�Z�H�U���V�\�V�W�H�P��  AB 
510 raised the cap of the number of homes and businesses that can use NEM billing from 2.5 percent to 5 
percent �R�I���W�K�H���H�O�H�F�W�U�L�F���X�W�L�O�L�W�\�¶�V���D�J�J�U�H�J�D�W�H���F�X�V�W�R�P�H�U���S�H�D�N���G�H�P�D�Q�G. The law also addresses co-energy metering 
between publicly owned utilities and customer-generators to compensate such generators on a time-of-use 
basis. The �&�D�O�L�I�R�U�Q�L�D���3�X�E�O�L�F���8�W�L�O�L�W�\���&�R�P�P�L�V�V�L�R�Q�¶�V��NEM 2.0 program, approved in January 2016, extends 
the NEM program for the investor-owned utility territories in California, which ensures that NEM 
customers continue to receive retail rates for surplus energy, but are placed on time-of-use rates. IID 
monitors the NEM 2.0 program for trends in implementing its own NEM rules.  

On May 9, 2018, the CEC adopted 2019 Building Energy Efficiency Standards to take effect January 1, 
2020.  The new standards require that new home construction include the installation of solar photovoltaic 
systems. In promulgating the standards, the CEC acknowledged that rooftop solar generation is not 
�L�Q�W�H�Q�G�H�G���W�R���V�X�E�V�W�D�Q�W�L�D�O�O�\���H�[�F�H�H�G���W�K�H���K�R�P�H�¶�V���H�O�H�F�W�U�L�F�L�W�\���X�V�H�����(�I�I�L�F�L�H�Q�F�\���U�H�T�X�L�U�H�P�H�Q�W�V���D�O�V�R���Z�H�U�H���H�V�W�D�E�O�L�V�K�H�G��
for newly constructed healthcare facilities, and the 2019 standards added provisions to encourage demand 
responsive technologies, including battery storage and heat pump water heaters. The standards added 
�S�U�R�Y�L�V�L�R�Q�V���W�R���L�P�S�U�R�Y�H���U�H�V�L�G�H�Q�W�L�D�O���E�X�L�O�G�L�Q�J�V�¶���W�K�H�U�P�D�O���H�Q�Y�H�O�R�S�H�V���W�K�U�R�X�J�K���K�L�J�K���S�H�U�Iormance attics, walls and 
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windows. For nonresidential buildings, the new standards work to maximum the use of LED technology.  
Under the new standards, nonresidential and residential buildings are expected to use less energy and 
require less electricity from their local utilities. IID must account for these circumstances in its 
procurement and planning decisions.   

SB 859 �± STATE BIOMASS MANDATE 
In September 2016, a bill was passed that requires POUs like IID to procure energy from biomass derived 
�I�D�F�L�O�L�W�L�H�V���W�K�D�W���E�X�U�Q���V�W�D�W�H���L�G�H�Q�W�L�I�L�H�G���µ�W�U�H�H���P�R�U�W�D�O�L�W�\�¶���I�X�H�O�V�����6�S�H�F�L�I�L�F�D�O�O�\�����W�K�H���O�D�Z���V�W�D�W�H�V�� 

�³�H���� �$�� �O�R�F�D�O�� �S�X�E�O�L�F�O�\�� �R�Z�Q�H�G�� �H�O�H�F�W�U�L�F�� �X�W�L�O�L�W�\�� �V�H�U�Y�L�Q�J�� �P�R�U�H�� �W�K�D�Q�� ���������������� �F�X�V�W�R�P�H�U�V�� �V�K�D�O�O�� �S�U�R�F�X�U�H�� �L�W�V��
�S�U�R�S�R�U�W�L�R�Q�D�W�H���V�K�D�U�H�����E�D�V�H�G���R�Q���W�K�H���U�D�W�L�R���R�I���W�K�H���X�W�L�O�L�W�\�¶�V���S�H�D�N���G�H�P�Dnd to the total statewide peak demand, of 
125 megawatts of cumulative rated capacity from existing bioenergy projects described in subdivision (b) 
subject to terms of at least five years. 

(b) In addition to the requirements of subdivision (f) of Section 399.20, by December 1, 2016, 
electrical corporations shall collectively procure, through financial commitments of five years, their 
proportionate share of 125 megawatts of cumulative rated generating capacity from existing 
bioenergy projects that commenced operations prior to June 1, 2013. At least 80 percent of the 
feedstock of an eligible facility, on an annual basis, shall be a byproduct of sustainable forestry 
management, which includes removal of dead and dying trees from Tier 1 and Tier 2 high hazard 
zones and is not that from lands that have been clear cut. At least 60 percent of this feedstock shall 
�E�H���I�U�R�P���7�L�H�U�������D�Q�G���7�L�H�U�������K�L�J�K���K�D�]�D�U�G���]�R�Q�H�V���´ 

 
�,�,�'�¶�V���R�Y�H�U�D�O�O���U�H�T�X�L�U�H�P�H�Q�W���L�V���H�[�S�H�F�Wed to be an approximate $2 million impact based on current pricing. IID 
is working with SCPPA, CMUA and NCPA to find the most economical resource and is making progress 
toward the identification of that resource 

REGIONALIZATION  
While IID clearly lobbies against regionalization, California policy makers have, in recent years, debated 
the benefits of operating the Western regional grid as a single entity. The intent of regionalization in the 
�I�R�U�P���R�I���D�Q���L�Q�W�H�J�U�D�W�H�G���Z�H�V�W�H�U�Q���U�H�J�L�R�Q�D�O���H�Q�H�U�J�\���P�D�U�N�H�W���L�V���W�R���I�D�F�L�O�L�W�D�W�H���J�U�L�G���R�S�H�U�D�W�R�U�V�¶���D�E�L�O�L�W�L�H�V���W�R���P�R�U�H���H�D�V�L�O�\��
and efficiently share resources throughout the western states. Regionalization in the eastern and Midwestern 
U.S. has shown the benefits of integrated energy markets to share resources among members, but could 
cause a much different result in the west. 

AB813 was introduced to establish a pathway for the California Independent System Operator to form a 
multi-state regional transmission system organization.  Although AB813 did not advance and pass into law 
in 2018, it remains in active discussion and would certainly impact IID as a power utility and Balancing 
Authority.    

The current wording of AB813 does not require a utility to join or remain in a multistate regional 
transmission organization. Specifically, Section 8393 states that AB813 does not require any California 
transmission owner, retail seller, or local public owned electric utility to join or remain in a multistate 
regional transmission organization. The decision to join an RTO is left to the individual entity based on its 
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preference. Should the bill progress and retain its optional language, IID will perform a detailed evaluation 
of the benefits and the costs prior to making a final decision. 

To the degree that regionalization benefits California, IID could also benefit due to efficiencies and 
increased renewable energy contributions to serving load. If IID generation is the lowest cost generation to 
serve its load, then effectively, IID will continue to serve its load using its existing generation, and any 
�H�[�F�H�V�V���J�H�Q�H�U�D�W�L�R�Q���E�H�\�R�Q�G���,�,�'�¶�V���O�R�D�G���Z�L�O�O���E�H���R�I�I�H�U�H�G���L�Q�W�R���W�K�H���P�D�U�N�H�W���W�R���V�H�U�Y�H��the load of others and IID will 
be paid the market price for the excess generation, thereby, making available an additional revenue stream 
for IID. 

However, it is also acknowledged that the promise of lower power costs could also come at a cost from 
�,�,�'�¶�V���S�H�U�V�S�H�F�W�L�Y�H�����7�K�L�V���F�R�V�W���F�R�X�O�G���L�Q�F�O�X�G�H���D���O�R�V�V���R�I���F�R�Q�W�U�R�O���D�V���D���%�$�����D�Q�G���L�W���F�R�X�O�G���O�H�V�V�H�Q���W�K�H���V�R�F�L�R�H�F�R�Q�R�P�L�F��
impact of renewable energy projects in the IID service area. The net effect of the potential benefits and 
costs is difficult to surmise and depends on the details of the final structure of regionalization.  

The intent of regionalization in the form of an integrated western regional energy market is to facilitate grid 
�R�S�H�U�D�W�R�U�V�¶�� �D�E�L�O�L�W�L�H�V�� �W�R�� �P�R�U�H�� �H�D�V�L�O�\�� �D�Q�G�� �H�I�I�L�F�L�H�Q�W�O�\�� �V�K�D�U�H�� �U�H�V�R�X�U�F�H�V�� �W�K�U�R�X�J�K�R�X�W�� �W�K�H�� �Z�H�V�W�H�U�Q�� �V�W�D�W�H�V������
Regionalization has been discussed by both state lawmakers and the California Independent System 
Operator ���&�$�,�6�2�������Z�K�L�F�K���F�R�Q�W�U�R�O�V���P�X�F�K���R�I���&�D�O�L�I�R�U�Q�L�D�¶�V���H�O�H�F�W�U�L�F���J�U�L�G�������5�H�J�L�R�Q�D�O�L�]�D�W�L�R�Q���L�Q���W�K�H���H�D�V�W�H�U�Q���D�Q�G��
Midwestern U.S. has shown the benefits of integrated energy markets to share resources amongst the 
members. 

A transition to a fully integrated electricity grid in the Western United States through the creation of a 
regional independent system operator is thought by many to help integrate increased renewable energy by 
balancing supply and demand across a larger geographic area. Currently, within the Western 
Interconnection, electricity is managed by 38 separate Balancing Authorities across the United States, 
Canada, and Mexico. All 38 BAs, including CAISO, are part of the synchronized Western Interconnection, 
but each BA is independently responsible for balancing supply and demand in its own territory. The BA in 
CA include: Balancing Authority of Northern California, California Independent System Operator, Imperial 
Irrigation District, Los Angeles Department of Water and Power, PacifiCorp-West, Turlock Irrigation 
District, Bonneville Power Administration-Transmission, NV Energy, and Western Area Lower Colorado.  
In order to improve reliability, cut costs, and increase efficiency, a number of these balancing authorities 
(and BA outside of CA) are partnering in the Western Energy Imbalance Market, which is managed by 
CAISO. 

�7�K�H�� �(�,�0�� �L�V�� �D�� �³�U�H�D�O-�W�L�P�H�� �P�D�U�N�H�W�´�� �W�K�D�W���D�G�M�X�V�W�V�� �I�R�U���I�R�U�H�F�D�V�W���H�U�U�R�U�V�� �E�H�W�Z�H�H�Q�� �V�X�S�S�O�\�� �D�Q�G�� �G�H�P�D�Q�G���H�Y�H�U�\�� �I�L�Y�H��
minutes. This regional market has demonstrated numerous benefits of enhanced regional grid integration, 
such as reducing costs and greenhouse gas emissions;  however, the EIM is limited in that it only allows 
for incremental adjustments to generation dispatch schedules and only captures a small portion of the 
�U�H�J�L�R�Q�¶�V���Z�K�R�O�H�V�D�O�H���H�O�H�F�W�U�L�F�L�W�\���P�D�U�N�H�W�����&�$ISO, Western states, and other stakeholders throughout the West 
are exploring the creation of the more fully integrated regional electricity market that would be managed 
by a single system operator and include a day-ahead market. Such a market could enhanc�H���X�W�L�O�L�W�L�H�V�¶���U�H�V�R�X�U�F�H��
planning, improve grid efficiency and reliability. 
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Although AB 813 stalled this year, SB 100, which requires California to get 100 percent of its power from 
renewable and other zero-carbon resources by 2045, was signed by Governor Brown on September 10, 
2018. SB 100 specifies intermediate milestones: 40-44 percent by 2024; 45-52 percent by 2027; and 50-60 
percent by 2030. The bill to begin the process of transforming CAISO into an RTO did not advance from 
the state Senate this year, but the effort may continue in the future. Previous efforts to create an organized 
market in the West have failed to advance as well. In the SB 100 signing message, Gov. Brown reiterated 
his desire for California to join neighboring states in a power system that integrates utilities across the West. 
�+�H���L�Q�G�L�F�D�W�H�G���W�K�D�W���K�H���E�H�O�L�H�Y�H�V���D���U�H�J�L�R�Q�D�O�L�]�H�G���H�O�H�F�W�U�L�F���J�U�L�G���Z�R�X�O�G���H�Q�K�D�Q�F�H���&�D�O�L�I�R�U�Q�L�D�¶�V���O�R�Z-carbon grid by 
allowing California to share renewable resources with neighboring states, thereby reducing costs and 
increasing resiliency of the Western grid. 

In a related matter, CAISO is positioning to take a large share of the West in the competition for reliability 
coordinator customers, the Western Electricity Coordinating Council revealed recently. WECC CEO 
Melanie Frye recently stated that WECC has received tentative RC commitments from balancing authorities 
and transmission operators representing all but 2 percent of net energy load in the West. She indicated that 
�������S�H�U�F�H�Q�W���R�I���W�K�H���U�H�J�L�R�Q�¶�V���O�R�D�G���Z�L�O�O���O�L�N�H�O�\���V�L�J�Q���R�Q���Z�L�W�K �&�$�,�6�2�¶�V���Q�H�Z���5�&�����Z�K�L�O�H���������S�H�U�F�H�Q�W���R�I���O�R�D�G���Z�L�O�O���J�R��
�Z�L�W�K���6�3�3�����&�$�,�6�2�¶�V���5�&���Z�L�O�O���G�R�P�L�Q�D�W�H���W�K�H���:�H�V�W���&�R�D�V�W�����,�G�D�K�R�����0�R�Q�W�D�Q�D�����1�H�Y�D�G�D���D�Q�G���8�W�D�K���²  areas heavily 
represented in the EIM.  Southern �&�D�O�L�I�R�U�Q�L�D�¶�V���,�P�S�H�U�L�D�O���,�U�U�L�J�D�W�L�R�Q���'�L�V�W�U�L�F�W���D�S�S�H�D�U�V���W�R���K�D�Y�H���V�H�O�H�F�W�H�G���&�$�,�6�2��
as its RC. The RC elections will give SPP a presence in 21 states, adding Arizona, California, Colorado, 
Oregon, Utah, Washington and what appears to be a thin slice of Nevada to the 14 states where it currently 
has members: Arkansas, Iowa, Kansas, Louisiana, Minnesota, Missouri, Montana, Nebraska, New Mexico, 
North Dakota, Oklahoma, South Dakota, Texas and Wyoming. RCs monitor compliance with NERC and 
regional standards, including monitoring risks, taking actions to preserve reliability and leading power 
restoration efforts.   

AB 813 was introduced by Assemblyman Chris Holden, chairman of the Assembly Utilities and Energy 
�&�R�P�P�L�W�W�H�H�����$�%���������Z�R�X�O�G���D�X�W�K�R�U�L�]�H���&�$�,�6�2�¶�V���%�R�D�U�G���R�I���*�R�Y�H�U�Q�R�U�V���W�R���V�X�E�P�L�W���D���S�O�D�Q���W�R���W�K�H���&�D�O�L�I�R�U�Q�L�D���(�Q�H�U�J�\��
�&�R�P�P�L�V�V�L�R�Q�� �W�R�� �F�K�D�Q�J�H�� �W�K�H�� �,�6�2�¶�V�� �J�R�Y�Hrnance structure to include transmission owners from outside 
California. If adopted, it would be the first step in a multiyear process to make CAISO an RTO for the 
West. Supporters of AB 813 include Gov. �%�U�R�Z�Q���D�Q�G���W�K�H���&�$�,�6�2�����7�K�R�V�H���Z�K�R�¶�Y�H���R�S�S�R�V�H�G���$�% 813 include 
the Sierra Club, some municipal utilities, and some ratepayer advocates. They contend the measure would 
lump California in with coal-producing states, such as Wyoming, and put California at risk of greater 
interference from federal regulators under th�H���7�U�X�P�S���D�G�P�L�Q�L�V�W�U�D�W�L�R�Q�����3�U�H�Y�L�R�X�V���H�I�I�R�U�W�V���W�R���D�X�W�K�R�U�L�]�H���&�$�,�6�2�¶�V��
expansion have stalled during the past two years in the face of strong opposition both inside and outside of 
California. 

AB 813 does not create a multi-state regional transmission system organization, but it provides a process 
for the ISO to develop a new governance structure to take the place of the current ISO governing board 
consisting of five members appointed by the governor of California and confirmed by the state legislature. 
The new gover�Q�L�Q�J���E�R�D�U�G���Z�R�X�O�G���E�H���³�L�Q�G�H�S�H�Q�G�H�Q�W,�´���P�H�D�Q�L�Q�J���Q�R�W���D�I�I�L�O�L�D�W�H�G���Z�L�W�K���R�U���V�X�E�M�H�F�W���W�R���D�Q�\���V�W�D�W�H���S�R�O�L�F�\��
authorities or commercial interests in the power sector. The bill required that the new governance structure 
shall not be implemented before January 1, 2021. The new governing board is viewed by other states as a 
necessary step for them to allow their jurisdictional electric utilities to participate in a CAISO-led RTO. 
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With the new board in place, individual states could authorize or direct their jurisdictional utilities to join 
in forming an RTO, but these would be individual state and utility decisions that play out over years, rather 
than a single event in which the entire western interconnection becomes a single RTO. 

Some environmental groups strongly support regional expansion as a way to integrate more renewable 
resources and decrease reliance on old fossil plants across the west that might not be able to compete in 
regional markets. Other environmental groups oppose the effort because they are concerned that regional 
grids will increase fossil fuel output, particularly from coal. 

RTO benefits 

To provide reliable electricity service, demand and supply must be continuously balanced.  RTOs and ISOs 
are designed to choose which generators are committed and the dispatch levels to meet demand, based on 
resource cost and flow constraints. Existing RTOs operate day-ahead and real-time wholesale energy 
markets and various ancillary service markets. Some of the RTOs and ISOs also have a forward capacity 
market. In the day-ahead market, the RTO or ISO evaluate bids received from power plant owners/operators 
for power to satisfy forecast demand on an hourly basis. The RTO selects the resources to meet that demand 
the following day by selecting the lowest-cost resource first, then the next lowest, and so on until it has 
chosen enough generation to meet forecast demand. The units that are selected (clear) are obligated to 
provide energy during the following day for the hours that they cleared. Because the RTO selects the lowest-
cost resources available to meet load, renewable generation�² which has no fuel cost�² is usually dispatched 
first. The price paid to all generators providing power within a given hour of the day is the price offered to 
meet the last megawatt of demand from the highest-cost power plant that clears the market. This price is 
called the clearing price.  

Customer demand at any given hour is usually not exactly what was forecast the previous day. Therefore, 
RTOs operate real-time markets to account for the differences between predicted and actual demand, in 5 
to 15-minute intervals. Resources bid into the real time markets (or spot markets) are cleared in a lowest to 
highest cost, similar to the day-�D�K�H�D�G���P�D�U�N�H�W�������%�H�F�D�X�V�H���R�I���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\�¶�V���I�U�H�H���I�X�H�O�����W�K�H���P�R�U�H���U�Hnewable 
energy that is available, less higher-cost fossil generation will be dispatched to meet system load. As more 
renewable energy is available, conventional power plants are used less, and over time, become increasingly 
less economical.   

Key rationale and benefits for RTO-based organizations to handle the wholesale bulk power market are 
included in the following key table: 

RTO functions Benefits 

Provide equal access to 
transmission system 

Equal and non-discriminatory transmission system access using 
transparent and open access transmission tariffs (OATT) 
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Perform efficient market 
operations 

Operate energy, capacity, and ancillary service markets using low-
cost unit commitment and dispatch subject to transmission 
constraints 

Facilitate large, competitive, 
�³�O�L�T�X�L�G�´���P�D�U�N�H�W�V   

RTO rules encourage greater market participation, greater liquidity, 
and pricing options for participants 

Coordinate regional planning Integrated system planning with regional expansion needs and plans 

Ensure market competitiveness  
Employ a market monitor to assess market competitiveness and 
ensure no members with market power or undue influence 

Foster alternative resource 
options 

Facilitate markets for demand response and integrate renewable 
resources in the resource mix 

Integrate risk management tools 
Provide hedging products including financial transmission rights to 
mitigate congestion risks 

 

As an example, the PJM Interconnect claims that its services provide regional savings benefits of more than 
$2 billion annually including savings from energy production cost from $340-$445 million annually. The 
Midwest ISO claims similar total annual economic benefits including an estimated $180-$200 million 
annually for its centralized dispatch of energy operations 

Many stakeholders see the benefits of moving to a RTO-based transmission organization. The efforts, 
resources, and dollars invested in the current RTO system make it difficult to consider reverting to another 
framework without significant policy backtracking. Still, there are areas where further efficiencies and 
market design considerations should and may be pursued to build upon the efficiencies and grid access in 
RTO-based regions while widening the participation in devising methods to more accurately measure value 
and benefits. 

Opponents of AB813 

Those arguing against regionalization, have stated that the Western Energy Imbalance Market is already 
doing a good job at allowing energy to be bought and sold as needed among Western states, without building 
new transmission lines from wind farms outside California to consumers in California.  For example, Barry 
Moline, executive director of the California Municipal Utilities Association, which represents publicly 
�R�Z�Q�H�G�� �X�W�L�O�L�W�L�H�V�� �W�K�U�R�X�J�K�R�X�W�� �W�K�H�� �V�W�D�W�H�� �Z�D�V�� �T�X�R�W�H�G�� �D�V�� �V�D�\�L�Q�J���� �³�,�� �G�R�Q�¶�W�� �E�X�\�� �W�K�H�� �D�U�J�X�P�H�Q�W�� �W�K�D�W�� �Z�H�� �K�D�Y�H�� �W�R��
�U�H�J�L�R�Q�D�O�L�]�H�� �W�R�� �W�D�N�H�� �D�G�Y�D�Q�W�D�J�H�� �R�I�� �R�S�S�R�U�W�X�Q�L�W�L�H�V�� �H�O�V�H�Z�K�H�U�H���´�� �� �&�U�H�D�W�L�Q�J�� �P�R�U�H�� �U�H�Q�H�Z�D�E�O�H�� �H�Q�H�U�J�\�� �V�R�X�U�F�H�V�� �L�Q��
California and using in-�V�W�D�W�H���W�U�D�Q�V�P�L�V�V�L�R�Q���O�L�Q�H�V���Z�R�X�O�G���I�X�U�W�K�H�U���W�K�H���V�W�D�W�H�¶�V���D�L�P�V���Z�L�W�K�R�X�W���D�G�G�L�Q�J���U�L�V�N�����K�H���V�D�L�G������
Moreover, he said, AB813 would benefit wealthy out-of-state investors and conglomerates that want 
�&�D�O�L�I�R�U�Q�L�D�� �U�D�W�H�S�D�\�H�U�V�� �W�R�� �S�D�\�� �I�R�U�� �L�Q�I�U�D�V�W�U�X�F�W�X�U�H�� �I�U�R�P�� �Z�K�L�F�K�� �W�K�H�\�¶�G�� �S�U�R�I�L�W���� �� �³�7�K�H�U�H�¶�V�� �D�� �O�R�W�� �R�I�� �W�U�D�Q�V�P�L�V�V�L�R�Q��
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companies and a lot of renewable resource developers that want to deliver kilowatt-�K�R�X�U�V���L�Q�W�R���&�D�O�L�I�R�U�Q�L�D���´��
�0�R�O�L�Q�H���V�D�L�G�����³�7�K�H�V�H���I�R�O�N�V���Z�D�Q�W���W�R���P�D�N�H���P�R�Q�H�\���R�I�I���R�I���&�D�O�L�I�R�U�Q�L�D���´ 

Expanding the Energy Imbalance Market (EIM) is already under consideration by the CAISO and is not an 
argument against ISO expansion or a substitute for it, because the EIM by itself does not reduce the severe 
western grid fragmentation that is the source of much of the unnecessary costs, pollution, and reliability 
risks.  Coordination with the Bonneville Power Administration (BPA) has occurred for years and continues 
to improve. It does not substitute for or argue against western grid integration, which facilitates more robust 
coordination with all western utilities.   

�2�S�S�R�Q�H�Q�W�V���R�I���W�K�H���E�L�O�O���V�D�\���G�H�U�H�J�X�O�D�W�L�R�Q���R�I���W�K�H���P�D�U�N�H�W���W�K�U�H�D�W�H�Q�V���W�K�H���V�W�D�W�H�¶�V���Wransition away from reliance on 
fossil fuels, opens it up to malicious speculation and would cost residents billions of dollars in fees.  Recent 
newsletter articles explain that opponents raise the fear that this change would allow other states or the 
fede�U�D�O���J�R�Y�H�U�Q�P�H�Q�W���W�R���L�Q�F�U�H�D�V�H���L�Q�I�O�X�H�Q�F�H���R�Q���&�D�O�L�I�R�U�Q�L�D�¶�V���H�Q�H�U�J�\���I�X�W�X�U�H�����D�Q�G���W�K�D�W���W�K�H���F�K�D�Q�J�H���Z�L�O�O���V�R�P�H�K�R�Z��
harm disadvantaged communities in California. The basis for these claims is not substantiated. 

Opponents of AB813, including some environmental groups, suggest that an RTO such as that motivating 
AB813 would open up California to more fossil-fuel energy sources such as that generated by coal. They 
also express concerns that by participating in an RTO, California would be subject to the jurisdiction of the 
FERC (the Federal Energy Regulatory Commission) that could under-�F�X�W���&�D�O�L�I�R�U�Q�L�D�¶�V���U�H�Q�H�Z�D�E�O�H���S�R�U�W�I�R�O�L�R��
standard and efforts to reduce greenhouse gas emissions. Some attorneys note that the Supreme Court has 
ruled that the federal government prevails over state law.   

Proponents of AB813 

�7�K�R�V�H���D�U�J�X�L�Q�J���I�R�U���W�K�H���E�L�O�O���V�D�L�G���L�W���Z�R�X�O�G���I�X�U�W�K�H�U���&�D�O�L�I�R�U�Q�L�D�¶�V���D�P�E�L�W�L�R�X�V���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\���J�R�D�O�V���E�\���W�D�S�S�L�Q�J��
into Wyoming windmills and Arizona solar arrays, while spreading sustainable energy throughout the West. 
�³�7�K�L�V���L�V���W�K�H���G�L�U�H�F�W�L�R�Q���W�K�H���J�U�L�G���L�V���K�H�D�G�L�Q�J���L�Q���´���V�D�L�G���&�D�U�O���=�L�F�K�H�O�O�D�����1�5�'�&�¶�V���:�H�V�W�H�U�Q���W�U�D�Q�V�P�L�V�V�L�R�Q���G�L�U�H�F�W�R�U����
�³�:�H���Q�H�H�G���W�R���E�H���D�E�O�H���W�R���R�S�H�U�D�W�H���W�K�H���V�\�V�W�H�P���D�V���D���F�R�Q�J�U�X�H�Q�W���Z�K�R�O�H���´���$���V�H�W���R�I���D�P�H�Q�G�P�H�Q�W�V���D�G�R�S�W�H�G���Z�D�V���P�H�D�Q�W��
to ease the concerns of those who worried about linking deep-blue California with the red states of the 
�L�Q�W�H�U�L�R�U���:�H�V�W�����³�7�K�H���S�X�U�S�R�V�H���R�I���W�K�H���D�P�H�Q�G�P�H�Q�W�V���L�V���W�R���U�H�D�V�V�X�U�H���S�H�R�S�O�H���W�K�D�W���W�K�H���S�U�R�J�U�H�V�V���&�D�O�L�I�R�U�Q�L�D�¶�V���E�H�H�Q��
�P�D�N�L�Q�J���R�Q���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\���D�Q�G���F�O�L�P�D�W�H���F�K�D�Q�J�H���D�U�H���Q�R�W���O�L�N�H�O�\���W�R���E�H���L�Q�W�H�U�I�H�U�H�G���Z�L�W�K���´���=�L�F�K�H�O�O�D���V�D�L�G�������7�K�H��
new language included a requirement that a California TO, retail seller or publicly owned electric utility 
not join or remain a member of an RTO with a centralized capacity market. The amendments also insisted 
the state not undermine its ambitious scheme for achieving reductions in greenhouse gases and for 
purchasing electricity from renewable energy and zero-carbon sources. 

Others argue that climate action and expansion of renewable energy is currently being held back by the 
inefficient patchwork of how transmission grids are managed across the west. The California Independent 
�6�\�V�W�H�P���2�S�H�U�D�W�R�U���L�V���W�K�H���P�D�Q�D�J�H�U���R�I���P�R�V�W���R�I���&�D�O�L�I�R�U�Q�L�D�¶�V���W�U�D�Q�V�P�L�V�V�L�R�Q���J�U�L�G�����R�Y�H�U���Z�K�L�F�K���H�O�H�F�W�U�L�F�L�W�\���I�O�R�Z�V���W�R��
our homes and businesses.  In order to meet the ambitious climate and clean energy �W�D�U�J�H�W�V���R�I���&�D�O�L�I�R�U�Q�L�D�¶�V��
landmark programs California lawmakers face a major choice: give the CAISO a chance to become a full-
fledged western regional grid operator or keep the balkanized, polluting grid management system, currently 
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in place. AB813 will allow the CAISO to work with neighbors in the West to oversee transition to a full 
integration of the Western grid. Other climate leaders in the West are eager to work with California on a 
regional electrical system that supports their clean energy resources and provides affordable access to clean 
energy resources in neighboring states. By helping each other out in this way, California can take better 
�D�G�Y�D�Q�W�D�J�H���R�I���W�K�H���U�H�J�L�R�Q�¶�V���F�O�H�D�Q���H�Q�H�U�J�\�����)�R�U���H�[�D�P�S�O�H�����L�Q�V�W�H�D�G���R�I���U�X�Q�Q�L�Q�J���J�D�V���S�O�D�Q�W�V���L�Q���&�D�O�L�I�R�U�Q�L�D���W�R���W�D�N�H���X�S��
the slack when the sun goes down when California needs to meet its evening peak energy use, renewable 
power from other states could take up the slack. This makes for a cleaner, cheaper, and faster transition to 
a decarbonized energy future and will help California to meet its climate goals. 

�%�H�O�R�Z���L�V���1�5�'�&�¶�V���U�H�V�S�R�Q�V�H���W�R���T�X�H�V�W�L�R�Q�V���E�H�L�Q�J���U�D�L�V�H�G���E�\���R�S�S�R�Q�H�Q�W�V���R�I���U�H�J�L�R�Q�D�O�L�]�D�W�L�R�Q�����&�D�O�L�I�R�U�Q�L�D���V�W�D�Q�G�V���W�R��
benefit enormously by coordinating with its neighbors in an energy market that facilitates clean energy. 
NRDC argues that the W�H�V�W�H�U�Q���J�U�L�G���L�Q�W�H�J�U�D�W�L�R�Q���Z�R�X�O�G���Q�R�W���X�Q�G�H�U�P�L�Q�H���&�D�O�L�I�R�U�Q�L�D�¶�V���F�O�H�D�Q���H�Q�H�U�J�\���O�D�Z�V���D�Q�G��
policies. Instead, an expanded CAISO, covering more of the West, like all organizations doing business in 
California, would be bound by California laws. No state clean energy requirements would be eliminated. 
ISOs are policy takers, not policy makers. They must comply with the policy choices of the states they 
serve. AB813 addresses this concern by requiring the withdrawal of California utilities if the expanded 
CAISO fails to observe state policies.  

Western grid integration would not necessarily mean more reliance on out-of-state renewable resources and 
less renewable production in California. Electricity markets are a two-way street. California could import 
low-cost renewable energy when it is plentiful elsewhere and sell excess to other states, helping manage 
costs, especially important to low-income communities. State studies recently concluded that access to 
lower-cost surplus renewable energy from around the West creates an economic magnifier effect that will 
reduce electricity bills for all Californians. 

�:�H�V�W�H�U�Q���J�U�L�G���L�Q�W�H�J�U�D�W�L�R�Q���Z�R�X�O�G���Q�R�W���H�O�L�P�L�Q�D�W�H���&�$�,�6�2�¶�V���D�F�F�R�X�Q�W�D�E�L�O�L�W�\���W�R���W�K�H���&�D�O�L�I�R�U�Q�L�D���O�H�J�L�V�O�D�W�X�U�H���D�Q�G���U�L�V�N��
attacks on state policies. Like any other organization in California, a Regional System Operator must obey 
all California laws. Grid integration allows for sharing of regional energy reserves, avoiding the need for 
�G�X�S�O�L�F�D�W�L�Y�H�� �S�R�Z�H�U�� �J�H�Q�H�U�D�W�L�R�Q���� �$�%�������� �U�H�W�D�L�Q�V�� �&�D�O�L�I�R�U�Q�L�D�¶�V�� �U�L�J�K�W�� �W�R�� �Z�L�W�K�G�U�D�Z�� �X�W�L�O�L�W�L�H�V�� �I�U�R�P�� �D�� �U�H�J�L�Rnal 
transmission organization, as the ultimate measure of accountability. Regional transmission organizations 
cannot ignore state recommendations. States have an influential voice in RTO decisions. When there are 
disagreements, they can petition for review by FERC and the courts. A regional transmission operator 
would not supersede state resource adequacy standards and undermine traditional state authority to establish 
rules to determine long-term needs and how renewable generation, demand response, and energy efficiency 
can meet those needs. Every Western state insists on maintaining its right to set its own resource adequacy 
standards. Grid integration will leave resource adequacy decisions up to the states participating in a regional 
transmission organization.  

A core benefit of regional expansion is to enable greater exports of surplus in-state renewable generation. 
A process to increase export opportunities is to consolidate the 38 BAs in the West and eliminate the piling 
up of transmission access charges each one currently levies on every energy transaction. Coordinated 
scheduling of resources may help reduce grid congestion caused by bilateral deals reserving transmission 
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rights, as WECC studies have previously shown. Expansion allows operators to use the grid more to its full 
capacity, reducing the need for additional transmission lines. 

Supporters of AB813, including CalCCA and some environmental groups, suggest such an RTO would 
help advance the demand for and growth of renewable energy, as well as the ability of the power system to 
integrate renewable energy, and thus promote development of renewable energy in California. Supporters 
also observe that a change in Cal-�,�6�2�¶�V���J�R�Y�H�U�Q�D�Q�F�H���V�W�U�X�F�W�X�U�H�����V�X�F�K���D�V���W�K�D�W���S�U�R�S�R�V�H�G���L�Q���$�%�����������L�V���Q�H�F�H�V�V�D�U�\��
in order for such an RTO to be implemented. As the CalCCA position materials point out, a significant 
challenge in building local renewable resources is ensuring sufficient value to support the cost of 
construction, and a significant risk to value is the expected curtailment and negative wholesale prices. A 
broader and more effective Western market through regionalization could lower these risks for local 
renewable projects. The bill would require that a future proposal for regionalizing the grid would need to 
be developed in an open, transparent way, and reviewed broadly by the public, the CEC, the CPUC and 
CARB prior to considering any actual regionalization  Cal-CCA believes that a well-crafted plan will 
support the ability of CalCCA members to procure and build local renewable resources by creating a 
�V�W�U�R�Q�J�H�U�� �U�H�Q�H�Z�D�E�O�H�� �H�Q�H�U�J�\�� �P�D�U�N�H�W�«regionalization is also likely to further reduce greenhouse gas 
emissions by exposing coal-�I�L�U�H�G���S�R�Z�H�U���S�O�D�Q�W�V���W�R���F�R�P�S�H�W�L�W�L�R�Q���I�U�R�P���F�K�H�D�S�H�U���F�O�H�D�Q���V�R�X�U�F�H�V���´ 

Western grid integration would not �L�Q�F�U�H�D�V�H���W�K�H���O�L�N�H�O�L�K�R�R�G���R�I���I�H�G�H�U�D�O���S�U�H�H�P�S�W�L�R�Q���F�K�D�O�O�H�Q�J�H�V���W�R���&�D�O�L�I�R�U�Q�L�D�¶�V��
�H�Q�H�U�J�\�� �S�U�R�F�X�U�H�P�H�Q�W�� �D�Q�G�� �U�H�V�R�X�U�F�H�� �S�O�D�Q�Q�L�Q�J�� �S�R�O�L�F�L�H�V���� �&�D�O�L�I�R�U�Q�L�D�¶�V�� �,�6�2�� �L�V�� �D�O�U�H�D�G�\�� �V�X�E�M�H�F�W�� �W�R�� �I�H�G�H�U�D�O��
regulation, and enhanced grid integration will not change the nature or scope of that oversight. 

Background of AB813 

Some opponents to regionalization argue that regionalization puts California at risk for increased intrusion 
by FERC and the federal government in general. In that California is already regulated by FERC for its 
electricity transmission and wholesale market activities, and that the Western grid is already an 
interconnected system covering 13 states and parts of Canada and Mexico, while every state has its own 
policies about greenhouse gas emissions and renewable energy sources. Problems arising from diverse 
states with diverse policies trying to control the outcomes of a single physically-interconnected electrical 
system exist today and will continue to exist with or without an RTO. (An example is the great difficulty 
in calculating the carbon content of electricity entering CA over its interconnections with other states.) 

The US Constitution gives the federal government authority over states in matters of interstate commerce 
���W�K�H���³�F�R�P�P�H�U�F�H���F�O�D�X�V�H�´���R�I���W�K�H���F�R�Q�V�W�L�W�X�W�L�R�Q�������7�K�L�V���L�V���V�R�P�H�W�L�P�H�V���U�H�I�H�U�U�H�G���W�R���D�V���³�I�H�G�H�U�D�O���S�U�H�H�P�S�W�L�R�Q�´���D�Q�G���K�D�V��
had vast impacts in all sorts of arenas. The Federal Power Act of 1935 designates wholesale electricity 
transactions and high voltage electricity transmission as interstate commerce under the Constitution, and 
establishes FERC as the regulatory authority to implement the FPA. There have been important updates to 
the FPA through federal legislation over the years, most recently the Energy Policy Act of 1992 which 
paved the way for wholesale power markets operated by ISOs, and the Energy Policy Act of 2005 which 
created a new framework for ensuring power system reliability and security in the wake of a major blackout 
in 2003. But the underlying FPA framework has not changed substantively. FERC has been the 
implementing and regulatory authority over the relevant provisions of the 1992 and 2005 acts, and the 
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regulator of all the ISOs in the US.  As a result, the CAISO is already a FERC-jurisdictional entity, and 100 
percentof what it does is specified in its tariff.  

Any changes to the CAISO tariff that are originated by the CAISO (in contrast to ones that are ordered by 
�)�(�5�&�����P�X�V�W���K�D�Y�H���D�S�S�U�R�Y�D�O���R�I���W�K�H���&�$�,�6�2���%�R�D�U�G���E�H�I�R�U�H���E�H�L�Q�J���I�L�O�H�G���Z�L�W�K���)�(�5�&�����7�R�G�D�\�¶�V���&�$�,�6�2���E�R�D�U�G���K�D�V��
five members appointed by the governor of CA and confirmed by the CA Senate. So there may be concern 
that a board that is not CA-appointed might make different decisions about what the Regional ISO can 
submit to FERC, and some of those decisions might be less favorable to California. That is a plausible 
scenario. But the new Boar�G�� �L�V�� �U�H�T�X�L�U�H�G�� �W�R�� �E�H�� �³�L�Q�G�H�S�H�Q�G�H�Q�W�´�� �Z�K�L�F�K�� �P�H�D�Q�V�� �Q�R�W�� �W�R�� �K�D�Y�H�� �D�Q�\�� �I�L�Q�D�Q�F�L�D�O�� �R�U��
political interests with market-participating entities or specific state or local governments in the regional 
�,�6�2�¶�V���W�H�U�U�L�W�R�U�\�����,�Q���W�K�H���H�Q�G�����)�(�5�&���V�W�L�O�O���K�D�V���W�R���U�X�O�H���R�Q���Z�K�D�W�H�Y�H�U���L�V���V�X�E�Pitted to it, so has essentially the last 
word (unless the FERC decision is overturned  in the courts). 

The above should not be misconstrued to say that FERC regulation and authority are not problematic for 
states. However, with regard to AB813 and the forming of a regional ISO compared to the CAISO 
�J�R�Y�H�U�Q�D�Q�F�H�� �D�V�� �L�W���W�R�G�D�\�� �W�K�H�U�H�� �Z�R�X�O�G�� �E�H�� �O�L�W�W�O�H�� �G�L�I�I�H�U�H�Q�F�H�� �L�Q�� �)�(�5�&�¶�V�� �D�X�W�K�R�U�L�W�\�� �R�U�� �W�K�H�� �D�E�L�O�L�W�\�� �R�I�� �W�K�H�� �I�H�G�H�U�D�O��
government to overrule or undermine CA policy objectives. Conversely, Texas, Hawaii and Alaska are not 
subject to FERC regulation because they do not engage in interstate commerce for electricity. In the case 
�R�I�� �7�H�[�D�V���� �L�W�¶�V�� �E�H�F�D�X�V�H�� �7�H�[�D�V�� �G�R�H�V�Q�¶�W�� �F�R�Q�G�X�F�W�� �L�P�S�R�U�W�� �D�Q�G�� �H�[�S�R�U�W�� �W�U�D�Q�V�D�F�W�L�R�Q�V�� �Z�L�W�K�� �R�W�K�H�U�� �V�W�D�W�H�V���� �W�K�H�\�¶�U�H��
�H�V�V�H�Q�W�L�D�O�O�\���D�Q���H�O�H�F�W�U�L�F�D�O���³�L�V�O�D�Q�G�´���I�R�U���P�R�V�W���R�I���W�K�H state. Such an arrangement is not practical for CA because 
of the reliance on imports for over 20 percent of electricity supply annually. 

Gov. Brown and several prominent environmental groups including the Natural Resources Defense Council 
and the Environmental Defense Fund also back the measure, claiming it will cut costs for consumers and 
bring more clean energy into the state. They also hope the plan will phase out fossil fuel plants. Opposing 
environmental groups fear a regional grid could increase fossil fuel input, particularly from coal, into 
�&�D�O�L�I�R�U�Q�L�D�¶�V���H�Q�H�U�J�\���J�U�L�G�������3�U�R�S�R�Q�H�Q�W�V���I�R�U���W�K�H measure argue that the bill would allow for electricity to be 
�W�U�D�G�H�G���³�P�R�U�H���H�I�I�L�F�L�H�Q�W�O�\���D�F�U�R�V�V���V�W�D�W�H���O�L�Q�H�V�´���Z�K�L�O�H���D�O�O�R�Z�L�Q�J���W�K�H���V�W�D�W�H���W�R���H�[�S�R�U�W���X�Q�X�V�H�G���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\ from 
sources such as solar and wind energy producers. 

Lauren Navarro, a policy manager with the Environmental Defense Fund, told the committee the bill would 
�³�F�H�P�H�Q�W���&�D�O�L�I�R�U�Q�L�D�¶�V���O�H�D�G�H�U�V�K�L�S�´���L�Q���W�K�H���Q�D�W�L�R�Q�D�O���P�R�Y�H�P�H�Q�W���W�R���V�X�S�S�O�\���V�W�D�W�H�V���Z�L�W�K���F�O�H�D�Q���H�Q�H�U�J�\�������³�7he bill 
�H�Q�D�E�O�H�V���X�V���W�R���X�V�H���P�R�U�H���F�O�H�D�Q���H�Q�H�U�J�\���D�Q�G���W�D�N�H���G�L�U�W�L�H�U���U�H�V�R�X�U�F�H�V���R�I�I���W�K�H���J�U�L�G���L�Q���R�W�K�H�U���V�W�D�W�H�V���´���1�D�Y�D�U�U�R���V�D�L�G����
�³�>�&�D�O�L�I�R�U�Q�L�D�¶�V�@�� �U�H�Q�H�Z�D�E�O�H�V�� �D�U�H�� �O�H�V�V�� �H�[�S�H�Q�V�L�Y�H�� �D�Q�G�� �Z�L�O�O�� �E�H�� �F�K�R�V�H�Q�� �L�Q�� �R�W�K�H�U�� �P�D�U�N�H�W�V���� �7�K�L�V�� �Z�L�O�O�� �K�H�O�S�� �V�W�D�W�H�V��
�W�U�D�Q�V�L�W�L�R�Q���W�R���F�O�H�D�Q���U�H�V�R�X�U�F�H�V���´ 

The �G�H�E�D�W�H���R�Q���$�%���������K�D�V���U�H�P�L�Q�G�H�G���V�R�P�H���R�I���W�K�H���V�W�D�W�H�¶�V����������-2001 energy crisis.  In those years, the state 
suffered a shortage of energy supply caused by market manipulations and capped retail electricity prices 
which led to multiple statewide blackouts and the �F�R�O�O�D�S�V�H���R�I���R�Q�H���R�I���W�K�H���V�W�D�W�H�¶�V���O�D�U�J�H�V�W���H�Q�H�U�J�\���F�R�P�S�D�Q�L�H�V����
The state L�H�J�L�V�O�D�W�X�U�H�¶�V���S�D�V�W���X�Q�D�Q�L�P�R�X�V���D�S�S�U�R�Y�D�O���R�I���G�H�U�H�J�X�O�D�W�L�R�Q���R�I���W�K�H���V�W�D�W�H�¶�V���H�O�H�F�W�U�L�F���S�R�Z�H�U���V�\�V�W�H�P���Z�D�V��
followed by unintended consequences. Market manipulation by Enron (and possibly other entities) drove a 
major utility company into bankruptcy, caused blackouts and forced California residents to overpay billions 
of dollars. Enron was a U.S. energy-trading and utilities company that facilitated one of the biggest 
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accounting frauds in history, using false narratives to inflate revenues.  Enron was also implicated in the 
�V�W�D�W�H�¶�V�� �H�Q�H�U�J�\�� �F�U�L�V�L�V���� �7�K�H�� �(�Q�U�R�Q�� �G�H�E�D�F�O�H�� �O�H�G�� �W�R�� �W�K�H�� �F�U�H�D�W�L�R�Q�� �R�I�� �W�K�H�� �&�$�,�6�2���� �Z�K�R�V�H�� �E�R�D�U�G�� �P�H�P�E�H�U�V�� �D�U�H��
appointed by the governor. 

High electricity prices in the beginning of the 1990s caused the CPUC to become interested in and it started 
promoting further competition in electricity generation to reduce electricity production costs. In 1992 the 
commission announced its intent to examine the current electric industry and to explore alternatives to the 
�U�H�J�X�O�D�W�R�U�\���D�S�S�U�R�D�F�K�����&�D�O�L�I�R�U�Q�L�D�¶�V���H�O�H�F�W�U�L�F�L�W�\���L�Q�G�X�V�W�U�\���V�O�R�Z�O�\���H�Y�R�O�Y�H�G���L�Q�W�R���D���K�\�E�U�L�G���V�W�U�X�F�W�X�U�H���L�Q���W�K�H���I�R�U�P���R�I��
a Direct Access-type model that would allow both bilateral and market deals and give retail customers the 
choice to obtain electricity from any utility or other Energy Service Provider. The utilities would initially 
be forbidden to enter into long-term bilateral contracts and would be obliged to procure all their electricity 
through the newly established electricity market. This op�H�Q�H�G�� �W�K�H�� �Z�D�\�� �I�R�U�� �&�3�8�&�¶�V�� �I�L�Q�D�O�� �G�H�F�L�V�L�R�Q�� �L�Q��
December 1995, which laid out a set of policies to create a fully competitive electricity market and to guide 
the utilities in restructuring their operations5. This would be supported by the introduction of full retail 
competition and the vertical unbundling of the electricity industry to enable competition6. IOUs divested 
most of their instate fossil-fuel generation and sold it to independent power producers or merchant 
generators. Operational control of the utility-owned high-voltage transmission grid was transferred from 
the IOUs to the California Independent System Operator. Before restructuring, each vertically integrated 
investor-owned utility performed the grid management functions for their own specific geographical area. 
In other areas, utilities centralized these functions in a power pool. Under restructuring, the IOUs would 
remain the owners of the transmission network and distribution grids in their service area and were 
transformed into utility distribution companies1 and energy brokers or scheduling coordinators were formed 
to match electricity supply and demand in a market setting. The ISO evaluates submitted supply offers and 
demand bids and determines generator schedules based on the capabilities of the high-voltage transmission 
grid. 

�7�K�H���&�D�O�L�I�R�U�Q�L�D���3�R�Z�H�U���(�[�F�K�D�Q�J�H�����Z�D�V���F�U�H�D�W�H�G���W�R���I�X�Q�F�W�L�R�Q���D�V���&�D�O�L�I�R�U�Q�L�D�¶�V���P�D�L�Q���6�&���D�V���W�K�H���S�U�L�P�D�U�\���Z�K�R�O�H�V�D�O�H��
electricity market balancing supply and demand. In the day-ahead market, with an anticipated volume of 
90 percent of all trades, prices in these markets are hourly. In this market, buyers provide the amount of 
electricity need anticipated for each hour of the next day and the prices they were willing to pay. Sellers 
stated the amount of energy they could produce and the prices they required for each of those hours. Based 
on all the received demand and supply bids, the PX determines the highest-priced supply bid necessary for 
meeting demand during any given hour and that will set the single market-clearing price to be paid by all 

                                                             

5 California State Auditor (2001), Energy Deregulation: The Benefits of Competition Were Undermined by 
Structural Flaws in the Market, Unsuccessful Oversight, and Uncontrollable Competitive Forces, 2000-134.1R, 
Sacramento CA, www.bsa.ca.gov/bsa/, (June 2002) 

6 �
�‘�•�•�‘�™�á�����ä���ä�����t�r�r�s���á���î���ä���ä���‡�•�‡�”�‰�›���’�‘�Ž�‹�…�›���†�—�”�‹�•�‰���–�Š�‡���s�{�{�r�•�ï�á���’�ƒ�’�‡�”���’�”�‡�•�‡�•�–�‡�†���ˆ�‘�”���…�‘�•�ˆ�‡�”�‡�•�…�‡���‘�•�����•�‡�”�‹�…�ƒ�•��
Economic Policy During the 1990s, John F. Kennedy School of Government, Harvard University, June 27-30, 
2001, econ-www.mit.edu/faculty/pjoskow/files/usen1990.pdf, (December, 2001)  
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�E�X�\�H�U�V���W�R���D�O�O���V�H�O�O�H�U�V���I�R�U���H�Q�H�U�J�\���S�X�U�F�K�D�V�H�G���I�R�U���W�K�D�W���K�R�X�U�����7�K�H���V�W�D�W�H�¶�V���,�2�8�V���Z�H�U�H���U�H�T�X�L�U�H�G���W�R���V�H�O�O���D�Q�G���S�X�U�F�K�D�V�H��
all of their power through the PX until March 2002 or until the CPUC ruled that they had recovered their 
stranded costs. 

�&�D�O�L�I�R�U�Q�L�D�¶�V�� �H�F�R�Q�Rmy and subsequent electricity demand grew at a high rate during the early years of 
restructuring. Peak demand increased about 18 percent between 1993 and 1998. During those same years, 
insufficient new generating capacity was added to maintain reserve marg�L�Q�V�����F�D�X�V�L�Q�J���&�D�O�L�I�R�U�Q�L�D�¶�V���U�H�V�H�U�Y�H��
margins to fall from approximately 13 percent to approximately 4 percent.  During its first two years of 
operations�² apart from some start-up problems�² the California electricity market seemed to be working 
mostly as designed and expected. Over time, electricity producers found that uninstructed deviations from 
schedules could be profitable due to the resulting problems in balancing load and generation. These 
imbalances caused the ISO to purchase more energy reserves from the ancillary services market to balance 
the grid. Furthermore, ISO operators were coping with the new uncertainties of the electricity markets, in 
�Z�K�L�F�K���W�K�H���V�\�V�W�H�P�¶�V���O�R�D�G���D�Q�G���J�H�Q�H�U�D�W�L�R�Q���L�Q���U�H�D�O���W�L�P�H���Z�H�U�H���L�Q�K�H�U�H�Q�W�O�\���P�R�U�H���X�Q�S�U�H�G�L�F�W�D�E�O�H���F�D�X�V�L�Q�J���W�K�H���,�6�2���W�R��
purchase far more ancillary services than under the old vertically integrated structure. 

Before the end of 1998, the ISO and the PX voiced concern to the CPUC and FERC of identified flaws in 
�&�D�O�L�I�R�U�Q�L�D�¶�V�� �U�X�O�H�V�� �D�Q�G�� �P�D�U�N�H�W�� �V�W�U�X�F�W�X�U�H���� �7�K�H�� �,�6�2�� �E�H�J�D�Q�� �W�R�� �H�[�S�U�H�V�V�� �F�R�Q�Ferns about the rapid growth in 
electricity demand, the rapid reduction in reserve margins and the slow pace of new generation investments. 
In early 1999 the PX concluded that during periods of high electricity demand, market power could 
determine and set wholesale prices, thereby voicing its concerns about the spot market price volatility. To 
remedy these problems, the ISO and the PX sought to change the markets and their procedures. Within the 
first two years of operation, the ISO had filed 30 major revisions to its protocols with FERC.  Real-time 
energy prices, although more volatile and peaking in times of greater demand were roughly moving with 
day-ahead energy prices and competitive wholesale market prices for power were reasonably close to pre-
restructuring projections. 

As of the beginning of 2000, in general, restructuring seemed on track. Most encountered problems were 
solved by changing and adding procedures and market rules. Prospects for declining overall wholesale 
prices seemed favorable. Californ�L�D�¶�V�� �H�O�H�F�W�U�L�F�L�W�\�� �J�U�L�G�� �F�R�Q�Q�H�F�W�H�G�� �&�D�O�L�I�R�U�Q�L�D�� �Z�L�W�K�� �R�W�K�H�U�� �V�W�D�W�H�V�� �D�Q�G�� �L�W�V��
neighboring countries. California generation facilities had roughly 55,000 MW of capacity and the state 
�Z�D�V���D�E�O�H���W�R���L�P�S�R�U�W���D�Q���D�G�G�L�W�L�R�Q�D�O���������������0�:�����&�D�O�L�I�R�U�Q�L�D�¶�V���P�D�U�N�H�W���V�H�H�P�H�G���K�L�J�K�O�\���F�R�P�S�H�Witive and had seen 
huge increases in both the amount and volumes of electricity trading. However, when temperatures rose 
during the spring of 2000, the electricity market experienced difficulties. Both California and the entire 
Western region experienced one of the hottest summers in decades while hydropower reserves in the 
Northwest were low due to a dry winter.  New merchant generators had entered the electricity market by 
the year 2000. Many of them had bought the divested power plants from the IOUs. Hydropower, often used 
for generating electricity during peak demand hours, had limited availability due to the dry winter. Hydro 
facilities have more flexibility to provide more rapid reaction time voltage changes compared to the slower 
reaction of both nuclear and fossil-fuel plants run on steam, which are generally used to provide base-load 
power (a more steady output of electricity according to prearranged schedules). Because grid management 
and energy demand vary enormously during summertime peaks, large amounts of hydropower are used 
during the summer to meet these contingencies. Because the electricity California needed for the summer 
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was not available from traditional out-of-state sources wholesale prices began to rise above historic levels 
in May 2000. In June 2000, PG&E had to interrupt service to its customers in the San Francisco Bay Area 
for the first time in its history, brought on by high temperatures, a disproportionate number of local 
generation units being unavailable, and insufficient import capacity due to a lack of transmission capacity 
in the Bay Area. 

Throughout the 2000 summer, wholesale electricity prices in California were nearly 500 percent higher 
than during the same months in 1998 and 1999. SDGE was allowed to pass on its electricity wholesale 
prices to customers. State legislators installed a retail price cap.  During the summer of 2000, CA IOUs 
reported huge losses because they were obliged to buy power at wholesale prices far higher than the retail 
rates against which electricity could be sold, however, the CPUC did not fulfill the requests for retail rate 
increases. Even during times of reduced electricity demand and lower temperatures, electricity wholesale 
prices remained above average between May and December 2000. Natural gas prices also increased in 2000 
such that monthly average wholesale electricity price had risen to over $250 per MWh by December 2000. 
Natural gas prices in California reached their maximum in December 2000 at $58.76/MMBtu in Southern 
California. At such high prices for natural gas, many generators struggled to generate energy and sell it at 
or below the established price cap without substantial loss, resulting in deteriorating financial conditions 
for the utilities adversely impacting the creditworthiness of PG&E and SCE. Subsequently, the utilities 
stopped payments to the ISO and some small generators. The smaller generators ran up against their credit 
limits and stopped selling electricity to California.   The CPUC approved a 10 percent electricity retail price 
increase by early January 2001.  The allowed increase was not sufficient for the utilities to cover their 
ongoing wholesale power costs, nor make progress paying off their previously acquired debts.  Because of 
�W�K�H���X�W�L�O�L�W�L�H�V�¶���L�Q�D�E�L�O�L�W�\���W�R���S�D�\�����W�K�H���,�6�2���Dlso became financially non-creditworthy.  

Eventually, electricity producers refused to sell electricity to both the utilities and the ISO, preferring to sell 
their electricity in other electricity markets and other states. An accumulation of cold weather and short 
hydroelectric power supply resulted in a simultaneous strong need for electricity in the Pacific Northwest. 
By mid-January of 2001 the utilities had run out of cash and stopped paying their bills for power they had 
already purchased. FERC directed the ISO to ensure the presence of a creditworthy counter party to ensure 
financial backing for all third party energy procured for PG&E and SCE through the ISO markets. Most of 
�&�D�O�L�I�R�U�Q�L�D�¶�V���H�O�H�F�W�U�L�F�L�W�\���W�U�D�G�L�Q�J���Z�D�V���F�R�Q�G�X�F�W�H�G���R�X�W�V�L�G�H���R�I���W�K�H���3�;���E�H�F�D�X�V�H���Q�R���R�Qe was interested in dealing 
with the almost bankrupt PG&E and SCE. The State of California, acting through the California Department 
of Water Resources, began purchasing energy on behalf of the UDCs. A bill was passed authorizing the 
department to enter into long-term contracts for the purchase of net short electric power.  

During the California electricity crisis, that ISO structure broke down and the markets at the heart of this 
design became dysfunctional. There were loopholes that gave people more chances to go outside the 
parameters they are supposed to be working within. There were no provisions in the original tariff to deal 
with these eventualities. Events made clear that the market design was faulty. Some of the shortages 
exercised during that time may have been caused by lack of coordination between balancing authorities and 
by individuals with knowledge on how to manipulate the system to benefit themselves.  Many of the 
problems experienced during that era may have been avoided under the regime of a properly designed 
regional transmission organization. 
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The ISO, the PX, and the respective markets were developed and created during little more than nine months 
and not all the bugs were solved by the time operations began. Problems with the markets during that period 
have caused some to view deregulation and markets unfavorably. Properly designed markets can cause the 
realization of cost savings (CAISO studies show that regionalization could save up to $1.5 billion annually 
by 2030) as has been demonstrated by RTO markets in other regions of the US. Net demand curves (the 
�W�R�X�W�H�G�� �G�X�F�N�� �V�K�D�S�H�G�� �F�X�U�Y�H�V���� �V�K�R�Z�� �W�K�D�W�� �W�K�H�� �V�W�D�W�H�¶�V�� �O�R�D�G�� �G�L�S�V�� �L�Q�� �W�K�H�� �P�L�G�G�O�H�� �R�I�� �W�K�H�� �G�D�\�� �D�V�� �V�R�O�D�U�� �U�H�V�R�X�U�F�H�V��
increase output and then ramps up steeply in the evening as the sun sets. The steep ramps require CAISO 
to lean on fast-ramping generation to meet evening demand. Solar PV penetration in CA had reached the 
penetration level in some regions such that solar generation has to be turned off on some sunny days. 
Coordinated scheduling with a broader region might bring revenue to California by selling more solar to 
other states that would in turn save money. 

�,�Q���D�G�G�L�W�L�R�Q�����D���U�H�J�L�R�Q�D�O���J�U�L�G���P�D�\���K�H�O�S���V�X�S�S�R�U�W���&�D�O�L�I�R�U�Q�L�D�¶�V���D�P�E�L�W�L�R�X�V���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\���J�R�D�O�V���E�\���W�D�S�S�L�Q�J���L�Q�W�R��
Wyoming windmills and Arizona solar arrays, while spreading sustainable energy throughout the West. 
Some utilities in the west outside CA are looking for ways to procure more renewables, in alignment with 
�&�D�O�L�I�R�U�Q�L�D�¶�V���J�R�D�O�V�����5�H�J�L�R�Q�D�O�L�]�D�W�L�R�Q���F�R�X�O�G���K�H�O�S���&�D�O�L�I�R�U�Q�L�D���U�H�G�X�F�H���F�D�U�E�R�Q���H�P�L�V�V�L�R�Q�V��  The rest of the west 
�L�V�Q�¶�W�� �J�R�L�Q�J�� �W�R�� �G�H�F�D�U�E�R�Q�L�]�H�� �E�H�F�D�X�V�H�� �&�D�O�L�I�R�U�Q�L�D�� �G�R�H�V���� �E�X�W�� �W�K�H�\�� �Z�L�O�O�� �E�X�\�� �F�K�H�D�S�� �H�O�H�F�W�U�L�F�D�O�� �H�Q�H�U�J�\���� �W�K�H�U�H�E�\��
indirectly reducing carbon emissions.  Under regionalization, California will continue to have control over 
its resource decisions, CO2 policy, generation siting, and retail rates and programs.   

Impact of Regionalization to IID 

To the degree that regionalization benefits California, it is also acknowledged that the promise of lower 
�S�R�Z�H�U���F�R�V�W�V���F�R�X�O�G���D�O�V�R���F�R�P�H���D�W���D���F�R�V�W���I�U�R�P���,�,�'�¶�V���S�Hrspective. This cost could include a loss of control as a 
BA, and it could lessen the socioeconomic impact of renewable energy projects in the IID service area. The 
net effect of the potential benefits and costs is difficult to surmise and depends on the details of the final 
structure of regionalization.  

Joining an RTO in other regions of the country has been an option for a utility. Each utility evaluates the 
benefits and costs and makes the decision to join based on the benefits to its stakeholders. The current 
wording of AB813 does not require a utility to join or remain in a multistate regional transmission 
organization.  Specifically, Section 8393 states that AB813 does not require any California transmission 
owner, retail seller, or local public owned electric utility to join or remain in a multistate regional 
transmission organization. The decision to join an RTO is left to the individual entity based on its 
preference. Should the bill progress and remain options, IID should perform a detailed evaluation of the 
benefits and the costs prior to making a final decision. 

As a consequence of the above points, any effort to create a new multi-state regional transmission system 
organization pursuant to AB813 or similar governance change will take at least three to five years before 
the new RTO begins formal operation with those utilities that decide to become initial members �D�Q�G���,�,�'�¶�V��
current position is opposed to this policy. 

AB 2514 
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AB 2514 requires publicly owned utilities, such as IID, to determine targets for procurement of viable and 
cost-effective energy storage, to be achieved by two target dates: December 31, 2016, and December 31, 
2020. These targets are to be adopted by October 1, 2014 and reevaluated not less than every three years. 
Publicly owned utilities are required to report on its energy storage targets and procurement to the CEC. 

The CEC approved on August 1, 2018 changes to its IRP Guidelines requiring POUs to provide a narrative 
how, under SB 338, renewable resources, multi -hour energy storage, and distributed energy resources, 
including energy efficiency, are considered for meeting reliability needs during the net-peak hour.  

TRANSMISSION RESOURCES 

The IID�¶�V���O�R�Q�J-term transmission planning efforts are primarily centered on protecting and maintaining the 
IID BA and meeting retail load obligations. In addition, the IID must also provide transmission services 
under its Open Access Transmission Initiative to generators selling energy to entities outside of the IID�¶�V��
control area. 

The IID�¶�V�� �F�X�U�U�H�Q�W�� �O�R�Q�J-term transmission plan meets the needs of its retail customers. The IID is also 
working on upgrades to its major south-north transmission lines to increase near-term export capacity to 
approximately 750 MVA by 2017. However, this planned transmission upgrade soon will be totally 
subscribed and additional south-north transmission capacity will be required to export planned generation 
from the Imperial County by 2016 or 2017. 

It is almost a foregone conclusion that a major new transmission line will be constructed in the Imperial 
Valley with a number of new 500kV transmission lines proposed by private and public entities. If the IID 
does not develop this new line itself, the IID will work with the various project sponsors to develop a line 
that maximizes the benefits to the IID and its ratepayers. The IID will oppose any new lines that threaten 
its balancing authority rights or which could result in stranding the IID�¶�V investment in transmission 
resources.  

Currently the IID is involved in informal, nonbinding talks with a number of different entities on possible 
new transmission lines, generally coming from the Yuma area to Imperial Valley substation in El Centro 
and then north through Imperial Valley to Devers substation in the Palm Springs area. But there is no 
development or planning agreements with any of these entities that would like to build the new line. 

How to meet this additional demand for south-north transmission is one of the IID�¶�V���P�R�V�W���F�U�L�W�L�F�D�O���Q�H�D�U-term 
tasks. Choosing its partners and the management and financial structure of a major new transmission line 
will help the IID meet its transmission obligations and protect the IID�¶�V�� �%�D�O�D�Q�F�L�Q�J�� �$�X�W�K�R�U�L�W�\�� �U�L�J�K�W�V��and 
protect the IID�¶�V���H�[�L�V�W�L�Q�J���W�U�D�Q�V�P�L�V�V�L�R�Q���Z�K�H�H�O�L�Q�J���U�H�Y�H�Q�X�H�V���I�U�R�P���H�Q�F�U�R�D�F�K�P�H�Q�W���I�U�R�P���R�W�K�H�U���H�Q�W�L�W�L�H�V�� 

On a regional level, IID has established plans with state and regional transmission planning agencies with 
the recent proposal of the Strategic Transmissio�Q���(�[�S�D�Q�V�L�R�Q���3�O�D�Q�������7�K�L�V���S�O�D�Q���H�Q�F�R�P�S�D�V�V�H�V���,�,�'�¶�V���R�Y�H�U�D�O�O��
transmission plan that is supported by many of the projects already planned and approved. 
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BASECASE POWER SUPPLY PLAN ASSUMPTIONS 

The planning process has resulted in a proposed generation plan that meets renewables portfolio standards 
and greenhouse gas emission reduction requirements, while providing a high degree of price certainty and 
system reliability for the period of 2019 forward. 

A basic summary of the proposed resource plan, which will also be the baseline assumptions for the studies, 
include: 

Exhibit 12: 2018 BaseCase Assumptions 

 

The planned resource additions are in addition to the IID�¶�V���S�R�Z�H�U���S�X�U�F�K�D�V�H���D�J�U�H�H�P�H�Q�W���Z�L�W�K���I�R�U���W�K�H���F�X�U�U�H�Q�W�O�\��
online renewable and nonrenewable facilities, procured natural gas and procured biogas to be converted to 
renewable energy added in recent years to the IID�¶�V�� �U�H�V�R�X�U�F�H�� �P�L�[���� �$�G�G�L�W�L�R�Q�D�O�O�\���� �W�K�H�� �H�Q�H�U�J�\��
efficiency/conservation programs of load reducing, load shifting and interruptible loads that have already 
been installed are a part of the basecase assumptions as well. 

With �,�,�'�¶�V resources, the IID will generate more than 40 percent of its annual energy requirements from 
renewable energy sources by 2020 and this IRP identifies potential resources to meet the 33 percent goal 
by 2020 and the 50 percent goal by 2030 while keeping total power supply costs relatively stable for the 
next several years.  
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A key to the IID�¶�V�� �S�R�Z�H�U�� �S�O�D�Q�Q�L�Q�J�� �S�U�R�F�H�V�V�� �L�V�� �W�R�� �P�L�Q�L�P�L�]�H�� �W�K�H�� �L�P�S�D�F�W�� �R�I�� �F�K�D�Q�J�H�V�� �L�Q�� �Q�D�W�X�U�D�O�� �J�D�V�� �F�R�V�W�V����
Currently, the IID attempts to establish hedges for 36-60 months into the future. In the near term, the IID 
would like to increase its hedging activities to available five-year term, but is mainly focused on 3 years at 
this time. A longer-term hedging strategy will allow the IID to achieve price stability for a longer period in 
the future and, with the implementation of more renewables, the IID�¶�V���Y�R�O�D�W�L�O�L�W�\���S�R�W�H�Q�W�L�D�O���G�H�F�U�H�Dses since 
less fuel and less purchases will be needed. 

It is also useful to recognize that, from a rate perspective, it is not the total power supply cost that is 
important but the average cost per MWh. The proposed generation mix presented in this IRP keeps average 
energy costs rising at a relatively low rate over the next several years. 
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CHAPTER 2:  SYSTEM DESCRIPTION  

�,�,�'�¶�V���(�Q�H�U�J�\���'�H�S�D�U�W�P�H�Q�W���S�U�R�Y�L�G�H�V���H�O�H�F�W�U�L�F���S�R�Z�H�U���W�R���P�R�U�H���W�K�D�Q�������������������F�X�V�W�R�P�H�U�V���L�Q���W�K�H���,�P�S�H�U�L�D�O���9�D�O�O�H�\��
and parts of Riverside and San Diego counties. As the sixth largest utility in California, IID  controls more 
than 1,100 megawatts of energy derived from a diverse resource portfolio that includes its own generation, 
as well as long- and short-term power purchases. 

As a consumer-owned u�W�L�O�L�W�\�����,�,�'���Z�R�U�N�V���W�R���H�I�I�L�F�L�H�Q�W�O�\���D�Q�G���H�I�I�H�F�W�L�Y�H�O�\���P�H�H�W���F�X�V�W�R�P�H�U�V�¶���G�H�P�D�Q�G�V���D�W���W�K�H���E�H�V�W��
�S�R�V�V�L�E�O�H���U�D�W�H�V�����W�\�L�Q�J���W�K�H���,�,�'���D�U�H�D�¶�V���O�R�Z-cost of living directly with low-cost utilities. This is accomplished 
by producing power supply locally, using efficient, low-cost hydroelectric facilities, steam-generation 
facilities, as well as several natural-gas turbines. Environmentally friendly operations are emphasized by 
�H�P�S�O�R�\�L�Q�J���D�V���P�D�Q�\���U�H�Q�H�Z�D�E�O�H���U�H�V�R�X�U�F�H�V���D�V���D�Y�D�L�O�D�E�O�H���W�R���H�I�I�H�F�W�L�Y�H�O�\���P�H�H�W���W�K�H���V�W�D�W�H�¶�V��renewables portfolio 
s�W�D�Q�G�D�U�G�V���� �,�,�'�¶�V�� �G�L�Y�H�U�V�H�� �U�H�V�R�X�U�F�H�� �S�R�U�W�I�R�O�L�R�� �S�U�R�Y�L�G�H�V�� �F�X�V�W�R�P�H�U�V�� �Z�L�W�K�� �V�R�P�H�� �R�I�� �W�K�H�� �O�R�Z�H�V�W�� �F�R�V�W�� �U�D�W�H�V�� �L�Q��
Southern �&�D�O�L�I�R�U�Q�L�D�� �D�Q�G�� �W�K�L�V�� �V�W�D�Q�G�D�U�G�� �R�I�� �T�X�D�O�L�W�\�� �V�H�U�Y�L�F�H�� �Z�L�O�O�� �E�H�� �D�� �F�R�Q�W�L�Q�X�H�G�� �I�R�F�D�O�� �S�R�L�Q�W�� �R�I�� �,�,�'�¶�V�� �I�X�W�X�U�H��
activities. 

In 2017�����W�K�H���,�,�'�¶�V���S�H�D�N���G�H�P�D�Q�G���I�R�U�H�F�D�V�W was 1,076 MW and was the all-time high system peak demand.  
As a Balancing Authority, the IID is required to have generation resources providing spinning reserves, 
non-spinning reserves, operating reserves and planning reserves, totaling about 15 percent of the forecasted 
load. Thus, the IID required generation resources plus purchases equal to almost 1,218 MW for the peak 
summer month of 2016.  

The IID meets its annual resource requirements through a mix of IID-owned generation and a number of 
purchase power contracts that consist of must-take contracts and call options. Due to the renewables 
portfolio s�W�D�Q�G�D�U�G�D�Q�G���$�%�������¶�V���F�D�S-and-�W�U�D�G�H���U�H�J�X�O�D�W�L�R�Q�����,�,�'�¶�V���U�H�V�R�X�U�F�H���I�X�H�O���P�L�[���L�Q�F�O�X�G�H�V���E�R�W�K���F�R�Q�Y�H�Q�W�L�R�Q�D�O��
forms of generation and imported purchases, as well as renewable resources. These requirements have 
increased the need for a more diverse portfolio of varying fuel types to manage those fuels that do not allow 
economic dispatch.  

THE �,�,�'�¶S TRANSMISSION AND DISTRIBUTION RESOURCES 
The IID owns and operates electric generation, transmission and distribution facilities. The IID�¶s service 
area extends over 6,471 square miles. Its transmission and sub transmission system includes approximately 
1,800 miles of overhead transmission lines; its distribution system includes 4,404.3 miles of overhead lines 
and 1,744.1 miles of underground lines. 

The following map depicts the IIDs service area and its neighboring utilities  

Exhibit 13: IID Service Area and Neighboring Utilities 
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IID �¶S TRANSMISSION SYSTEM  
The IIDs transmission system consists of 500kV, 230kV, 161kV and 92kV transmission lines. The 
transmission system is used to wheel bulk power supplies into and through the IIDs Balancing Authority. 
The transmission expansion plans aim to provide plans to achieve diversity, sustainability and resilience to 
the bulk transmission system, distribution system and local communities while improving reliability 

500kV Transmission system 

The IID owns a portion of the Southwest Power Link 500kV line. This transmission line connects the Palo 
Verde Substation, a major wholesale electric trading hub, to the North Gila 500kV-69kV Substation near 
Yuma, Arizona. The line continues from North Gila to the Imperial Valley 500kV-230kV Substation in El 
Centro. IID also owns a portion of the 500kV HANG2 line that connects Hassayampa to North Gila 500kV 
Substations. 

230kV Transmission system 

There are two major components that comprise the IIDs 230kV transmission system. The first is a single 
circuit line between the IIDs El Centro Switching Station in El Centro and the Imperial Valley Substation 
�W�K�D�W���L�V���M�R�L�Q�W�O�\���R�Z�Q�H�G���E�\���W�K�H���,�,�'���D�Q�G���6�'�*�	�(�����W�K�H���³�6�´���O�L�Q�H�������7�K�H���V�H�F�R�Q�G���L�V���D���G�R�X�E�O�H-circuit transmission line 
that runs south to north through the IIDs service territory and interconnects the IIDs service territory with 
SCE at the Devers and Mirage substations (KN/KS lines).  

�7�K�H���.�1���.�6���O�L�Q�H���L�V���D�O�V�R���N�Q�R�Z�Q���D�V���W�K�H���,�,�'�V���³�F�R�O�O�H�F�W�R�U���V�\�V�W�H�P�´���W�K�D�W���U�X�Q�V���V�R�X�W�K���W�R���Q�R�U�W�K���D�F�U�R�V�V���W�K�H���,�,�'�V���V�H�U�Y�L�F�H��
�D�U�H�D�� �W�R�� �6�&�(�¶�V�� �0�L�U�D�J�H�� �6�X�E�V�W�D�W�L�R�Q���� �2�Q�H�� �F�L�U�F�X�L�W���L�Q�W�H�U�F�R�Q�Qects at Mirage Substation and the second circuit 
�F�R�Q�W�L�Q�X�H�V���Z�H�V�W���W�R���'�H�Y�H�U�V���6�X�E�V�W�D�W�L�R�Q���W�K�U�R�X�J�K���6�&�(�¶�V���������N�9���O�L�Q�H�� 

Four transmission substations interconnect to the collector system (from Highline in the Southern part of 
the system through Midway, then Coachella Valley and finally Ramon Substation). The interconnection 
with SCE is established at Coachella Valley Substation with Coachella Valley - �0�L�U�D�J�H���������N�9���³�.�1�´���O�L�Q�H��
and at Ramon Substation with the Ramon-�0�L�U�D�J�H�� �������N�9�� �³�.�6�´�� �O�L�Q�H���� �7�K�H�� �,�,�'-SCE interconnection is 
defined as WECC-Path 42.  

 The 230kV collector system was constructed in 1983 for the primary purpose of delivering over 500MW 
�R�I���³�S�R�Z�H�U���J�H�Q�H�U�D�W�L�Q�J���I�D�F�L�O�L�W�L�H�V���´���P�R�V�W�O�\���F�R�Q�V�L�V�W�L�Q�J���R�I���U�H�Q�H�Z�D�E�O�H���U�H�V�R�X�U�F�H�V���L�Q���W�K�H���,�,�'���V�\�V�W�H�P���D�Q�G���F�R�Q�W�U�D�F�W�H�G��
to SCE at that time.  

161kV Transmission System 

The 161kV transmission system consists of two separate lines across the IIDs service area that interconnects 
several 161kV/92kV transmission stations, providing transformation capacity from the 161kV system to 
the 92kV system. It also provides interconnection to Western through two 161kV transmission lines, from 
�,�,�'�V�� �1�L�O�D�Q�G�� �6�X�E�V�W�D�W�L�R�Q�� �W�R�� �:�H�V�W�H�U�Q�¶�V�� �%�O�\�W�K�H�� �V�X�E�V�W�D�W�L�R�Q�� �D�Q�G�� �I�U�R�P�� �W�K�H�� �,�,�'�V�� �3�L�O�R�W�� �.�Q�R�E�� �6�X�E�V�W�D�W�L�R�Q�� �W�R��
�:�H�V�W�H�U�Q�¶�V���.�Q�R�E���6�X�E�V�W�D�W�L�R�Q���D�Q�G���R�Q�H���L�Q�W�H�U�F�R�Q�Q�H�F�W�L�R�Q���I�U�R�P���W�K�H���,�,�'�V���3�L�O�R�W���.�Q�Rb Substation to the APS Yucca 
Substation.  
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This 161kV system has met the load serving requirements of the IID for over 50 years; however, as the load 
continues to grow in all regions of the IID service area, planning for necessary system upgrades has been 
ongoing. 

The existing system has also experienced additional stresses due to generating resources constructed near 
the edge of the IID service territory. 

92kV Transmission System 

The 92kV transmission/subtransmission system consists of multiple transmission lines that provide 
interconnection to the distribution substations (92kV/13.2kV) that are constantly constructed and upgraded 
to provide transformation capacity to the distribution system.  

Exhibit 14: IID Bulk Transmission and Subtransmission System 
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GENERATION RESOURCE PORTFOLIO 
The IID maintains a steady focus on diversifying its portfolio of resources to serve load, including purchases 
and internal generation.  �,�,�'�¶�V���F�X�U�U�H�Q�W���J�H�Q�H�U�D�W�L�Q�J���U�H�V�R�X�U�F�H�V���D�U�H���V�K�R�Z�Q���L�Q the exhibit below: 

Exhibit 15: Loads and Resources: 2019-2038  

 

 

The following subsections are a brief overview of these generation resources. 

HYDROELECTRIC RESOURCES 
The IID has a number of small hydroelectric facilities located on the All-American Canal and nearby 
branches. The largest of these hydroelectric facilities is Pilot Knob, a two-unit facility with a combined 
nameplate rating of 33MW. The smallest unit is Double Weir with two units each with a rating of 0.28 
MW. 

The hydroelectric units have a combined rating of about 85 MW although, due to seasonal water flows, the 
summer capacity rating is approximately 32 MW of effective summer capacity where the amount of 
generation from the hydroelectric facilities is directly dependent upon the needs of the local area agricultural 
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crops. Therefore, production will vary from season to season, but over the course of the year, the average 
hourly output from the hydroelectric facilities is approximately 32 MW. 

�7�K�H�� �,�,�'�¶�V�� �K�\�G�U�R�H�O�H�F�W�U�L�F�� �S�U�R�M�H�F�W�V�� �D�U�H�� �F�R�Q�V�L�G�H�U�H�G�� �J�U�H�H�Q�� �U�H�V�R�X�U�F�H�V�� �D�Q�G�� �H�Q�H�U�J�\�� �S�U�R�G�X�F�H�G�� �I�U�R�P�� �W�K�H�P�� �K�H�O�S�V��
�V�D�W�L�V�I�\���W�K�H���,�,�'�¶�V���5�3�6���U�H�T�X�L�U�H�P�H�Q�W�V�� 

Annual energy production from the units is approximately 270,000-280,000 MWh although this value 
changes according to water availability. 

SMALL HYDROELECTRIC PROJECT OVERVIEW 
The IID has approved the construction of low head hydroelectric plants at the West Side Main Check #8 
and at the Foxglove canal heading. The Check 8 project is currently in the design phase. The hydraulic 
turbine and generator will be provided by Spaans Babcocks. The plant will consist of two turbines and civil 
structures to channel water flow to the turbines. The existing check gates will be fully automated and the 
generation units will be unmanned and remotely controlled. The generators are rated at 219.5 kw each. The 
Check 8 project is expected to enter commercial operation in 2016 or 2017. The design of the Foxglove 
low head hydroelectric plant will commence in late 2017 with commercial operation expected in 2017 or 
������������ �7�K�H�V�H�� �X�Q�L�W�V�� �Z�L�O�O�� �E�H�� �L�Q�F�O�X�G�H�G�� �L�Q�� �,�,�'�¶�V�� �5�3�6�� �S�R�U�W�I�R�O�L�R�� SOUTHERN CALIFORNIA PUBLIC POWER 

AUTHORITY 

The Southern California Public Power Authority is a joint action agency comprised of the cities of Los 
Angeles, Glendale, Burbank, Cerritos, Vernon, Pasadena, Anaheim, Riverside, Azusa, Banning and Colton 
and the IID (the only non-municipal member of SCPPA). 

SCPPA acts as a funding entity for transmission, generation, fuel and energy efficiency projects. SCPPA 
will issue debt for the construction of new resources and then secure this debt with take-or-pay contracts 
with project participants. When IID is a party in a transaction with SCPPA and member utilities, the debt 
falls on SCPPA and therefore minimall�\���L�P�S�D�F�W�V���W�K�H���,�,�'�¶�V���F�U�H�G�L�W���U�D�W�L�Q�J�V�����7�K�L�V���L�V���D�Q���X�Q�H�T�X�L�Y�R�F�D�O���D�G�Y�D�Q�W�D�J�H��
of being a member of SCPPA. 

Joint action entities like SCPPA allow small entities the opportunity to participate in larger, cost-effective 
generation resources. A publicly-owned utility that is too small to buy an entire project can enter into a 
take-or-pay contract with SCPPA that will aggregate the needs of all its members. SCPPA will then issue 
debt to construct or purchase the generation resource and recover its debt service costs through take-or-pay 
contracts7 with the project participants.  

The IID is a participant in two SCPPA projects, San Juan Generating Station, Unit 3 and Palo Verde Nuclear 
�*�H�Q�H�U�D�W�L�Q�J�� �6�W�D�W�L�R�Q���� �,�W�� �K�D�V�� �Q�R�W�� �S�D�U�W�L�F�L�S�D�W�H�G�� �L�Q�� �W�K�H�� �P�D�M�R�U�L�W�\�� �R�I�� �6�&�3�3�$�¶�V�� �S�U�R�M�H�F�W�V���� �S�U�L�P�D�U�L�O�\ due to 

                                                             

7 A take-or-pay contract means that the participants pay the cost even if no energy is produced or they choose not to 
dispatch the generation project. 
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�J�H�R�J�U�D�S�K�L�F�D�O���L�V�V�X�H�V�����7�K�H���P�D�M�R�U�L�W�\���R�I���6�&�3�3�$�¶�V���P�H�P�E�H�U�V���K�D�Y�H���W�U�D�Q�V�P�L�V�V�L�R�Q���D�F�F�H�V�V���W�R���W�K�H���Q�R�U�W�K���D�Q�G���H�D�V�W�����E�X�W��
�W�K�H���,�,�'���G�R�H�V���Q�R�W���K�D�Y�H���W�K�H���W�U�D�Q�V�P�L�V�V�L�R�Q���U�H�V�R�X�U�F�H�V���Q�H�F�H�V�V�D�U�\���W�R���D�F�F�H�V�V���P�D�Q�\���R�I���6�&�3�3�$�¶�V���S�U�R�M�H�F�W�V�� 

SAN JUAN GENERATING STATION 

The IID had an entitlement through SCPPA of 106MW in the San Juan Generating Station Unit 3 and may 
schedule from a minimum of 27MW up to the maximum of 106MW during each hour. Due to excessive 
emissions from energy generation and the risks associated to those emissions, IID exited the agreement 
early with and exit date of December 31st, 2018. 

PALO VERDE NUCLEAR GENERATING STATION 

The IID has a small entitlement (through SCPPA) of capacity in each of three units at the Palo Verde 
�1�X�F�O�H�D�U�� �*�H�Q�H�U�D�W�L�Q�J�� �6�W�D�W�L�R�Q���� �7�K�H�� �,�,�'�¶�V��total (delivered) capacity is 14MW (5MW from each of the 3 
PVNGS units less losses). 

One of the greatest benefits of nuclear generation is the lack of any greenhouse gas emissions. Energy from 
PVNGS is expensive compared to current market prices although the reduction in greenhouse gas emissions 
�K�H�O�S�V���W�K�H���,�,�'�¶�V���H�I�I�R�U�W�V���W�R���P�H�H�W���*�+�*���H�P�L�V�V�L�R�Q���O�H�Y�H�O�V�� 

WESTERN AREA POWER ADMINISTRATION (WESTERN) PARKER-DAVIS DAM 

The IID has an entitlement of 32.6MW8 (summer) in the Parker-Davis Hydroelectric Project (Parker-Davis) 
in western Arizona. Energy from Parker-Davis is provided by Western at the rate of 3,679 MWh per MW 
of capacity per month. 

Parker-Davis energy can be primarily used during the on-peak periods, although a small portion of the 
energy must be scheduled during the off-peak periods due to water management requirements of the Parker 
and Davis dams by Western. 

While Parker-Davis is a hydroelectric project, it is not considered a renewable project by the state for RPS 
requirements. Hydroelectric projects must be less than 30MW to qualify as renewable projects. 

Parker-Davis capacity is a source of inexpensive capacity and energy. As such, the IID is continually 
defending its allocation from claims from other eligible entities, primarily Native American tribes and the 
Department of Defense. 

�7�K�H���,�,�'�¶�V���F�X�U�U�H�Q�W���D�O�O�R�F�D�W�L�R�Q���H�[�S�L�U�Hd on January 1, 2018. Western will likely start a re-allocation of Parker-
�'�D�Y�L�V�¶���F�D�S�D�F�L�W�\���L�Q�������������R�U���H�D�U�O�\���������������7�K�H���,�,�'���Z�L�O�O���K�D�Y�H���W�R���P�D�N�H���D���F�R�P�S�H�O�O�L�Q�J���F�D�V�H���D�W���:�H�V�W�H�U�Q���L�I���L�W���K�R�S�H�V��
to retain all or most of its current capacity allocation. 

BOULDER CANYON PROJECT 

                                                             

8 During the five winter months, the monthly capacity declines to 26.3MW. 
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As a part of the Lower Colorado River system via the WAPA-Parker/Davis agreement, IID was allotted a 
portion of the upgraded Hoover Damn/Boulder Canyon Project. The amount equates to about 3MW and it 
will cost a range of about $25-30/MWh. The graph below demonstrates how the 3MW will fit in the IID 
resource stack on a forecasted peak day: 

Exhibit 16: Boulder Canyon Impact on Hourly Load Stack  

 

Over the course of the year, the Boulder Canyon Project allotment will represent about 1percent of the total 
supply serving the IID energy requirements. The pie graph below illustrates the annualized energy impact: 

Exhibit 17: Boulder Canyon Annual Impact  
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YUCCA STEAM PLANT 

�2�Q�H���R�I���W�K�H���,�,�'�¶�V���P�R�V�W���L�P�S�R�U�W�D�Q�W���X�Q�L�W�V���L�V���W�K�H���<�X�F�F�D���3�O�D�Q�W���L�Q���<�X�P�D�����$�U�L�]�R�Q�D�����7�K�L�V���V�W�H�D�P���X�Q�L�W���K�D�V���D���Q�R�P�L�Q�D�O��
rating of 75MW (an operational rating of 70MW) and is used for energy and ancillary services, including 
regulation, on the �,�,�'�¶�V���V�\�V�W�H�P�����7�K�H�U�H���L�V���D�O�V�R���D�Q���D�V�V�R�F�L�D�W�H�G���J�D�V-fired turbine (19.7MW) at Yuma that is 
seldom used due to the poor heat rate of the unit. APS operates the Yucca Plant under an operating 
agreement with the IID. 

INTERNAL THERMAL GENERATION 

The IID owns 13 thermal generation units within its service territory, the Yucca generation facility in Yuma 
and also nine multi-unit hydroelectric facilities. The unit names, technology and performance are 
summarized in the exhibit below. 

Exhibit 18�����,�,�'�¶�V���*�H�Q�H�U�D�W�L�R�Q���5�H�V�R�X�U�F�H�V 
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With the exception of the Niland Units, El Centro Generation Station Unit 2 and the newly repowered El 
�&�H�Q�W�U�R���*�H�Q�H�U�D�W�L�R�Q���6�W�D�W�L�R�Q���8�Q�L�W���������P�R�V�W���R�I���W�K�H���,�,�'�¶�V���W�K�H�U�P�D�O���U�H�V�R�X�U�F�H�V���D�U�H���I�D�L�U�O�\���L�Q�H�I�I�L�F�L�H�Q�W�����1�H�Z���E�D�V�H�O�R�D�G��
generation has a heat rate of around 7,600 BTU/kWh or better and new Imperial Irrigation peaking 
generation has a heat rate of around 9,700 BTU/kWh or better. An exception to this is the Niland Gas 
Turbine units, which are peaking facilities intended to be operated during on-peak periods. In the near 
future, and as additional renewable energy resources are put online, IID generation group will need to 
provide more detailed unit air quality and emission standard information so IID can develop a capital 
replacement plan to address the aging fleet. 

BATTERY ENERGY STORAGE SYSTEM 
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�,�,�'�¶�V��BESS �L�V���O�R�F�D�W�H�G���R�Q���W�K�H���R�X�W�V�N�L�U�W�V���R�I���(�O���&�H�Q�W�U�R���R�Q���W�K�H���V�L�W�H���R�I���,�,�'�¶�V���(�O���&�H�Q�W�U�R���*�H�Q�H�U�D�W�L�Q�J���6�W�D�W�L�R�Q���D�Q�G��
the adjacent Sol Orchard Solar Farm. The BESS is designed as a high power, low energy resource rated at 
30 MW of power and 20 MWh of energy. The BESS consists of the following components: 

-  30 separate battery banks made up of 16 strings of battery modules and components 
containing 5,760 Samsung lithium ion battery trays, and associated battery management 
system controls and monitoring equipment interconnected through a Modbus 
communication network  

-  30 GE Brilliance inverters rated at 1.25 MVA up to 45 degrees centigrade and 1.1 MVA 
up to 55 degrees centigrade, with a rated power factor of +/-0.93. The inverters convert 480 
volts AC to 600-���������Y�R�O�W�V���'�&���Z�K�H�Q���W�K�H���E�D�W�W�H�U�L�H�V���D�U�H���F�K�D�U�J�L�Q�J���Z�L�W�K���H�Q�H�U�J�\���I�U�R�P���,�,�'�¶�V���J�U�L�G��
and 600-���������Y�R�O�W�V���'�&���W�R�����������Y�R�O�W�V���$�&���Z�K�H�Q���W�K�H���E�D�W�W�H�U�L�H�V���D�U�H���G�L�V�F�K�D�U�J�L�Q�J���H�Q�H�U�J�\���W�R���,�,�'�¶�V��
grid.   

-  30 GE Prolec1.25 MVA isolation transformers that transform 480 volts AC to 34,500 volts 
AC 

-  GE Mark VIe controllers designed to receive communication from and send 
�F�R�P�P�X�Q�L�F�D�W�L�R�Q���W�R���,�,�'�¶�V���(�Q�H�U�J�\���0�D�Q�D�J�H�P�H�Q�W���6�\�V�W�H�P�����(�0�6�����D�Q�G���*�(�¶�V���6�&�$�'�$���V�\�V�W�H�P����
translate and send/receive corresponding commands to and feedback from the Samsung 
battery management system. 

-  8 Trane 30 ton heat pumps and 4 Trane 25 ton air conditioning units, associated controls 
and dampers designed to maintain BESS building temperature, humidity and pressure 
within operating limits.  

-  Four zone fire suppression system designed by Schmidt utilizing 3-�0�¶�V�� �1�2�9�(�&�� �I�L�U�H��
suppression agent, early warning VESDA Laser Plus smoke detectors and secondary Kidde 
photoelectric smoke detectors. 

-  ���������N�9�������N�9�� �V�X�E�V�W�D�W�L�R�Q���W�K�D�W���L�Q�W�H�U�F�R�Q�Q�H�F�W�V���W�K�H���%�(�6�6���W�R���,�,�'�¶�V�� �W�U�D�Q�V�P�L�V�V�L�Rn grid through 
the 92 kV El Centro Switching Station.  The 38.2 MVA transformer that transforms voltage 
between 34.5 kV on the BESS side and 92 kV on the IID grid side is manufactured by 
Virginia Transformer. 

-  BESS building that houses the Samsung lithium ion batteries while the inverters and 
transformers reside outside the BESS building on housekeeping support pads.  

Exhibit 19: BESS Layout 
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�7�K�H�� �%�(�6�6�� �L�V�� �F�R�Q�W�U�R�O�O�H�G�� �E�\�� �,�,�'�¶�V�� �6�\�V�W�H�P�� �2�S�H�U�D�W�R�U�V�� �D�W�� �,�,�'�¶�V�� �6�\�V�W�H�P�� �2�S�H�U�D�W�L�R�Q�� �&�H�Q�W�H�U���� �,�,�'�¶�V��system 
o�S�H�U�D�W�R�U�V���L�Q�V�W�U�X�F�W�����Y�L�D���,�,�'�¶�V���(�0�6�����W�R���F�K�D�U�J�H���R�U���G�L�V�F�K�D�U�J�H���Z�K�H�Q���W�K�H���H�O�H�F�W�U�L�F�L�W�\���G�H�P�D�Q�G-supply balance falls 
�R�X�W�V�L�G�H�� �R�I�� �W�K�U�H�V�K�R�O�G�V���� �:�K�H�Q�� �W�K�H�U�H�� �L�V�� �H�[�F�H�V�V�� �V�X�S�S�O�\�� �R�Q�� �,�,�'�¶�V�� �J�U�L�G����system operators call on the BESS to 
�F�K�D�U�J�H���� �D�E�V�R�U�E�L�Q�J�� �H�O�H�F�W�U�L�F�L�W�\�� �I�U�R�P�� �,�,�'�¶�V �J�U�L�G���� �:�K�H�Q�� �W�K�H�U�H�� �L�V�� �D�� �V�X�S�S�O�\�� �V�K�R�U�W�I�D�O�O�� �R�Q�� �,�,�'�¶�V�� �J�U�L�G����system 
o�S�H�U�D�W�R�U�V�� �F�D�O�O�� �R�Q�� �W�K�H�� �%�(�6�6�� �W�R�� �G�L�V�F�K�D�U�J�H�� �H�Q�H�U�J�\���� �L�Q�M�H�F�W�L�Q�J�� �H�O�H�F�W�U�L�F�L�W�\�� �R�Q�W�R�� �,�,�'�¶�V�� �J�U�L�G���� �7�K�H�� �L�Q�W�H�U�D�F�W�L�R�Q��
�E�H�W�Z�H�H�Q�� �,�,�'�¶�V��system operators and the BESS is performed automatically on a second-to-second basis 
�W�K�U�R�X�J�K���,�,�'�¶�V���(�0�6���D�Q�G���6�&�$�'�$���V�\�V�W�H�P���W�K�D�W���F�R�Q�V�W�D�Q�W�O�\���P�R�Q�L�W�R�U���W�K�H���V�W�D�W�H���R�I���,�,�'�¶�V���J�U�L�G���D�Q�G���G�L�U�H�F�W�O�\���F�R�Q�W�U�R�O�V��
the BESS through a secure communication network. Furthermore, BESS is on Automatic Generation 
Control in order to respond on a second-to-second basis to voltage/frequency and energy fluctuation on the 
IID grid. 

The BESS began commercial operation on October 1, 2016. 

IID  GENERATION RESOURCE CAPITAL PLAN  
IID maintains a short- and long-term capital expenditure plan to schedule the projected maintenance 
requirements on the entire fleet of generating resources. The capital expenditure plan is broken down by 
three categories of generator types that the IID maintains and operates. They are: 

�x El Centro Steam Plant (Units 2-4) and the Yucca Steam Plant (Axis and GT21) 
�x All hydroelectric facilities 
�x Other generation resources (peaking units, resource development, etc.) 

Furthermore, the Generation group has defined projects that are required and also other potential projects 

�7�K�H�� �I�R�O�O�R�Z�L�Q�J�� �H�[�K�L�E�L�W�� �G�L�V�S�O�D�\�V�� �,�,�'�¶�V projected capital expenditure plan for generation resource broken 
down by the above categories: 

Exhibit 20: Forecasted Generation Capital Plan (2019-2026 years) 
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Exhibit 21: Forecasted Generation Capital Plan plus Other Potential Projects (2019-2026 years) 

 

The amount of capital expenditures moving forward into the future will depend on the reliability need to 
keep these units vs replacement of these facilities with new renewable facilities that may not provide 
reliability attributes in the same manner as the current IID generation fleet. 

AGING ASSETS 
While IID has made significant investments in recent years to upgrade its generation assets with the addition 
of Niland Units 1 and 2 and the repowering of El Centro Unit 3, the three other IID AGC capable units, 
Yucca Steam Unit, El Centro Unit 4 and El Centro Unit 2 are 55 years old, 46 years old and 21 years old, 
respectively. With a typical plant design life of 30 years and the five plus years to develop and construct a 
new plant more than100 MW, consideration of future generation assets seems warranted at this time. Below 
�L�V���D���V�X�P�P�D�U�\���R�I���W�K�H���D�Y�H�U�D�J�H���D�J�H���R�I���,�,�'�¶�V���R�Z�Q�H�G���I�D�F�L�O�L�W�L�H�V�� 

Exhibit 22: �$�Y�H�U�D�J�H���$�J�H���R�I���,�,�'�¶�V���*�H�Q�H�U�D�W�L�R�Q Facilities 
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Additionally, b�H�O�R�Z���L�V���D���J�U�D�S�K���R�I���W�K�H���D�J�H���R�I���,�,�'�¶�V���L�Q�V�W�D�O�O�Hd generation resources/capacity: 

Exhibit 23: IID Generation Fleet Age and Replacement Plan 
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�$�V�� �U�H�I�O�H�F�W�H�G���L�Q���W�K�L�V�� �J�U�D�S�K�����D�� �V�L�J�Q�L�I�L�F�D�Q�W���D�P�R�X�Q�W���R�I�� �,�,�'�¶�V��installed resources/capacity are greater than 30 
years old and IID will need to consider this as it moves forward with the evaluation of adding new resources 
flexible for ramping and economic dispatch. The age of the IID resources are a key factor in unit reliability 
and cost to maintain these facilities. However, retirements can be costly as opposed to just adding other 
resources like energy storage. This is discussed further later in this document. 

LONG TERM MAINTENANCE PLAN  
IID Generation Hydroelectric and thermal assets are maintained and operated according to the original 
equipment manufacturers recommendations. Improvements are made to each unit based on an identified 
need for improved safety, environmental and regulatory compliance, reliability, or efficiency. Evaluations 
of each units performance and efficiency is compared against a new resource to determine if an economical 
advantage would be gained by either a retirement or replacement of that unit. New resource that are under 
consideration include repowering an existing unit, addition of peaking gas turbines, addition of 
reciprocating engine generation, renewables, purchased power agreements as well as energy storage 
projects and green field construction in both the Imperial and Riverside counties. 

POWER PURCHASE AGREEMENTS 
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�0�D�Q�\���R�I���W�K�H���,�,�'�¶�V���U�H�V�R�X�U�F�H�V���D�U�H���R�O�G���D�Q�G���L�Q�H�I�I�L�F�L�H�Q�W���D�Q�G�����D�V���D���U�H�V�X�O�W�����W�K�H���,�,�'���K�D�V���U�H�O�L�H�G���R�Q���D���Q�X�P�E�H�U���R�I��power 
purchase agreements to meet much of its energy requirements. Some of t�K�H�� �,�,�'�¶�V�� �H�[�L�V�W�L�Q�J�� �J�H�Q�H�U�D�W�L�R�Q��
resources have been counted as operating reserves.  

There are a number of components that are studied prior to entering into a PPA. These include the amount 
of capacity required, the amount of capacity required at different hours of the day, the structure of the PPA 
itself, including such things as the fixed price, the energy price and how often it is expected to be used. The 
second is the transmission availability and cost. 

�%�H�O�R�Z���L�V���D���V�X�P�P�D�U�\���W�D�E�O�H���R�I���D�O�O���R�I���,�,�'�¶�V���F�R�Q�W�U�D�F�W�V�� 

Exhibit 24: �,�,�'�¶�V���3�X�U�F�K�D�V�Hd Power Agreements 

 

The IID must always ensure that transmission exists for a new PPA. The following exhibit identifies where 
the IID can import energy and the approximate amount of transmission capacity available to the IID.  

Exhibit 25: Import Transmission Capacity 
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Legend:  

SCE = Southern California Edison at Mirage 230 kV 

SDG&E = San Diego Gas and Electric at Imperial Valley Substation 

WAPA = Western Area Power Authority at Blythe/Knob 

PV = Palo Verde 

 The largest single purchase the IID currently has is with the San Juan Unit 3 through an agreement for 
partial ownership of the plant with other SCPPA members. The IID entitlement is for up to 106MW for all 
hours of the year. The PPA allows the IID to schedule from 20 to 106MW (before losses) and can be shut 
down if necessary. 

The IID also relies on a number of heat-rate options for peaking capacity. A heat-rate option has a fixed 
price that is determined by the likelihood of energy being called upon and an energy price determined by 
the daily spot price of natural gas. The lower the heat rate (hence the more likely the option is to be 
exercised), the higher the option premium price. 

For example, a heat-rate option of 7,600 BTU/kWh may have an option cost of $8.00 kW-month, while a 
heat-rate option with a 14,000 BTU/kWh may have an option cost of only $2.00 kW-month. 

The type of option depends upon the likelihood of actually exercising the option and having to pay for the 
associated energy. If the option is likely to be called only a few times per year for a few hours during peak 
periods, then the IID would want to minimize the annual fixed cost. If the option were likely to be called 
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multiple times each month, then the IID would be better off paying more for the option and lowering the 
energy costs by reducing the option heat rate. 

SPOT PURCHASES 

The IID has been aggressively purchasing energy in the short-term and hourly markets during the past 
several years. During the first quarter of 2013, IID became its own Scheduling Coordinator9 with the CAISO 
�D�Q�G���Z�L�W�K���W�K�L�V���V�W�D�W�X�V�����,�,�'�¶�V���U�H�D�O-time and day-ahead trading activities have a new paradigm of procedures 
and philosophy.  

The development of the Real-Time Trading Floor has increased the market/economic displacement and 
system optimization potential in addition to the tenured Day-Ahead Trading Floor that accomplishes the 
same goal on a day-ahead basis. In 2015, short-term purchases (both day ahead and real time) made up 
almost 14 percent of total energy requirements, compared to less than 6 percent in 2007. In 2015, due to 
the increased integration of local renewable resources, the short-term purchases made up about 13 percent. 
Both groups may essentially accomplish the same goal; however, the two groups have distinct activities 
and accountabilities. The Day-�$�K�H�D�G���7�U�D�G�H�U�V���D�U�H���U�H�V�S�R�Q�V�L�E�O�H���I�R�U���G�H�Y�H�O�R�S�L�Q�J���W�K�H���Q�H�[�W���G�D�\�¶�V���O�R�D�G���I�R�U�H�F�D�V�W��
for the IID system. After reviewing internal/external generating resource and intertie outages and 
limitations, they stack intertie resources and generating u�Q�L�W�V���L�Q���H�F�R�Q�R�P�L�F���R�U�G�H�U���X�Q�W�L�O���H�D�F�K���K�R�X�U�¶�V���I�R�U�H�F�D�V�W�H�G��
demand is met. While this is always done in the most economic order, there are times when resources may 
be dispatched out of economic order to meet system reliability and regulatory/legislative requirements. 
After all internal generation schedules are determined, natural gas requirements are estimated and spot 
�P�D�U�N�H�W���S�X�U�F�K�D�V�H�V�� �D�U�H���P�D�G�H���D�V�� �Q�H�F�H�V�V�D�U�\���� �(�D�F�K���G�D�\�¶�V���U�H�V�R�X�U�F�H���S�O�D�Q���D�Q�G���L�Q�L�W�L�D�O���V�F�K�H�G�X�O�H�V�� �D�U�H�� �F�U�H�D�W�H�G���D�Q�G��
submitted to the IID System Operations group for system load flow studies to verify that all reliability 
criteria is met. When a supply need is determined by Resource Planning, long-term natural gas and electric 
energy prices are obtained and deals are executed to meet the identified needs. All of the activities 
performed enhance system reliability and provide significant economic benefit and future energy security 
for the IID system.  

In comparison, the Real-Time Traders monitor actual hourly system load and develop hourly load forecasts 
for each hour of the current day. From this they are able to determine hourly generating resource 
requirements and assess electricity market conditions to determine the most economic scenario to meeting 
hourly load requirements. This can involve the purchase of energy from third parties and/or dispatch of 
more economic internal generating resources. In cooperation with the IID system operators, costs and 
hourly balancing requirements are used to determine when energy sales or purchases are required. All of 
the activities performed enhance system reliability and provide significant economic benefit and energy 
security for the IID system. 

                                                             

9 A schedule coordinator is responsible for scheduling all generation and transmission resources under its 
operational control with the Western Electricity Coordinating Council and is required to staff for 24 hours of the day 
and maintain greater control over transmission schedules than the IID currently does. 
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In 2017, short-term purchases (both day ahead and real time) made up almost 13 percent of total energy 
�U�H�T�X�L�U�H�P�H�Q�W�V�����F�R�P�S�D�U�H�G���W�R���O�H�V�V���W�K�D�Q�������S�H�U�F�H�Q�W���L�Q�����������������$�Q���H�[�S�U�H�V�V�L�R�Q���L�Q���W�K�H���J�H�Q�H�U�D�W�L�R�Q���L�Q�G�X�V�W�U�\���L�V���W�K�D�W���³�D��
�X�W�L�O�L�W�\���P�D�N�H�V���E�H�V�W���X�V�H���R�I���J�H�Q�H�U�D�W�L�R�Q���E�\���Q�R�W���R�S�H�U�D�W�L�Q�J���L�W���´���7�K�L�V���L�P�S�O�L�H�V���W�K�D�W���D���X�W�L�O�L�W�\���L�V���R�S�W�L�P�L�]�L�Q�J���U�H�V�R�X�U�F�H�V��
when it is a�E�O�H���W�R���S�X�U�F�K�D�V�H���H�Q�H�U�J�\�� �D�Y�D�L�O�D�E�O�H���L�Q���W�K�H�� �P�D�U�N�H�W�S�O�D�F�H���D�W���D���O�R�Z�H�U���F�R�V�W���W�K�D�Q�� �W�K�H�� �X�W�L�O�L�W�\�¶�V�� �F�R�V�W���R�I��
generating. 

The IID, with its high heat-rate generating resources, is able to reduce power supply costs by taking 
advantage of market opportunities when they exi�V�W�����7�K�H���,�,�'�¶�V���V�W�U�D�W�H�J�\���K�D�V���E�H�H�Q���W�R���P�H�H�W���P�X�F�K���R�I���L�W�V���H�Q�H�U�J�\��
and reliability requirements with less costly, imported energy and only have enough generation online to 
meet its BA obligations. There are advantages and challenges of being a balancing authority. One of the 
big advantages is being a self-sufficient utility that has the ability to take advantage of economic resources 
and pass those savings on to its ratepayers while some of the challenges are making sure that reliability and 
regulatory requirements are met on a daily basis.  

�7�K�H���,�,�'�¶�V���J�H�Q�H�U�D�W�L�R�Q���U�H�V�R�X�U�F�H�V���U�D�Q�J�H���I�U�R�P���K�\�G�U�R�H�O�H�F�W�U�L�F���U�H�V�R�X�U�F�H�V���R�Q���W�K�H���$�O�O-American Canal System to 
the Palo Verde Nuclear Generation Station near Phoenix and natural gas and diesel generation within or 
�Q�H�D�U���W�K�H���,�,�'�¶�V���V�H�U�Y�L�F�H��territory. 

Power purchase agreements include fixed-price, must-take contracts and options that satisfy the majority 
�R�I���W�K�H���,�,�'�¶�V���H�Q�H�U�J�\���U�H�T�X�L�U�H�P�H�Q�W�V�����7�K�H���,�,�'�¶�V���L�Q�W�H�U�Q�D�O���J�D�V-fired generation tends to be older, cost ineffective 
units (with a few exceptions). These units can be used to meet internal capacity requirements but generally 
are too inefficient and costly to operate for long periods of time and many have limited hours of operation 
due to air quality restrictions. 

BALANCING AUTHORITY OBLIGATIONS 

As a Balancing Authority in the Western Electric Coordination Council, IID. A Balancing Authority Area 
is an electrical system bounded by sufficient metering to measure interchange with other areas and is 
capable of controlling its Resources to balance net actual interchange with net scheduled interchange.is 
responsible for meeting the standards defined by the North American Electric Reliability Corporation for 
such entities to maintain reliable operation of the bulk electric system.   

As a BA, the district has the obligation to: 

�x Match generation to load; 
�x Maintain scheduled interchanges with other Balancing Authorities; 
�x Maintain the frequency in real-time of the power system. 
�x Help/cooperate interconnection regulate and stabilize alternating current frequency 
�x Avoid overloading transmission segments  
�x Avoid inadvertent exchange of energy 

In order to meet these obligations, the district integrates resource plans ahead of time, and maintains in real 
time the balance of electricity resources and electricity demand.  IID must forecast hourly retail load and 
know the schedules of generators selling energy to entities located in other balancing authorities. The 
district must have sufficient generation and power purchases to meet forecasted load plus reserves. 
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The District is a participant in the Southwest Reserve Sharing Group. As a member of the SRSG, the 
�'�L�V�W�U�L�F�W�¶�V���K�R�X�U�O�\���F�R�Q�W�L�Q�J�H�Q�F�\���U�H�V�H�U�Y�H���R�E�O�L�J�D�W�L�R�Q�V���D�U�H���U�H�G�X�F�H�G���I�U�R�P���D�S�S�U�R�[�L�P�D�W�H�O�\�����������0�:���W�R���D�U�R�X�Q�G��������
MW during the summer. This Reserve obligation is determined by sending total generation and load 
�Q�X�P�E�H�U�V���D�O�R�Q�J���Z�L�W�K���,�,�'�¶�V���0�6�6�&�����0�R�V�W���6�H�Y�H�U�H���6�L�Q�J�O�H���&�R�Q�W�L�Q�J�H�Q�F�\�����W�R���W�K�H���5�6�6�����5�H�V�H�U�Y�H���6�K�D�U�L�Q�J���6�R�I�W�Z�D�U�H����
�H�Y�H�U�\���P�L�Q�X�W�H���D�O�R�Q�J���Z�L�W�K���D�O�O���R�W�K�H�U���P�H�P�E�H�U�V�¶���L�Q�I�R�U�P�D�W�L�R�Q�����%�D�V�H�G���R�Q���W�K�H���6�5�6�*���J�U�R�X�S�V���U�H�V�H�U�Y�H���U�H�T�X�L�U�H�P�H�Q�W��
the numbers are then allocated back to all group members through the RSS software. 

Renewable resources create a special scheduling problem for the District, particularly solar generation. 
These types of renewable resources are classified as intermittent resources.  As cloud cover impacts solar 
generation, the BA is required to make up any generation shortfall.  Initially the shortfall is made up from 
excess spin, but based on the magnitude of the cloud cover there may be situations where non-spinning 
resources are utilized. 

Currently IID has Independent Power Producers that are both Statically and Dynamically scheduled.  There 
are a small number of IPPs that are Pseudo Tie units, for scheduling purposes both Pseudo Tie and 
Dynamically scheduled units are handled the same way.  The Statically scheduled generators are required 
to match scheduled generation to actual generation within a 2 MW band. If their generation goes to zero, 
the District quickly adjust their schedule to zero.  For a brief period, the IID units will react to the loss of 
the Static IPP generation, the IID unit response will last until the schedule adjustment is fully implemented 
into the EMS system. The Dynamic schedules and Pseudo Tie schedules are tagged after-the fact for the 
amount of MWs produced for the hour. The district has implemented Dynamic scheduling which has 
reduced the burden of providing ancillary services and short-term replacement energy.  requiring purchasers 
in nearby balancing authorities importing energy to have dynamic scheduling capabilities rather than 
providing any ancillary services for power scheduled for export. 

As more solar generation is developed within the d�L�V�W�U�L�F�W�¶�V���V�H�U�Y�L�F�H���W�H�U�U�L�W�R�U�\�����W�K�H��district will continue to see 
challenges in providing quick-response to balancing loads and generation and the need for spinning and 
non-spinning reserves.  IID currently has roughly 140MW of solar generation serving load along with about 
65MW of rooftop solar. IID installed a 33MVA (20MWH) battery energy storage system in 2016, which 
provides quick-response to fluc�W�X�D�W�L�R�Q�V�� �R�I�� �V�R�O�D�U�� �L�Q�W�H�U�P�L�W�W�H�Q�W�� �U�H�V�R�X�U�F�H�V�� �L�Q�� �,�,�'�¶�V�� �%�$�� �E�X�W�� �D�V�� �P�R�U�H�� �V�R�O�D�U��
generation is used to serve IID load the addition of more battery system capacity to absorb the fluctuations 
of the system is desired. The battery is able to absorb MWs in lighter load situations and generate MWs 
�G�X�U�L�Q�J�� �K�L�J�K�H�U�� �O�R�D�G�� �V�L�W�X�D�W�L�R�Q�V���� �,�Q�F�U�H�D�V�L�Q�J�� �E�D�W�W�H�U�\�� �U�H�V�R�X�U�F�H�V�� �Z�L�W�K�L�Q�� �,�,�'�¶�V�� �%�$�� �Z�L�O�O�� �K�H�O�S�� �R�I�I�V�H�W�� �V�R�O�D�U��
intermittencies thus allowing more solar generation to come on-line without curtailments or de-rates. 
Currently there is another 30 MW solar plant projected to come on-line to serve IID load in 2019, however 
there are currently no projects to increase battery resources. 

SOUTHWEST RESERVE SHARING GROUP (SRSG) 

A NERC registered entity, the Southwest Reserve Sharing Group administers requirements related to 
compliance with BAL-001, BAL-002, and BAL-002-WECC-2, and EOP-011. 

SRSG participants share contingency reserves to maximize generator dispatch efficiency. Shared reserves 
decrease costs of compliance with the Disturbance Control Standard and contribute to electric reliability in 
the Western Interconnection. Formed in 1998 as the successor to the Inland Power Pool, the SRSG's 
geographic area covers the southwest United States including Arizona, New Mexico, Southern Nevada, 
parts of Southern California including the Imperial Valley, and El Paso, Texas.  
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The group's primary document is the participation agreement which was accepted by FERC in 2001. The 
SRSG Operating Committee is currently reviewing and providing changes to the Participation Agreement 
for approval. Operating Procedures are approved by the Operating Committee, and give day-to-day 
operating details not found in the Participation Agreement. The SRSG must report as a group whether or 
not it recovers from any disturbance of 816 MW or greater. All parties involved in a disturbance (including 
those supplying assistance) must submit the data required within five business days of the event. 
Participants may count short-term purchases as reserves provided the participant has sufficient transmission 
to support the activation of such purchases to the load center. This includes spinning reserve purchases. 
�,�,�'�¶�V���U�H�V�H�U�Y�H���R�E�O�L�J�D�W�L�R�Q���L�V���G�H�W�H�U�P�L�Q�H�G���E�\���V�H�Q�G�L�Q�J���W�R�W�D�O���J�H�Q�H�U�D�W�L�R�Q���D�Q�G���O�R�D�G���Q�X�P�E�H�U�V���D�O�R�Q�J���Z�L�W�K���,�,�'�¶�V���0�6�6�&��
(Most Severe Single Contingency) to the RSS (Reserve Sharing Software) every minute along with all other 
�P�H�P�E�H�U�V�¶���L�Q�I�R�U�P�D�W�L�R�Q�����%�D�V�H�G���R�Q���W�K�H���6�5�6�*���J�U�R�X�S�V���U�H�V�H�U�Y�H���U�H�T�X�L�U�H�P�H�Q�W���W�K�H���Q�X�P�E�H�U�V���D�U�H���W�K�H�Q���D�O�O�R�F�D�W�H�G���E�D�F�N��
to all group members through the RSS software. As per SRSG Operating procedures IID must test each 
affected generation facility a minimum of every two years for capacity and ramp rates. IID will perform the 
SRSG testing in the summer of 2018. 

OTHER RELIABILITY STANDARDS 
Reliability Standards are the planning and operating rules that IID follows to ensure the most reliable system 
possible. These standards are developed by the industry using a balanced, open, fair and inclusive process 
managed by the NERC Standards Committee. The Committee is facilitated by NERC staff and comprised 
of representatives from many electric industry sectors.  
 
Proposed standards are reviewed and approved by the NERC Board of Trustees, which then submits the 
standards to the U.S. Federal Energy Regulatory Commission and Canadian provincial regulators for 
approval. Once approved by these governmental agencies, the standards become legally binding on all 
owners, operators and users of the bulk power system. 
 
IID System Operations has implemented all the required training plans and procedures in meeting the most 
anticipating of the Personnel Performance, Training and Qualification (PER) standards.     
When new standards are developed IID will derive an implementation plan in order to make sure that IID 
is compliant with all standards.  Future enforcement standards include BAL-005-1, EOP-004-4, EOP-
005-3, EOP-008-2.  IID staff has developed plans and will be ready to comply with each standard by their 
respective effective dates. 

RENEWABLE IMPACT OVERVIEW 
�5�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\���U�H�V�R�X�U�F�H�V���L�Q�W�H�J�U�D�W�H�G���L�Q�W�R���,�,�'�¶�V���H�O�H�F�W�U�L�F���S�R�Z�H�U���V�\�V�W�H�P�V���Z�L�O�O���E�U�L�Q�J���F�H�U�W�D�L�Q���F�K�D�Q�J�H�V���K�D�Y�L�Q�J��
a significant impact on system performance and efficiency. The specific impact focus is on solar energy, 
the renewable resources with the most potential for significant penetration in the near term.  The table below 
�L�O�O�X�V�W�U�D�W�H�V���W�K�H���G�L�I�I�H�U�H�Q�F�H���E�H�W�Z�H�H�Q���W�K�H���K�R�X�U�V���W�K�D�W���V�R�O�D�U���L�V���D�Y�D�L�O�D�E�O�H���D�Q�G���W�K�H���K�R�X�U�V���Z�K�H�Q���,�,�'�¶�V���O�R�D�G���U�D�P�S�V���X�S��
and down throughout the day: 

Exhibit 26: Solar Availability vs. IID Load Curve 
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The most critical element of renewable impact would be the variability of resources and accounting for 
sufficient commitment and dispatch of reserve generation to guarantee the reliability �R�I���,�,�'�¶�V���V�\�V�W�H�P���L�Q���W�K�H��
event that the renewable resource suddenly becomes unavailable. Furthermore, dynamically scheduling the 
�U�H�Q�H�Z�D�E�O�H�� �U�H�V�R�X�U�F�H�V�� �Q�R�W�� �D�� �S�D�U�W�� �R�I�� �V�H�U�Y�L�Q�J�� �,�,�'�¶�V�� �O�R�D�G�� �Z�L�O�O�� �U�H�G�X�F�H�� �W�K�H�� �U�H�V�H�U�Y�H�� �U�H�T�X�L�U�H�P�H�Q�W�V����However 
increasing solar  that serves �,�,�'�¶�V���O�R�D�G���Z�L�O�O���U�H�T�X�L�U�H���Q�H�Z���J�H�Q�H�U�D�W�L�R�Q���W�R���H�Q�V�X�U�H���,�,�'�¶�V���D�E�L�O�L�W�\���W�R���P�H�H�W���U�H�V�H�U�Y�H��
requirements. This can be done by building new quick start gas turbines or battery storage.  At this time, 
the District has a 33MVA 20MWH battery storage system.  The battery storage system is used for reliability 
�L�Q���R�U�G�H�U���W�R���P�D�L�Q�W�D�L�Q���,�,�'�¶�V���&�3�6���E�R�X�Q�G�D�U�L�H�V���D�Q�G���W�R���K�H�O�S���V�P�R�R�W�K���D�Q�\���V�R�O�D�U���V�Z�L�Q�J�V���R�U��instant change in load. 
The Battery will also be black-start capable which will increase the relia�E�L�O�L�W�\���L�Q���,�,�'�¶�V���%�D�O�D�Q�F�L�Q�J���$�X�W�K�R�U�L�W�\����
The load following of the solar will be key in reducing the impact on the system and backing the full loss 
of the resource.  

Initially many IPPs had made the switch from Static scheduling to Dynamic scheduling as a result of BAL-
002-WECC-2. Starting in 2016 a large number of the IPP plants reverted back to Static schedules. This will 
increase IID�¶�V reserve obligation by having to account for more Statically scheduled �J�H�Q�H�U�D�W�L�R�Q���L�Q���,�,�'�¶�V��
BA ancillary service. 

Furthermore, SB33 requires POUs to observe the net peak demand. This is an activity that IID has already 
implemented into its planning activities due to the impact of a shifting load profile and the variance between 
the hourly demand of energy vs the resources available that also include some intermittent resources. Below 
is a chart that illustrates an example of how the peak hour of demand may not necessarily reflect the max 
net short hour: 

Exhibit 27: Peak Load Hour vs Net Peak Demand 
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IID observes every hour of the year to ensure that supplies meet demand, even during hours when demand 
is not the highest. �)�X�U�W�K�H�U�P�R�U�H�����Z�K�H�Q���W�K�H���G�H�I�L�Q�L�W�L�R�Q���R�I���³�&�D�U�E�R�Q���1�H�W�����´���U�H�V�R�X�U�F�H�V���L�V���I�L�Q�D�O�L�]�H�G�����,�,�'���Z�L�O�O���S�O�D�Q��
to meet this net peak demand with its current re�V�R�X�U�F�H�V���D�O�R�Q�J���D�Q�\���U�H�V�R�X�U�F�H���W�K�D�W���T�X�D�O�L�I�L�H�V���D�V���³�&�D�U�E�R�Q���1�H�W��
��� .́ 

SUPPLY CURVE WITH RPS INTEGRATION 

With the recent developments in greenhouse gas requirements and renewable resource integration, the 
energy industry has seen a major shift in supply resource stacking and traditional supply dispatch order. In 
the past, a common supply curve would show the base load resources with the lowest dispatchable costs at 
the bottom of the curve, but with renewable contracts that are essentially must take, the supply curve is now 
filled with the must-take base load resources at the top of the curve since renewable prices are typically 
higher than conventional energy prices. This, of course, all depends on the price of natural gas and power. 
The graph below illustrates a traditional supply curve with the newest developments of renewable resource 
integration included in the curve. 
 

Exhibit 28: 2018 Supply Curve 
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ANCILLARY SERVICES 

Ancillary services required to move energy through, out of, within or into the IID BA include:  

�x Scheduling, System Control and Dispatch Service: Service is required to schedule the movement 
of energy through, out of, within or into the IID BA. 

�x Reactive Supply and Voltage Control from Generation Sources Service: Service is required in order 
to maintain voltages in the IID transmission system within acceptable limits; IID generation must 
produce or absorb reactive power. 

�x Regulation and Frequency Response Service: Service is required to provide for the continuous 
balancing of resources with load and for maintaining scheduled interconnection frequency at sixty 
cycles per second.  

�x Energy Imbalance Service: Service is required when a difference occurs between the scheduled and 
actual delivery of energy to a load located within the IID BA.  

�x Operating Reserve, Spinning Reserve Service: Service is required to serve load immediately in the 
event of a system contingency.  

�x Operating Reserve, Supplemental Reserve Service: Service is required to serve load in the event of 
a system contingency; however, it is not available immediately to serve load but rather within a 
short period of time.  

�x Generator Imbalance Service: Service is required when a difference occurs between the energy 
scheduled and actual delivery of energy from a generating facility located within the IID BA. 

Four types of ancillary services products for IID are frequency response, regulation, spinning reserve and 
non-spinning reserve. Frequency response is the ability of a system or elements of the system to react or 
respond to a change in system frequency. 



Integrated Resource Plan �`�^�_�f 

 

76 

 

Regulation or regulating reserve is the amount of spinning reserve responsive to Automatic Generation 
Control. Regulating reserves are deployed to correct minute to minute deviations in system frequency or 
return system frequency to a desired range following a system disturbance. Regulation energy is used to 
�F�R�Q�W�U�R�O���V�\�V�W�H�P���I�U�H�T�X�H�Q�F�\���W�K�D�W���F�D�Q���Y�D�U�\���D�V���J�H�Q�H�U�D�W�R�U�V���D�F�F�H�V�V���W�K�H���,�,�'�¶�V���V�\�V�W�H�P���D�Q�G���P�X�V�W���E�H���P�D�L�Q�W�D�L�Q�H�G���Dround 
60 hertz. Units and system resources providing regulation are certified by IID and SRSG. The generators 
must respond to AGC signals to increase or decrease their operating levels depending upon the service 
being provided, regulation up or regulation down. 

NERC &  FERC 
NERC is the Electric Reliability Organization certified by the Federal Energy Regulatory Commission to 
establish and enforce reliability standards for the bulk power system. NERC develops and enforces 
reliability standards; assesses adequacy annually via a 10-year forecast, and summer and winter forecasts; 
monitors the bulk power system; and educates, trains and certifies industry personnel. 

IID is impacted by regulation standards approved by NERC and FERC.  Future standard development from 
these organizations in the come years will see an increased impact by required certification for plant 
operators, relay technicians, and as well any craft affecting the BES.  

FERC ORDER 764 
IID currently utilizes the OATI WebTrans software for transmission scheduling and currently has the 
capability to accommodate the intra-hour scheduling of transmission and the checkouts of intra-hour 
schedules with neighboring BAs. Listed below is a news event listed on the OATI company website 
announcing their status of compliance with FERC Order 764. 

Multiple facets of intra-hour scheduling are currently in use by OATI customers. The OATI ETRM and 
Transmission Operations solutions will provide the increased functionality and efficiencies to meet the 
needs of this order through continued enhancements.  

This FERC order requires each public utility transmission provider to offer intra-hourly transmission 
scheduling to ensure charges for energy imbalance services are just and reasonable. The intra-hour 
scheduling provisions provide opportunity for variable energy resources to align the energy schedules with 
forecasted production as conditions change within the hour.  

Industry-leading OATI software solutions will provide features that allow suppliers to effectively 
participate in the management of resource schedules, resulting in fewer energy imbalance conditions. In 
addition, the ETRM (WebTrader) and transmission operations (WebTrans) suite of applications are being 
updated to support continued compliance with North American Electric Reliability Corporation (NERC) 
standards and North American Energy Standards Board business practices and provide features to 
efficiently manage the increase in scheduling granularity. 

If a customer wanted to schedule transmission intra-hour, the customer would have to utilize an existing 
TSR or purchase transmission on the IID OASIS. As per the IID OATT, the lowest increment of 
transmission that can be purchased is non-firm hourly and firm hourly. IID does not offer an intra-hour 
transmission product. This can be found in the OATT under schedule 7 and schedule 8. 
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CURRENT ENERGY REQUIREMENTS AND SYSTEM LOSSES  
 

In 2017, IID had energy requirements of 3,738 GWh. These energy requirements consisted of sales to end 
use customers (3,441 GWh) and make-up energy for system losses (296,375 MWh). System losses increase 
the amount of power required to serve the electric needs of IID customers and result in increased fuel costs,  
increased energy production or purchases, and increased use of the power system.  

�7�K�H���W�D�E�O�H���S�U�R�Y�L�G�H�V���D���F�R�P�S�D�U�L�V�R�Q���R�I���,�,�'�¶�V���V�W�D�W�L�V�W�L�F�V���Z�L�W�K���R�W�K�H�U���E�D�O�D�Q�F�L�Q�J���D�X�W�K�R�U�L�W�L�H�V�����Z�K�L�F�K���L�O�O�X�V�W�U�D�W�H�V���W�K�D�W��
IID transmission losses (from power flow model) are within the average value of other balancing 
authorities. 

Exhibit 29: WECC Power Flow Model Results 

 

Future challenges on the horizon include the impact of distributed generation on system losses. IID 
continues to manage and identify losses found in its power system. Reduction of these losses allows IID to 
provide a more efficient, more reliable and higher quality electric service. Additionally, IID is in the process 
of establishing a long-term program to reduce the transmission and distribution losses. 

Potential Loss Reduction strategies include:  

1. Establish distribution line re-conductor program;  
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2. Install additional distribution capacitor banks, as required, to provide a consistent electric 
service;  

3. Extend existing transmission lines to improve service to concentrated loads.  

NATURAL GAS PRICES 

Natural gas purcha�V�H�V���D�F�F�R�X�Q�W���I�R�U���D�Q�\�Z�K�H�U�H���E�H�W�Z�H�H�Q���������D�Q�G���������S�H�U�F�H�Q�W���R�I���W�K�H���,�,�'�¶�V���W�R�W�D�O���S�R�Z�H�U���V�X�S�S�O�\��
costs (approximately $55million or 25percent in 2017�����D�V���I�X�H�O���I�R�U���,�,�'�¶�V���Q�D�W�X�U�D�O-gas-fired generation fleet. 
The IID has a procurement program designed to reduce the volatility of the cost of purchasing natural gas 
for a rolling three-year period. 

Natural gas prices are considered among the most volatile of commodity prices (wholesale energy prices 
generally trend with natural gas prices). The volatility is driven by weather and supply-demand conditions. 
Various long- and short-�W�H�U�P���P�D�U�N�H�W���F�R�Q�G�L�W�L�R�Q�V���F�D�Q���K�D�Y�H���D���V�L�J�Q�L�I�L�F�D�Q�W���L�P�S�D�F�W���R�Q���,�,�'�¶�V���H�Q�H�U�J�\���F�R�V�W�V�����)�R�U��
example, in a $10/MMbtu natural gas market where costs are expected to be high, an increase of $2/MMbtu 
represents an increase of 20 percent and IID would certainly notice the difference, however the expectations 
�D�U�H���D�O�U�H�D�G�\���K�L�J�K���F�R�V�W�V�����2�Q���W�K�H���R�W�K�H�U���K�D�Q�G�����L�Q���D���������0�0�E�W�X���P�D�U�N�H�W�����W�K�H���,�,�'�¶�V���H�[�S�H�F�W�D�W�L�R�Q�V���D�U�H���W�R���K�D�Y�H���O�R�Z��
costs, but a change of just $1.5/MMbtu represents an increase of 50 percent, where the impacts of the market 
change could possibly have a greater impact than the first example, if IID does not have enough natural gas 
procured in advance along with the expectation of low costs. Over the past five years, natural gas prices 
have ranged from a monthly average high of $12.50 to a low of $1.85, although daily prices have been as 
low as $1.75/MMbtu10.  

 

The above represents the monthly average of the day-to-day transactions at the SoCal Citygate trading hub. 
The SoCal Cityga�W�H�� �W�U�D�G�L�Q�J�� �K�X�E�� �L�V�� �W�K�H�� �P�D�L�Q�� �O�R�F�D�W�L�R�Q�� �W�R�� �S�X�U�F�K�D�V�H�� �Q�D�W�X�U�D�O�� �J�D�V�� �I�R�U�� �,�,�'�¶�V�� �R�Z�Q�H�G�� �L�Q�W�H�U�Q�D�O��

                                                             

10 Source: Energy Information Administration, Department of Energy. Regional prices have shown even greater 
volatility with prices in Southern California as high as $14.00/MMbtu on several days in the spring of 2008. 
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generation also known as native generation. As displayed above, the natural gas prices can be highly volatile 
ranging from the $14/MMbtu to $2/MMbtu. This wide range can c�D�X�V�H�� �,�,�'�¶�V�� �H�Q�H�U�J�\�� �F�R�V�W�V�� �W�R�� �I�O�X�F�W�X�D�W�H��
within the year after approval of the fuel and purchased power budget and, therefore, any price changes that 
are not monitored can cause an undulation throughout the entire organization. IID participates in a long-
term procurement plan to hedge against these situations. 

It is important to distinguish the difference between the daily spot market and the futures pricing market of 
natural gas. While the two are almost directly linked in terms of pricing direction and activity, the spot 
market and the futures market carry varying types of risk. The spot market can move 30 cents in a day and 
may fluctuate significantly in a matter of minutes due to its dependence on the current information of 
fundamental market drivers. The futures market also fluctuates significantly, but other considerations are 
involved, such as the future market condition of the fundamental drivers for the future traded term, which 
is built into the future prices. Also, the futures market can be indirectly affected by the interest rates that 
are also constantly fluctuating. A risk premium is added to the futures price when the futures market is 
contained and the risk premium is subtracted when the futures market is backwardized in comparison to the 
daily spot market. Additionally, the futures market can contain a higher level of uncertainty, which could 
increase costs since it is further in the future than the spot market. These types of distinguishable, yet 
unpredictable differences are part of what make the management of energy and natural gas price risks a 
challenging task. Below is an example of what a forward price curve looks like for the procurement of a 
futures gas commodities contract, which, like the spot market, changes daily. 

 

Exhibit 30: Futures Natural Gas Price Curve (2018-2030) 

  

The following exhibit compares the long-term volatility of the monthly average historical daily spot prices 
and the monthly average of the projected daily spot prices from the EIA.  
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Exhibit 31: Monthly Average of Daily Spot Prices (2010-2040) 

 

 

While the projected monthly average of the daily spot price is different than the futures market, the trend is 
similar. As observed in the above graph, post-2000 prices have been extremely volatile and, even though 
prices have been more volatile in the past three years, IID considers the possibility of historical repetition 
in all resource utilization activities. 

The IID has an established history of hedging its energy risks to reliably serve its customers at the most 
stable and lowest possible costs. Last year, the District conducted a comprehensive review of its energy risk 
management policy, practices and procedures and has revised its policy, practices and procedures to better 
position the District in the rapidly changing electric industry and energy market environment to continue 
�W�R���I�X�O�I�L�O�O���W�K�L�V�� �P�L�V�V�L�R�Q�����7�K�H���U�H�Y�L�V�H�G���H�Q�H�U�J�\�� �U�L�V�N�� �P�D�Q�D�J�H�P�H�Q�W���S�R�O�L�F�\�� �Z�D�V�� �D�S�S�U�R�Y�H�G���E�\�� �'�L�V�W�U�L�F�W�¶�V�� �%�R�D�U�G���R�I��
Directors on October 24, 2017. 

The newly revised policy provides for an energy risk management framework consisting of the following 
elements: 

�x A four-year energy risk hedging program with specific monthly energy and capacity hedging 
targets (as percentages of monthly energy and peak capacity requirements);  
 

�x Periodic preparation of Power Strategy Sheet and Power Resources Portfolio Risk Report which 
provide detailed analysis of energy hedging strategies; and  
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�x Approval of the PSS and PRPR by the Energy Risk Management Group prior to the execution of 
energy hedging strategies by the d�L�V�W�U�L�F�W�¶���H�Q�H�U�J�\���G�L�Y�L�V�L�R�Q���V�W�D�I�I�� 

Consistent with the policy and to smoothly transition into the newly revised policy, this PRPR provides the 
detailed analysis of the energy hedging strategy for the calendar year 2019 only in lieu of four-year energy 
risk hedging plan as the new policy calls for. This PRPR also serves to provide the technical support for 
�F�D�O�H�Q�G�D�U���\�H�D�U�������������3�6�6�����6�W�D�I�I���L�V���F�R�Q�F�X�U�U�H�Q�W�O�\���V�H�H�N�L�Q�J���(�5�0�*�¶�V���D�S�S�U�R�Y�D�O���R�I�������������3�6�6���V�R���W�K�D�W���V�W�D�I�I���F�D�Q���E�H�J�L�Q��
implementation of the hedging strategy for calendar year 2019. Staff is planning to prepare the PRPR and 
the PSS for the remaining period of this hedging cycle (CY 2020-2022) in the Fall of 2019 or in 2020 for 
�(�5�0�*�¶�V�� �U�H�Y�L�H�Z�� �D�Q�G�� �D�S�S�U�R�Y�D�O�� �D�W���W�K�D�W�� �W�L�P�H���� �D�O�W�K�R�X�J�K�� �L�W�� �D�S�S�H�D�U�V�� �What the amounts to be hedged for those 
future periods are minimal at this time.  

�7�K�H���F�K�D�U�W���E�H�O�R�Z���V�K�R�Z�V���,�,�'�¶�V���F�X�U�U�H�Q�W���Q�D�W�X�U�D�O���J�D�V���S�R�V�L�W�L�R�Q���R�I���S�U�R�F�X�U�H�G���Q�D�W�X�U�D�O���J�D�V���D�Q�G���S�U�R�M�H�F�W�H�G���U�H�T�X�L�U�H�P�H�Q�W�V��
of natural gas for the end of 2018 through 2020: 

Exhibit 32: Natural Gas Procurement Program - Position 

 

 

The IID observes the natural gas markets as well as energy markets continuously and manages risk of the 
uncertain prices of natural gas by applying four multifaceted approaches of procurement:  

1. Programmatic - Layering in a set amount of natural gas periodically to ensure that the annual 
position requirement will be fulfilled; 

2. Opportunistic - Taking advantage of opportunities in bearish markets where prices are below 
budget forecasted prices; 
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3. Defensive - Defending against budget increases in bullish markets where prices are approaching or 
above the budgeted prices; 

4. Value at Risk - With the calculation of the budgetary Value at Risk, IID maintains the given 
parameters from the IID Risk Policy. 

LOAD RESOURCE BALANCE 

�7�K�H���,�,�'�¶�V���H�[�L�V�W�L�Q�J���U�H�V�R�X�U�F�H�V���D�Q�G���S�R�Z�H�U���S�X�U�F�K�D�V�H���D�J�U�H�H�P�H�Q�W�V���D�U�H���V�X�I�I�L�F�L�H�Q�W���W�R���P�H�H�W���W�K�H���I�R�U�H�F�D�V�W�H�G���O�R�D�G���I�R�U��
2018. By 2019, the IID is short capacity to meet forecasted load requirements during the summer months 
mainly due to the natural load growth projected in the load forecast. 

�,�G�H�Q�W�L�I�\�L�Q�J���W�K�H���U�L�J�K�W���P�L�[���R�I���Q�H�Z���U�H�V�R�X�U�F�H�V���W�R���P�H�H�W���W�K�H���,�,�'�¶�V��������9 resource deficit is critical. The IID must 
meet regulatory requirements, such as the RPS requirements and GHG emission levels, while attempting 
to minimize annual costs. An incorrect resource mix could lead to higher costs than necessary or prevent 
the IID from meeting GHG requirements. 

RENEWABLE RESOURCES 

Unlike other areas of the state, the IID has a number of geothermal, solar, wind and biomass alternatives 
available within its service territory to meet not only its renewable-energy requirements but also other 
California utilities requirements as well. Estimates of the potential renewable-energy alternatives within 
the Imperial County range as high as 4,000MW of financially viable renewable-energy sources. 

Choosing the right mix as well as type of renewable resources has and continues to be a more challenging 
task for the IID. The best fit of the renewable resources is found through consideration and analysis of the 
operational and economic effects of intermittent and base load resources. The market has continued 
changing making different types of renewable resources more competitive than others yet increasing 
operational risk associated with them. Conventional geothermal base load resources have a very limited 
ability to schedule and dispatch to meet hourly load profiles.  Solar and wind resources are only available 
during certain hours and may not be available when necessary (especially wind generation, which tends to 
be unavailable during the peak hours of the day). Additionally, the intermittency of solar and wind resources 
c�D�X�V�H�� �,�,�'�¶�V�� �%�D�O�D�Q�F�L�Q�J�� �$�X�W�K�R�U�L�W�\�� �W�R���L�Q�F�U�H�D�V�H�� �D�Q�F�L�O�O�D�U�\�� �V�H�U�Y�L�F�H�� �U�H�V�H�U�Y�H�V���� �E�R�W�K�� �V�S�L�Q�Q�L�Q�J�� �D�Q�G�� �Q�R�Q-spinning. 
This increase in carrying spinning and non-spinning reserves also contains a hidden cost, called the 
integration cost that must be understood and calculated when considering the various types of renewable 
resources available to IID to fulfill the RPS requirement. Choosing too much of a specific technology can 
result in surplus energy that must be sold at a loss or could cause undesirable system instability that 
increases costs. 

DESERT VIEW POWER PPA (GREENLEAF) 

Prior to 2011, Desert View Power acquired the Colmac Biomass Plant and solicited the output of the plant 
to IID. IID agreed to a 10-year term PPA that places IID as the sole off-taker of the 45MW plant.  
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The payment for the output of the plant includes all environmental attributes, including Category 1 RPS 
RECs from an Eligible Renewable Resource (ERR). A part of the agreement provides that the seller has 
about two months out of the year to perform regularly scheduled maintenance. During these times, IID will 
receive about half of the total maximum plant output. 

Even though the plant fully qualifies as an ERR under the CEC, which governs the RPS, the plant is located 
on an Indian Reservation and CARB c�R�Q�V�L�G�H�U�V���W�K�L�V���W�\�S�H���R�I���U�H�V�R�X�U�F�H���W�R���E�H���Z�K�D�W���L�V���N�Q�R�Z�Q���D�V���D���³�V�S�H�F�L�I�L�H�G��
�U�H�V�R�X�U�F�H�´�����7�K�L�V���G�H�V�L�J�Q�D�W�L�R�Q���S�O�D�F�H�V���W�K�L�V���U�H�V�R�X�U�F�H���L�Q�W�R���D���F�D�W�H�J�R�U�\���W�K�D�W���L�V���Q�R�W���H�[�H�P�S�W���I�U�R�P���W�K�H���F�D�S-and-trade 
allowance system so the output from the plant is estimated to utilize about 15,000 MTCO2e of allowances 
each year. The unrealized value of this is estimated to be around $225k/yr. if the price of allowances is 
$15/MTCO2e. 

Over the course of a year, the plant is expected to produce nearly 325,000 MWh that IID will be able to 
fully count towards the RPS goal. 

HEBER-1 GEOTHERMAL PROJECT 

In the second quarter of 2013, the IID signed a 10-year power sales agreement with SCPPA in a joint 
participation project with LADWP to purchase the production at the existing Heber-1 Geothermal Facility. 
The agreement is for 33percent of the plant output in the first three years and 22percent in the remaining 
term and will provide IID with about 15MW (min. of 13MW and max. of 19MW) in the first three years of 
the agreement starting in the end of 2015. After �W�K�H���I�L�U�V�W���W�K�U�H�H���\�H�D�U�V�����,�,�'�¶�V���S�R�U�W�L�R�Q���E�H�F�R�P�H�V�������0�:�����P�L�Q����
of 8MW and max. of 12MW). The remaining portions will be delivered to LADWP. 

This contract will provide the IID with about 120,000-166,000 MWh of renewable production that is 
scheduled on a 7x24 base load basis. This unit is considered a base load unit that will provide the IID with 
2-4percent of the total RPS requirement at a competitive price.  

SUNPEAK SOLAR 1 
In 2009, IID issued RFP No. 693 for the development of local renewable resources. Simultaneous, to this 
RFP, IID was observing offers available through the SCPPA renewable RFP and, as a result of both of these 
processes; IID selected the best project available at the time, which was for the development of a 20MW 
solar project located in Niland. 

The IID signed a 30-year PPA for the full output of the plant, which has a maximum capacity of 23MW 
and provides the IID close to 46,000 MWh per year of CEC certified Category 1 Renewable-Energy Credits. 

In addition to the renewable benefits of this project, IID negotiated an option-to-buy agreement which, if 
executed, significantly lowers the overall levelized cost of energy. The following exhibit demonstrates how 
the buyout option saves the IID a significant amount of money. 
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Exhibit 33: SunPeak No. 1 PPA Structure with Option to Buy at Year 7 

 

 

SOLORCHARD SOLAR  
In 2011, IID solicited offers through RFP No. 814 for the local development of renewable resources, 
particularly on IID-owned land near the IID El Centro Steam Generating Facility. IID was also observing 
offers through the open SCPPA RFP process and, as a result of these processes, IID selected the best offers. 
This selection included the SolOrchard Solar Project to be developed on IID-owned lands adjacent to the 
El Centro Steam Generating Facility. 

The SolOrchard PPA is for the full output of a 20MW newly developed solar facility which provides the 
IID about 50,000 MWh of renewable energy. This project became commercially operational at the end of 
2013. 

ORMAT SOLAR 
Another result of the process described above was the agreement between IID and Ormat for the full output 
�R�I�� �D���Q�H�Z�O�\�� �G�H�Y�H�O�R�S�H�G���V�R�O�D�U���I�D�F�L�O�L�W�\�����7�K�L�V�� �����0�:�� �V�R�O�D�U���S�U�R�M�H�F�W���L�V���O�R�F�D�W�H�G���L�Q���W�K�H�� �+�H�E�H�U���D�U�H�D���Q�H�D�U���2�U�P�D�W�¶�V��
Geothermal Generation facilities and will generate close to 25,000 MWh annually of CEC certified 
renewable energy. 

This contract is for the development of a thin film solar photovoltaic project and Ormat will sell IID power 
for a term of 20 years under the agreement and deliver the energy directly to the IID system. The project 
construction is currently underway and the facility is expected to be fully operational in 2014. 
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SUNPEAK SOLAR 2 
�,�Q���D�G�G�L�W�L�R�Q���W�R���W�K�H���S�U�R�F�H�V�V�H�V���G�H�V�F�U�L�E�H�G���D�E�R�Y�H�����W�K�H���,�,�'�¶�V���%�R�D�U�G���R�I���'�L�U�H�F�W�R�U�V���U�H�T�X�H�V�W�H�G���D�Q���D�G�G�L�W�L�R�Q�D�O���3�3�$���W�R��
be signed. As a result of this process, IID signed a 30-year PPA for the full output of a 20MW solar facility, 
which will be located near the already commercially operating SunPeak 1 solar facility in the Niland area 
and will interconnect to the Niland 92kV Substation. 

This project will provide IID with about 46,000 MWh of renewable generation and was commercially 
available at the end of 2014. 

96WI 8ME, LLC 
On November 18, 2014, the district executed a power purchase contract for approximately 30 MW of 
photovoltaic renewable energy from 8Minute Energy and Gesamp Solar, (joint venture 
�S�D�U�W�Q�H�U�V�K�L�S���R�Z�Q�H�U�V�K�L�S���� �S�K�R�W�R�Y�R�O�W�D�L�F�� �S�U�R�M�H�F�W�� ���³�&�D�O�L�S�D�W�U�L�D�� �6�R�O�D�U�� �&�R�P�S�O�H�[�´���� �O�R�F�D�W�H�G�� �Z�L�W�K�L�Q�� �W�K�H�� �'�L�V�W�U�L�F�W�¶�V��
�H�O�H�F�W�U�L�F���V�H�U�Y�L�F�H���E�R�X�Q�G�D�U�L�H�V�����7�K�H���S�U�R�M�H�F�W�¶�V���P�H�P�E�H�U���L�Q�W�H�U�H�V�W���Z�D�V���W�U�D�Q�V�I�H�U�U�H�G���W�R���6�R�Oar Frontier, LLC on May 
27, 2015.  The project is expected to come on line no later than December 31, 2016.  The term of the 
agreement is for 25 years from the commercial operation date. Energy generated from this contract qualifies 
as category 1 renewable energy 96WI 8ME, LLC 

On November 18, 2014, the district executed a power purchase contract for approximately 30 MW of 
photovoltaic renewable energy from 8Minute Energy and Gestamp Solar, (joint venture 
�S�D�U�W�Q�H�U�V�K�L�S���R�Z�Q�H�U�V�K�L�S���� �S�K�R�W�R�Y�R�O�W�D�L�F�� �S�U�R�M�H�F�W�� ���³�&�D�O�L�S�D�W�U�L�D�� �6�R�O�D�U�� �&�R�P�S�O�H�[�´���� �O�R�F�D�W�H�G�� �Z�L�W�K�L�Q�� �W�K�H�� �'�L�V�W�U�L�F�W�¶�V��
�H�O�H�F�W�U�L�F���V�H�U�Y�L�F�H���E�R�X�Q�G�D�U�L�H�V�����7�K�H���S�U�R�M�H�F�W�¶�V���P�H�P�E�H�U���L�Q�W�H�U�H�V�W���Z�D�V���W�U�D�Q�V�I�H�U�U�H�G���W�R���6�R�O�D�U���)�U�R�Q�W�L�H�U�����/�/�&���R�Q���0�D�\��
27, 2015.  The project is expected to come on line no later than December 31, 2016.  The term of the 
agreement is for 25 years from the commercial operation date. Energy generated from this contract qualifies 
as category 1 renewable energy. 

REGENERATE POWER, LLC 
On May 27, 2014, the district executed a power purchase contract for approximately 30 MW of photovoltaic 
�U�H�Q�H�Z�D�E�O�H�� �H�Q�H�U�J�\�� �I�U�R�P�� �5�H�J�H�Q�H�U�D�W�H�� �3�R�Z�H�U���� �/�/�&�� ���³�6�H�Y�L�O�O�H�� �6�R�O�D�U�´���� �O�R�F�D�W�H�G�� �Z�L�W�K�L�Q�� �W�K�H��d�L�V�W�U�L�F�W�¶�V�� �H�O�H�F�W�U�L�F��
�V�H�U�Y�L�F�H���E�R�X�Q�G�D�U�L�H�V�����7�K�H���S�U�R�M�H�F�W�¶�V���P�H�P�E�H�U���L�Q�W�H�U�H�V�W���Z�D�V���W�U�D�Q�V�I�H�U�U�H�G���W�R���6�H�Yille Solar 11, LLC on October 14, 
2014.  A Change of Control Agreement for Seville Solar, LLC was approved on June 30, 2015, in which 
Duke Solar acquired 100percent of the membership interest of Seville Solar Holdings. The project is 
expected to come on line by June 1, 2016. The term of the agreement is for 25 years from the commercial 
operation date. Energy generated from this contract qualifies as category 1 renewable energy. 

GEOGENCO, LLC 
On June 17, 2015, the District executed a power purchase contract for a 4 MW proof-of-concept geothermal 
�S�U�R�M�H�F�W�����³�*�H�R�*�H�Q�&�R���3�U�R�M�H�F�W�´����  The contract is unique in that it relates to a conceptual technology referred 
�W�R�� �D�V�� �³�G�R�Z�Q�� �K�R�O�H�� �K�H�D�W�� �H�[�F�K�D�Q�J�H�´�� �Z�K�L�F�K�� �D�O�O�R�Z�V�� �I�R�U�� �J�H�R�W�K�H�U�P�D�O�� �G�H�Y�H�O�R�S�P�H�Q�W�� �Z�L�W�K�R�X�W�� �W�K�H�� �Q�H�H�G�� �I�R�U�� �O�D�U�J�H��
amounts of water as is customary in geothermal generation.  The GeoGenCo Project is expected to come 
on line no later than June 15, 2020.  The term of the agreement is for 30 years, subject to a 36-month proof-
of-concept period with the potential possibility of expansion (right of first offer) up to 15 MWs. 
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CALENERGY, LLC 
�2�Q���$�X�J�X�V�W�����������������������W�K�H���'�L�V�W�U�L�F�W���H�[�H�F�X�W�H�G���D���S�R�Z�H�U���S�X�U�F�K�D�V�H���F�R�Q�W�U�D�F�W���I�R�U���D�S�S�U�R�[�L�P�D�W�H�O�\���������0�:���R�I���µ�S�R�R�O�H�G�¶��
�J�H�R�W�K�H�U�P�D�O���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\���U�H�V�R�X�U�F�H�V���I�U�R�P���&�D�O�(�Q�H�U�J�\�����/�/�&�����³�&�D�O�(�Q�H�U�J�\�´�����O�R�F�D�W�H�G���Z�L�W�K�L�Q���W�K�H���'�L�V�W�U�L�F�W�¶�V��
electric service boundaries, specifically from resources around the Salton Sea area. The project provides 
50MW to the District from geothermal resources that total a generating capacity of 357 MW. The project 
is expected to begin deliveries by January 1, 2019. The term of the agreement is for 10 years from the 
delivery commencement date. Energy generated from this contract qualifies as category 1 renewable energy 
�X�Q�G�H�U���W�K�H���6�W�D�W�H�¶�V���5�3�6���S�U�R�J�U�D�P�� 

FEED-IN-TARIFF POWER PURCHASE AGREEMENTS 
SB 1332, which was adopted in 2012, requires all investor-owned and publicly owned utilities with 75,000 
or more customers to make available to its renewable generating customers a standard feed-in-tariff.  The 
d�L�V�W�U�L�F�W�¶�V�� �H�V�W�L�P�D�W�H�G�� �V�K�D�U�H�� �R�I�� �W�K�H�� �������� �0�:�� �F�D�S�� �L�V�� �D�S�S�U�R�[�L�P�D�W�Hly 14 MWs.  Staff developed program 
requirements and rates that incorporate the estimated cost of demand reduction, environmental attributes, 
avoided transmission and distribution improvement costs. The program requires a standard power purchase 
agreement for a period of 10, 15, or 20 years. The district received 10 FIT projects in the queue that fulfilled 
�W�K�H���'�L�V�W�U�L�F�W�¶�V���V�K�D�U�H���R�I���W�K�H���V�W�D�W�H�Z�L�G�H���F�D�S��   

SDSU/SOLORCHARD COMMUNITY SOLAR PROJECT 
�8�Q�L�T�X�H�� �W�R�� �,�,�'�¶�V�� �U�H�V�R�X�U�F�H�� �V�W�D�F�N�� �D�Q�G�� �X�Q�L�T�X�H�� �W�R�� �W�K�H�� �5�3�6�� �I�X�O�I�L�O�O�P�H�Q�W�� �V�W�Uategy is the contract signed with 
SolOrchard to develop a community solar project on San Diego State University (SDSU)-IV Campus-
owned lands. This project derived from a memorandum of understanding between SDSU and SolOrchard 
to develop the lands adjacent to the SDSU-IV Campus into a modernized and technologically progressive 
solar generating facility. 

�7�K�H�U�H���D�U�H���W�K�U�H�H���P�D�L�Q���H�O�H�P�H�Q�W�V���R�I���W�K�L�V���D�J�U�H�H�P�H�Q�W���W�K�D�W���P�D�N�H���L�W���X�Q�L�T�X�H���W�R���,�,�'�¶�V���U�H�V�R�X�U�F�H���S�R�U�W�I�R�O�L�R�� 

1. The intention of the solar project is to develop the site into a facility that will produce renewable 
energy with the most advanced solar technologies available at the time of development; 

2. The site will serve as an observation point/research facility to students attending the university and 
will be used to educate students and the public on renewable technologies; 

3. The project is a community solar project, which means that IID will interconnect the facility, but 
every MW that is sold to IID industrial customers will be directly consuming the energy. IID will 
neither pay for nor receive the renewable MWh for the facility that is sold directly to the customer. 
SolOrchard has agreed to cooperate with IID to market the output of the facility to industrial 
customers, but for every MW that is not sold directly to industrial customers, IID will pay the PPA 
price and be able to count and receive the renewable production. 

The 25-year PPA term is for the maximum of 5MW and could provide the IID up to15, 000 MWhs of CEC 
certified renewable energy if the project is not directly so�O�G���W�R���,�,�'�¶�V���L�Q�G�X�V�W�U�L�D�O���F�X�V�W�R�P�H�U�V�� 

CITIZENS ENERGY E-GREEN SOLAR PROJECT 
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�2�Q���-�D�Q�X�D�U�\���������������������,�,�'���U�H�D�F�K�H�G���D�Q���D�J�U�H�H�P�H�Q�W���Z�L�W�K���&�L�W�L�]�H�Q�¶�V���(�Q�H�U�J�\���W�R���G�H�Y�H�O�R�S���D�Q�G���F�R�Q�V�W�U�X�F�W���D���������0�:��
�V�R�O�D�U���J�H�Q�H�U�D�W�L�R�Q���I�D�F�L�O�L�W�\���I�R�U���W�K�H���S�X�U�S�R�V�H���R�I���S�U�R�Y�L�G�L�Q�J���O�R�Z���F�R�V�W���V�R�O�D�U���W�R���,�,�'�¶�V��low-income customers under 
�W�K�H���³�(-�*�U�H�H�Q�´���S�U�R�J�U�D�P�����7�K�H���)�D�F�L�O�L�W�\���J�X�D�U�D�Q�W�H�H�V���������0�:�����E�X�W���&�L�W�L�]�H�Q�V���L�V���G�R�Q�D�W�L�Q�J���D�W���]�H�U�R���F�R�V�W�����D�Q�\�W�K�L�Q�J���W�K�D�W��
is produced above 20 MW up to 30 MW. The online date is expected to before the first half of 2019. The 
district is currently working on the roll-out of this program. 

In conclusion, although the IID has significant amounts of internally operated generation and opportunities 
of renewable-generation development within its service territory, it continues to look for opportunities in 
all renewable-energy markets and, when system reliability requirements allow, IID persistently seeks to 
displace internal generation with short-term purchases in the day-ahead markets and saves the internal 
generation for operating reserves to maximize economic opportunities. 

�7�K�H���I�R�O�O�R�Z�L�Q�J���H�[�K�L�E�L�W���L�V���D���E�U�H�D�N�G�R�Z�Q���R�I���,�,�'�¶�V���F�X�U�U�H�Q�W���U�H�Q�H�Z�D�E�O�H���U�H�V�R�X�U�F�H�V���� 

Exhibit 34�����%�U�H�D�N�G�R�Z�Q���R�I���,�,�'�¶�V���&�X�U�U�H�Q�W���5�H�Q�H�Z�D�E�O�H���5�H�V�R�X�U�F�H�V 

  

The percent of eligible renewables can be viewed in many different ways, including percent of total 
resource requirements/energy sales, percent of total renewable portfolio, etc. The chart above shows 
�S�H�U�F�H�Q�W�D�J�H�V���R�I���U�H�Q�H�Z�D�E�O�H�V���R�I���,�,�'�¶�V���W�R�W�D�O���U�H�Q�H�Z�D�E�O�H���S�R�U�W�I�R�O�L�R�� 
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The IRP planning approach identifies the most cost-effective portfolio to fulfill the energy needs of 
customers and includes meeting legislative, regulatory and environmental requirements. The pages that 
follow review these requirements as well as point out challenges for IID. Overall, IID consistently plans to 
meet all state and federal regulations, legislation and policy and exceeds the minimum requirements where 
feasible. The exhibit below demonstrates the status of current and future compliance obligations of major 
regulation/legislation: 

Exhibit 35: Status of Compliance of Major Regulatory/Legislative Policies 

 

In addition to the list above are SB32 and AB398, which are both in current compliance and plan to be in 
compliance.  
 

RPS REQUIREMENTS AND SB 350 
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Another critical set of �O�H�J�L�V�O�D�W�L�R�Q���D�U�H���W�K�H���V�W�D�W�H�¶�V���V�W�D�W�X�W�H�V���W�K�D�W���W�D�U�J�H�W���W�K�H���6�W�D�W�H���5�H�Q�H�Z�D�E�O�Hs Portfolio Program. 
�3�U�L�R�U���W�R���������������&�D�O�L�I�R�U�Q�L�D�¶�V���F�R�Q�W�U�R�O�O�L�Q�J���5�H�Q�H�Z�D�E�O�Hs Portfolio Standard was set according to Senate Bill x1 
2 (SBx1 2).11 Summarized briefly, SBx 1 2 directed California's electric utilities to reach a 33 percent RPS 
in three compliance periods. First, utilities were directed to procure renewable energy products equal to 20 
percent of retail sales by December 31, 2013. Second, utilities were directed to procure renewable energy 
products equal to 25 percent of retail sales by December 31, 2016. Third, utilities were directed to procure 
renewable energy products equal to 33 percent of retail sales by December 31, 2020, and they were required 
to maintain that percentage in following years. 
 
On October 7, 2015, California Governor Brown signed into law the Clean Energy and Pollution Reduction 
Act of 2015, Senate Bill 350 (SB 350).12 �7�K�L�V�� �O�D�Z�� �X�S�G�D�W�H�G�� �D�Q�G�� �H�[�S�D�Q�G�H�G�� �6�%�[�� ���� ���¶�V�� �5�3�6�� �V�W�D�Q�G�D�U�G�V����
�6�S�H�F�L�I�L�F�D�O�O�\�����6�%�����������L�Q�F�U�H�D�V�H�G���W�K�H���V�W�D�W�H�¶�V��RPS from 33 percent by 2020 to 50 percent by 2030. SB 350 
doubles the existing standards for statewide energy efficiency savings in electricity and natural gas by retail 
customers by 2030, and encourages widespread transportation electrification. With the passing of SB 350, 
California has the third highest RPS requirements in the nation (following only Hawaii and Vermont). The 
notable requirements of SB 350 are provided below. 
 
SB 350 builds upon SBx 1 2 by requiring investor-owned utilities, local publicly owned electric utilities 
(including IID) and other retail sellers to obtain a �³�G�L�Y�H�U�V�L�I�L�H�G���D�Q�G���E�D�O�D�Q�F�H�G���H�Q�H�U�J�\���J�H�Q�H�U�D�W�L�R�Q���S�R�U�W�I�R�O�L�R���´��
and procure the �³�O�H�D�V�W-cost and best-�I�L�W�´�� �H�O�L�J�L�E�O�H�� �U�H�Q�H�Z�D�E�O�H�� �H�Q�H�U�J�\�� �U�H�V�R�X�U�F�H�V���� ��Concerning the RPS 
requirement, SB 350 requires utilities to purchase or generate renewable energy to meet new interim and 
end targets of 40 percent by 2024, 45 percent by 2027, and 50 percent by 2030.  SB 350 also adds a long-
term contracting requirement beginning in 2021, where at least 65 percent of the renewable energy procured 
by all utilities must be from contracts of 10 years or more or from ownership of eligible renewable 
resources. 
 
Solar Homes 

INTEGRATED RESOURCE PLANNING REQUIREMENTS   
SB 350 requires the CPUC to adopt a process commencing in 2017, whereby each CPUC jurisdictional 
load-serving entity, including IID, is to file an Integrated Resource Plan (as well as subsequent updates to 
the plan), to ensure that the load-�V�H�U�Y�L�Q�J���H�Q�W�L�W�L�H�V���P�H�H�W���W�K�H���V�W�D�W�H�¶�V���J�U�H�H�Q�K�R�X�V�H���J�D�V���H�P�L�V�V�L�R�Q���U�H�G�X�Ftion targets 
and procure resources to meet the 50 percent RPS by 2030 target. The plans must also minimize customer 
bills, ensure system and local reliability, strengthen the diversity, sustainability, and resilience of the bulk 
transmission and distribution systems, and local communities, enhance distribution systems and demand-
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side energy management, and minimize localized air pollutants and other greenhouse gas emissions, with 
early priority on disadvantaged communities.  

By January 1, 2019, local publicly owned electric utilities with annual electrical demand exceeding 700 
GWh, which IID is well above each year, must adopt an Integrated Resource Plan and a process for updating 
the plan at least once every five years to ensure, among other things, that the local publicly owned electric 
�X�W�L�O�L�W�\���P�H�H�W�V���W�K�H���V�W�D�W�H�¶�V���D�S�S�O�L�F�D�E�O�H���J�U�H�H�Q�K�R�X�V�H���J�D�V���H�P�L�V�V�L�R�Q�V���U�H�G�X�F�W�L�R�Q�V���W�D�U�J�H�W�V���D�Q�G���S�U�R�F�X�U�H�V���U�H�V�R�X�U�F�H�V���W�R��
meet the new 50 percent RPS by 2030 target. The local publicly owned electric utilities must submit the 
plan to the CEC, which will determine if the plan is consistent with the new planning requirements and 
provide recommendations to correct any deficiencies. SB 350 requires the CPUC to adopt a schedule of 
penalties for noncompliance by utilities that fail to meet their procurement requirements under the RPS. 
Pursuant to existing rules, noncompliance with the renewable energy resource procurement rules by local 
publicly owned utilities are referred to the California Air Resources Board, which may impose penalties.   

TRANSFORMATION OF THE CALIFORNIA INDEPENDENT SYSTEM OPERATOR TO A REGIONAL 

ORGANIZATION 
 SB 350 also provides for the potential transformation of the CAISO into a regional organization, pursuant 
to a specified process through which additional transmission owners may join the CAISO with approval 
from their own state or local regulatory authorities, as applicable. AB 1890 established the CAISO by 
requiring the IOUs to divest generating resources and turn over their transmission to the operational control 
of the CAISO. �6�%���������� �L�Q�W�H�Q�G�V���³�W�R���S�U�R�Y�L�G�H�� �I�R�U���W�K�H���H�Y�R�O�X�W�L�R�Q���R�I���W�K�H���,�Q�G�H�S�H�Q�G�H�Q�W���6�\�V�W�H�P�� �2�S�H�U�D�W�R�U into a 
regional organization to promote the development of regional electricity transmission markets in the 
western states and to improve the access of consumers served by the Independent System Operator to those 
�P�D�U�N�H�W�V���´���6�%�����������F�O�D�U�L�I�L�H�V���W�K�D�W���W�K�L�V���U�H�J�L�Rnal transformation should only occur if it is in the best interests of 
California and its ratepayers, and the CAISO cannot alter its obligations to the state or to electricity 
consumers within the state. 

The voluntary transformation of the CAISO into a regional organization is to occur through additional 
transmission owners joining the CAISO with approval from their own state or local regulatory authorities. 
Before making its governance modifications, the CAISO must conduct studies of the impacts of a regional 
market to ratepayers, the economy, environmental impacts, and reliability and integration of renewable 
energy resources, among other considerations. The modeling and all underlying assumptions must be made 
available to the public. Appropriate revisions �W�R���&�$�,�6�2�¶�V���J�R�Y�H�U�Q�D�Q�F�H���G�R�F�X�P�H�Q�W�V���P�X�V�W���E�H���V�X�E�P�L�W�W�H�G���W�R���W�K�H��
Governor and the Legislature for review and approval. �7�K�H�V�H���V�W�X�G�L�H�V���D�Q�G���S�U�R�S�R�V�H�G���F�K�D�Q�J�H�V���W�R���&�$�,�6�2�¶�V��
governance structure are currently undergoing stakeholder review processes before their formal 
consideration by the Governor and Legislature.  

On August 8, 2016, Gov. �%�U�R�Z�Q���L�V�V�X�H�G���D���O�H�W�W�H�U���W�R���&�D�O�L�I�R�U�Q�L�D�¶�V��Legislature stating that more time is needed 
to resolve all of the issues associated with transforming CAISO into a regional organization.  Efforts have 
continued in the Legislature to define a regional organization structure with governance provisions that 
�Z�R�X�O�G�� �H�Q�V�X�U�H�� �S�U�R�W�H�F�W�L�R�Q�� �R�I�� �&�D�O�L�I�R�U�Q�L�D�¶�V�� �S�R�O�L�F�\�� �J�R�D�O�V�� �Z�K�L�O�H�� �D�W�W�U�D�F�W�L�Q�J�� �S�D�U�W�L�F�L�S�D�W�L�R�Q�� �E�\�� �X�W�L�O�L�W�L�H�V��in states 
located outside of California, subject to required approvals by their regulatory authorities. If a statute 
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implementing governance modifications to permit the CAISO to transform into a regional organization are 
not effective by January 1, 2019, the regional transmission provisions of SB 350 will be repealed. 

IID will need to monitor this activity closely and is currently monitoring the markets which can be affected 
by this activity. Negative prices and pricing volatility are evident and IID being well positioned with 
interconnection to the CAISO and the east can take advantage of opportune situations in the market that 
can lower costs. However, since IID is its own Balancing Authority, IID must also understand the rules and 
intricacies of CAISO policies in order to avoid costly risks of outside involvement. 

TRACKING SYSTEMS  
Similar to the Cap-and-Trade Program, the SB 350 as well as SB 100 continues the requirement from SBx 
1 2 that the CEC facilitate the process of reviewing compliance for utilities in California. A part of this 
process is the tracking and recording of CEC approved renewable generation.  CEC has appointed the 
Western Renewable Energy Generation Information System to carry out the task of tracking renewable 
energy generation from units that register in the system using verifiable data. WREGIS creates the 
renewable energy certificates (RECs) for this generation. WREGIS issues one WREGIS certificate for each 
megawatt hour of renewable energy generated by registered generation facilities. IID, as well as other users, 
has a private account similar to a bank account where certificates are deposited upon creation. After a 
certificate is created, it can be transferred, retired or exported to a compatible tracking system. 

IID is currently using the WREGIS tracking system for the purposes described above and the system allows 
IID to fully report the most accurate data that qualifies as renewable, as determined by the CEC.  

IMPACT OF RPS AND EMISSIONS 
�$�%�� �����¶�V�� �&�D�S-and-Trade Program and the state RPS (SB 350) intersect for IID since, as previously 
mentioned, the majority of emissions reductions will come from the installation of qualifying renewable 
capacity. Also, AB 32 is designed to encourage low or zero emitting renewable resources for customer 
serving demand. Although the two pieces of legislation merge in terms of compliance optimization, there 
is still an undeniable cost of the installation of renewable resources. Typical renewable resources such as 
geothermal, solar or wind are usually non-dispatchable and do not follow any type of current market index 
on an incremental basis. Gas fired generation, on the other hand, is dispatchable and generally follows the 
daily trends of natural gas prices. Therefore, locking in renewable resource contract prices can be viewed 
as a form of hedging, where there is price certainty, and it is likely that the cost of other conventional energy 
generatio�Q�� �Z�L�O�O�� �V�Z�L�Q�J�� �D�E�R�Y�H�� �D�Q�G�� �E�H�O�R�Z�� �W�K�H�� �³�O�R�F�N�H�G�� �L�Q�´�� �S�U�L�F�H�V�� �R�I�� �U�H�Q�H�Z�D�E�O�H�� �H�Q�H�U�J�\�� �V�K�R�X�O�G�� �W�K�H�U�H�� �E�H��
production from such facilities. 

Generally speaking, the best approach is to integrate the need for renewable resources with the strategy to 
reduce emissions. The primary reason for this is that, as renewable resources are integrated to the IID 
resource portfolio, the emissions will simultaneously decrease and, therefore, make more allowances 
available in the Cap-and-Trade market. The revenue recognized from this type of trading activity can be 
�Q�H�W�W�H�G�� �D�J�D�L�Q�V�W�� �F�X�U�U�H�Q�W�� �U�H�Q�H�Z�D�E�O�H�� �J�H�Q�H�U�D�W�L�R�Q�� �F�R�V�W���� �6�H�H�� �W�K�H�� �H�[�K�L�E�L�W�� �W�L�W�O�H�G�� �³2017 Auction Strategies and 
Potential Revenues with Offsets�´ to view the estimated revenue potential for the second Cap-and-Trade 
compliance period. 
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RENEWABLE PRODUCT MARKETS 
As previously mentioned in the Cap-and-Trade Environmental Market section, new market products in the 
energy industry are like any other commodity. They are subject to hourly, daily and monthly volatility and, 
thus, market participants wi�O�O���F�U�H�D�W�H���V�W�U�D�W�H�J�L�H�V���E�D�V�H�G���R�Q���W�K�H�L�U���F�R�P�S�D�Q�\�¶�V���F�R�U�H���F�R�P�S�H�W�H�Q�F�L�H�V���D�Q�G���E�X�V�L�Q�H�V�V��
model. Market participants will organize a portfolio that best suits their goals and objectives. These 
principles also apply to the renewable product markets. As a result, of the compliance portfolio flexibility 
that SB 350 provides, a diverse mix of renewable products can be included in a portfolio to mitigate cost 
�U�L�V�N�V���D�Q�G���W�K�H���R�Y�H�U�D�O�O���L�P�S�D�F�W���R�Q���W�K�H���F�R�V�W���R�I���D���J�L�Y�H�Q���H�Q�W�L�W�\�����,�Q���,�,�'�¶�V���F�D�V�H�����W�K�H�U�H���L�V���D�Q���D�P�S�O�H���V�X�S�S�O�\���R�I���O�R�F�D�O��
renewable resource generation that can be developed, or is developed, at a reasonable cost and, in turn, sold 
at a reasonable price to IID customers. Further, if IID chooses, there is an ample supply of renewable 
resources that qualify as Category 1 renewable resources in and surrounding the state of California; 
however, IID is currently going a step further by placing a priority on locally generated resources, since 
they can directly connect to the IID system and, theoretically, generate a cost savings for both the developer 
and IID. 

The Southern California Public Power Authority hosts a renewable RFP process on an ongoing basis. IID, 
as a member of SCPPA, has benefited from being a part of this RFP process by gaining access to hundreds 
of projects that are being offered based on the current market value characteristics. Additionally, IID can 
evaluate renewable generation projects and compare the projects that are being offered within the rest of 
the state of California with the projects that are being offered inside the IID system territory. The following 
exhibit examines the costs ranges of the hundreds of projects offered (as of January 2013) into the SCPPA 
RFP process that are located in the entire state of California and surrounding areas that qualify as Category 
1 renewable resources.  

 

Exhibit 36: SCPPA RFP Category 1 Offer Price Ranges by Technology Type 
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The above chart can be compared to the current offers within the IID service territory. The following shows 
the SCPPA RFP offers for projects to be developed in the IID system. 
 

Exhibit 37: SCPPA RFP IID System Offer Price Ranges by Technology Type 

 
 
While comparing the graphs above, there is a narrower price range per technology within the IID service 
area versus all SCPPA projects overall but the starting prices for the majority of the technologies are 
competitive within the IID service area. There is also quite a difference in the number of offers between 
the two agencies. The following exhibit shows the variance between the number of offers available to 
SCPPA members in the entire State of California and surrounding areas versus offers to SCPPA members 
inside the IID service territory: 
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Exhibit 38: SCPPA RFP Number of Offers in IID vs. California and Surrounding Areas 

 

 
 
As observed in the above table, locally developed renewable generation within the IID service area makes 
up about 14 percent of the total SCPPA project proposals. From this market participant perspective, IID is 
able to use both SCPPA and its own RFP process to meets its RPS targets at the least amount of cost impact 
to its ratepayers. Additionally, the offers continue on an on-going basis within the RFP and IID observes 
these offers as well as other offers to ensure that the best proposal of resources can be recommended when 
positions need to be filled. 

IID is faced with the challenge of planning to meet its RPS targets based on the actual retail versus 
forecasted sales which is affected by regulatory mandates such as distributed solar.  Project construction 
risk also has to be considered when meeting its RPS goals. When contracted projects do not meet the 
planned commercial operational date, the IID has to be ready to make short term modification to its 
renewable portfolio to ensure compliance with its targets. The volumetric, construction and performance 
risks associated with retail sales forecasts and the construction of renewable projects could result in IID 
having a short or long position during certain years.  

Considering the risks mentioned above, the California Energy Commission has made available other market 
�E�D�V�H�G���U�H�Q�H�Z�D�E�O�H���U�H�V�R�X�U�F�H�V���W�K�D�W���D�U�H���F�O�D�V�V�L�I�L�H�G���D�V���F�D�W�H�J�R�U�L�H�V�����³�E�X�F�N�H�W�V�´�����W�Z�R���D�Q�G���W�K�U�H�H���W�R���D�V�V�L�V�W���W�K�H���X�W�L�O�L�W�L�H�V��
in meeting their renewable requirements. The renewable resources classified as categories two and three 
have state mandated quantitative limitations with the overall  long term State objective being to meet the 
RPS with California renewable resources classified as category one. The following chart demonstrates the 
indicative market values for the affiliated renewable energy credit associated with the three different 
categories as per the current market information.  
 

 

 

Exhibit 39: Indicative Prices to Renewable Energy Products that May be Used to Fulfill the RPS 
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�,�,�'�¶�V���R�U�J�D�Q�L�]�D�W�L�R�Q�D�O���V�W�U�D�W�H�J�L�F���G�L�U�H�F�W�L�R�Q���L�V���L�Q���D�O�L�J�Q�P�H�Q�W���Z�L�W�K���W�K�H���R�Y�H�U�D�O�O���V�W�D�W�H���R�E�M�H�F�W�L�Y�H���W�R���P�H�H�W���W�K�H���U�H�Q�H�Z�D�E�O�H��
�S�R�U�W�I�R�O�L�R�� �V�W�D�Q�G�D�U�G�V�� �Z�L�W�K�� �F�D�W�H�J�R�U�\�� �R�Q�H���� �:�L�W�K�� �D�O�O�� �R�I�� �W�K�H�� �D�E�X�Q�G�D�Q�F�H�� �R�I�� �U�H�Q�H�Z�D�E�O�H�� �U�H�V�R�X�U�F�H�V�� �Z�L�W�K�L�Q�� �,�,�'�¶�V��
service territory, IID strategy gives preference to renewable projects within its Balancing Authority to not 
only minimize system losses but also reduce its need to rely on category two or three resources.  The IID 
Board of Directors stays committed to supporting local and California development of renewable resources. 
Based on their commitment and support of renewable resources, the strategy for meeting the renewable 
portfolio standards is first to be met with locally developed renewable resources, second with other 
California renewable resources and lastly with other renewable resource categories.  

OPERATIONAL IMPACT OF RPS 
 
There is an array of varying types of renewable technologies that are currently available for development 
and/or purchase to IID. However, the bulk of the availability of renewable generation comes from 
intermittent resources such as solar and wind-�E�D�V�H�G���J�H�Q�H�U�D�W�L�R�Q�����6�L�Q�F�H���,�,�'�¶�V���V�H�U�Y�L�F�H���W�H�U�U�L�W�R�U�\���K�D�V���V�X�I�I�L�F�L�H�Q�W��
supply of available land, transmission, and sunshine, solar-based generation facilities will increase over the 
next 10-20 years. IID will utilize this availability to its fullest and meet the RPS targets in an effective 
manner. However, the various assortment of current solar generation technology maintains the same 
characteristics that can impact the performance ability of a balancing authority and control area such as the 
IID. These characteristics of solar technologies include: 

o Intermittent �± Cloud cover/or rain is unpredictable; 
o Non-dispatchable/Non-Controllable �± �7�K�H�� �H�Q�H�U�J�\�� �L�V�� �³�P�X�V�W-�W�D�N�H�´�� �E�D�V�H�G�� �R�Q�� �Z�H�D�W�K�H�U�� �D�Q�G��

maintenance of the facilities; 
o Low Capacity Factor �± Energy is not produced at night for solar;  
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o Provoke increased ancillary services; 
o Do not carry their own reserves �± IID system will have to carry reserves during times of generation 

to cover the impacts of intermittency. 
 
These characteristics present an undeniable problem to the system stability and reliability of the IID BA 
without the proper support from fast ramping gas-fired generation or storage. On a good day, the solar 
resource will perform as expected and the main impact the IID system would have to deal with is hour to 
hour variances of ramping gas-fired generation up/down to adjust the system appropriately for the 
increasing/decreasing level of output from the solar resources. The following is an example of an ideal day 
(March 13, 2017) from the solar generator currently online in Niland where the hourly and intra-hourly 
generation was completely driven by the abilities of the physical solar panels and no weather-related issues 
were experienced: 

Exhibit 40: Solar Generation and MVAR Value on an Ideal Day 

 
On an ideal day, there will be little inter hour impact, but IID has no control over weather-related changes. 
The following graph is an example of the intermittency of a currently installed solar facility in the Niland 
area. 
 
 

 

 

 



Integrated Resource Plan �`�^�_�f 

 

98 

 

 

Exhibit 41: Intra-hour Generation and MVAR Variability of Currently Installed Solar 

 
 
As demonstrated above, this particular day (March 27, 2017) was characterized by unexpected weather 
changes that occurred within the day, within the hour and within the minute. The previous graph is an 
accurate representation of solar generation characteristics of projects interconnected to the IID BA on a day 
of perfect weather and solar output related factors. The above graph shows that the solar resource swings 
from 23MW of output all the way to 6MW of output and this presents a clear depiction of what the IID 
system BA needs to track and manage with limited flexible resources available. A swing of 17MW can 
occur within a matter of minutes and the system Area Control Error is inadvertently affected, which costs 
the IID excessive amounts that would otherwise not exist if the intermittent resource was not a part of the 
IID resource supply. This is one of the key costs of integration of renewable resources where flexible 
conventional generation units will have to be ramped up and down in such a manner that does not consider 
�H�F�R�Q�R�P�L�F���G�L�V�S�D�W�F�K���V�L�Q�F�H���U�H�O�L�D�E�L�O�L�W�\���L�V���,�,�'�¶�V���U�H�T�X�L�U�H�G���S�U�L�R�U�L�W�\�����7�K�L�V���F�R�V�W��of integration is sometimes ignored, 
so IID is constantly assessing the risks of weather-related generation volatility that, when integrated into 
�,�,�'�¶�V�� �U�H�V�R�X�U�F�H�� �V�X�S�S�O�\���� �F�D�Q�� �L�P�S�D�F�W�� �U�D�W�H�S�D�\�H�U�V�� �W�R�� �W�K�H�� �H�[�W�H�Q�W�� �R�I�� �K�R�Z�� �P�X�F�K�� �V�R�O�D�U�� ���R�U�� �R�W�K�H�U�� �L�Q�W�H�U�P�L�W�W�H�Q�W��
resources) IID decides to integrate into the resource portfolio. The following chart displays how the intra-
�K�R�X�U���Y�R�O�D�W�L�O�L�W�\���R�I���,�,�'�¶�V���$�&�(���L�V���D�I�I�H�F�W�H�G���E�\���W�K�H���F�R�L�Q�F�L�G�H�Q�W�D�O���L�Q�W�U�D-hour volatility from the solar resource in 
Niland. 

Exhibit 42: Intra-�K�R�X�U���*�H�Q�H�U�D�W�L�R�Q���9�D�U�L�D�E�L�O�L�W�\���D�Q�G���,�,�'�¶�V���$�&�( 
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The above chart is an example of the instantaneous impact of the intermittent solar resource in Niland, CA 
(black) and the coincidental ACE (green) from February 11, 2017. The ACE also is driven by other 
generation in the IID system, but as IID increases its solar generation in 2018 and in the next 10 years, the 
impact on the IID ACE variability will intensify and, thus, the costs of balancing the system ancillary 
services, voltage readings and load following capabilities will also amplify.  

Solar resources are intermittent (i.e., schedule generation vs. actual generation will not always match), non-
�G�L�V�S�D�W�F�K�D�E�O�H�� �U�H�V�R�X�U�F�H�V�� �U�H�T�X�L�U�L�Q�J�� �L�Q�F�U�H�D�V�H�G�� �D�Q�F�L�O�O�D�U�\�� �V�H�U�Y�L�F�H�V�� �V�L�Q�F�H�� �V�R�O�D�U�� �U�H�V�R�X�U�F�H�V�� �D�U�H�� �Q�R�W�� �³�V�W�D�W�L�F�´��
schedules. Therefore, the levels of ancillary services (i.e., MVAR/Regulation support) are necessary to 
support the integration of solar resources.  

Due to the inherent nature of intermittent resources, the IID BA is obligated to balance these variable 
generation resources with load. IID regulates these imbalances by utilizing internal generation. Generator 
�L�P�E�D�O�D�Q�F�H�V���R�I���W�K�H���D�F�W�X�D�O���V�F�K�H�G�X�O�H���D�U�H���D�G�G�U�H�V�V�H�G���L�Q���,�,�'�¶�V���2�$�7�7���6�F�K�H�G�X�O�H���������$�V���D���P�H�P�E�H�U���R�I���W�K�H���6�R�X�W�K�Z�H�V�W��
Reserve Sharing Group, some of these imbalances will be reduced or covered through this membership. 
However, IID transmission system is currently limited and its ability to import spinning and non-spinning 
reserves is a risk. As a result, IID is expected to increase spinning reserves and non-spinning requirements 
in order to account for the intermittency of solar resources. On a normal day-to-day basis, the regulation 
�P�D�U�J�L�Q�V�� �R�I�� �,�,�'�¶�V�� �$�X�W�R�P�D�W�H�G�� �*�H�Q�H�U�D�W�L�R�Q�� �&�R�Q�W�U�R�O�� ���$�*�&���� �X�Q�L�W�V�� �W�R�� �U�H�J�X�O�D�W�H�� �Z�L�O�O�� �Q�H�H�G�� �W�R�� �E�H�� �L�Q�F�U�H�D�V�H�G�� �I�R�U��
startup, shut down (i.e., sunup and sundown) and any unexpected swing of the resource. This is necessary 
so as not to incur NERC Control Performance Standard (CPS1 and 2), Disturbance Control Standard (DCS) 
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and WECC Contingency Reserve Standard violations. Due to these operational limitations, IID is limited 
on amount of solar generation it can integrate to its system and it is not recommended to over exert the IID 
�V�\�V�W�H�P�¶�V���U�H�O�L�D�E�L�O�L�W�\���W�K�U�H�V�K�R�O�G���Z�L�W�K���H�[�F�H�V�V�L�Y�H���V�R�O�D�U���J�H�Q�H�U�D�W�L�R�Q���F�D�S�D�F�L�W�\�� 

ENERGY IMBALANCE MARKET  
The CAISO operates an Energy Imbalance Market, which allows Balancing Authorities located outside of 
the CAISO the ability to utilize certain CAISO real-time market functions. A primary purpose of the EIM 
is to make more efficient and flexible use of the interconnected transmission grid. IID has an interest in 
monitoring the opportunities presented by, and limitations of, the EIM, including the EIM-related policy 
�L�Q�L�W�L�D�W�L�Y�H�V�� �W�K�D�W�� �P�D�\�� �L�P�S�D�F�W�� �,�,�'�¶�V�� �W�U�D�Q�V�P�L�V�V�L�R�Q�� �I�D�F�L�O�L�W�L�H�V�� �D�Q�G�� �U�L�J�K�W�V�� �D�Q�G�� �V�R�O�D�U�� �D�Q�G�� �J�H�R�W�K�H�U�P�D�O�� �U�H�V�R�X�U�F�H�V��
portfolio.  Of closer proximity to IID, Arizona Public Service Company is an EIM participant, and El Centro 
Nacional de Control de Energía announced that it has agreed to explore participation of its Baja California 
Norte grid in the CAISO EIM real-time market. On February 8, 2018, the CAISO announced that it is 
beginning an initiative to explore certain enhancements to its Day-Ahead Market, and such changes may 
be extended as a Day-Ahead functionality in the EIM. The CAISO is continuing to develop this 
functionality through 2019.  Simultaneously, in response to concerns raised by CARB, the CAISO has been 
attempting to better track the impacts carbon emissions that may result from generation located outside of 
California operating to serve load outside of California that otherwise would have been served by generation 
that is being used to supply California load through the EIM. The CAISO is filing at FERC in late August 
�7�D�U�L�I�I���D�P�H�Q�G�P�H�Q�W�V���W�K�D�W���D�U�H���P�H�D�Q�W���S�D�U�W�L�D�O�O�\���W�R���D�G�G�U�H�V�V���&�$�5�%�¶�V���F�R�Q�F�H�U�Q�V.  These amendments reduce the 
magnitude of transactions in the EIM to which carbon emissions can be attributed. CARB is continuing to 
explore a more permanent solution to ensuring that operation of the EIM does not inadvertently increase 
carbon emissions.   

RELIABILITY COORDINATOR 
IID is in the process of obtaining Reliability Coordinator Services from a new service provider. All electric 
utilities that are subject to mandatory electric Reliability Standards issued under NERC must be linked to a 
Reliability Coordinator. The Reliability Coordinator is the highest level of authority responsible for the 
reliable operation of the Bulk Electric System, having a wide area view of that system. The Reliability 
Coordinator holds operating tools, processes and procedures to prevent or mitigate emergency operating 
situations in next-day analysis and real-time operations by issuing instructions to Balancing Authorities and 
Transmission Operators.   
 
�,�,�'�¶�V���5�H�O�L�D�E�L�O�L�W�\���&�R�R�U�G�L�Q�D�W�R�U���S�U�H�V�H�Q�W�O�\���L�V���3�H�D�N���5�H�O�L�D�E�L�O�L�W�\�����Z�K�L�F�K���S�U�R�Y�L�G�H�V���5�H�O�L�D�E�L�O�L�W�\���&�R�R�U�G�L�Q�D�W�R�U���V�H�U�Y�L�F�H�V��
for the Western Interconnection.  On January 2, 2018, the CAISO notified Peak Reliability that it would 
cease taking Reliability Coordinator service from Peak Reliability in late 2019, and in the interim, would 
work to establish itself as a NERC-certified Reliability Coordinator. The CAISO would provide Reliability 
�&�R�R�U�G�L�Q�D�W�R�U���V�H�U�Y�L�F�H�V���W�R���X�W�L�O�L�W�L�H�V���O�R�F�D�W�H�G���Z�L�W�K�L�Q���W�K�H���&�$�,�6�2�¶�V���R�Z�Q���%�D�O�D�Q�F�L�Q�J���$�X�W�K�R�U�L�W�\���$rea, but the CAISO 
has also offered to provide Reliability Coordinator services to Balancing Authority Areas located outside 
�R�I���W�K�H���&�$�,�6�2�¶�V���I�R�R�W�S�U�L�Q�W�������6�X�E�V�H�T�X�H�Q�W�O�\�����3�H�D�N���5�H�O�L�D�E�L�O�L�W�\���D�Q�Q�R�X�Q�F�H�G���W�K�D�W���L�W���F�H�D�V�H���R�S�H�U�D�W�L�R�Q�V���E�\���'�H�F�H�P�E�H�U��
31, 2019.  Through the spring and summer of 2018, IID explored options for receiving required Reliability 
Coordinator Services going forward, and upon consideration, indicated its intent to receive Reliability 
Coordinator services from the CAISO.   
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To facilitate provision of Reliability Coordinator services, the CAISO has filed with FERC proposed tariff 
changes, a pro forma agreement for entities to execute in order to receive Reliability Coordinator services 
�D�Q�G���U�D�W�H�V���I�R�U���S�U�R�Y�L�G�L�Q�J���V�X�F�K���V�H�U�Y�L�F�H�V�������$�V�V�X�P�L�Q�J���)�(�5�&���D�S�S�U�R�Y�H�V���W�K�H���&�$�,�6�2�¶s filing in essentially the same 
form as filed, IID expects that the CAISO will reach out to it to discuss execution of a Reliability 
Coordinator Services Agreement.  As indicated above, IID is required to have a Reliability Coordinator due 
to its being subject to NERC Reliability Standards, and would have a direct relationship with the Reliability 
Coordinator due to its NERC registrations as a Balancing Authority and a Transmission Operator. 
 

BATTERY ENERGY STORAGE SYSTEM (BESS) 
To address the apparent potential operational issues, IID has installed a 20MWH/33MVA battery storage 
facility that greatly reduces the volatility of impact from intermittent resources. �,�,�'�¶�V���D�E�L�O�L�W�\���W�R���E�D�O�D�Q�F�H���L�W�V��
load and resources in the current environment with the solar resources on-line is compliant with NERC 
balancing reliability standards. In fact, IID is highly compliant based on Control Performance Standard No 
1 and 2 (CPS1 and CPS2) measures. With the expectation that IID will add additional solar resources to its 
portfoli�R�����,�,�'�¶�V���D�E�L�O�L�W�\���W�R���F�R�P�S�O�\���Z�L�W�K���1�(�5�&���E�D�O�D�Q�F�L�Q�J���V�W�D�Q�G�D�U�G�V���P�D�\���E�H���P�R�U�H���R�I���D���F�K�D�O�O�H�Q�J�H�����(�[�L�V�W�L�Q�J��
ramping capability of IID resources are limited to effectively integrate the committed solar projects while 
maintaining reliable operation.  As additional intermittent renewable resources are added to IID�¶s system, 
there will be an increased requirement for fast ramping resources that can control those fluctuations.  IID 
has been analyzing different applications of fast ramping resources that can respond to solar intermittency. 
The cost of integration will be considered while analyzing future renewable projects.  Additionally, the 
battery has an efficiency ratio of 1:.85, so the dispatch price must be at least 15percent better when 
strategically dispatching the battery to address system needs.  Further, IID has determined that the battery 
storage facility installed is capable of offering black start services. 

DISTRIBUTED GENERATION 
Rule 21 specifies standard interconnection, operating and metering requirements for Distributed Energy 
Resource generators. In formal language, Rule 21 states the technical requirements for interconnection of 
a Generating Facility at the distribution system level and provides a directive for utilities to evaluate the 
impact of DER interconnected in parallel with their distribution systems. 

The process of technical analysis used by IID is as follows:  

�‡ The utility receives the application and reviews it for completeness. 
�‡ Once the utility accepts the application as complete, it goes through the screening process and 

decides whether the Generating Facility qualifies for simplified interconnection or whether 
supplemental review is required. After a supplemental review is performed, the utility decides 
whether the generator may be interconnected subject to additional requirements, or whether the 
application requires an interconnection study (System Impact Study - SIS). 

�‡ If an interconnection study is needed, the utility provides the applicant with the cost and time 
necessary to complete the study. 

Rule 21�¶�V Application to IID customers is as follows: 
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IID Rule 21 Clause A: APPLICABILITY. These rules describe the distributive generation interconnection, 
operating and metering requirements for a generating facility for interconnection to the distribution system 
of IID. Subject to the requirements of these rules, IID shall allow the interconnection of a GF to its 
distribution system. 

Consistent with IEEE 1547: These rules were revised to be consistent with the requirements of 
ANSI/IEEE11547-2003 Standard for Interconnecting Distributed Resources with Electric Power Systems 
(IEEE 1547). In some cases, IEEE 1547 language was adopted directly; in others, IEEE 1547 requirements 
were interpreted. 

These rules have been devised to maintain the spirit of both documents. 

IEEE 1547-20031.3 Limitations: The criteria and requirements in the rule definition are applicable to all 
distributed resource technologies, with aggregate capacity of 10 MVA or less at the Point of Common 
Coupling, interconnected to Electric Power Systems at typical primary and/or secondary distribution 
voltages. Installation of Distributed Resources on radial primary and secondary distribution systems is the 
main emphasis of this standard, although installation of DR on primary and secondary network distribution 
systems is considered. This standard is based upon DR as a 60 Hz resource. 

NET ENERGY METERING 

�1�(�0���U�H�T�X�L�U�H�P�H�Q�W�V���F�D�Q���D�I�I�H�F�W���,�,�'�¶�V���S�O�D�Q�Q�L�Q�J�����S�U�R�F�X�U�H�P�H�Q�W���D�Q�G���R�S�H�U�D�W�L�R�Q�V���R�I���U�H�V�R�X�U�F�H�V���R�Q���L�W�V���V�\�V�W�H�P�������6�%��
1 enacts Governor Schwarzenegger's Million Solar Roofs Initiative and expands the California Solar 
�,�Q�L�W�L�D�W�L�Y�H���D�Q�G���&�(�&�¶�V���1�H�Z���6�R�O�D�U���+�R�P�H�V���3�D�U�W�Q�H�U�V�K�L�S�����E�\���U�H�T�X�L�U�L�Q�J���E�X�L�O�G�L�Q�J���S�U�R�M�H�F�W�V���W�R���P�H�H�W���P�L�Q�L�P�X�P���H�Q�H�U�J�\��
efficiency levels when applying for ratepayer-funded incentives. The statute also recommends that 
photovoltaic solar system components and installations meet rating standards and performance 
requirements. AB 920 is a 2009 NEM law that requires utilities to pay residential customers and businesses 
�I�R�U���H�[�F�H�V�V���H�Q�H�U�J�\���S�U�R�G�X�F�H�G���E�\���D���F�X�V�W�R�P�H�U�¶�V���V�Rlar power system. AB 510 raised the cap of the number of 
homes and businesses that can use NEM billing from 2.5 percent to five percent �R�I���W�K�H���H�O�H�F�W�U�L�F�� �X�W�L�O�L�W�\�¶�V��
aggregate customer peak demand. The law also addresses co-energy metering between publicly owned 
utilities and customer-generators to compensate such generators on a time-of-�X�V�H���E�D�V�L�V�����7�K�H���&�3�8�&�¶�V���1�(�0��
2.0 program, approved in January 2016, extends the NEM program for the investor-owned utility territories 
in California, which ensures that NEM customers continue to receive retail rates for surplus energy, but are 
placed on time-of-use rates. IID has followed the CPUC NEM 2.0 program to monitor trends in NEM 
issues.  IID has reached the 5 percent NEM cap and has established a subsequent program for distributed 
solar above-and-beyond the 5 percent cap.  

Consistent with AB 920, the IID established a rate to purchase surplus electricity. At the end of a 12-month 
period, customers who are net generators will be compensated for surplus energy returned to the grid at the 
rate stated in the current net metering rate schedule. At the end of the 12-month period, customers that are 
net consumers, but in any given month within the 12-month period are a net generator, that monthly surplus 
�H�Q�H�U�J�\���Z�L�O�O���E�H���W�D�O�O�L�H�G���D�Q�G���F�U�H�G�L�W�H�G���W�R���W�K�H���F�X�V�W�R�P�H�U���D�W���,�,�'�¶�V���F�X�U�U�H�Q�W���U�H�W�D�L�O���U�D�W�H������ 
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Although IID met its 50.2 MW cap in the first quarter in 2016, it extended the program by an estimated 9.6 
MW to allow for customers that were in the process of submitting their applications an opportunity to 
participate. For the remaining customers that desire to generate all or a portion of their energy consumption, 
IID has developed the Net Billing successor program to continue to facilitate customer interconnection 
pro�M�H�F�W�V���W�R���,�,�'�¶�V���J�U�L�G���� 

ENERGY STORAGE 

AB 2514 requires local publicly owned electric utilities, such as IID, to determine targets for procurement 
of viable and cost-effective energy storage���� �³�(�Q�H�U�J�\�� �V�W�R�U�D�J�H�´�� �L�V�� �G�H�I�L�Q�H�G�� �E�\�� �W�K�H�� �V�W�D�W�X�W�H�� �W�R�� �P�H�D�Q������
�³�F�R�P�P�H�U�F�L�D�O�O�\ available technology that is capable of absorbing energy, storing it for a period of time, and 
thereafter dispatching the energy.� 1́3 The statute requires local publicly owned electric utilities to adopt 
procurement targets through their boards by October 1, 2014, to be met by December 31, 2016, and 
December 31, 2020.  AB 2514 requires these utilities to reevaluate those targets not less than once every 
three years, report on establishment of these targets to the CEC, as well as on progress on meeting these 
targets by January 1, 2017, and January 1, 2021. While IID has not officially identified an internal target 
by policy, IID has procured a 20MWh/33MVa battery storage system which fully supports the proponents 
of this legislation. Additionally, as a result of this IRP, IID staff will be recommending additional resources 
of energy storage which will well surpass the provided requirements of AB 2514. 

Also, as discussed above, the CEC approved on August 1, 2018 changes to its IRP Guidelines requiring 
POUs to show how multi-hour energy storage meets peak demand under SB 338. This is how IID already 
plans for its capacity resources. 

SMALL GENERATOR INTERCONNECTION 
 
On July 21, 2016, the Federal Energy Regulatory Commission issued a Final Rule revising the pro forma 
Small Generator Interconnection Procedures and the Small Generator Interconnection Agreement. 
�2�U�L�J�L�Q�D�O�O�\���D�G�R�S�W�H�G���L�Q���)�(�5�&�¶�V���2�U�G�H�U���1�R�����������������W�K�H��pro forma SGIP and SGIA govern the interconnection 
of small generating facilities with a capacity of 20 MW or smaller. FERC found that the impact of small 
generating facilities on the grid has changed since the issuance of Order No. 2006, and the high penetration 
of distributed energy resources will impact grid reliability if potentially adverse impacts are not sufficiently 
�P�L�W�L�J�D�W�H�G�����7�K�X�V�����W�K�H���&�R�P�P�L�V�V�L�R�Q�¶�V���)�L�Q�D�O���5�X�O�H���U�H�T�X�L�U�H�V���Q�H�Z�O�\���L�Q�W�H�U�F�R�Q�Q�H�F�W�L�Q�J���V�P�D�O�O���J�H�Q�H�U�D�W�L�Q�J���I�D�F�L�O�L�W�L�H�V���W�R��
ride through abnormal frequency and voltage events and not disconnect during such events. The revisions 
to the pro forma SGIA will apply on a prospective basis to new small generating facilities that execute or 
�U�H�T�X�H�V�W�� �W�K�H�� �X�Q�H�[�H�F�X�W�H�G�� �I�L�O�L�Q�J�� �R�I�� �D�Q�� �6�*�,�$�� �D�I�W�H�U�� �W�K�H�� �)�L�Q�D�O�� �5�X�O�H�¶�V�� �H�I�I�H�F�W�L�Y�H�� �G�D�W�H���� �D�Q�G�� �W�R�� �H�[�L�V�W�L�Q�J��
interconnection customers that, pursuant to a new interconnection request, execute or request the 
�X�Q�H�[�H�F�X�W�H�G���I�L�O�L�Q�J���R�I���D�Q���6�*�,�$���D�I�W�H�U���W�K�H���)�L�Q�D�O���5�X�O�H�¶�V���H�I�I�H�F�W�L�Y�H���G�D�W�H�� 

                                                             

13 Cal. Pub. Util. Code § 2835(a)(1). 
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FERC also required, in a final rule issued on June 16, 2016, that transmission providers amend their Open 
Access Transmission Tariffs to include a modified pro forma SGIA to eliminate the exemptions for new 
wind and other non-synchronous generators from the reactive power requirement. The Commission 
required existing wind and other non-synchronous generators to provide reactive power if a transmission 
provider determines in conducting a System Impact Study for a generator upgrade that reactive power is 
necessary to ensure safety or reliability.  
 
For both of these Final Rules, FERC found that transmission providers that are not public utilities must 
adopt the requirements of the Final Rule as a condition of maintaining the status of their safe harbor tariff 
or otherwise satisfying the reciprocity requirement of Order No. 888. FERC will issue a single due date for 
compliance filings in response to both Final Rules. 
 
Several years prior, on November 22, 2013, FERC issued a Final Rule revising the pro forma SGIP and 
SGIA to reduce the time and costs related to the interconnection of small generating facilities, while 
maintaining the reliability of the grid. Specifically, FERC�¶�V Final Rule adopted six sets of reforms to the 
pro forma SGIP to: 
 

1) Provide an interconnection customer with the option of requesting from the transmission provider 
a pre-application report providing existing information about system conditions at a possible point 
of interconnection; 

2) Revise the 2 MW threshold for participation in the SGIP�¶s �³Fast Track Process�  ́to be based on 
individual system and generator characteristics up to a limit of 5 MW; 

3) Revise the SGIP�¶s �³customer options meeting�  ́and supplemental review following failure of the 
Fast Track screens so that the supplemental review is performed at the discretion of the 
interconnection customer and includes minimum load and other screens to determine if a small 
generating facility may be interconnected safely and reliably;  

4) Revise the pro forma SGIP Facilities Study Agreement to allow the interconnection customer the 
opportunity to provide written comments to the transmission provider on the upgrades required for 
interconnection; 

5) Include energy storage devices in the pro forma SGIP and pro forma SGIA; and 
6) Provide clarifications in both the pro forma SGIP and pro forma SGIA. 

 
IID has been working in developing language and modifications to its OATT with the intent of both 
complying with the revised FERC language and responding to small renewable solar projects that are 
requesting interconnection into the IID system and would benefit by this type of language. 
 

SMART GRID 
 
�7�K�H���³�V�P�D�U�W���J�U�L�G�´���L�V���D���E�U�R�D�G���F�R�Q�F�H�S�W���X�V�H�G���W�R���G�H�V�F�U�L�E�H���W�K�H��interconnectivity, communication and automation 
of nearly all of the infrastructure and assets that make up the electric grid. From generation to consumption, 
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smart grid infrastructure communicates in near-real time with computer systems that process and analyze 
large amounts of data to automate many of the functions of the electric grid. These computer systems are 
used to provide intelligence and automation to create a more efficient grid that detects and reacts to events 
�V�R���W�K�D�W���L�W���L�V���³�V�H�O�I-�K�H�D�O�L�Q�J���´���S�U�H�Yents and manages outages and optimizes the intersection between the supply 
and demand through price signals to the consumers and ratepayers. 
 
The concepts and technologies that define the smart grid have evolved over time and continue to evolve. In 
light of this fluidity, IID has worked to stay informed of the state and federal legislative developments, 
while identifying smart grid opportunities to improve efficiencies in the delivery of electricity to its 
ratepayers. Because it is generally accepted that the communication network and metering systems are 
�F�R�U�Q�H�U�V�W�R�Q�H�V�� �R�I�� �W�K�H�� �V�P�D�U�W�� �J�U�L�G���� �,�,�'�¶�V�� �V�P�D�U�W�� �J�U�L�G�� �H�I�I�R�U�W�V�� �K�D�Y�H�� �S�U�L�P�D�U�L�O�\�� �I�R�F�X�V�H�G�� �R�Q�� �$�G�Y�D�Q�F�H�G�� �0�H�W�H�U�L�Q�J��
Infrastructure, commonly known as smart meters. Efforts have included a succession of smart-meter 
committees and implementations to assess the current state of technology and the costs and benefits of 
implementing the technologies.  
 
While the recommendations of each study may vary slightly with regard to implementing the technology 
based on factors such as technological maturity, internal business processes and needs and economic 
indicators (rate of return and return on investment), each study is consistent in concluding that there are 
significant operational efficiencies and positive economic rewards to be realized. In preparing for the smart 
grid of the future, the most recent Smart Metering Committee at IID has recommended a metering 
technology, which will allow the IID to migrate toward that vision over time, while avoiding the up-front 
expense and extensive operational changes that would be necessary with other metering technologies. 
 
As an active member of SCPPA, IID continues to engage in smart grid discussions with neighboring public 
power utilities on topics including, but not limited to, smart meters, meter data management, electric 
vehicles, energy storage, distributed generation and demand response programs. Each of these topics will 
have its own set of opportunities and issues as they relate to the emergence of the smart grid. IID should 
continue to be proactive in engaging other utilities to understand the full impact and potential of the smart 
grid, as well as conducting in-house studies and pilot projects. These discussions, studies, and projects 
provide the data and experience necessary for consumer outreach and plan development. In preparation for 
the smart grid of the future, IID should continue to give special attention to fostering public dialogue to 
educate the IID and its ratepayers, define issues and develop in-house processes and documentation. Below 
is a list of specific recommendations towards those ends. 
 

�x As pricing and technologies continue to evolve, IID should continue to use the RFP process as a 
means to verify the conclusions and assumptions of previous committees tasked with reviewing 
smart grid technologies and business needs.  

�x Accelerate the implementation of smart meter installation in order to justify the implementation of 
the network communication infrastructure and fully realize the potential of smart metering. 

�x Draft and develop policies around the tracking, use, retention, protection and ownership of data. 
�x Identify potential funding opportunities and develop plans in preparation for such opportunities. 
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�x Develop programs and rate structures (Demand-Side Management Programs and Time-of-Use 
Rates) now so that the IID and its customers can take advantage of smart grid technologies once 
they are deployed. 
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Chapter 3: Forecast of Demand and Energy Requirements 

ECONOMIC FORECAST 

Woods & Poole Economics, Inc �S�U�R�Y�L�G�H�G���H�F�R�Q�R�P�L�F���I�R�U�H�F�D�V�W���G�D�W�D���W�K�D�W���Z�D�V���X�V�H�G���I�R�U���W�K�H���,�,�'�¶�V���O�R�D�G���I�R�U�H�F�D�V�W��
analysis.  According to the economic analysis of Woods & Poole Economics, Inc. the long-term outlook 
for the United States economy is one of steady and modest growth through the year 50. Although periodic 
business cycles �Z�L�O�O���L�Q�W�H�U�U�X�S�W���D�Q�G���F�K�D�Q�J�H���W�K�H���J�U�R�Z�W�K���W�U�D�M�H�F�W�R�U�\�����W�K�H���Q�D�W�L�R�Q�¶�V���H�P�S�O�R�\�P�H�Q�W���D�Q�G���L�Q�F�R�P�H���D�U�H��
expected to rise every year through 2050. Gross Domestic Product is forecast to grow at an average annual 
rate of 1.9 percent over the next three decades. Although employment growth has been uneven in recent 
years, with particularly sharp job losses in manufacturing, the economy is expected to produce steady job 
gains through 2050. In the long-run, the civilian unemployment rate is expected to be 4.8 percent by 2050. 
Inflation is forecast to increase from 0.3 percent in 2015 to 3.9 percent by 2050. Oil prices are expected to 
stabilize at an average price of $60 per barrel through 2050 but still lead to inflationary pressures late in the 
forecast period. Total employment is projected to increase to 284.3 million in 2050. And total residential 
population is projected to reach 428.1 million in 2050, up from a 2015 Census estimate of 321.4 million 
�S�H�R�S�O�H���� �W�K�H�� �8�Q�L�W�H�G�� �6�W�D�W�H�V�� �L�V�� �H�[�S�H�F�W�H�G�� �W�R�� �U�H�P�D�L�Q�� �W�K�H�� �Z�R�U�O�G�¶�V�� �W�K�L�U�G�� �P�R�V�W�� �S�R�S�X�O�R�X�V�� �Q�D�W�L�R�Q�� �W�K�U�R�X�J�K�� ������������
Personal income per capita (in 2009 dollars) is projected to increase from $43,924 in 2014 to $66,890 in 
2050. These macroeconomic projections are the national assumptions on which the 2017 regional 
�S�U�R�M�H�F�W�L�R�Q�V���D�U�H���E�D�V�H�G�����,�,�'�¶�V���P�D�L�Q���O�R�D�G���V�H�U�Y�L�F�H���D�U�H�D���F�R�Y�H�U�V���W�Z�R���F�R�X�Q�W�L�H�V���L�Q���&�D�O�L�I�R�U�Q�L�D�����,�P�S�H�U�L�D�O���&�R�X�Q�W�\���D�Q�G 
part of Riverside County. It is anticipated that the long-term economy outlook for the two counties that IID 
serves will  generally follow the same economic trend as the national assumptions provided above, with 
some local differences.  

According to the Imperial County forecast shown in Exhibit 31, Imperial County reached its highest level 
of unemployment in 2010-11. The forecast predicts a steady decline in unemployment starting in 2012 and 
the decline is expected to continue at a steady rate until 2020 and then taper off at a slower rate of decline 
in 2021 and beyond. 

Exhibit 43: Riverside and Imperial County Employment Outlook 
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�,�P�S�H�U�L�D�O���&�R�X�Q�W�\�¶�V���H�F�R�Q�R�P�\���L�V��largely agricultural. With approximately 11,700 farm workers, the county 
generates $2 billion of agricultural output each year. Its most prevalent commodities are cattle, alfalfa, 
�E�U�R�F�F�R�O�L���� �D�Q�G�� �O�H�W�W�X�F�H���� �7�K�H�� �S�X�E�O�L�F�� �V�H�F�W�R�U�� �D�O�V�R�� �S�O�D�\�V�� �D�� �O�D�U�J�H�� �U�R�O�H�� �L�Q�� �W�K�H�� �U�H�J�L�R�Q�¶�V�� �H�F�R�Q�R�P�\. With 18,300 
�Z�R�U�N�H�U�V���� �L�W�� �L�V�� �W�K�H�� �F�R�X�Q�W�\�¶�V�� �O�D�U�J�H�V�W�� �H�P�S�O�R�\�P�H�Q�W��sector. A substantial number of the government jobs in 
Imperial County are related to the two state correctional facilities, which employ a combined total of 2,000 
staff and house 7,400 inmates. In effect, the high proportion of governmental and agricultural jobs that 
helped cushion the regional impacts of the national economic downturn will result in slower regional growth 
while the state and federal economies improve. 

Riverside County14 is forecasting a similar trend in unemployment rate. In 2015, the strongest areas of 
growth as reported by Riverside County were in leisure and hospitality (+4,400 jobs), education and 
healthcare (+4,300 jobs), construction (+4,200 jobs), and government (+3,600 jobs). The largest losses were 
in professional and business services (-670 jobs).   

Over the past five years, the Riverside County population has increased at an average annual rate of 1.2 
percent. A substantial portion of this growth was the result of net migration, as an average of 11,700 net 
migrants entered the county each year. Net migration is expected to remain positive, with an average of 
14,000 net migrants entering the county each year through 2022. Net migration is expected to account for 
almost half of the population growth. Although �,�,�'�¶�V�� �W�H�U�U�L�W�R�U�\�� �F�R�Y�H�U�V�� �R�Q�O�\�� �W�K�H�� �V�R�X�W�K�H�D�V�W�H�U�Q��portion of 
�5�L�Y�H�U�V�L�G�H���&�R�X�Q�W�\�����W�K�H���L�P�S�D�F�W���R�I���J�U�R�Z�W�K���L�Q���,�,�'�¶�V��Northern territory has a significant impact on energy and 
load growth. The following represents the recent trends in population growth and the forecasted growth in 
population in both Imperial County and Riverside County. 

                                                             

14 http://www.dot.ca.gov/hq/tpp/offices/eab/socio_economic_files/2017/Riverside.pdf  

http://www.dot.ca.gov/hq/tpp/offices/eab/socio_economic_files/2017/Riverside.pdf
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Exhibit 32: Imperial and Riverside County Population 

 

In the past several years, permits to build new homes declined, but the Imperial County data reveals that 
the number of permits taken out to build new homes took a turn and began increasing. The Riverside County 
�D�U�H�D�V���R�I���&�R�D�F�K�H�O�O�D�����,�Q�G�L�R���D�Q�G���S�D�U�W�V���R�I���/�D���4�X�L�Q�W�D���U�H�S�U�H�V�H�Q�W���D���V�L�J�Q�L�I�L�F�D�Q�W���S�R�U�W�L�R�Q���R�I���,�,�'�¶�V���H�Q�H�U�J�\���D�Q�G���F�D�S�D�F�L�W�\��
load requirement, so the economic characteristics of Riverside County maintain a heavy influence �R�Q���,�,�'�¶�V��
future planning outlook. Riverside County has had an increase in new homes permitted and a growth in 
employment. The following exhibit shows historic trends and forecast of new homes permitted. 

Exhibit 33: The Number of Permits Issued to Build New Homes in Riverside and Imperial County 
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IID has actively engaged in encouraging development of renewable energy projects to help the Imperial 
County and Southern Riverside County job markets. Generally, new construction projects create around 
6.5 jobs per million dollars construction cost and an additional 2.5 jobs in secondary income effects. Thus, 
a $250 million construction project could create as many as 2,075 (some temporary and some permanent) 
jobs in Imperial County15. The jobs created in the construction industry match the employment 
characteristics of the regions unemployed individuals. Therefore, it is anticipated that the newly created 
jobs will go to existing residents and workers rather than imported employees.  

OVERALL SUMMARY OF FORECAST 
Energy Optimization & Procurement of the Energy Department at the Imperial Irrigation District has 
prepared the system load term load forecast of peak demands, net energy requirements and energy 
sales to customers within the IID service territory. This forecast will be used for district wide long 
term planning purposes in current planning activities for the next 20 years. In 2014, IID completed a 
Request for Proposals to acquire load forecasting services as well as the tools and training to allow 
IID staff to complete all future forecasts. The load forecast is an integral part of District planning 
activities, so a forecasting process that relies on industry accepted standards of practice, as well as 
rigorous, detailed and thorough analysis is critical to obtaining results that are both realistic and 
statistically sound. This approach holds true for both the 2016 load forecast as well as the 2018 
forecast. Since the 2018 forecast is based upon most of the 2016 methodology, this document serves 
as a supplement to the original 2016 load forecast report to explain the exact process and 
modifications for this updated forecast.  

The 2018 IID Load Forecast basically uses the same methodology as the 2016 IID Load Forecast with 
some modifications to reflect the current economic, weather and regulatory changes. In this load 
�ˆ�‘�”�‡�…�ƒ�•�–���•�–�—�†�›�á���‡�…�‘�•�‘�•�‡�–�”�‹�…���ƒ�’�’�”�‘�ƒ�…�Š���™�ƒ�•���—�–�‹�Ž�‹�œ�‡�†���–�‘���ˆ�‘�”�‡�…�ƒ�•�–���������ï�•���–�‘�–�ƒ�Ž���”�‡�–�ƒ�‹�Ž���•�ƒ�Ž�‡�•�ä The Net Energy 
for Load forecast was derived from the total retail sales forecast and the average difference of NEL 
and retail sales in historical years; Coincident Peak forecast was derived from NEL forecast and 
historical representative load factors. The forecast is primarily driven by several key variables that 
have an impact on hourly/daily/monthly/yearly loads and the forecast incorporated the load impact 
resulting from these variables including, but not limited to: 

- Weather changes 
- IID Energy Efficiency programs 
- IID Rooftop Photo Voltaic Solutions Programs 
- Electric Vehicles programs 
- New industrial load impact 
- Regulatory requirement changes 

                                                             

15 Summit Blue Consulting, LLC Renewable Energy Feasibility Study to the Imperial Irrigation IID from January 
17, 2008. 
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Since these variables are uncertain the severity of their impact on load depends on how each of these 
variables transpire. Generally, these variables can either encourage load growth or deter it. Below is 
a diagram that illustrates which variables encourage load growth and which variables deter load 
growth: 

Exhibit 33: Load Impact Variables 

 

Different scenarios were created for each variable based on varying assumptions and the interactions and 
combinations of these different variables.  As a result, for the 2018 forecast, three main cases were selected 
to represent the potential outcomes. The three cases choose for this IRP analysis are: 

1. High Case �± Combining severe weather conditions, high industrial growth, high electric vehicle 
penetration, low energy efficiency, and low rooftop/customer solar penetrations 

2. Mid (Expected) Case �± Combining normal weather, normal industrial growth, average electric 
vehicle penetration, average energy efficiency, and average rooftop/customer solar penetrations 

3. Low Case �± Combining mild weather conditions, normal economic industrial growth, low electric 
vehicle penetration, high energy efficiency,  high rooftop/customer solar penetrations 

Furthermore, there are other combinations of key significant variables that can be used to create additional 
forecasts. For example, other combinations consist are combining normal weather with high industrial 
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growth and normal energy efficiency and normal rooftop/customer rooftop solar. Another example is 
combining the Mid Case variables with a much higher view of energy efficiency/rooftop solar impacts. 
�%�H�O�R�Z���L�V���D���W�D�E�O�H���W�K�D�W���G�H�V�F�U�L�E�H�V���W�K�H���W�K�U�H�H���P�D�L�Q���F�D�V�H�V���D�O�R�Q�J���Z�L�W�K���W�K�H���µ�R�W�K�H�U���R�E�V�H�U�Y�D�W�L�R�Q�V�´���D�Q�G���W�K�H���I�R�U�H�F�D�V�W��
results provided from each process: 

Exhibit 34: 2018 Load Forecast Categories 

Retail customer counts and sales by major customer classification as well as hourly load data 
generally from 2001 through 2017 (the study period) were provided by IID. The historical data 
regarding IID Energy Efficiency Programs and IID PV solutions Programs were provided internally 
by IID also. Historical and projected economic and demographic data were provided by Woods & 
Poole Economics, Inc. Weather data was provided by Weather Underground, Inc. 

Even though the historical Net Energy for Load had an average growth rate of 1.7 percent over the 
last 17 years, as Figure 1-1 shows, the load of the IID System over 2009-2016 maintained a fairly flat 
trend. And the flat trend in the historical load growth lasted two years longer than that in 2016 Load 
Forecast (2016 and 2017), that is the main reason to explain why the overall average annual growth 
rate in 2018 load forecast declined a little compared to that of the 2016 Load Forecast. Moreover, the 
2018 Load Forecast has a lower average annual growth rate of 1.2 percent for the first ten years 
(2018-2027), and a higher average annual growth 1.7 percent for the second ten years (2028-2037). 
The lower average annual growth rate 1.2 percent in the first ten forecast years (2018-2027) is 
mainly due to fast growth of PV+EE impact, which takes away some growth rate of IID system load.  
It is also due to the weather normalization impacts when bringing weather for 2018 and beyond back 
to normal as compared to the last several years that are considered severe weather years. With 
PV+EE impact reaching market saturation and an optimistic growth in economic forecast data by 
Woods & Poole Economics, Inc. during the second ten years, the average annual growth rate 
increased to 1.7 percent �‹�•�� �t�r�s�z�� ���‘�ƒ�†�� �	�‘�”�‡�…�ƒ�•�–�ä�����Š�‡�� �•�ƒ�•�‡���ƒ�’�’�Ž�‹�‡�•���ˆ�‘�”�������ï�•�� �ƒ�˜�‡�”�ƒ�‰�‡���ƒ�•�•�—�ƒ�Ž���‰�”�‘�™�–�Š��
rate in the next 20 forecast years since CP forecast is derived from NEL forecast and load factor. As 
the exhibit below shows, the CP during historical period (2001-2017) has a higher average annual 
growth rate reaching to 2.6 percent, this is due to that in the recent two years 2016 and 2017, the 
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peak of the IID system jumped historically high to 1,073MW due to historically record high 
temperature in peak day. The tables below illustrate this comparison of the 2016 load forecast and 
the 2018 load forecast: 

Exhibit 35: Net IID System NEL Requirements in 2016 Load Forecast vs 2018 Load Forecast

 

Exhibit 36: Net Coincident Peak Demand in 2016 Load Forecast vs 2018 Load Forecast 
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Due to the unpredictability of weather temperature for the long term forecast, and the fact that weather has 
an important impact on energy consumption,  the 2018 IID Load Forecast provides retail sales, NEL and 
CP forecasts under three weather scenarios: Normal (base/expected), Mild and Severe. These weather 
scenarios are used to estimate the load under the normal, abnormally severe and abnormally mild weather 
conditions and are combined with several other variables to create three cases. 

The Exhibit below depicts the projection of NEL under three scenarios in 2016 Load Forecast: the blue line 
is net NEL under normal weather and expected EE_PV scenario; the green dash line is net NEL under 
severe weather scenario and expected EE_PV; and the red dash line is net NEL under mild weather and 
high EE_PV scenario.  

Exhibit 37: Net IID System NEL Requirements in 2018 Load Forecast 
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Exhibit 37 shows the projection of coincident peak under the three scenarios described above. 
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Exhibit 37: Net IID System CP Demand Requirements in 2018 Load Forecast 

 

�,�W�� �L�V�� �L�P�S�R�U�W�D�Q�W�� �W�R�� �Q�R�W�H�� �W�K�D�W�� �,�,�'�� �F�O�R�V�H�O�\�� �R�E�V�H�U�Y�H�G�� �W�K�H�� �&�D�O�L�I�R�U�Q�L�D�� �(�Q�H�U�J�\�� �&�R�P�P�L�V�V�L�R�Q�¶�V�� �S�U�R�F�H�V�V�� �L�Q�� �V�W�D�W�H��
demand forecasting. In response to the savings �E�H�\�R�Q�G���³�W�U�D�G�L�W�L�R�Q�D�O�´ AAEE estimated in support of SB 350 
and additional achievable PV adoption, manifested through the 2019 Title 24 residential building standards 
update in support of Zero Nero Net Energy goals, IID 2018 load forecast adds cases of other observations 
to account for the two additional elements: AAEE (additional achievable energy efficiency savings) and 
AAPV (additional achievable PV adoption).  

The table below describes the summarizes the various combinations (90 in all) of load forecasts that were 
observed: 
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Exhibit 37: Load Forecast Cases and Observations 

 

�$�Q���D�E�V�R�O�X�W�H���F�U�L�W�L�F�D�O���Y�D�U�L�D�E�O�H���L�V���W�K�H���&�R�D�F�K�H�O�O�D���9�D�O�O�H�\���D�U�H�D���D�V���D���S�D�U�W���R�I���,�,�'�¶�V���V�H�U�Y�L�F�H���W�H�U�U�L�W�R�U�\�����$�Q���D�J�U�H�H�P�H�Q�W��
exists that expires in 2032 and can potentially sway the entire forecast of load and energy by separating the 
Northern load pocket (Coachella area) from the Southern load pocket (Imperial area). This would 
essentially split the loads in half or even less. For the purposes of this load forecast and this IRP, IID 
assumed that the agreement would be renegotiated and the IID service territory would basically stay the 
same. However, it is vital to note that this change will drastically alter the value and costs of all future 
decisions as the load forecast is a pillar of the decision making process. 

The three following figures added two cases for the additional observations to address Title 20 and Title 24 
AAEE and AAPV impact on IID system load (NEL), IID system sales and IID system CP. The orange color 
dash line assumes that all the new forecasted energy sales after 2020 are replaced by rooftop solar, besides 
�W�K�H�� �������0�:�� �U�R�R�I�W�R�S�� �V�R�O�D�U�� �L�Q�V�W�D�O�O�D�W�L�R�Q�V�� �E�\�� �,�,�'�¶�V�� �F�X�U�U�H�Q�W�� �F�X�V�W�R�P�H�U�V�� ���3�9�� �H�[�S�H�F�W�H�G�� �F�D�V�H������); for energy 
efficiency, assuming that IID not only can 100% achieve IID board adopted EE target of market potential 
from programs but also can achieve IID board adopted EE target of codes and standards, which is 
considered to address AAEE target.so the total sales after 2020 is pretty flat. The grey color dash line is 
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another case to address AAEE and AAPV. The T20 and T24 system impact data were provided by CEC 
staff on Mar. 2018. The assumption is that Title 24 regulations will induce 80 percent of single family 
homes to be built with a PV system after 2020. The impacted savings brought by the regulations Title 20 
and Title 24 is a lot more aggressive in the AAPV +AAEE mid case plugging the data provided by CEC: 

Exhibit 37: All Cases plus CEC AAEE Case: Sales 
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Exhibit 37: All Cases plus CEC AAEE Case: Net Energy For Load 

 

Exhibit 37: All Cases plus CEC AAEE Case: Peak Load 
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Among all these numerous cases of load forecast, It has been decided that three cases were chosen 
for the IRP main studies: the expected/base case (the blue purple square line above), the high/severe 
case (the black pink triangle line above) and the ZNE case (the orange blue square line above)which 
addresses AAEE and AAPV impact. 

In the following sections, detailed descriptions on methodology modifications in the 2018 Load Forecast 
compared with 2016 Load Forecast and the rationale of the modifications will be given. Sample size and 
data sources selections will be described in more details. The regression results will be analyzed and 
discussed in order to lay a solid foundation for the conclusions of the 2018 Load Forecast. Finally, the 
limitations of the 2018 Load Forecast that have been come across during the study process and future 
recommendations will be discussed. 

METHODOLOGY AND MODELS DESIGN 

MODEL SPECIFICATION 
The 2018 Load Forecast uses econometric forecasting methods to forecast retail sales based on the historical 
�P�R�Q�W�K�O�\���V�D�O�H�V���E�\���F�X�V�W�R�P�H�U�V�¶���E�L�O�O�L�Q�J�V���F�D�W�H�J�R�U�L�H�V����The load forecast models are based on the ex-post model 
evaluation approach. That ex-post modeling approach involves using actual data with different choices of 
independent variables and comparing the forecasted load obtained from the models to the actual load.  The 
models which have the lowest Mean Absolute Percent Error were selected.  Model specifications are 
summarized below: 

�x The residential sales model includes the following independent variables:  
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o Weather terms that capture monthly weather variability, 
o Month dummy variables that capture additional variations not due to weather in every 

month of the year 
o A limited number of terms intended to address level shifts in the sales data.  
o Blended population in IID service territory  

�x The residential energy assistance modeling framework combines residential average usage and 
residential customer counts to get the total residential energy assistance sales in the 2018 Load 
Forecast. This is due to the relative homogeneity of the residential energy consumption patterns. 
The residential energy assistance sales model includes these independent variables: 

o Blended low-income population in IID service territory  
o Blended personal income in IID service territory 
o Month dummy variables that capture additional variations not due to weather in every 

month of the year 
o Weather terms that capture monthly weather variability, 
o A limited number of terms intended to address level shifts in the sales data. 
o Autoregressive terms  

�x Mobile home/recreational vehicle class sales model is a function of blended personal income, 
blended GRP, monthly weather variables, seasonal dummies, trend variable, and autoregressive 
term. 

�x Agricultural class sales model is a function of blended farm employment, the number of agricultural 
customer counts, monthly weather variables, and some limited terms to address anomalous level 
shifts in the usage data and autoregressive term. 

�x Commercial class sales model is a function of blended Gross Regional Product, blended farm 
employment, monthly weather variables, month dummy variables that capture additional variations 
not due to weather in every month of the year and autoregressive term. 

�x Industrial class sales model is a function of trend variable and autoregressive terms. 
�x Added industrial load growth scenarios are a function of internal discussion and information from 

various internal sections of the Energy Department. 
�x Lighting class sales model is a function of blended total employment in the IID service area, 

blended GRP in the IID service area, some limited trend terms and autoregressive terms. 
�x Municipal class sales model is a function of blended personal income in the IID service territory , 

blended GRP in the IID service area, monthly weather variables and certain limited trend terms 
intended to capture otherwise unexplained level shifts in the data. 

�x �(�O�H�F�W�U�L�F���9�H�K�L�F�O�H���L�Q�I�R�U�P�D�W�L�R�Q���Z�D�V���S�U�R�Y�L�G�H�G���E�\���W�K�H���&�(�&�¶�V���G�H�P�D�Q�G���I�R�U�H�F�D�V�W���J�U�R�X�S�V�����7�K�H���&�(�&���Dlso 
provided a calculator to estimate high, low, and expected impact levels by assuming various levels 
of meeting the targets of EXECUTIVE ORDER B-48-18. 

ROOFTOP PHOTO-VOLTAIC IMPACTS 
A Bass Diffusion Model approach was adopted to estimate the rooftop PV Impact (which captures all 
�µ�E�H�K�L�Q�G�� �W�K�H�� �P�H�W�H�U�¶�� �L�Q�V�W�D�O�O�D�W�L�R�Q�V���� �W�R�� �,�,�'�� �V�\�V�W�H�P�� �O�R�D�G�� �L�Q�� �W�H�U�P�V�� �R�I�� �D�Q�Q�X�D�O�� �F�D�S�D�F�L�W�\�� �D�Q�G�� �H�Q�H�U�J�\�� �L�P�S�D�F�Ws. 
�+�R�Z�H�Y�H�U�����X�Q�G�H�U���)�H�G�H�U�D�O���D�Q�G���,�,�'�¶�V���P�R�Q�H�W�D�U�\���L�Q�F�H�Q�W�L�Y�H�V��and lower cost of solar panels during 2013-2017, 
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IID customers who participa�W�H�G���L�Q���,�,�'�¶�V�� �3�9�� �S�U�R�J�U�D�P�� �V�X�U�S�D�V�V�H�G���H�[�S�H�F�W�D�W�L�R�Q�V����The Net Energy Metering 
(NEM) program was designed to benefit IID customers who generate their own electricity (and sometimes 
electricity for the IID grid) using solar, wind, biogas, fuel cell or a hybrid of �W�K�H�V�H���W�H�F�K�Q�R�O�R�J�L�H�V�����,�,�'�¶�V���1�(�0��
program capacity cap was 50.2MW, as established and administered by the demand side management 
group, and reached 5 percent �R�I���,�,�'�¶�V���S�H�D�N���G�H�P�D�Q�G�����$�W���W�K�H���H�Q�G���R�I���������������W�K�H���H�[�L�V�W�L�Q�J���3�9���L�Q�V�W�D�O�O�D�W�L�R�Q�V���D�Q�G��
the registered PV installations in process reached 64.5MW; above the IID NEM capacity cap of 50.2MW. 
In July 2016, IID made a policy decision to change its Net Metering Program to ensure that everyone pays 
their fair share for their use of the energy grid, including customers who choose to install rooftop solar 
systems on their homes. The new Net Billing Program, which was approved by the board July 2016 after 
extensive discussion, now aligns prices with the actual cost of providing power for all customers. This 
necessary solution balances the interests of every customer IID. Under the new Net Billing Program, the 
IID no longer provides the incentive to the customers who install rooftop PV. There is not a program 
capacity cap. 

Since there is not a NEM program capacity cap for rooftop PV installations in IID service territories, the 
market saturation point in IID service territories was estimated using the National Renewable Energy 
Laboratory market survey and study on PV market penetration percentage and payback years (NREL, 
2014). The results of the survey were used to estimate the market saturation point within the IID service 
territory according to the estimated payback years of PV installations. The payback years of PV installations 
are estimated by considering the cost of �S�D�Q�H�O�V�����)�H�G�H�U�D�O���D�Q�G���,�,�'�¶�V incentives, solar panel imports tariff, IID 
rates, and the output efficiency of panels.  It is assumed that the federal incentive and the solar panel imports 
tariff balanced each other and the PV installation cost keeps no changes in the forecast years. It was assumed 
that 50 percent of commercial customers and 46 percent of residential customers rent their properties.  It 
was assumed that rental properties will not install rooftop PV.  Two cases for rooftop PV impacts to the 
forecast were analyzed. The expected case assumes that IID will no longer provide incentives for customers 
who install rooftop PV. The calculated market saturation point for the expected PV case is 110.5 MW total 
rooftop capacity in the IID service area. The high case assumes that IID provides incentive for the customers 
who install rooftop PV. The IID rate is increased by 7 percent and therefore changed the economic value 
for Rooftop solar for customers. The calculated market saturation point for the high PV impacts case is 
184.5 MW total rooftop PV installed capacity in IID. 
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Exhibit 38: PV new and accumulated installations capacity in Expected Case and High Case in 2018 Load 
Forecast 

 

The blue dashed line is the new PV capacity installed annually in the expected case scenario.  The blue 
solid line is the accumulated PV installations capacity in the expected case scenario.  The red dash line is 
the new PV capacity installed annually in the high case scenario.  The red solid line is the accumulated PV 
installed capacity in the high case scenario. Both the new PV installations capacity and accumulated PV 
installations capacity are higher in the high case than in expected case. The difference is due to different 
market saturation points assumptions, namely, 110.5 MW in the expected case and 184.5MW in the high 
case. 

ENERGY EFFICIENCY PORTFOLIO IMPACTS 
The Energy Efficiency program impact projection is based on EE activities over the historical period 2006-
2017. Several discounting factors are used to degrade long-term cumulative EE program impacts:  

- End-use degradation factor  
- Market saturation factor  
- End-of-life impact factor  
- Baseline shift impact factor and contingency factor.  

These factors add up to 10 percent degradation rate per year. The annual EE program impact in the forecast 
years is projected based on IID Board of Directors adopted annual electric energy efficiency program targets 
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for the years 2018-2027 (refer to Exhibit 39). The new adopted Energy Savings Target for 2018-2027 
contains the two categories MWh from Market Potential from Programs and MWh from Codes and 
Standards. The MWh from Market Potential from Programs in the Energy Savings Target is consistent with 
the old Energy Savings Target. The codes and standards includes the savings from other areas and programs 
which were not previously included. Therefore, in the expected case, it is assumed that the energy savings 
under Market Potential from Programs is the EE target most likely to be achieved. It was assumed that 81 
percent of the target amount is met in the forecast years, based on �,�,�'�¶�V���K�L�V�W�R�U�L�F�D�O���S�H�U�I�R�U�P�D�Q�F�H. The market 
saturation point is reached in 2027; a 10 percent degradation rate is applied to project the annual EE program 
impact after 2027.  Exhibit 40 shows historical EE impact, EE impact in the expected case (green solid 
line), and EE impact in the high case (solid red line).  For the EE high case, energy savings targets are the 
sum of the Market Potential from Programs categories and the Codes and Standards two categories.  In the 
high case, 100 percent of the target amount is assumed to be met in the years 2018-2027. The market 
saturation point is reached in 2027, after witch a 10 percent degradation rate is applied to project the annual 
EE program impact after 2027. 

Exhibit 39: IID board adopted Energy Saving Targets for 2018-2027 

 

The green line in the chart below depicts the annual EE program impact projection based on the assumptions 
that EE program ends in 2027; only 81 percent of the target amount to be met in the forecast years according 
�W�R���,�,�'�¶�V���K�L�V�W�R�U�L�F�D�O���S�H�U�I�R�U�P�D�Q�F�H���G�X�U�L�Q�J���W�K�H���S�U�R�J�U�D�P���H�[�H�F�X�W�L�R�Q���\�H�D�U�V�����Q�R���W�D�U�J�H�W�V���Q�H�H�G�H�G���W�R���E�H���P�H�W���D�I�W�H�U��������������
and with a 10 percent degradation rate annually. In the high case, 100 percent of the target amount is 
assumed to be met in the years 2018-2027. After 2027, no targets needed to be met; and with a 10 percent 
degradation rate annually. 
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Exhibit 40: EE Annual Accumulated Degraded Energy Impact in the Expected and High Cases 

  

The California Energy Commission encourages POUs to identify the relationship between the AAEE 
savings assumed in the IRP Filing and the statewide SB350 energy efficiency doubling targets adopted by 
�W�K�H���&�(�&�����2�Q���'�H�F�����������������&�(�&���S�U�R�Y�L�G�H�G���,�,�'���&�(�&�¶�V���$�$�(�(���G�R�X�E�O�L�Q�J���W�D�U�J�H�W���I�R�U���,�,�'�����,�Q���,�,�'�¶�V���,�5�3���I�L�O�L�Q�J�����W�K�H��
AAEE savings target is using IID board adopted Codes and Standards target. The below table is a 
�F�R�P�S�D�U�L�V�R�Q���E�H�W�Z�H�H�Q���&�(�&�¶�V���$�$�(�(���W�D�U�J�H�W���D�Q�G���,�,�'�¶�V���$�$�(�(���W�D�U�J�H�W���D�Q�G���W�K�H���U�H�V�X�O�W�L�Q�J���V�\�V�W�H�P���S�H�D�N���D�Q�G���H�Q�H�U�J�\��
impact. We can see that the two sets of targets are very consistent especially in the first 5 years in terms of 
system peak and energy impact.  
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Exhibit 40: Comparison between IID's AAEE targets and CEC's AAEE doubling targets 

 

PV +  EE IMPACT TO NET AND GROSS NEL AND CP 
The exhibit below shows EE and PV impact for the expected case. The columns and lines chart shows the 
relationship of NEL, PV impact, and EE impact. The pie chart shows the EE and PV impact as a percent of 
NEL. Exhibit 42 shows the impact for the low/mild case. 
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Exhibit 41: Gross/Net NEL and EE and PV impact in 2018 Load Forecast (Expected Case) 
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Exhibit 42: Gross/Net NEL and EE and PV impact in 2018 Load Forecast (Low-mild Case) 

 

PV and EE impacts on coincident peak are shown in Exhibit 43. The columns and lines chart shows the 
relationship of coincident peak, PV impact, and EE impact. The pie chart shows the average EE and PV 
impact as a percent of coincident peak.   
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Exhibit 43: Gross/Net CP and EE&PV impact in 2018 Load Forecast (Expected Case) 

 

Exhibit 44 shows the average EE and PV impact on coincident peak for the Low/mild case. 
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Exhibit 44: Gross/Net CP and EE&PV impact in 2018 Load Forecast (Low-mild Case) 
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MILD, BASE AND SEVERE WEATHER SCENARIOS AND RANGE FORECAST 
Ambient temperature has a big effect on IID demand. A weather normalization methodology has been 
applied to the long-term load forecast. In previous IID long term load forecasts, 65 years of historical 
weather temperature data was used to calculate normalized weather temperature. Recent years temperatures 
have been higher than longer term historical averages. Both 30 years normalized weather temperatures and 
67 years normalized weather temperature were tested to determine the appropriate data set to use for 
weather normalization. The test result supports using 30 years normalized weather temperatures data. Thirty 
years normalized weather temperatures appear to be industry standard used in long term load forecasting in 
the electric energy industry. Therefore, in this forecast, 30 years normalized weather temperatures are used 
instead of the 67 years used in previous forecasts at IID. Exhibit 45 shows the calculated normalized weather 
temperatures normalized weather temperatures used in the 2018 Load Forecast.   

Exhibit 45: Base/Mild/Severe Weather HDDs and CDDs in 2018 Load Forecast (30 years) 

 

C�R�R�O�L�Q�J���G�H�J�U�H�H���G�D�\�V���K�D�Y�H���W�K�H���K�H�D�Y�L�H�V�W���L�Q�I�O�X�H�Q�F�H���R�Q���,�,�'�¶�V���W�R�W�D�O���H�Q�H�U�J�\���X�V�H.  Exhibit 46 shows cooling degree 
days used in the normal/mild/sever weather scenarios. 
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Exhibit 46: Weather Scenarios (30 years vs 67 years): Normal/Mild/Severe 

 

The most recent 30 years show greater volatility in weather and this volatility is reflected in the load forecast 
by providing a wider range of potential outcomes and also impacts the starting point of the first year of the 
projection. More specifically, since the recent two years 2016 and 2017 were extremely hot years, the actual 
heating degree days are higher than the severe weather range, which only happens under small probability 
of 1 in 20 cases in the past 30 years.  Both the Net Energy for Load growth and the Coincident Peak growth 
are impacted by the extreme hot weather in the years 2016 and 2017. By using normalized weather 
temperatures in the 20 years of projection, the projected NEL in the first forecast year is lower than the 
most recent two years actual demand.  

ELECTRIC VEHICLES 
POUs are required to address transportation electrification in the IRPs adopted and submitted to the Energy 
Commission pursuant to SB 350. California Energy Commission staff developed a spreadsheet-based tool 
to assist POUs in estimating and reporting on the energy and emissions impact of light-duty plug-in electric 
vehicle penetration in their service territories. The calculator tool is noted to have been developed in 
consultation with the Air Resources Board, California Public Utilities Commission, and California's 
privately owned utilities. It uses data from various sources to estimate energy and emissions over time 
associated with displacing gasoline-powered light-duty vehicles with PEV in any year from 2017 to 2030. 
This tool captures nominal vehicle population decline after its first sale, and travel decline as the vehicle 
ages. Concurrently, improving gasoline and PHEVs fuel economy and declining carbon intensity gasoline 
and power generation use in future years are also quantified (CAFE standards), yielding more accurate 
estimates. Additional data is used to project the annual electricity consumption over time of the 
�U�H�S�U�H�V�H�Q�W�D�W�L�Y�H�����³�F�R�P�S�R�V�L�W�H�´�����3�(�9�V���G�H�S�O�R�\�H�G���L�Q��each year.  
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As a POU, IID addressed transportation electrification in the �����������O�R�D�G���I�R�U�H�F�D�V�W���E�\���X�V�L�Q�J���&�(�&�¶�V���F�D�O�F�X�O�D�W�R�U��
(version 3.5-3). POUs are not required to make specific assumptions about the number of PEVs deployed 
in any year. However, utilities do need to choose the future statewide PEV deployment scenario goal. In 
�,�,�'�¶�V���H�O�H�F�W�U�L�F���Y�H�K�L�F�O�H�V���H�Q�Hrgy consumption projections in the 2018 load forecast, three scenarios have been 
�F�U�H�D�W�H�G���D�F�F�R�U�G�L�Q�J���W�R���&�(�&�¶�V���(�9���S�R�O�L�F�\���G�U�L�Y�H�U�V�¶ assumptions: EV low scenario, EV expected scenario, and 
�(�9���K�L�J�K���V�F�H�Q�D�U�L�R�����,�,�'�¶�V���(�9���O�R�Z���V�F�H�Q�D�U�L�R���X�V�H�V���&�(�&�¶�V���E�X�V�L�Q�H�V�V���D�V���X�V�X�D�O���V�F�H�Q�D�U�L�R�����J�U�H�H�Q���O�L�Q�H���L�Q��Exhibit 47). 
Business as usual trajectory keeps the historic Federal, State, and Local incentives and consumer 
�D�F�F�H�S�W�D�Q�F�H�����,�,�'�¶�V���(�9���H�[�S�H�F�W�H�G scenario (purple line in Exhibit 47) is based on Executive Order B-16-12, 
and Senate Bill 1275 (2014), which set a goal of achieving 1 million Zero-emission vehicles by 2023 and 
�D�F�K�L�H�Y�L�Q�J�����������P�L�O�O�L�R�Q���=�(�9�V���E�\���������������L�Q�F�O�X�G�L�Q�J���U�H�T�X�L�U�H�G���L�Q�I�U�D�V�W�U�X�F�W�X�U�H�����,�,�'�¶�V��EV high scenario (blue line 
in Exhibit 47) is based on 5 million PEV by 2030. Since the calculator only projects EV penetration through 
������������ �D�Q�G�� �W�K�H�� �I�R�U�H�F�D�V�W�� �\�H�D�U�V�� �L�Q�� �,�,�'�¶�V�� ���������� �O�R�D�G�� �I�R�U�H�F�D�V�W��is through 2037, the projection of EV energy 
consumption during 2031-2037 is estimated using trend/regression analysis.  

�(�[�K�L�E�L�W�����������,�,�'�¶�V���(�9���6�F�H�Q�D�U�L�R�V���E�D�V�H�G���R�Q���&�(�&�¶�V���F�D�O�F�X�O�D�W�R�U 

 

NEW INDUSTRIAL LOAD (CANNABIS) 
On November 8, 2016, Californians approved Proposition 64, the California Marijuana Legalization 
Initiative that made it legal for individuals to grow and consume marijuana for recreational purposes on and 
after November 9, 2016. Proposition 215 in 1996 had already legalized the medical use of marijuana in 
California. Proposition 64 made it legal for persons of age 21 and older to grow and consume marijuana for 
recreational purposes in a private home or a licensed business establishment. Individuals could also share 
limited amounts of marijuana with each other. The sale of recreational marijuana became legal on January 
1, 2018, although consumption of marijuana in public places remains illegal. California is the fifth state to 
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legalize the recreational use of marijuana after Colorado, Washington, Oregon, and Alaska. Legalization 
creates concerns from an energy point of view because cultivation can be quite energy intensive. 
 
The projection of cannabis energy usage is important in the long term load forecast developed by IID since 
it is known that production of marijuana is energy intensive especially for indoor production. However, 
historical data on the production and consumption of marijuana is scarce because of the illegal nature of 
these activities in the past. Information regarding cannabis load projections was obtained �I�U�R�P�� �,�,�'�¶�V��
Distribution Planning & Engineering. According to the information provided, the city of Coachella has 
designated an undeveloped land east of Grapefruit Blvd and South of Ave. 48 as a cannabis growing area. 
Electrical Load requested from individual cultivators varies from 3 to 40 MW per parcel. Based on the total 
projected load for the area (245MW), the need for 2 substations (120MW each) and a 230 KV transmission 
line have been identified. The city of Coachella is setting up a community facility district (CFD) to provide 
local city backed bonds for the capital necessary for the infrastructure needs for this new industrial park. 
Exhibit 48 shows total projected electrical load within the Cannabis Zone. 

Exhibit 48: Total Projected Electrical Load Within the Cannabis Zone 

 

Due to the uncertainty associated with cannabis production, three scenarios for cannabis load were 
developed to access the uncertainties. The three cases are the business as usual case, new industrial load 
medium case, and new industrial load high case. For the business as usual case for cannabis load, used in 
the expected case of the 2018 Load Forecast, it is assumed that load growth from increased cannabis 
production has been included in the economic growth projection, and is not considered as a separated energy 
demand category. For the new industrial load medium �F�D�V�H���� �W�K�H�� �O�R�Z�� �S�U�R�M�H�F�W�L�R�Q�� �S�U�R�Y�L�G�H�G�� �I�U�R�P�� �,�,�'�¶�V��
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Distribution Planning & Engineering section was used. For the new industrial load high case, the high 
�S�U�R�M�H�F�W�L�R�Q���S�U�R�Y�L�G�H�G���I�U�R�P���,�,�'�¶�V���'�L�V�W�U�L�E�X�W�L�R�Q���3�O�D�Q�Q�L�Q�J���	���(�Q�J�L�Q�H�H�U�L�Qg section was used. Furthermore, there 
are numerous interconnection applications above and beyond the amounts assumed at the time of the load 
forecast study.  IID continues to monitor this situation to identify which of the applications will come to 
fruition and impact IID load. Exhibit 49 shows new industrial peak impact and energy impact for both the 
medium case and the high case. Cannabis load business as usual case peak impact and energy impact are 
assumed to be included in the other energy sales categories.  Since the load factor of New Industrial is not 
�D�Y�D�L�O�D�E�O�H�����L�W���L�V���D�V�V�X�P�H�G���W�K�D�W���1�H�Z���,�Q�G�X�V�W�U�L�D�O�¶�V���O�R�D�G���I�D�F�W�R�U�V���D�U�H���W�K�H���V�D�P�H���D�V���,�,�'�¶�V���W�R�W�D�O���V�\�V�W�H�P���O�R�D�G���I�D�F�W�R�U�V�� 

Exhibit 49: New Industrial Peak Impact and Energy Impact for medium case and high case 
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DATA SOURCES AND SAMPLES DESIGN 
The data for number of customer accounts, energy sales, NEL, CP, PV installation capacity, and Energy 
Efficiency programs impact was collected and maintained by IID staff. Energy sales, NEL, and coincident 
peak data was generally available and analyzed over the January 2001 through December 2017 time period.  
Energy Efficiency programs impact data was available and analyzed for January 2006 through December 
2016 (Note: Energy Efficiency programs impact data on 2017 was not yet available at the time of this 
analysis, so estimated data was used for 2017. The estimation is based on 2017 IID EE target and 2016 
target achieving percentage).  PV installation capacity data was available and analyzed for the January 2003 
through December 2017 period. 

WEATHER DATA 
Two weather stations are known to be located within the IID service territories.  The weather stations are 
the Imperial County Airport (KIPL) weather station located in Imperial County and the Desert Resorts 
Regional Airport (KTRM) weather station located in Riverside County. An hourly load vs hourly weather 
temperature analysis determined that the weather data from the Imperial County weather station (KIPL) in 
Imperial County has the best correlation to the IID system load of the two weather stations.  Exhibit 50 
shows the R squared results of a correlation regression analysis of hourly load vs hourly weather 
temperature for the time period from January 2014 to August 2015.  

Exhibit 50: Correlation between IID system load and KTRM vs KIPL weather data 

 

The red columns are the R Squared of the regression models for each month for the weather station KTRM.  
The blue columns are the R Squared of the regression models by each month for the weather station KIPL.  
The independent variable is hourly weather temperature for each month.  The dependent variable is hourly 
IID system net load for each month. The KIPL weather station data shows better correlations for all months 
of the test period, indicating that the weather data from KIPL is more significantly correlated with IID 
system load. Therefore, data from the KIPL weather station data was used for the load forecast analysis.  

Thirty �K�L�V�W�R�U�L�F�D�O���\�H�D�U�V�¶���W�H�P�S�H�U�D�W�X�U�H�V�����G�R�Z�Q�O�R�D�G�H�G���I�U�R�P��the Underground Weather website, were used as 
the weather data (1988-2017) inputs for the 2018 Load Forecast study. The raw weather data is the daily 
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average temperature, which is converted into Heating Degree Days and Cooling Degree Days. HDD is 
defined as th�H���Q�X�P�E�H�U���R�I���G�H�J�U�H�H�V���W�K�D�W���D���G�D�\�¶�V���D�Y�H�U�D�J�H���W�H�P�S�H�U�D�W�X�U�H���L�V���E�H�O�R�Z�������ˆ���)�D�K�U�H�Q�K�H�L�W.  �&�'�'���L�V���G�H�I�L�Q�H�G��
�D�V���W�K�H���Q�X�P�E�H�U���R�I���G�H�J�U�H�H�V���W�K�D�W���D���G�D�\�¶�V���D�Y�H�U�D�J�H���W�H�P�S�H�U�D�W�X�U�H���L�V���D�E�R�Y�H�������ˆ���)�D�K�U�H�Q�K�H�L�W����One-in-Twenty (Level 
of significance: 5 percent on each tail) two tails t-Distribution test was used to estimate the normalized 
HDD and CDD, severe HDD and CDD (right tail), mild HDD and CDD (left tail). Exhibit 51 demonstrates 
historical actual annual CDD and HDD (1951-2017), the orange solid line is the actual CDD, the red dash 
line is the calculated severe CDD, the orange solid line is the calculated normal CDD, the blue dash line is 
the calculated mild CDD. The actual annual CDD line moves up and down around the calculated normal 
CDDs line, the calculated severe-normal-mild range tries to bracket the actual CDD line.  There are a few 
instances where the actual orange line moves outside of the range.  

The green solid line in the exhibit below is the actual HDD, the red dash line is the calculated severe HDD, 
the green solid line is the calculated normal HDD, and the blue dash line is the calculated mild HDD. The 
actual annual HDD line moves up and down around the normal HDD line.  The calculated severe-normal-
mild range brackets most of the movement, but there are some instances when the actual line moves outside 
of the range. The movement outside the severe to mild HDD range represents the 5 percent probability that 
the actual weather temperature will be outside the range. 

Exhibit 51: Historical CDD & HDD and norm/mild/severe CDD & HDD in 2018 load forecast 

 

 

ECONOMIC DATA 
Historical and projected economic and demographic data were provided by Woods & Poole Economics. 
The most recent data set available at the time of the study �L�V�� �E�D�V�H�G�� �R�Q�� �K�L�V�W�R�U�L�F�D�O�� �\�H�D�U�V�¶�� �G�D�W�D�� �I�U�R�P�� ����������
through 2015. The IID service territory covers both Imperial County and part of Riverside County. The two 
counties have different economic and demographic attributes in terms of county population, households, 
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employment, personal income, and gross domestic product, which are used as independent variables in the 
2018 Load Forecast. Therefore, the data for each county was blended using a weighted average derived 
from 2017 energy sales data.  A 59 percent weight was used for Riverside County and a 41 percent weight 
was used for Imperial County.  

Economic data used in the load forecast regression models are population, total employment, farm 
employment, retail employment, personal income, and gross regional product/GRP. Exhibit 52 shows the 
annual growth rate of the economic variables used in the 2018 load forecast. The table in Exhibit 52 shows 
that all variables except farm employment have positive growth over the forecast horizon. The variables 
that are forecast to have higher average annual growth rates compared to the growth rates used in the 2016 
forecast are shown in red, whereas, variables with slower annual growth rate are shown in green. The 
population, gross regional product, and farm employment variables are used to forecast the residential and 
commercial customers categories, the two main IID customer categories.  These variables generally have a 
slower growth rate than forecast at the time the 2016 load forecast was developed. The slower growth 
predictions for these variables contributes to the resulting 2018 load forecast having slower annual growth 
rate compared to the 2016 load forecast results.  

Exhibit 52: Average Annual Growth Rate of Load Forecast Economic Data 2018 
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Exhibit 53: 2017 IID Energy Sales by Customer Categories 

 

IID residential sales accounted for about 46 percent of IID total energy sales in the year 2017.  IID electric 
energy sales by customer categories for 2017 are shown in Exhibit 53.  Commercial sales accounted for 
about 40 percent of 2017 IID total energy sales. All other customer categories accounted for 14 percent of 
IID total energy sales in 2017. Residential customers and commercial customers are the main contributors 
to IID system load growth. The residential demand regression analysis results indicate that residential load 
growth can be mostly explained by blend population growth. Exhibit 54 shows that blend population growth 
has a similar trend as residential sales growth though the load forecast period.  

Exhibit 53: IID Gross Residential Sales Growth Rate vs Blend Population Growth Rate 
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For the historical period 2003-2017, average population growth rate is 2.3 percent. Average residential sales 
growth rate is 2.8 percent. During the first ten forecast years (2018-2027), average population growth rate 
is 2 percent, whereas average residential sales growth rate is 1.8 percent. During the second 10 forecast 
years (2028-2037), avg. population growth rate is 1.8 percent and average residential sales growth rate is 
1.6 percent.  

Exhibit 54: IID Commercial Sales Growth Rate vs Blend Gross Regional Product Growth Rate 

  

In the commercial sales regression analysis, blend Gross Regional Product and farm employment were 
identified as significant predictors of commercial sales.  The resulting commercial sales forecast is shown 
in Exhibit 54.  During the historical period (2003-2017), average GRP growth rate is 2.7percent, average 
commercial sales growth rate is 1.8 percent, and average farm employment growth rate is -2.6percent.  
During the first ten years of the forecast period, average GRP growth rate is 3 percent, average commercial 
sales growth rate is 1 percent and average farm employment growth rate is -0.1 percent.  Subsequently, 
during the second ten forecast years (2028-2037), average GRP growth rate is 2.7 percent, average 
commercial sales growth rate is 1.0 percent, and average farm employment growth rate is -0.3 percent. That 
Blend GRP variable alone has faster annual growth rate than Commercial Sales. By adding the Blend Farm 
Employment variable that exhibits flat or negative growth rate results in the growth rate of the regression 
result for Gross Commercial Sales to have a slower growth rate, more indicative of past trends.  Hence, the 
ex-post model evaluation test of adding the variable farm employment has less error. 
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ANALYSIS OF REGRESSION RESULTS AND CONCLUSIONS 
The 2018 Load Forecast methodology uses econometric models to analyze historical data to forecast future 
outcomes.  Using the statistical software, EViews, and Ordinary Lease Squares Regression techniques, each 
category of customer sales and customer counts was developed as a statistically significant model. Sample 
�(�T�X�D�W�L�R�Q�V���I�R�U���I�R�U�H�F�D�V�W�L�Q�J���,�,�'�¶�V���V�D�O�H�V���D�U�H��documented below. 

RESIDENTIAL SALES MODEL 
Exhibit 55 shows the residential sales regression analysis results.  The model is statistically significant for 
R-squared, t-statistic, and F-statistic. All the signs of the coefficients meet expectation.  Residential sales 
make up to 45 percent of total IID system sales.  The MAPE is 3.78 percent when the historical data (2004-
2017) is input into the model.  

Exhibit 55: 2018 Load Forecast Residential Sales Regression Model 

 

COMMERCIAL SALES MODEL 
Commercial customer sales constitute 40 percent of total IID system sales in 2017. Exhibit 56 shows 
commercial sales model used in the 2018 Load Forecast.  In the commercial sales regression analysis, blend 
Gross Regional Product and farm employment were identified as significant predictors of commercial sales.  
By adding the Blend Farm Employment variable that exhibits flat or negative growth rate results in the 
growth rate of the regression result for Gross Commercial Sales to have a slower growth rate, more 
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indicative of past trends.  When plugging historical data (2001-2017) into the model, the MAPE is 3.79 
percent.  

Exhibit 56: 2018 Load Forecast Commercial Sales Regression Model 

 

All the rest of IID customer categories only make up about 14 percent of IID total system sales. Statistically, 
all the models used in 2018 Load Forecast are significant. However, models are more reliable the larger the 
customer population. Small customer categories are subject to more error because of the small sample size. 

AGRICULTURAL SALES MODEL 
Within the agricultural customer sales model the sign of the coefficient of weather variable HDD is different 
from other customer sales models. The results indicate that higher CDD result in less energy consumption. 
The regression equation shows a negative sign for the HDD variable even though all the other statistic 
values are significant. After consulting IID customer account billing staff, it was learned that the farmers 
in IID service territory do not work all four seasons of the year due to the extremely hot summer 
temperatures and the extremely mild winter temperatures in this area. Temperature in the winter are 
accommodating for the crops grown in the IID service territory. Winter is the busier season for farmers in 
this area. Therefore, temperatures that contribute to lower HDD, are better temperatures for crops to grow 
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resulting in more energy consumption for agricultural customer sales. Exhibit 57 shows agricultural sales 
model used in the 2018 Load Forecast. 

Exhibit 57: 2018 Load Forecast Agricultural Sales Model 

 

OVERVIEW OF STUDY RESULTS AND CONCLUSIONS 
Net Energy for Load (NEL), energy sales, and coincident peak (CP) for both gross and net values are 
forecast under base, severe, and mild weather scenarios, expected, high, and AAEE Energy Efficiency 
program scenarios, expected, high, and AAPV rooftop PV program scenarios, expected and high new 
industrial scenarios, and low, expected, and high electrical vehicles scenarios in the IID 2018 Load Forecast. 
Since the combinations of different scenarios can have so many different load forecast results due to 
volatilities of the market, uncertainties of various policies, �D�Q�G�� �Y�D�U�L�D�W�L�R�Q�V�� �R�I�� �S�H�R�S�O�H�¶�V�� �G�H�F�L�V�L�R�Q�V�� �D�Q�G��
behaviors. Three load forecast scenarios, employing a subset of all the possible combinations above, were 
defined to represent the range of expected differences in forecast resulting from the many possible 
combinations.  The load forecast cases (and combinations of scenarios) used in the IRP analysis are 
expected case (base weather, expected EE and PV, expected EV), low case (mild weather, high EE and PV, 
low EV) and high case (severe weather, low EE and PV, high new industrial, high EV). 

The following is a brief description of each of the various types of forecasts: 

- Energy Sales are representative of the energy sold to all IID customers. It is the sum of the actual 
energy consumption for all IID customers in the monthly billing accounts. 

- Net Energy for Load (NEL) is representative of the energy consumption including losses and IID 
consumption. The losses include not only the losses which are experienced over lengths of 
transmission and distribution lines, but also include the energy consumed in the stations services 
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and the difference between the sales billing cycle and the meter calendar cycle. NEL is the monthly 
data from the meters which are calculated based on the calendar months while energy sales are the 
�P�R�Q�W�K�O�\�� �G�D�W�D�� �I�U�R�P�� �W�K�H�� �E�L�O�O�L�Q�J�� �G�D�W�D�� �Z�K�L�F�K�� �D�U�H�� �F�D�O�F�X�O�D�W�H�G�� �E�D�V�H�G�� �R�Q�� �I�L�Q�D�Q�F�H�¶�V�� �E�L�O�O�L�Q�J�� �F�\�F�O�H�V.  
Normally, billing cycles lag the calendar months.  The lag can result in calculated losses being 
negative in some months. For example, the meter data could be from the calendar month September, 
whereas the billing data for September may be for the energy consumption starting from some day 
in August through some day in September. Since the weather temperature is higher in August than 
in September, the energy sales billing data could be higher than the meter data on September.  
Hence the calculated losses could be negative for that month. 

�0�'�. 
L �'�J�A�N�C�U���5�=�H�A�O
E�.�K�O�O�A�O 

- Coincident Peak (CP) is representative of the energy demand among all categories of customers 
that coincides with the highest total demand on the system for one hour. 

- Gross results are representative of the load levels for energy demand that is grossed up assuming 
that the estimated impacts of EE and PV programs were zero. 

- Net results are representative of the load levels for energy demand that is net of the estimated load 
impacts regarding EE and PV programs. It is the energy demand that needs to be met by IID system 
central resources rather than distributed generating resources such as rooftop PV. The following 
equations are the basic premise of the gross forecast calculations: 

�)�N�K�O�O���0�'�. 
F �0�A�P���0�'�. 
L �:�&�5�/
E�2�8�; 
H
�s

�:�s
F�.�K�O�O���4�=�P�A�;
 

�)�N�K�O�O���%�2
F�0�A�P���%�2
L �:�&�5�/
E�2�8�; 
H
�s

�:�s
F�.�K�O�O���4�=�P�A�;
 

Note: There is a loss rate included in the Gross and Net difference calculation. This denotes that losses 
would be associated with supply side resources (e.g., a central generating station), while DSM or distributed 
PV would imply a reduction in losses because those resources would be located at the point of usage and 
therefore avoid the losses which would otherwise be experienced over lengths of transmission and 
distribution lines.    

Exhibit 58 shows the resulting gross NEL for the historical and forecast periods for the expected case.   
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Exhibit 58: Net NEL in 2018 Load Forecast for the Expected Case 

   

 Exhibit 59 shows the net coincident peak for the expected case for the 2018 forecast. 
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Exhibit 59: Coincident Peak in 2018 Expected Case Load Forecast 

   

Energy sales have the same trend as NEL because NEL forecast is derived from energy sales forecast.  The 
long term load forecast is a range forecast instead of an exact point forecast due to the fact that long-term 
weather temperatures are quite variable and unknown. Three different weather scenarios (base, severe, 
mild) create a ranged forecast.  Although, the expected forecast may be used as a single point of reference 
for various activities, it is recommended that the ranged forecast is considered in all long term planning 
activities to capture the unpredictable impact of weather changes on load. Consider the forecast as a range 
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helps long term planning activities capture the varying possibilities of needs because of uncontrollable risks 
and the relationship of demand and supply. The weather impact (mild/expected/severe) on the gross result 
of the load forecast expected case is shown in Exhibit 60.  The net peak and net energy results are shown 
in Exhibit 61.  

Exhibit 60: 2018 Load Forecast Expected Case Gross CP and NEL in Base/Severe/Mild Weather Cases 
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Exhibit 61: 2018 Load Forecast Expected Case Net CP and NEL in Base/Severe/Mild Weather Cases 

 

In addition to weather impacts, rooftop PV installations, energy efficiency programs, electric vehicles, and 
new industrial load can impact future demand. The impact of these variables is influenced by government 
policies, market mechanisms, and �S�H�R�S�O�H�¶�V���G�H�F�L�V�L�R�Q���P�D�N�L�Q�J���S�U�R�F�H�V�Ves and behaviors. The 2018 IID Load 
Forecast results have different scenarios for each of these variables to capture the range these variable might 
contribute to resulting future demand. The tables presented in the Exhibits below list the energy impact and 
peak impact of each of these variables under different scenarios. Exhibit 62 shows PV peak impact and 
energy impact under both PV expected case and PV high case; Exhibit 63 shows EE peak impact and energy 
impact under both EE expected case and EE high case; Exhibit 64 shows EV peak impact and energy impact 
under EV expected case, EV low case and EV high case. 
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Exhibit 62: PV Peak Impact and Energy Impact (expected case, high case) 

 

Exhibit 63: EE Peak Impact and Energy Impact (expected case, high case) 
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Exhibit 64: EV Peak Impact and Energy Impact (expected case, high case) 

 

�1�R�W�H�����V�L�Q�F�H���W�K�H���O�R�D�G���I�D�F�W�R�U���R�I���(�9���L�V���Q�R�W���D�Y�D�L�O�D�E�O�H�����L�W���L�V���D�V�V�X�P�H�G���W�K�D�W���(�9�¶�V���O�R�D�G���I�D�F�W�R�U�V���D�U�H���W�K�H���V�D�P�H���D�V���,�,�'�¶�V��
total system load factors. 

Although there are many different combinations of scenarios due to interactions of different variables such 
as EE, PV, EV, new industries, and weather, three main cases among them are considered as the main load 
forecast results:  expected case (base weather, expected EE and PV, expected EV), low case (mild weather, 
high EE and PV, low EV) and high case (severe weather, low EE and PV, high new industrial, high EV). 
The load forecast high case is the highest load level among all the load forecast results; the load forecast 
low case is the lowest load level among all the load forecast results; the load forecast expected case is the 
combination of all the expected cases of all variables. Exhibit 65 shows IID total system net NEL growth 
rate under three main cases: expected, high and low; Exhibit 66 shows IID total system net CP growth rate 
under the three main cases: expected, high and low; and Exhibit 67 shows IID total energy sales growth 
rate under the three main cases: expected, high and low. 
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Exhibit 65: IID 2018 Load Forecast Net NEL Growth Rate (Expected/High/Low Cases) 
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Exhibit 66: IID 2018 Load Forecast Net CP Growth Rate (Expected/High/Low Cases) 
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Exhibit 67: IID 2018 Load Forecast Energy Sales Growth Rate (Expected/High/Low Cases) 

 

The range of the system demands in the 2018 Load Forecast is wider than that in 2016 Load Forecast.  The 
wider range is expected to improve IID�¶�V���D�E�L�O�L�W�\���W�R���S�O�D�Q���I�R�U load related risk and volatility. The expected 
range that future IID systems load is likely to be within was forecast using 90 percent confidence intervals. 
Regular updates to adjust for the changes in the underlying assumptions are required to confirm accuracy 
in the forecasts. 
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Chapter 4: The IID  Need for Additional Resources  
The need for additional IID resources can be determined through a comparison of the existing IID resources 
and the load forecast plus planning reserve margins.  This comparison is commonly called a balance of 
loads and resources. When there are additional planning objectives such as meeting certain renewable 
energy requirements and GHG reductions, the BLR is supplemented with this information to determine 
when additional resources are needed on a system. 

In the last IRP issued in 2016, IID was short in 2016 by about 300MW, but with the repowered El Centro 
Unit No. 3 as well as added renewable resources, IID decreased its short position significantly. The short 
position included a delay of 30MW of solar projects. In the summer of 2015, IID was short about 212MW 
which was met with seasonal energy products and in the summer of 2017, the IID is short about 202MW. 
An increase of about 25-30MWs of short position is added to each year in the subsequent years. Also, IID 
was short about 320 MW and IID has been aggressively exploring and pursuing various types of resources 
to meet these needs, including renewables, generic seasonally shaped market power, energy storage and 
many others in order to meet these coming needs. Additionally, IID has signed numerous renewable-
resource contracts that help reduce the short position and become a more environmentally friendly utility.  

�:�K�H�Q�� �F�K�R�R�V�L�Q�J�� �K�R�Z�� �W�R�� �P�H�H�W�� �W�K�H�� �,�,�'�¶�V�� �Q�H�W�� �V�K�R�U�W�� �S�R�V�L�W�L�R�Q���� �D�� �Q�X�P�E�H�U�� �R�I�� �I�D�F�W�R�U�V�� �P�X�V�W�� �E�H�� �W�D�N�H�Q�� �L�Q�W�R��
consideration, including the impact of new generation resources on: 

�x Ability to provide necessary ancillary services to meet Balancing Authority obligations and 
meeting reliability standards; 

�x Renewable-portfolio standards; 

�x Greenhouse gas emissions; 

�x Total power supply costs; and 

�x �,�,�'�¶�V���I�L�Q�D�Q�F�L�D�O���F�R�Q�G�L�W�L�R�Q�V�� 

CAPACITY DEFICIT 

The IID observes the peak of each month compared to the supplies expected to be available in an 
supply/demand analysis. The graph below describes the monthly capacity position where above zero is a 
long position and below zero is a short position: 
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Exhibit 44: Monthly Net Capacity Position (MW) 

 

Even though the IID must acquire sufficient capacity to meet its forecasted loads, it must be careful that it 
does not pay for energy in �H�[�F�H�V�V���R�I���L�W�V���O�R�D�G���U�H�T�X�L�U�H�P�H�Q�W�V�����7�K�H���,�,�'�¶�V���F�D�S�D�F�L�W�\���U�H�T�X�L�U�H�P�H�Q�W�V���D�U�H���S�U�L�P�D�U�L�O�\��
in the April through October time period with excess capacity in the November through March time period. 
Additionally, it is important to note that the net capacity position max hour may not necessarily match the 
peak load hour, especially as more and more intermittent resources become commercially operational. The 
graph below illustrates how the hour of peak load (1600) does not match the hour of the shortest position: 

Exhibit 45: Monthly Net Capacity Position (MW) 
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TYPES OF GENERATION RESOURCES 

There are three basic kinds of generation resources: base load, peaking and intermediate. Acquiring the 
right mix of resources is necessary to meet load at the lowest cost. 

BASELOAD RESOURCES 

Baseload resources have a capacity factor16 of between 60 and 100 percent. Baseload resources are 
characterized by high construction costs and relatively low energy costs. Baseload resources include coal, 
nuclear, hydroelectric run-of-river and combined cycle generation. In addition, geothermal generation is 
usually classified as a base load resource since it is intended to operate for all hours. 

RENEWABLE (GREEN) RESOURCES 

Renewable resources that qualify as a CEC certifiable renewable resource typically contain a wide range 
of availability in the inter-hour. Green resources such as biomass and geothermal tend to have higher 
capacity factors ranging from 60-95 percent. However, green resources such as wind and solar generation 
have lower capacity factors ranging anywhere from 20-40 percent and are heavily dependent on non 
controllable factors related to weather. In a solar resource, if the scheduled output is 20MW in a given hour, 
but suddenly clouds cover a portion or all of the sunlight providing the fuel to the solar panels, then the 

                                                             

16 The capacity factor is defined as the ration of actual generation to potential generation and is calculated as: 
Annual Capacity Factor = (actual generation during the year)/ (8760*unit capacity). Capacity factors can also be 
calculated by month with the formula being changed to reflect energy generated during the appropriate time period 
divided by the potential generation during the time period. 
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actual output becomes 11MW. This 9MW loss must be made up by other resources in the IID system and 
can present an operational pressure to the IID system stability.  

PEAKING RESOURCES 

Peaking resources have low capital costs but high fuel and operating costs. Examples of peaking resources 
include combustion turbines and older, inefficient generation facilities. Additional ramping generating 
facilities will be needed if the IID adds any additional capacity of solar or intermittent resources. As 
additional intermittent renewable resources come online, IID will need to place special attention on the 
reliability condition of the IID system to closely monitor system stability. As outlined earlier in this 
document, intermittent resources may cause reliability instabilities that will require the IID to possibly 
acquire additional quick responding generation, such as peaking resources.  

INTERMEDIATE RESOURCES 

Intermediate resources are, by elimination, resources that are neither peaking nor base load resources. There 
are few examples of actual intermediate resources other than hydroelectric resources (with water storage 
rather than run-of-river) and combined cycle resources. However, many of the modern technologically 
advanced combined cycle resources are used as base load resources because of their high efficiency. 

SUPPLY CURVE WITH RPS INTEGRATION 

With the recent developments in greenhouse gas requirements and renewable resource integration, the 
energy industry has seen a major shift in supply resource stacking and traditional supply dispatch order. In 
the past, a common supply curve would show the base load resources with the lowest dispatchable costs at 
the bottom of the curve, but with renewable contracts that are essentially must take, the supply curve is now 
filled with the must-take base load resources at the top of the curve since renewable prices are typically 
higher than conventional energy prices. This, of course, all depends on the price of natural gas and power. 
The graph below illustrates a traditional supply curve with the newest developments of renewable resource 
integration included in the curve. 

Exhibit 46: 2013 Supply Curve 
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CAPACITY VERSUS ENERGY CHARGES 

Unless the energy is bought for all hours of the day (a base load purchase), power purchase agreements 
include a capacity charge. The capacity charge is the reservation charge for energy and is priced as a cost 
per kW-month or a fixed charge for the right to generate energy from the contracted capacity. 

The capacity charge will vary depending upon the expected use of the generator. An agreement that 
anticipates that the generation facility will be used sporadically during the peak periods of the month will 
have a higher capacity price than an agreement that contemplates frequent use. 

Energy can be priced a number of ways. Generally, the price is quoted in the price per MWh �± for example, 
$50/MWh. 

When calculating the total delivered cost of energy, both the capacity and energy cost must be included. 
Knowing how the resource will be used is important in determining what type of resource will minimize 
total costs. 

Generally, base load resources have a high capacity factor (reflecting the high capacity costs associated 
with building base load generation) and low energy costs. Peaking resources generally have low capacity 
costs but high energy costs.  

If the unit will to be operated as a peaking facility or with a low capacity factor, the best, or most economic 
choice of resources, are those with low capacity costs and high energy costs. If the unit is going to be 
purchased to meet base load requirements, then a purchase with a high capacity cost and a low energy cost 
is generally most economic. 

TECHNOLOGICAL ADVANCEMENTS AS A RESULT OF CHANGING LAWS 
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In the United States, a change in law may present a competitive opportunity for entrepreneurs and 
industrialists to research and develop new technologies or improvements to existing technologies to 
decrease the cost of production, and thus reduce the cost impact to the affected compliant entity and public. 
With these improvements, IID has the opportunity to aid in the development of new technologies that allow 
the Imperial Valley to be at the forefront of making renewable energy easier to integrate and less expensive.  

IID has explored various technologies that help increase the efficiency in geothermal and solar power 
generation and the continued approach in a prudent manner will allow IID to reduce costs for the IID 
ratepayer. Recently, IID made state and national news by taking a significant step in working with the 
county of Imperial to advance a joint effort that would lead to the restoration of the Salton Sea, protect 
public health, benefit the local economy and the vast wildlife that depends on the sea, all while protecting 
�,�,�'�¶�V�� �(�Q�H�U�J�\�� �%�D�O�D�Q�F�L�Q�J�� �$�X�W�K�R�U�L�W�\���� �7�K�L�V�� �H�I�I�R�U�W���� �D�O�R�Q�J�� �Z�L�W�K�� �G�H�Y�H�O�R�S�P�H�Q�W�V�� �L�Q�� �U�H�Q�H�Z�D�E�O�H-generation 
technologies, will work together to allow IID to move forward as a leading publicly-owned utility. 

SUMMARY OF RESOURCE TYPES 

Baseload resources are characterized by high capacity costs and low energy costs and peaking resources 
are characterized by low capacity and high energy costs. The following exhibit shows the average cost of 
peaking and base load generation resources at different capacity factors. 

 

 

 

 

 

Exhibit 47: Conventional Resource Cost: Baseload vs. Peaking 
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At low capacity factors, the capacity cost of base load resources dominates the total cost of generation, 
while at high capacity factors, the high energy and operating costs dominate total costs of peaking resources. 
As a result, base load resources should only be acquired when the expected capacity factor is going to be 
above 60 percent and peaking resources should only be used when the expected capacity factor is below 25 
percent. 

An important screening tool for identifying the type of resources required by the IID is determining the 
approximate capacity factor of potential new resource additions. Once the capacity factor is identified, 
appropriate technologies can be specified. 

LOAD DURATION CURVE 

Another useful screening tool for the type of resources needed in the future is the load duration curve for 
the IID. The load duration curve shows how many hours each year load exceeds specified amounts and 
provides information on the characteristics of new resources required by the utility. 

 

 

 

 

 

 

 

Exhibit 48: 2012 Load Duration Curve 
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Several interesting facts can be drawn from the load duration curve. First, base load requirements are around 
350MW. Baseload resources are available for dispatch all hours of the year (excluding planned and forced 
outages). Generally, a utility should acquire enough base load resources so that it is slightly long, around 
2,000 hours of the year (or roughly 20 percent of the time). The IID has control over the dispatch of its 
resources and can back down the many of the natural gas generation plants to reduce any surplus energy. 

The second important fact to recognize is �W�K�D�W���,�,�'�¶�V���O�R�D�G�V���D�U�H���R�Q�O�\���D�E�R�Y�H���������0�:���I�R�U���D�U�R�X�Q�G�����������K�R�X�U�V���R�I��
the year and above 900 MW for less than 150 hours of the year. This means that the IID is required to 
purchase expensive peaking capacity during the summer months to meet load that only occurs for less than 
150 hours.  

As will be shown in a later section, demand-side management programs can reduce the daily peak demands 
and reduce the need for expensive peaking capacity. If the IID can implement 50 MW of demand-side 
programs, it would be displacing generation resources that are only used around 150 -200 hours per year, 
primarily during the high-cost, on-peak hours. 

The load duration curve shows that the IID should acquire around 400 MW of peaking capacity or energy 
required only around 25 percent of the time. This type of energy comes from power purchase agreements 
and combustion turbines or older, inefficient gas and steam units that have low capacity costs. This means 
that IID should acquire seasonal (1-3 months of the year) call options where some may be called upon more 
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often with a strike price that is expected to be competitive to the market spot price and also IID should 
�D�F�T�X�L�U�H���V�R�P�H���F�D�O�O���R�S�W�L�R�Q�V���W�K�D�W���Z�L�O�O���R�Q�O�\���E�H���X�V�H�G���D���I�H�Z���W�L�P�H�V���Z�L�W�K���D���V�W�U�L�N�H���S�U�L�F�H���W�K�D�W���L�V���³�R�X�W-of-the-�P�R�Q�H�\�´��
so that the IID pays a diminutive option premium. This allows IID to reduce the overall cost to supply 
power to the consuming rate payer. 

This indicative analysis shows that to meet annual load requirements the IID requires approximately 375-
400 MW of peaking energy (a capacity factor of 1 to 25 percent), 350�±400 MW of base load energy (a 
capacity factor of 60 to 100 percent) and 300 MW of intermediate capacity or energy available for load 
with a capacity factor of between 25 and 60 percent. 

LOAD DURATION CURVE FOR FUTURE YEARS &  BASELOAD RESOURCES 

Currently, the IID is challenged with this conventional goal of meeting resource requirements at a minimal 
cost combined with the requirement of meeting RPS targets. Most renewable resources are not dispatchable 
and are considered must take in most circumstances. Geothermal and biomass resources, which contain a 
capacity factor of about 90-95percent will be stacked at the bottom of the stack as usual with other typical 
base load resources; however, other renewable resources, such as solar generation, would also be stacked 
at the bottom of the stack, even though the annual capacity factor is anywhere between 23-33 percent, much 
greater than a typical base load resource. With the requirement of energy (MWhs) RPS targets and the 
capacity (MW) planning strategy, IID is forced to take more capacity in certain hours than what customer 
demand requires.  

The following exhibit illustrates this challenge in the load duration curve projection for 2019 and the stack 
of expected must-take/base load resources over the course of the year. 

Exhibit 49: 2019 Load Duration Curve with Must-Take/Baseload Resources 
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As shown on the previous page, there are a few hours (600-900) where IID may potentially be long with 
must-take resources. This has a cost and a market risk associated with it. With the requirement to continue 
to bring on more renewable resources to meet the RPS requirement, IID could minimize the risk of being 
long in the winter time by continuing to consider seasonal contracts that are economical. This is a challenge 
because most renewable developers need guaranteed annual contracts for the financing of projects. 
Technology types that qualify as renewable, such as biogas (particularly in state biogas), that allows IID to 
flexibly dispatch the renewable resource at a competitive price, could have operational benefits but have 
regulatory, volumetric and cost risks associated with it. There are a lot of regulatory risks with out-of-state 
biogas as well as a limited supply in state. Another way to observe this is by looking at the net position on 
an hourly basis, using 2019 as an example year: 

Exhibit 50: Hourly Net Position and Excess Generation Forecast 
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A more palatable way to observe this is by looking at the daily max vs the supply where above zero 
represents excess generation to be sold at fluctuating prices that may result in higher costs: 

 

 

 

 

 

 

Exhibit 51: Daily Max Excess Generation Forecast 
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Using a load duration curve and hourly/average position are a screening tool that provides a starting point 
for more exhaustive analysis. The price that the IID pays for different types of resources will ultimately 
impact the optimal amount of each type of resource that the IID purchases. 

TRANSMISSION COSTS AND LOSSES 

Whenever the IID purchases energy from outside its service territory, it must purchase transmission 
capacity. Transmission costs vary according to the contract path that the IID uses. 

Purchases from the CAISO are expensive, generally around $10-���������0�:�K���K�L�J�K�H�U���W�K�D�Q���,�,�'�¶�V���R�W�K�H�U���O�L�T�X�L�G��
trading hub at Palo Verde. The CAISO adds an export fee that includes ancillary services, grid management 
charges and other costs that purchasers within its balancing authority must pay. The IID also does not know 
if it will be required to pay any congestion charges on the CAISO system, although generally congestion 
from the CAISO to the IID is low. Selling energy into the CAISO does expose the IID to potentially high 
congestion charges. 

Purchases from east of the Colorado River tend to have lower transmission charges than from the CAISO, 
generally around $5-$8/MWh. However, if the energy passes through multiple balancing authorities or 
substations controlled by differen�W���H�Q�W�L�W�L�H�V�����W�K�H���W�U�D�Q�V�P�L�V�V�L�R�Q���F�K�D�U�J�H�V���D�U�H���³�S�D�Q�F�D�N�H�G�´���R�Q���W�R�S���R�I���H�D�F�K���R�W�K�H�U��
and transmission charges can quickly escalate. 

The IID also has to account for transmission losses. Some entities (such as the CAISO) deliver the 
contracted amount and charge the IID for losses. Others just deliver the contracted amount less losses. 
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Generally, the magnitude of losses faced by the IID is around three to five percent, although they can be 
considerably higher if the generation source is in Utah or Colorado. 

When the IID makes its purchasing decisions, it also includes both transmission costs and any associated 
losses. The IID needs to continue to expand its transmission infrastructure to reduce the exposure to high 
transportation line losses. Transmission expansion will also allow the IID to access other liquid energy 
markets that are advantageous when stacking resources to serve load. Additionally, transmission resources 
that contain both import and export capabilities allow for potential energy sales to further reduce cost 
impacts of operating the system. The IID intends to sustain a healthy balance of serving load with imports 
and internal generation. If IID is dependent upon too much internal generation, then when observing 
numerous outage/emergency risks over the course of every hour of each year moving forward, the IID 
�Z�R�X�O�G���Q�H�H�G���W�R���E�X�L�O�G���D���³�P�R�U�H���W�K�D�Q���H�[�S�H�F�W�H�G�´���D�P�R�X�Q�W���R�I���L�Q�W�H�U�Q�D�O���J�H�Q�H�U�D�W�L�R�Q���W�R���F�R�Y�H�U���W�K�H���D�Q�F�L�O�O�D�U�\���V�H�U�Y�L�F�H��
requirements and other reliability requirements needed to operate the system reliably. This approach can be 
quite costly. On the other hand, if the IID is dependent upon too much import capacity, then the inevitability 
of transmission line outages can cause an equally problematic situation when observing every hour of each 
year moving forward. The following exhibit shows the annual balance of imports vs. internal generation 
for 2011-2017. 

Exhibit 52: Imports vs. Internal Generation by Year (2011-17) 

 

 

Historically, the IID experienced higher levels of imports due to the economic viability of accessing 
external markets, but when renewable resources located within the IID territory become commercially 
operational, as was the case in 2012, the internal generation will increase and the need for economic 
displacement imports will naturally decrease. This evolution of operating practices must be balanced to 
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ensure that IID is compliant with regulatory and legislative policies and, at the same time, taking advantage 
of energy market opportunities with a salubrious balance of imports and internal generation. Further, the 
RPS required renewable resources should be factored into the balance formula since they are not 
dispatchable and are essentially all must take causing a growing trend of more internal generation than 
imports. This will be discussed further in chapters 10 and 11. 

While the summer and winter loads are extremely atypical from each other, IID maintains a good balance 
of imports and internal generation to serve load. However, on a monthly basis, the balance can shift due to 
generator outages, transmission line outages, and other force majeure events that can shift the balance of 
imports and internal generation. The following exhibit shows the month-to-month balance for the last two 
years considering the various month-by-month situations that have caused the disparity of imports and 
internal generation.  

Exhibit 53: Imports vs. Internal Generation by Month (2011-17) 

 

In addition to the annual and monthly observation of balancing supplies between imports and internal 
generation to serve the IID load, IID must also consider the impact of exported generation. The IID system 
area contains thousands of megawatts of either already existing or potential resources for development that 
can be wheeled through the IID service territory to serve load in other areas to the north, west and east. As 
RPS requirements grow over time for the state of California, there is a good possibility that the other states 
will follow the aggressive and high level of RPS requirements. Since IID is an area rich in renewable 
resources, IID must consider the possibility for higher revenue streams from exporting energy to other 
areas. 

IID must also continue to observe, understand and communicate the benefits and risks associated with 
increasing activities with other balancing authorities such as the CAISO. Other balancing authorities have 
their own separate standards that may not necessarily prioritize the needs of IID. This can result in curtailed 
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energy schedules and high congestion or locational marginal prices. On the other hand, other balancing 
authorities encompass the benefit of an access to other markets for wheeling service revenues and even 
energy sales from the IID generation. IID must consider these dichotomies when integrating all energy 
resources and planning for the future. 

OVERALL RESOURCE NEEDS 

Based on analysis, IID will need to consider new peaking units or energy storage added around 2019 and 
2026, other new quick responding resources must be considered in 2019-2030 if retirements are above and 
beyond the recommended retirements. T�K�H���,�,�'�¶�V���V�X�S�S�O�\���D�F�T�X�L�V�L�W�L�R�Q���X�Q�L�W�V���Z�L�O�O���Q�H�H�G���W�R���F�R�Q�V�W�D�Q�W�O�\���S�U�R�F�X�U�H��
seasonally shaped resources every year during the summer months. These seasonal needs can range from 
100-385MW usually shaped around the peaking months of May-October. These additional resources are 
not only to meet forecasted capacity needs, but also to enhance the reliability of the IID system when 
renewable resources are integrated moving forward. The exhibit below represents the estimated renewable 
resource diversity for 2014-2030. 

Exhibit 54: Resource Diversity by Resource Type 2014-2030 

 

 

The following exhibit depicts how the short RPS position and annual generation position can be filled in 
the case of SB 100: 
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Exhibit 55: Resource Diversity by Resource Type 2014-2030 under SB 100 

 

 

Traditional Baseload resource needs are set to zero since the amount of base load resources should not 
exceed winter loads and most of the base load needs moving forward will be filled with renewable 
resources, which can have various output efficiencies for contrasting technologies. The renewable-resource 
additions will be most likely be base load that are must take and non-dispatchable.  

ENERGY EFFICIENCY AND DEMAND SIDE MANAGEMENT PROGRAMS 

California leads the nation in energy efficiency and renewable energy programs. . Rigorous 
environmental regulations and evolving energy policy place the state at the forefront of environmental 
stewardship. 
 
Energy agencies within the state adopted an Energy Action Plan that has been a catalyst for numerous 
energy-related po�O�L�F�L�H�V�����,�Q���������������W�K�H���(�$�3���H�V�W�D�E�O�L�V�K�H�G���D���³�O�R�D�G�L�Q�J���R�U�G�H�U�´���I�R�U���W�K�H���D�F�T�X�L�V�L�W�L�R�Q���R�I���Q�H�Z��
resources that prioritizes energy efficiency. Since that time, a number of state-mandated regulations have 
been enacted to support this policy, such as Senate Bill 1037. SB 1037 requires public and private gas and 
electric utilities to first acquire all available energy efficiency and demand reduction resources that are 
cost effective, reliable and feasible before conventional generation or other resources.   
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IID is committed to investing in all available energy efficiency and demand reduction as a supply 
resource. The IID offers a variety of conservation and DSM programs intended, in part, to alleviate 
electric generation requirements and avoid expensive peak purchases of power on the market. 
Conservation programs are designed to reduce the total amount of energy used while DSM programs are 
designed to shift energy use from high cost periods to low cost periods and reduce the cost of supplying 
customers.   
 
New legislation, e�P�H�U�J�L�Q�J���W�H�F�K�Q�R�O�R�J�L�H�V���D�Q�G���H�Y�R�O�Y�L�Q�J���F�X�V�W�R�P�H�U���S�U�H�I�H�U�H�Q�F�H�V���D�U�H���G�H�I�L�Q�L�Q�J���,�,�'�¶�V���H�Q�H�U�J�\��
efficiency and demand-side management programs.   
 

Exhibit 56: Conservation and Daily Load 

 
  
 

 

 

 

Exhibit 57: DSM and Daily Load 
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�&�X�U�U�H�Q�W�O�\�����P�R�V�W���S�U�R�J�U�D�P�V���Z�L�W�K�L�Q���W�K�H���,�,�'�¶�V���S�R�U�W�I�R�O�L�R���D�U�H���F�R�Q�V�H�U�Y�D�W�L�R�Q���S�U�R�J�U�D�P�V���Z�L�W�K���W�K�H���J�R�D�O���R�I���U�H�G�X�F�L�Q�J��
�W�K�H���F�X�V�W�R�P�H�U�¶�V���F�R�Q�V�X�P�S�W�L�R�Q���D�Q�G���F�R�V�W���R�I��energy; however, future programs may be designed to shift 
customer on-peak use to off-peak hours.  
 

EVALUATION OF PROGRAMS 

Conservation and DSM programs can be evaluated in a number of ways. Prior to implementation, and 
periodically throughout an existing program, cost-effectiveness tests are applied to determine if the 
investments are comparable to, or better than, the range of other available resource options. There are five 
industry-standard cost-effectiveness tests used to compare the benefits of energy efficiency with the costs 
to invest in implementation of the efficiency measures.   
 
As a general �U�X�O�H�����&�D�O�L�I�R�U�Q�L�D���X�W�L�O�L�W�L�H�V���G�H�H�P���D���W�R�W�D�O���U�H�V�R�X�U�F�H���F�R�V�W���R�I���³���´���R�U���J�U�H�D�W�H�U���D�V���D�Q���L�Q�G�L�F�D�W�R�U���R�I���D���F�R�V�W-
effective program. However, comprehensive evaluation using a combination of the various tests provides 
for more definitive assessment of impacts and effects the program will have. Benefits and costs used to 
evaluate cost effectiveness of energy efficiency and DSM programs and services are identified in the 
exhibit below. The following is a summary of the five approaches to evaluation:  
 

1. Participant Cost Test  �± This approach provides an assessment of the costs and benefits from 
the perspective of the customer installing the measure(s). PCT of 1 or above indicates that the 
customer will see net savings over the expected useful life of the measure.   

 
2. Utility/Program Administrator Cost Test  �± Opposite of the PCT, this approach assesses the 
costs and benefits from the perspective of the utility implementing a program. A positive PAC 
result indicates that the costs to save energy are less than �W�K�H���X�W�L�O�L�W�\�¶�V���F�R�V�W���W�R���G�H�O�L�Y�H�U���W�K�H���V�D�P�H��
�S�R�Z�H�U�����$�G�G�L�W�L�R�Q�D�O�O�\�����W�K�H���F�X�V�W�R�P�H�U�¶�V���D�Y�H�U�D�J�H���E�L�O�O���V�K�R�X�O�G���U�H�G�X�F�H���R�Q�F�H���W�K�H���P�H�D�V�X�U�H�V���D�U�H��
implemented.  
 
3. Ratepayer Impact Measure Test �± This test evaluates the potential impact the program may 
have on the overall electric rates. As RIM results tend to be negative, many utilities, including 
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IID, emphasize the results of PAC tests over RIM to balance the distribution of rate impacts.   
 
4. Total Resource Cost Test �± As the primary evaluation approach, the TRC illustrates the total 
benefits and costs to both participating and nonparticipating customers. This test shows the net 
benefits of the program as a whole without regard as to who (utility or customer) pays the cost of 
the measure(s) installed.   
 
5. Societal Cost Test  �± The SCT includes both costs and benefits that are not captured monetarily 
in the TRC such as greenhouse gas reductions or other environmental benefits.   

 

Exhibit 58: Cost/Benefits of Conservation and DSM 

COMPONENT PCT PACT RIM TRC SCT 

Energy and capacity-related avoided costs   Benefit Benefit Benefit Benefit 

Additional resource savings       Benefit Benefit 

Non-monetized benefits         Benefit 

Incremental equipment and installation 
costs 

Cost     Cost   

Program overhead costs   Cost Cost Cost Cost 

Incentive payments Benefit Cost Cost     

Bill savings Benefit   Cost     

Source: California Public Utilities Commission (CPUC). (2001). California Standard Practice Manual: Economic 
Analysis of Demand-Side Programs and Projects. 
www.energy.ca.gov/greenbuilding/documents/background/07-J_CPUC_STANDARD_PRACTICE_MANUAL.PDF. 

 
California Assembly Bill 2021 (Levine) that was signed into law in 2006 expanded upon several existing 
energy efficiency policies, including SB 1037. Among other mandates, it requires all publicly-owned 
utilities to perform third-party measurement and verification studies of their conservation and DSM 
programs. These independent program evaluations, commonly referred to as EM&V, are performed by 
third parties to provide an unbiased assessment of programs as well as measurement and verification of 
energy, de�P�D�Q�G���D�Q�G���S�H�D�N���V�D�Y�L�Q�J�V���J�H�Q�H�U�D�W�H�G���W�K�U�R�X�J�K���W�K�H���S�R�U�W�I�R�O�L�R�����,�,�'�¶�V���(�0�	�9���S�O�D�Q���F�R�Q�V�L�V�W�V���R�I��
evaluation of its programs on a bi-annual basis, covering programs for a two-year cycle. Not all programs 
will be evaluated in each evaluation cycle. Programs that generate the most energy savings will be 
routinely assessed while others will be included on an as-needed basis.   
 
Evaluation results allow the IID to determine if its programs are effectively reducing energy use by its 
residential and commercial customers.  Using information from this report, local demographics and the 
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�,�,�'�¶�V���R�Y�H�U�D�O�O���V�W�U�D�W�H�J�L�F���J�R�D�O�V�����H�[�L�V�W�L�Q�J���S�U�R�J�U�D�P�V���D�U�H���D�V�V�H�V�V�H�G���W�R���G�H�W�H�U�P�L�Q�H���L�I���P�R�U�H���F�R�V�W-effective programs 
should be expanded at the expense of some of the less effective programs.  Programs that only benefit 
participating customers may be scaled back or eliminated unless they have significant environmental or 
other societal benefits to the IID that cannot be quantified for customers. At times, the IID, at its sole 
discretion, may invest in programs or projects with lower TRC values if they align with specific strategic 
or policy-driven goals.   
 

ENERGY EFFICIENCY PORTFOLIO TARGET 
Assembly Bill 2021 also requires each publicly owned utility to identify all potentially achievable cost 
effective electricity efficiency savings and shall establish annual targets for energy efficiency savings and 
demand reduction for the next 10-year period.  IID has joined together with California Municipal Utilities 
Association in partnership with Northern California Power Agency) and the Southern California Public 
Power Authority to collaborate on the development of individual utility energy efficiency and demand-
reduction targets. The targets are based on a methodology developed by the Rocky Mountain Institute, an 
independent organization with well-accepted energy efficiency expertise in the industry. The RMI model 
is designed to estimate the technical (full extent of energy efficiency potential without regard to 
practicality or costs), cost effective and feasible energy efficiency potential.  
  
�&�R�Q�V�L�V�W�H�Q�W���Z�L�W�K���S�U�R�Y�L�V�L�R�Q�V���R�I���$�%���������������W�K�H���W�D�U�J�H�W�V���D�G�R�S�W�H�G���L�Q�������������E�\���,�,�'�¶�V���%�R�D�U�G���R�I���'�L�U�H�F�W�R�U�V���Z�H�U�H���U�H-
evalua�W�H�G���L�Q�������������D�Q�G���Q�H�Z���I�L�J�X�U�H�V���Z�H�U�H���D�G�R�S�W�H�G���W�K�H���H�[�K�L�E�L�W���E�H�O�R�Z���U�H�I�O�H�F�W�V���,�,�'�¶�V���F�X�U�U�H�Q�W���0�:�K���W�D�U�J�H�W�V���E�\��
program year through 2027.  
 
Assembly Bill 2227 (Bradford, 2012) modified the evaluation period for energy efficiency targets from 
every third year to every forth for the subsequent years. 
  
�6�H�Q�D�W�H���%�L�O�O�������������'�H���/�H�y�Q�����H�Q�D�F�W�H�G���W�K�H���³�&�O�H�D�Q���(�Q�H�U�J�\���D�Q�G���3�R�O�O�X�W�L�R�Q���5�H�G�X�F�W�L�R�Q���$�F�W���R�I�����������´���Z�K�L�F�K��
established targets to increase retail sales of renewable electricity to 50 percent and double the energy 
efficiency savings in electricity and natural gas by end uses by 2030. IID is evaluating emerging 
technologies and innovative program concepts to develop a multi-year running program portfolio to meet 
the energy efficiency targets set forth by this legislation.   In the upcoming target setting process, criteria 
specific to the doubling of energy efficiency targets of SB 350 will be incorporated into the analysis to 
establish the roadmap that IID will use in an effort to meet the substantially increased targets by 2030.  In 
the interim, IID has performed preliminary analysis to determine the most cost-effective approach to 
increasing energy savings toward the mandated goals given current funding levels.  Based on these results 
and absent additional funding for the energy efficiency portfolio, the Energy Department may consider 
reallocation of a larger portion of the overall energy efficiency public program budget toward the 
Customs Energy Solutions program to capture savings from a customer segment with the largest 
potential. 
 

Exhibit 59: Program Level Results �± Net Energy (MWh) Savings at the Customer Meter 
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Exhibit 60: Program Cost to the Utility 

 
In 2015, Assembly Bill 802 (Williams) was also passed into law, replacing the existing AB 1103. AB 802 
sets the framework for a new energy use disclosure program, which will allow owners and operators of 
commercial and multifamily buildings containing 50,000 square feet and more to better understand their 
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energy consumption through standardized energy use metrics of 12 months of historical whole-building 
utility data. The whole-building energy use approach depicts how the building is performing as an entire 
system, facilitating building owners to make more effective decisions on energy efficiency upgrades. As 
�H�Q�H�U�J�\���W�D�U�J�H�W�V���D�U�H���U�H�H�Y�D�O�X�D�W�H�G���D�V���S�H�U���$�%���������������O�H�J�L�V�O�D�W�L�R�Q�����7�L�W�O�H���������U�H�T�X�L�U�H�P�H�Q�W�V�����U�R�R�I�W�R�S���V�R�O�D�U���D�Q�G���,�,�'�¶�V��
public program budget will be considerable factors in the adoption of the new figures.    
 
On August 3, 2015, the Environmental Program Agency, under Section 111(d) of the Clean Air Act, 
finalized the Clean Power Plan, a rule that sets performance rates and individual state targets for carbon 
�G�L�R�[�L�G�H���H�P�L�V�V�L�R�Q�V���I�U�R�P���H�[�L�V�W�L�Q�J���S�R�Z�H�U���S�O�D�Q�W�V�����&�D�O�L�I�R�U�Q�L�D�¶�V�������������J�R�D�O���L�V�����������S�Runds per net megawatt 
hour�����Z�K�L�F�K���L�V���O�R�Z�H�U���W�K�D�Q���P�R�V�W���V�W�D�W�H�V���D�V���&�D�O�L�I�R�U�Q�L�D�¶�V���V�W�D�W�H���U�H�J�X�O�D�W�L�R�Q�V���D�U�H��already amongst the most 
stringent in the nation. The CPP was met with several legal challenges and on February 9, 2016, the 
Supreme Court issued a stay on the enforcement of the plan halting its implementation pending the 
resolution of the challenges. IID will continue to prepare for potential compliance should the legislation 
be upheld.  
 
�7�K�U�R�X�J�K���W�K�H���,�,�'�¶�V���H�Q�H�U�J�\���H�I�I�L�F�L�H�Q�F�\���H�I�I�R�U�W�V�����I�U�R�P�������������W�K�U�R�X�J�K���������������K�D�V���U�H�S�Rrted saving over 165,996 
megawatt hours saved.  
 

Exhibit 61: Proposed and Achieved Energy Savings Targets 

 

 
 
These targets consist of energy savings and demand-reduction potential in existing buildings and new 
construction for residential, commercial and industrial sectors. Figures are reported to the state and 
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published annually in the Energy Efficiency in Calif�}�Œ�v�]���[�•���W�µ���o�]�����W�}�Á���Œ���^�����š�}�Œ���Œ���‰�}�Œ�š�X�� 
 
 

 

 

 

 

 

 

 

 

 

Exhibit 61: Incremental Annual Market Potential for Energy Savings 
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Source: 2017 IID Energy Efficiency Resource Assessment Model �t Electricity & Natural Gas  
 

EFFECTS OF EXISTING PROGRAMS 
To support th�H���V�W�D�W�H�¶�V���O�R�Q�J-term energy goals, a number of mandates have been implemented to not only 
encourage but to prioritize investments in all available energy efficiency and demand-reduction resources 
that are cost effective, reliable and feasible. As such, California utilities are to first meet load with these 
investments prior to procurement of other resources. On an annual basis, IID and other utilities report 
investment funding, cost-effectiveness methodologies and independent evaluations to the board, the state 
and our customers.   
 
From 2015 through 2017, conservation programs implemented by the IID saved participating customers 
approximately 52,562.43 MWh in energy savings 17.74 in peak MW savings.  The most successful 
programs, in terms of energy saved, has been the Custom Energy Solutions Program. Overall reported 
savings were a result of various measures within the residential and commercial sectors.   
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Exhibit 61: Summary of 2015-2017 Energy Savings 

 
 

Description of Existing Programs 

The 2018 program portfolio is structured to allow IID to meet their annual target of 15,674 MWh. An 
overview of each program is provided below.  
 

RESIDENTIAL PROGRAMS 

Residential Energy Audits - This program allows residential customers to quantify energy consumption 
�D�Q�G���W�R���G�H�W�H�U�P�L�Q�H���P�H�D�V�X�U�H�V���W�K�D�W���F�D�Q���E�H���D�S�S�O�L�H�G���W�R���P�D�N�H���W�K�H���F�X�V�W�R�P�H�U�¶�V���K�R�P�H���P�R�U�H���H�Q�H�U�J�\���H�I�I�L�F�L�H�Q�W������ 

Energy Rewards Rebate Program - This program offers residential prescriptive rebates for qualified 
energy efficient measures such as air conditioners, ENERGY STAR® refrigerators, windows, attic 
insulation and pool pumps. New to the 2016 program is the ENERGY STAR® clothes washer incentive. 

 Refrigerator Recycling - The IID offers a $50 incentive and free refrigerator pickup with proper 
recycling services to our customers. This program targets older, less efficient units and those kept in 
basements or garages.   

Quality AC Tune-Up - This program provides maintenance services designed to improve the operating 
efficiency of existing central air conditioners or heat pumps.  The most recent program design included 
the addition of an efficient fan controller measure.   

Payment Assistance - The IID offers income-qualified assistance programs designed to help customers 
meet their energy needs. Rate discounts are offered to income-qualified customers and a special rate is 
offered for those using critical medical equipment. A financial assistance program is also offered to 
customers facing financial crisis that are at risk of disconnection for nonpayment.   
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COMMERCIAL PROGRAMS  

Custom Energy Solutions Program - CESP offers financial incentives to commercial customers 
intended to offset the cost to purchase and install qualifying energy efficiency measures. The measures 
must retrofit, replace or upgrade old equipment with new, energy-efficient technologies that exceed the 
applicable Title 24 energy efficiency requirements.   

New Construction Energy Efficiency Program - NCEEP is a non�æresidential new construction and 
renovation energy efficiency program that combines an integrated design process with financial 
incentives for energy-saving design at least 10 percent above the current Title 24 requirements.   

Commercial Energy Audits - This program allows commercial customers to meet with an energy 
�V�S�H�F�L�D�O�L�V�W���W�R���H�Y�D�O�X�D�W�H���W�K�H�L�U���E�X�V�L�Q�H�V�V�¶���F�X�U�U�H�Q�W���H�Q�H�U�J�\���X�V�H���D�Q�G���L�G�H�Q�W�L�I�\���Z�D�\�V���L�Q���Z�K�L�F�K���W�R���U�H�G�X�F�H���W�K�H�L�U��
consumption, making their facility more energy efficient.   

Energy Rewards Rebate Program - IID offers nonresidential customers prescriptive rebates for 
qualified energy-efficient measures. Measures must retrofit, replace or upgrade old equipment with new, 
energy-efficient technologies that meet and exceed the Title 24 standards. Qualifying product categories 
include programmable thermostats, HVAC equipment and motors.   

The IID is also looking to new and emerging technologies such as home energy management systems and 
smart thermostats that offer customers new opportunities to manage their energy use. As these devices 
become more economic and integrated with each other, customer systems will offer automatic responses 
to changing utility price signals in real time, optimizing the operation of key appliances and energy 
systems to manage peak demand and reduce costs.  
 

RATES  
The IID also offers interruptible and high-voltage rates for its large commercial and industrial customers.  
  
Key Customer Demand Response Program (Interruptible Load Program) - This program was 
developed in 2010 with a target participation of 25MW within three years. Program guidelines require 
enrolled large commercial and individual customers with onsite back up generation to curtail a minimum 
of 500kW upon timed notice by IID. Failure to curtail contracted reductions will result in a financial 
penalty. This generation can be used to reduce load during times of system stress either due to 
transmission or generation curtailments or if load exceeds forecasted demand.  
 
High Voltage Rate Discount Program - Under this program, customers take electric services at 34.5 
kilovolts or above at a single point of interconnection. The customer maintains all necessary step-down 
transformation and facilities beyond the transformer, which IID would normally own. In return, IID will 
provide a discount on the maximum demand energy charge and energy cost adjustment charge. The 
�U�H�G�X�F�H�G���H�O�H�F�W�U�L�F���U�D�W�H���R�I�I�V�H�W�V���V�R�P�H���R�I���W�K�H���F�X�V�W�R�P�H�U�¶�V���F�R�V�W�V���I�R�U���W�K�H���I�D�F�L�O�L�W�L�H�V�����P�D�L�Q�W�H�Q�D�Q�F�H���D�Q�G���Q�H�F�H�V�V�D�U�\��
substation equipment.   
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RENEWABLE-ENERGY PROGRAMS  
In 2018, 35 p�H�U�F�H�Q�W���R�I���,�,�'�¶�V���R�Y�H�U�D�O�O���J�H�Q�H�U�D�W�L�R�Q���G�H�O�L�Y�H�U�H�G���W�R���F�X�V�W�R�P�H�U�V���Z�L�O�O���F�R�P�H���I�U�R�P���U�H�Q�H�Z�D�E�O�H���H�Q�H�U�J�\��
sources. To help customers fully benefit from investments in various renewable options, the IID offers  
retail renewable programs for customers interested in meeting all or a portion of their load with a 
renewable resource.   
 
Green Energy Rate 
IID has developed a new Green Energy Rate Program that allows customers to designate how much 
renewable energy they wish to be served with. Customers who elect participation in the new Green 
Energy Rate Program, can choose to be served with an even greater percentage of renewables, up to 100 
percent.    
 
The program launched �L�Q���W�K�H���O�D�V�W���T�X�D�U�W�H�U���R�I�������������D�Q�G���L�W���L�V���H�V�W�L�P�D�W�H�G���W�K�D�W���L�W���Z�L�O�O���L�Q�F�U�H�D�V�H���F�X�V�W�R�P�H�U�V�¶���S�H�U��
kilowatt-�K�R�X�U���U�D�W�H���E�\�����������������W�R�����������������7�K�H���P�R�Q�W�K�O�\���U�D�W�H���Z�L�O�O���I�O�X�F�W�X�D�W�H���E�D�V�H�G���R�Q���,�,�'�¶�V���F�R�V�W���W�R���S�U�R�F�X�U�H��
renewable resources.  
 
The program will be open to all electric customers, with an exception for customers who have installed 
on-site renewable systems or wholesale power customers receiving standby service. 
 
The district has allocated 5 megawatts in the initial offering of the program; however, additional 
megawatts may be added to the program if customer demand warrants an increase.  
 
A champion for renewable energy, IID has invested millions of dollars in incentives to help customers 
take part in its renewable energy programs, including issuing rebates, weatherizing homes, tuning-up AC 
units and offering savings on energy and excess power sold to IID through net metering and net billing 
programs. 
  
Net Energy Metering  
Net Energy Metering is a program that was designed by the demand side management group to benefit 
IID customers who generate their own electricity using solar, wind, biogas, fuel cell or a hybrid of these 
technologies. The program included generating facilities up to 1MW and was offered on a first-come, 
first-�V�H�U�Y�H�G���E�D�V�L�V�����,�,�'�¶�V���1�(�0���S�U�R�J�U�D�P���F�D�S�D�F�L�W�\��is 50.2MW, 5 �S�H�U�F�H�Q�W���R�I���,�,�'�¶�V���S�H�D�N���G�H�P�D�Q�G������ 
  
An installed bidirectional meter records the amount of energy (in kWh) delivered by the IID to the 
�F�X�V�W�R�P�H�U�¶�V���S�U�H�P�L�V�H�����Z�K�L�F�K���L�V���F�D�O�O�H�G���Q�H�W���F�R�Q�V�X�P�S�W�L�R�Q�����,�W���D�O�V�R���U�H�F�R�U�G�V���W�K�H���D�P�R�X�Q�W���R�I���H�Q�H�U�J�\�����L�Q���N�:�K����
generated b�\���W�K�H���F�X�V�W�R�P�H�U�¶�V���J�H�Q�H�U�D�W�L�Q�J���V�\�V�W�H�P�����Z�K�L�F�K���Z�D�V���Q�R�W���F�R�Q�V�X�P�H�G���E�\���W�K�H���S�U�H�P�L�V�H���D�Q�G���W�K�X�V��
�U�H�W�X�U�Q�H�G���W�R���W�K�H���,�,�'�¶�V���H�O�H�F�W�U�L�F�D�O���J�U�L�G�����7�K�L�V���L�V���U�H�I�H�U�U�H�G���W�R���D�V���Q�H�W���J�H�Q�H�U�D�W�L�R�Q�����7�K�H���Q�H�W���G�L�I�I�H�U�H�Q�F�H���E�H�W�Z�H�H�Q���W�K�H�V�H��
two amounts is what IID uses to create the participating custo�P�H�U�¶�V���P�R�Q�W�K�O�\���E�L�O�O�V������ 
 
Consistent with AB 920, the IID established a rate to purchase surplus electricity. At the end of a 12-
month period, customers who are net generators will be compensated for surplus energy returned to the 
grid at the rate stated in the current net metering rate schedule. At the end of the 12-month period, 
customers that are net consumers, but in any given month within the 12-month period are a net generator, 
that monthly surplus energy will be tallied and credited to the customer at �,�,�'�¶�V���F�X�U�U�H�Q�W���U�H�W�D�L�O���U�D�W�H������ 
 
Although IID met its 50.2MW cap in the first quarter in 2016, it extended the program by an estimated 
9.6MW to allow for customers that were in the process of submitting their applications an opportunity to 
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participate. For the remaining customers that desire to generate all or a portion of their energy 
consumption, IID has developed the Net Billing successor program to continue to facilitate customer 
�L�Q�W�H�U�F�R�Q�Q�H�F�W�L�R�Q���S�U�R�M�H�F�W�V���W�R���,�,�'�¶�V���J�U�L�G���� 
 

Exhibit 62: Net Energy Metering Program Installation Summary 

 

 
 
 
Net Billing Program 
  
The Net Billing Program, successor to the Net Metering Program, is designed to benefit customers who 
generate their own electricity using solar or wind. The program paves the way for new solar development 
while at the same time reducing cross-customer subsidization between those with and without solar. Net 
consumption is billed to customers on each regular billing frequency and not aggregated to a 12-month 
period.  Any net generation is compensated on each billing cycle at the applicable Distributive Self-
�*�H�Q�H�U�D�W�L�R�Q���6�H�U�Y�L�F�H���5�D�W�H�����7�K�L�V���L�V���D���Y�D�U�L�D�E�O�H���U�D�W�H���D�Q�G���E�D�V�H�G���R�Q���,�,�'�¶�V���O�R�Z�H�V�W���V�R�O�D�U���F�R�Q�W�U�D�F�W���F�R�V�W���D�V���Z�K�L�F�K���,�,�'��
procures solar generation. The rate will be modified as deemed �Q�H�F�H�V�V�D�U�\���E�\���,�,�'�¶�V���E�R�D�U�G���R�I���G�L�U�H�F�W�R�U�V���� 

 Exhibit 63: Net Billing Program Installation Summary 

 

 
 
 

Feed-In Tariff 
 
SB 32, enacted in 2009, required the IID to implement a Feed-in-Tariff. The FIT program was adopted 
and approved by the IID Board of Director during the second quarter of 2013.  In anticipation of the 
adoption of the program, IID accepted applications for the FIT program on a first-come, first served basis, 
which has been fully subscribed since January 16, 2013. The tariff provides a simple mechanism for small 
renewable generators (less than 3MW) to sell power to the utility at predefined terms and conditions, 
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without engaging in contract negotiations.   

SB 1332 established Feed-i�Q���7�D�U�L�I�I���S�U�R�J�U�D�P���F�D�S�V���G�H�W�H�U�P�L�Q�H�G���E�\���W�K�H���U�D�W�L�R���R�I���W�K�H���X�W�L�O�L�W�\�¶�V�������������S�H�D�N��
demand to the 2011 statewide peak demand. For IID, this cap is estimated to be approximately 13 MW.  
 
�(�O�L�J�L�E�L�O�L�W�\���F�U�L�W�H�U�L�D���I�R�U���,�,�'�¶�V���)�,�7���F�R�Q�V�L�V�W�V���R�I���W�K�H���I�R�O�O�R�Z�L�Q�J��   
 

1) The project must be located within the IID service territory;   
2) The project must be between 1kW and 3MW;  
3) The project must be located and interconnected in a manner that optimizes deliverables of 
generation to load centers; and   
4) The project must install eligible renewable generation.   
 

Through the tariff, IID will purchase all generation from the facility and all Renewable-Energy Credits 
will belong to IID. Generating Facilities participating in the Feed-in Tariff program may not offset load at 
the site/facility nor are they eligible for any other IID for renewable technologies program (i.e., net 
metering rate, virtual net metering rate, etc.).  Feed-in Tariff program participants also may not receive 
�U�H�E�D�W�H�V���I�U�R�P���,�,�'�¶�V���6�%�����3�9��Solar Solutions Program.  

Exhibit 64: Number of Distributed Generation Energized per year through 2018 

 
 

 

ENERGY STORAGE SYSTEMS  
As renewable-energy generation tends to be variable, intermittent and off peak, energy storage systems 
may optimize the use of significant additional generation that will be entering the grid on an accelerated 
�E�D�V�L�V���D�V���D���U�H�V�X�O�W���R�I���&�D�O�L�I�R�U�Q�L�D�¶�V���H�Q�H�U�J�\���J�R�D�O�V. The state has declared that expanding the use of energy 
storage systems can reduce costs to ratepayers, reduce emissions from fossil fuel generation and enable 
and accelerate the implementation of more renewable generation and its integration in Californ�L�D�¶�V��
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electrical system.  
  
On September 29, 2010, the California Legislature enacted AB 2514 directing the California Public 
Utility Commission and governing board of a local publicly-owned electric utility to initiate proceedings 
prior to March 1, 2012, to determine energy storage procurement targets, if any. This legislation, 
considered the foremost statute relating to utility procurement of energy storage systems, asserts a number 
of findings regarding the value of energy storage and barriers that hinder timely implementation.   
 
As part of the proceeding, the board of directors considered a variety of possible policies to encourage the 
cost-effective deployment of energy storage systems, including refinement of existing procurement 
methods to properly value energy storage systems. As required AB 2514 in 2014 the IID Board of 
�'�L�U�H�F�W�R�U�V�����D�V���W�K�H���J�R�Y�H�U�Q�L�Q�J���E�R�D�U�G���R�I���,�,�'�����D�G�R�S�W�H�G���D�Q���H�Q�H�U�J�\���V�W�R�U�D�J�H���V�\�V�W�H�P���S�U�R�F�X�U�H�P�H�Q�W���W�D�U�J�H�W���R�I���³���´���G�X�H��
to the time and effort necessary to successfully complete planning and implementation of the reliability 
projects. As required by statute, the target was reevaluated in September of 2017.  The IID board 
approved Resolution No. 20-2017 that adopted a procurement target of up to 5 MW to be achieved by 
December 2021 if such target is deemed viable and cost-effective. 
   
BATTERY ENERGY STORAGE SYSTEM 
In November of 2015, the IID held a groundbreaking ceremony to mark the start of construction of their 
new 30 MW, 20 MWh lithium-ion battery storage system. The battery will increase reliability across the 
IID grid by providing the ability to balance power and integrate solar while providing spinning reserve 
�D�Q�G���³�E�O�D�F�N���V�W�D�Ut�´���S�R�Z�H�U���U�H�V�W�R�U�D�W�L�R�Q���F�D�S�D�E�L�O�L�W�L�H�V�����7�K�H���S�U�R�M�H�F�W���L�V���R�Q�H���R�I���W�K�H���O�D�U�J�H�V�W���R�I���L�W�V���N�L�Q�G���L�Q���W�K�H���Z�H�V�W�H�U�Q��
United States. It will consist of associated controllers, a substation and a 92 kV interconnection. The 
project will use environmentally safe lithium-ion batteries. Some of the benefits of the project are as 
follows: 
 

-  Reliability �± This project adds reliability to the IID grid, the district can use the battery 
�V�\�V�W�H�P���W�R���³�E�O�D�F�N���V�W�D�U�W�´���X�Q�L�W�V���D�W���W�K�H���(�O���&�H�Q�W�U�R���*�H�Q�H�U�D�W�L�R�Q���6�W�D�W�L�R�Q�����R�Q�H���R�I���,�,�'�¶�V���P�D�L�Q��
internal sources of generation. 

 
-  Environmental �± The battery storage system will smooth power supplies and acts as a 

spinning reserve, assignments that typically require expensive fossil fuel generation. 
 

-  Economic �± Reduction in IID operating costs in the first year and throughout the lifetime 
of the project which provides significant cost savings to rate payers.  

 
The BESS project was completed in mid-2016. 

OTHER INVESTMENTS  
From time to time, the IID invests in pilot projects to assess the impact, benefits and performance of new 
and emerging technologies or to test concepts for suitability. These pilots may result in implementation of 
full -scale programs if it meets cost effectiveness, qualifications or policy-driven goals. Examples of these 
investments may include:  
 

�x Development of emerging technologies for the market via a small-scale program designed to 
demonstrate the costs and benefits to decision makers and increase market penetration in the 
technology market.  
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�x New combinations of existing and new technologies, control systems or software to dramatically 
increase the anticipated savings from each component of the system due to synergies between 
components, which may be implemented elsewhere.   

 
IID, in its sole and absolute discretion, determines if funds shall be made available and what technologies 
and/or approach, if any, will be used to pilot a program. Projects that are typically deemed ineligible for 
funds consist of unproven new technology, tool development, research and development or completion of 
product development as well as demonstration projects, R&D prototypes, and limited production 
technologies that cannot support an effective regional energy efficiency program.   
 
The IID welcomes the opportunity to collaborate with other agencies on energy efficiency, renewable or 
other sustainable projects and programs. Collaborative efforts allow the agencies to share resources that 
benefit both the utility and our ratepayers while providing detailed information that helps determine 
whether the utility and its ratepayers will benefit from large scale investments.   

e-GREEN PROGRAM 
 
The Imperial Irrigation District initiated a process to bring inexpensive utility scale solar to its low-
income res�L�G�H�Q�W�V���D�Q�G���W�K�H���D�E�L�O�L�W�\���W�R���³�J�R-�J�U�H�H�Q�´���W�R���L�Q�G�Lvidual households. IID evaluated multiple 
�F�R�P�P�X�Q�L�W�\���V�R�O�D�U���S�U�R�J�U�D�P�V���L�Q�F�O�X�G�L�Q�J���6�D�F�U�D�P�H�Q�W�R���0�X�Q�L�F�L�S�D�O���8�W�L�O�L�W�\���'�L�V�W�U�L�F�W�¶�V���6�R�O�D�U�6�K�D�U�H�V�����/�R�V���$�Q�J�H�O�H�V��
�'�H�S�D�U�W�P�H�Q�W���R�I���:�D�W�H�U���D�Q�G���3�R�Z�H�U�¶�V���5�H�S�R�Z�H�U�/�$���D�Q�G���6�D�O�W���5�L�Y�H�U���3�U�R�M�H�F�W�¶�V���(�D�UthWise Energy.  Each of these 
programs have excellent benefits and were crafted in a manner most appropriate to the individual utility. 

IID reviewed its customer needs, its available resources, and developed its own unique solar program 
entitled eGreen. The eGreen Program was customized to bring solar energy to low-income families while 
�E�H�Q�H�I�L�W�L�Q�J���I�U�R�P���,�,�'�¶�V���D�E�L�O�L�W�\���W�R���D�F�T�X�L�U�H���D�W�W�U�D�F�W�L�Y�H���H�Q�H�U�J�\���S�U�L�F�L�Q�J�����H�*�U�H�H�Q���D�O�O�R�Z�V���,�,�'�¶�V���F�X�V�W�R�P�H�U�V���W�R���U�H�D�S��
the benefits of clean, renewable solar power without the need for on-site installation.   

To bring solar power to its low-income customers, IID developed a structure that will brings together the 
following:  

�‡ Minimal interconnection costs. 

�‡ Aggressive pricing on utility scale solar component parts. 

�‡ The value of Renewable Energy Credits. 

�‡ The value of Federal Investment Tax Credits (to the Generator). 

�‡ �,�,�'�¶�V���R�Z�Q���S�X�E�O�L�F���S�U�R�J�U�D�P�V. 

eGreen will allow all IID customers to benefit from solar without concern of property ownership, 
structural integrity or financial ability. eGreen enhances the ability for all IID customers to benefit from 
solar.  
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To present robust and accurate information about community based e-green solar, the team examined 
�,�,�'�¶�V���F�X�U�U�H�Q�W���G�L�V�W�U�L�E�X�W�H�G���J�H�Q�H�U�D�W�L�R�Q���S�U�R�J�U�D�P�V�����D�V���Z�H�O�O���D�V���R�W�K�H�U���X�W�L�O�L�W�L�H�V�¶���P�H�F�K�D�Q�L�V�P�V for launching 
customer choice programs.  

In its analysis of �D���F�R�P�P�X�Q�L�W�\���E�D�V�H�G���³�H-�*�U�H�H�Q�´ solar program, the team defined business objectives as: 

�x �,�Q�F�U�H�D�V�H���S�X�E�O�L�F���X�Q�G�H�U�V�W�D�Q�G�L�Q�J���R�I���V�R�O�D�U���H�Q�H�U�J�\���D�Q�G���L�W�V���U�R�O�H���L�Q���,�,�'�¶�V���U�H�Q�H�Z�D�E�O�H���W�U�D�Q�V�I�R�U�P�D�W�L�R�Q. 
�x Create an attractive program in which all customer classes can enroll while being viable, economic 

and sustainable for IID. 
�x Assure simplicity for customers and IID (administrator) alike. 
�x Alleviate the potential load and revenue losses to the utility. 
�x Integrates easi�O�\���L�Q�W�R���,�,�'�¶�V���E�L�O�O�L�Q�J���V�\�V�W�H�P. 
�x Apply Renewable Energy Credits to Renewables Portfolio Standard. 
�x Reduce risk to IID and its customers by structuring program funding by participants. 

Customer benefits or the reasons customers choose to participate include:  

�x Leverages economies of scale. 
�x Offers lower cost of electricity and stable rates. 
�x No up-front costs, drop-out penalties or system maintenance.  
�x No hassle with contractors or red tape. 
�x Available to all customers, except existing Net Energy Metering (NEM) and Virtual Net Metering 

(VNM) customers. 
�x Increases customer access to solar.  

And, there are IID benefits, as well: 

�x Gives customers a choice. 
�x Increases proactive customer engagement and loyalty. 
�x Can be strategically sited. 
�x Maximizes production. 
�x Optimal distribution grid benefit and control. 
�x Apply RECs to RPS.  
�x Provide �D���³�J�U�H�H�Q�´���F�R�P�S�R�Q�H�Q�W��for low-income customers. 

While identification of the benefits seemed intuitive for the team, the operational and financial analysis 
proved to be more complex. Resource Planning conducted a comparison of net operational cost impacts 
on various potential �³�H-�*�U�H�H�Q�´ solar projects. This comparison is based on numerous production cost 
model simulations that compare how adding a resource will affect daily dispatch operations over a 20-
year period.  These studies include integration cost such as, ancillary services, loss of flexibility, ramping 
needs, operating reserves, etc.   

The first operational study included multiple new facilities: 5 MW, 10 MW, 20 MW, 20 MW (phased in) 
and existing Feed-In Tariff (FIT) 2 MW (a breakdown of FIT prices can be shown in Appendix B) with 
contract prices varying from $40-$70/MWh (no escalation). The study concluded, using the existing FIT 
�S�U�R�M�H�F�W�V���Z�D�V���W�K�H���O�H�D�V�W���H�[�S�H�Q�V�L�Y�H���R�S�H�U�D�W�L�R�Q�D�O���F�R�V�W�V���V�L�Q�F�H���W�K�H�V�H���S�U�R�M�H�F�W�V���D�U�H���D�O�U�H�D�G�\���S�D�U�W���R�I���,�,�'�¶�V���S�R�U�W�I�R�O�L�R������
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Any current IID solar project would yield the same results. The integration of a new facility would cause 
risks of ancillary service impacts, larger amounts of excess generation, slightly higher system costs, and 
risk of customer participation (which could cause a cross-customer class cost subsidization). 

Based on the first study, management provided the team with a 20 MW project with a $50/MWh contract 
price with a buyout option in year seven.  The team evaluated four buyout scenarios: buyout at a Fair 
Market Value of $100, $50, $30, and $15 million. The study concluded the buyout option would need to 
be in the range of $15-$20 million, but the risks of ancillary service impacts, larger amounts of excess 
generation, slightly higher system costs, and risk of customer participation (which could cause a cross-
customer class cost subsidization) would still exist.   

The third operational study helped mitigate the excess generation by the applying term sales.  Term sales 
are sold at forecasted annual market prices at a cost lower than a purchase price which are based on 
historical sale data.  Two sale volumes were analyzed: 20 MW and 50 MW, along with different sale 
periods: off-peak hours and all hours of the day (24 hours, 7 days), with contract prices ranging from $30-
$50/MWh.  During this time, the team was provided legal opinion regarding the use of SB 1 funds 
(Appendix E), these funds were applied to the FIT projects. The study concluded a 20 MW phased in 
project with 20 MW of off peak term sales was the least expensive, in terms of operational cost.  The 
excess generation that comes with a new facility is sold back to the market, therefore recovering some of 
the costs of integrating the new resource to the IID supply stack. The operation cost savings by utilizing 
term sales for the new 20 MW facility would be $10,006,000 (NPV) over a 20-year period.  Please note: 
�W�H�U�P���V�D�O�H�V���Z�R�X�O�G���V�W�L�O�O���F�D�X�V�H���U�L�V�N���D�Q�G���,�,�'�¶�V���U�L�V�N���S�R�O�L�F�\���Z�R�X�O�G���K�D�Y�H���W�R���E�H���P�R�G�L�I�L�H�G���D�Q�G���D�S�S�U�R�Y�H�G�������%�\��
adding a new 20 MW facility, it would create a cross-customer class cost subsidization if IID does not 
fully subscribe the 20 MW.   

At the request of management, the team evaluated only the 20 MW new facility at $30/MWh with 
additional scenarios:  high market price forecasts, economic sales, 3.5 percent, 6 percent, 11 percent spin 
requirements and shutting down one unit in the winter and summer.  These scenarios would mitigate the 
ancillary services impact and excess generation. The study concluded that all scenarios yielded 
operational savings for IID, but the greatest savings came from economic sales. The last study conducted 
was built off the previous study and combined 3.5 percent spin requirement, economic sales and shutting 
down one unit in winter and summer. This scenario would yield the greatest savings of $344,058,000 over 
a 20-year period (NPV).  Please note: economic sales, reducing spinning reserves and shutting down one 
�X�Q�L�W���Z�R�X�O�G���F�D�X�V�H���U�L�V�N���D�Q�G���,�,�'�¶�V���U�L�V�N���S�R�O�L�F�\���Z�R�X�O�G���K�D�Y�H���W�R���E�H���P�R�G�L�I�L�H�G���D�Q�G���D�S�S�U�R�Y�H�G�������%�\���D�G�G�L�Q�J���D���Q�H�Z��������
MW facility, it would create a cross-customer class cost subsidization if IID does not fully subscribe the 
20 MW.   

A high level of the multiple studies conducted are shown in the illustration below, the full detail with 
analysis can be found in Section 5.3. 
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Exhibit 65: History of operational studies 

 

Recommendation for Community �E�D�V�H�G���³�H-�*�U�H�H�Q�´��Solar Program: 

After evaluation of various solar structures, IID entered into a 23-year power purchase agreement with 
Citizens Energy Corporation. for 30 MW of solar energy to serve approximately 15,000 low-income 
electric customers under the �G�L�V�W�U�L�F�W�¶�V��eGreen Program. The solar project will be located on approximately 

CSP vs Existing
�{ 5MW New
�{ 10MW New
�{ 20MW New
�{ 20MW New Phased
�{ Existing FIT

CSP vs Existing (New 
Pricing & Buyout)
�{ 1MW
�{ 5MW New
�{ 10MW New
�{ 20MW New
�{ 20MW New Phased
�{ Existing FIT

CSP vs Existing (New 
Pricing + Term Sales)
�{ 10MW New
�{ 20MW new
�{ 20MW Phased
�{ 2 MW FIT
�{ Information re: Excess 

generation & ancillary 
services

Added 20 MW with 
System Solutions 
Tested
�{ High Mkt Price Assumption
�{ Economic Sales
�{ 3.5percent Spin
�{ 6percent Spin
�{ 11percent Spin
�{ 1 Unit winter; 3 units 

summer

Added 20MW with 
System Solutions 
Tested
�{ With economic sales, 

3.5percent spin and shut 
down of 1 unit
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200 acres of district-owned land, leased to Citizens, and �F�R�Q�Q�H�F�W�H�G���W�R���,�,�'�¶�V���H�O�H�F�W�U�L�F���V�\�V�W�H�P�����7�K�H���G�L�V�W�U�L�F�W��
will use the energy purchased from the project to lower the energy bills of its qualified low-income 
customers many of which reside in areas designated as disadvantaged communities by CalEPA and 
CalEnviroScreen related to SB 535. Citizens Energy, a nonprofit energy company with a robust portfolio 
of utility-scale solar projects, has an existing commitment through its stake in the Sunrise Powerlink 
transmission line running through the Imperial Valley to invest in programs that serve low-income 
�F�X�V�W�R�P�H�U�V���L�Q���,�,�'�¶�V���V�H�U�Y�L�F�H���D�U�H�D�� 

The eGreen Program �L�V���L�Q�W�H�Q�G�H�G���W�R���V�H�U�Y�H���,�,�'�¶�V���O�R�Z-income residential energy assistance program 
participants.  Those participants currently receive an on-�E�L�O�O���V�X�E�V�L�G�\���W�K�U�R�X�J�K���,�,�'�¶�V���5�(�$�3�������7�K�H���S�R�Z�H�U��
purchase agreement is for a 23-year term with a beginning cost of $29.75 per MWhr.  There are certain 
market conditions at this time that may drive an increase in the per MWhr price; those price increases will 
be subject to future review and approval by the IID Board of Directors.  There is optionality at the end of 
the PPA �W�H�U�P���I�R�U���,�,�'�����������W�R���S�X�U�F�K�D�V�H���W�K�H���I�D�F�L�O�L�W�\�¶�����L�L�����D�J�U�H�H���W�R���D���Q�H�Z���3�3�$�����R�U�����L�L�L�����G�H�F�R�P�P�L�V�V�L�R�Q���W�K�H��
project.  The target commercial operation date for the generation is Jun 2019;  that date may change based 
upon the permitting and interconnection processes.  Staff is working on guidelines for the eGreen 
Program and will bring those back to the board for review and approval prior to commercial operation of 
the generating facility.   

The PPA is for 30 MW; 20 MW is procured by IID and 10 MW donated to IID by a Citizen Energy sole 
�S�X�U�S�R�V�H���H�Q�W�L�W�\���W�R���V�H�U�Y�H���L�W�V���F�R�P�P�L�W�P�H�Q�W���W�R���,�P�S�H�U�L�D�O���&�R�X�Q�W�\�¶�V���O�R�Z-income ratepayers. The PPA has a 
beginning price per MW/hr of $29.75 for the 20 MW; when the contributed 10 MW is factored in, the 
effective price per MW/hr is $19.83.  The PPA includes an annual price escalation of 0.5 percent for the 
entire 23-year term.   

�7�K�H���S�U�R�M�H�F�W�¶�V���R�X�W�S�X�W���L�V���H�[�S�H�F�W�H�G���W�R���T�X�D�O�L�I�\���D�V���D���&�D�W�H�J�R�U�\�������U�H�V�R�X�U�F�H���X�Q�G�H�U���W�K�H���&�D�O�L�I�R�U�Q�L�D���3�X�E�O�L�F���5�H�V�R�X�U�F�H�V��
Code portfolio content category requirements. IID will work with Citizens to ensure the project is pre-
certified through the California Energy Commission.   

IID will assume all costs of transmission-provider interconnection facilities and network upgrades for the 
�S�O�D�Q�W�¶�V���S�K�\�V�L�F�D�O���F�R�Q�Q�H�F�W�L�R�Q���W�R���W�K�H���,�,�'���V�\�V�W�H�P�����&�L�W�L�]�H�Q�V���L�V��responsible for all customer-interconnection 
�I�D�F�L�O�L�W�\���F�R�V�W�V�����D�V���W�K�R�V�H���W�H�U�P�V���D�U�H���G�H�I�L�Q�H�G���L�Q���,�,�'�¶�V���R�S�H�Q���D�F�F�H�V�V���W�U�D�Q�V�P�L�V�V�L�R�Q���W�D�U�L�I�I�����,�,�'���Z�L�O�O���V�X�S�S�R�U�W���&�L�W�L�]�H�Q�V��
in the permitting process through the County of Imperial for the solar plant. IID will be responsible for 
permitting the interconnection facilities and any network upgrades.   

The generation addition will have an approximate annual financial impact of $2.6 million. These costs 
will be  paid utilizing the public benefit fund balance account until funds have been depleted at which 
time the funding source will be reassessed for potential funding from the public benefit charge or the 
energy cost adjustment.   

eGreen Enrollment 

�H�*�U�H�H�Q���Z�L�O�O���D�X�W�R�P�D�W�L�F�D�O�O�\���H�Q�U�R�O�O���5�(�$�3���F�X�V�W�R�P�H�U�V���Z�K�H�Q���W�K�H�\���U�H�Q�H�Z���W�K�H�L�U���D�Q�Q�X�D�O���S�D�U�W�L�F�L�S�D�W�L�R�Q�������,�,�'�¶�V���J�R�D�O��
is to have 100 percent allocation of its REAP customers to eGreen. Once all REAP customers have 
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transitioned to eGreen, the remaining MW may be offered to customers and businesses until the entire 
system capacity has been fully allocated. Program levels will be analyzed monthly in order to confirm 
allocation.  

eGreen Ancillary Benefits 

�x Solar generation pricing is lower than on-peak energy market pricing. 
�x Dispatch flexibility, IID can shut down or sell the energy output during favorable market 

conditions, further increasing cost savings. 
�x Project owner will operate and maintain the facility; costs are imbedded in the price of energy. 
�x Production parameters are established in the long-term agreement between IID and developer. 

IID believes eGreen better serves its customers by providing long-�W�H�U�P���E�H�Q�H�I�L�W�V�����S�D�U�W�L�F�X�O�D�U�O�\���I�R�U���,�,�'�¶�V��
low-income-qualifying customers residing with areas designated as disadvantaged communities as 
defined in SB 535.   

Alternatives:  

An alternative would be to implement a larger new facility of 20 MW.  In previous production cost 
modeling studies, risks associated with implementing a new 20 MW facility were identified and the final 
operational study was conducted to mitigate ancillary services impact and excess generation. The table 
below shows high level issues with potential solutions; based on management decision, only potential 
solutions highlighted in red were studied (ancillary services and excess generation impact). When the 
team studied economic sales, reducing spinning reserves, and shutting down a unit, these impacts helped 
mitigate ancillary service impacts and excess generation. Therefore, the studies concluded the 
combination of the three scenarios would have the greatest operation cost saving for a NPV 20-year 
period of $344,058,000.  Please note: these scenarios have not been approved by departments and/or 
management and are theoretical for the case of the study. IID will have to modify various business 
activities to ensure economic value of the �³�H-�*�U�H�H�Q�´ Solar program and to mitigate or control risks.   

Exhibit 66: Potential Risks 
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The final two operational studies reviewed a new 20 MW facility at $30/MWh project coming online 
mid-2018, with taking into consideration various system scenarios being implemented.  The studied 
scenarios were evaluated based on mitigating ancillary service impacts and excess generation.    
Consequently, when we combine all system changes previously tested through a coordinated effort, then 
value can be added. Please note: the system changes (economic sales, reduce spinning reserves and 
�V�K�X�W�W�L�Q�J���G�R�Z�Q���D���X�Q�L�W�����Z�R�X�O�G���D�O�V�R���D�G�G���Y�D�O�X�H���L�Q���W�K�H���F�D�V�H���W�K�D�W���G�R�H�V���Q�R�W���D�G�G���������0�:���Q�H�Z���I�D�F�L�O�L�W�\�����,�,�'�¶�V��
current portfolio).   

 

 

 

 

 

 

 

Exhibit 67: �³�H-�*�U�H�H�Q�´���6�R�O�D�U���2�S�H�U�D�W�L�R�Q�D�O���,�P�Sact Study Scenarios 

 

The key assumptions used in the operational study were: 

�x Expected Price Forecast:  
o 2016 Load forecast. 
o Spring 2016 LT price forecast +10 percent  
o 100 percent of the �³�H-�*�U�H�H�Q�´ Solar Project 20 MW project is sold to customers 

simultaneous to the Commercial Operation Date of the project built and throughout the life 
of the project. If the project is not sold, then there will be additional costs that will affect 
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the Rates side. This does not consider the additional costs of revenue losses that may occur 
if project. 

o All projects online and producing as expected by their respective CODs. 
o Assumes the contract costs can be achieved through the procurement process. If there is 

escalation in the contracts of pricing differences, then results will vary. 
o 5 percent interest rate in NPV calculations. 

�x High Market Price Forecast 
o Use high price forecast of gas/energy prices. 

�x Economic Dispatch Sales  
o Assumes that the day ahead/real time groups economically dispatch to serve load and sell 

to all accessible markets; separate from term sales. 
�x 3.5percent, 6percent, and 11percent Spin Requirement Scenarios 

o IID would buy spinning reserves to cover difference of spin with solar vs 3.5percent, 6 
percent, and 11 percent. 

�x Seasonal Unit Requirement 
o 1 unit only required during the winter; 3 units only required during the summer. 

The market price was evaluated at two different levels; the expected market price forecast and high 
market price forecast. The high market price forecast was evaluated because it represents the 90th 
percentile of probability distribution using multipliers generated from the Monte Carlo Stochastic 
analysis.  The pricing scenarios are not meant to represent specific future market circumstances but 
instead are intended to represent the potential price impact of a collection of uncertainties around key 
market factors affecting the cost and availability of future gas supply. Below is a chart to reflect the $30 
contract price, along with the two different market price forecasts. 

Exhibit 68: Forecasted market price versus contract price 
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The table below show the results of the operational study indicating the net present value (NPV) for the 
multiple scenarios over a 20-year period (chart below are in thousands). All operational studies contain 
the sale of excess generation (MWh) into the market over the 20-year period. 

Exhibit 69: Net Present Value of Annual Costs: System Solutions Tests 

 

Alternative 1 

As shown from the table above, the operational NPV with bringing on a new 20 MW solar project is 
$4,062,420,000, with the expected price forecast over a 20-year period. The production cost model 
simulations indicated the combination of 3.5 percent spinning reserves, economic sales and shutting down 
one unit had the greatest operational cost impact of $344,058,000. Each of these system wide changes 
assume a coordinated effort within the Energy Department to ensure risks associated with each system 
change are mitigated to the greatest extent possible.   

Alternative 2 

Another option to mitigate excess generation, would be economic sales. The operational impact study 
revealed economic sales had the second greatest operational savings of $334,630,000 (NPV over a 20-
year period). Economic sales would be evaluated on an hourly basis and would utilize internal generation 
�W�R���U�D�P�S���X�S���G�R�Z�Q���G�H�S�H�Q�G�L�Q�J���R�Q���W�K�H���P�D�U�N�H�W���S�U�L�F�H�V�����,�,�'�¶�V���F�X�U�U�H�Q�W���U�L�V�N���S�R�O�L�F�\���G�R�H�V���Q�R�W���D�O�O�R�Z���I�R�U���H�F�R�Q�R�P�L�F��
sales; prior to implementing, the policy must be amended and approved.   

Alternative 3 

Another option to reduce operational cost would be to reduce spinning reserves from the current 11 
percent to either 6 percent or 3.5 percent; both indicated savings.  Spinning requirements are based on 
several hourly varying requirements from the Southwest Reserve Sharing Group (SRSG) and the Western 
Electricity Coordinating Council. Under normal circumstances, a Balancing Authority is required to 
maintain, at a minimum, reserves equal to the loss of the Most Severe Single Contingency or the reserve 
amount equal to the sum of three percent of the load (generation minus station service minus net actual 
interchange) and three percent of net generation (generation minus station service). IID must maintain at 
least 50 percent of its contingency reserves as spinning reserves.  Spinning reserve is the on-line reserve 
capacity that is synchronized to the electric grid and ready to meet electric demand within 10 minutes of a 
dispatch instruction. Spinning reserve is needed to maintain frequency stability during emergency 
conditions and unforeseen load swings. The operational savings associated with reducing the spinning 
reserves from 11percent to 6 percent and 3.5 percent are $310,598,000 and $310,651,000, respectively.  
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The table below breakdowns the estimated cost to operate at 3.5 percent, 6 percent, and 11 percent 
spinning reserves. For example, looking at year 2019, if IID were to reduce their spinning reserves from 
11 percent to 6 percent, the estimated cost savings would be $2,038,219 and if IID were to further reduce 
their spinning reserves to 3.5 percent, the estimated cost savings would be $3,057,329. 

Exhibit 70: Breakdown of estimated costs of spinning reserves 

 

Alternative 4 

Another option to reduce operational costs would be to shut down one (1) unit in the summer and winter; 
therefore, only three (3) units would be running in the summer and one (1) in the winter. The unit chosen 
to shut down was based on unit heat rate. By shutting down one unit, it would mitigate the excess 
generation with bringing on a new 20 MW facility. The operational cost savings (NPV over a 20-year 
period) is $304,895. 

In summary, a combination of all three scenarios provided the greatest NPV operational cost saving over 
a 20-year period.  A summary of the cost savings associated with each scenario are below along with the 
ranking. 

Exhibit 71: Operational Cost Savings 
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Financial Analysis 

The Finance Rates Section analyzed the �³�H�*�U�H�H�Q�´ Solar Rates, Estimated Number of Subscriptions and 
Revenue Loss based on a proposed 20 MW Power Purchase Agreement for 25 years. The exhibit below 
�V�K�R�Z�V���W�K�H���F�R�P�S�D�U�L�V�R�Q���R�I���W�K�H���F�R�V�W���R�I���V�R�O�D�U���L�Q�V�W�D�O�O�D�W�L�R�Q���R�Q���D���N�:�K���E�D�V�L�V���I�R�U���D���F�X�V�W�R�P�H�U���L�Q���U�H�O�D�W�L�R�Q���W�R���,�,�'�¶�V��
retail energy kWh rate and the �³�H-�*�U�H�H�Q�´ solar rate options. The �³�H�*�U�H�H�Q�´ solar rate options include the 
fixed cost recovery portion of the base energy retail rates, which were determined from the latest retail 
electric cost-of-service study performed for IID, and the inclusion of the contract price and cost 
obligations under the Regenerate purchased power agreement that is intended to be utilized for the 
�³�H�*�U�H�H�Q�´ solar program. This includes the estimated annual payments totaling up to $43.6 million that is 
applied against the cost of energy which is $37.95/MWh. The annual cross-customer class cost 
subsidization is approximately $2.3 million (if 20 MW is fully subscribed then the subsidy would be 
eliminated).  All this equates to the �³�H�*�U�H�H�Q�´ Solar Rate.  The rates do not include any program 
administration, marketing, and SAP billing configuration. 

Furthermore, after receiving offers from community solar developers, below is a summary of the 
selected offer that provided a 20 MW solar farm where 10MW would be donated by the developer: 

Exhibit 72: E-Green Solar Project Total Cost Comparison 
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Exhibit 73: �³�H-�*�U�H�H�Q�´���6�R�O�D�U���5�D�W�H���2�S�W�L�R�Q�V 
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If a 20 MW �³�H�*�U�H�H�Q�´ Solar program will be implemented at once or phased in approach. The estimated 
number of customers listed below will be required to participate in order to fully subscribe the program. 
These numbers were calculated using average kWh consumption loads.   

Exhibit 74: �&�X�V�W�R�P�H�U���6�X�E�V�F�U�L�S�W�L�R�Q���I�R�U���������0�:���³�H-�*�U�H�H�Q�´���6�R�O�D�U���3�U�R�J�U�D�P 

 

If the FIT option was implemented for the �³�H�*�U�H�H�Q�´ Solar program, below is the estimated number of 
participants to fully subscribe the program. 

Exhibit 75: �&�X�V�W�R�P�H�U���6�X�E�V�F�U�L�S�W�L�R�Q���I�R�U�������0�:���³�H-�*�U�H�H�Q�´���6�R�O�D�U���3�U�R�J�U�D�P 

 

The estimated annual cost impact has been determined using the billing rate option. The cross-customer 
class cost subsidization was calculated using the generation from the solar system as indicated under the 
draft Regenerate PPA. The annual impact to all retail electric customer is estimated at $2.3 million if the 
20 MW program are not fully subscribed. Since this resource is not needed by IID, factored in is an 
estimated revenue for any excess energy sold in the open market to offset the annual impact to customers.  
The annual cost impact does not include any program administration, marketing, and SAP billing 
configuration.   

Exhibit 76: Estimated Cost Impact 
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Therefore, the optimal option would be to use an existing resource so that we implement a pilot �³�H�*�U�H�H�Q�´ 
program and set lower rates that will incentivize participation while minimizing cost impact and give an 
opportunity for some revenue recovery.   

Additionally, IID can apply a portion of the PBC Fund Balance to help offset the price �± the amount will 
be based on management decision.   

E-Green Energy Program  

In terms of developing a Green-e Energy Program it is recommended that participating customers enroll 
for a flat per MWh monthly fee. This will provide businesses an easy, low-cost way to demonstrate 
compliance in corporate sustainability objectives. Sacramento Municipal Utility District currently offers a 
Green-e Energy program in which it voluntarily accepts and supports the Green-e Energy Code of 
Conduct and Customer Disclosure Requirements and independent verification methods. The Green-E 
Energy logo means: 

�x The renewable energy option contains only new renewable resources. 
�x The sources of energy supplying the renewable energy option are independently verified by 

Green-e Energy, operated by the non-profit Center for Resource Solutions. 
�x The purchaser of a Green-e Energy Certified renewable energy option is the sole "owner" of the 

environmental attributes of a specific megawatt hour (MWh) of energy added to the grid. 
Independent verification ensures that no MWh are double-counted. 

�x The company offering the certified renewable energy option agrees to abide by the Green-e 
Energy Code of Conduct and Customer Disclosure Requirements governing its ethical treatment 
of customers. 

�,�Q���$�S�U�L�O���������������,�,�'�¶�V���5�H�V�R�X�U�F�H���3�O�D�Q�Q�L�Q�J���8�Q�L�W���H�Y�D�O�X�D�W�H�G���W�K�H���L�P�S�D�F�W���R�I���V�H�O�O�L�Q�J���5�(�&�V����The first graph below 
is the expected case of RPS position, which uses various types of RECs as the measuring unit and is 
based on normal weather conditions:  

Exhibit 77: RPS Position with Current Resources and Carry Over 
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The chart below shows the REC production by year. Please note, any excess RECs generated in a given 
year can be retired with the same value for a future period up to 36 months. This is why the first Chart 2 
shows a short position in 2025, but the chart below indicates its occurrence sooner: 

Exhibit 78: RPS Position with Current Resources and Carry Over 
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As described by the current RPS law and will be described by the upcoming RPS guidelines post 2020, 
�,�,�'���F�D�Q���X�W�L�O�L�]�H���³�F�R�P�S�O�L�D�Q�F�H���P�H�F�K�D�Q�L�V�P�V�´���V�X�F�K���D�V���3�R�U�W�I�R�O�L�R���&�R�Q�W�H�Q�W���&�D�W�H�J�R�U�L�H�V���W�R���P�L�Q�L�P�L�]�H���F�R�V�W���D�Q�G��
operational impacts of RPS compliance. For example: the market value of Portfolio Content Category 
���3�&�&���������L�V�����������������0�:�U�H�F�����$���³�E�X�Q�G�O�H�G�´���S�U�R�G�X�F�W���Z�R�X�O�G���E�H���W�K�H���Y�D�O�X�H���R�I���W�K�H��REC + index energy $/MWh. 
The Index $/MWh = $30/MWh, PCC1 REC $/MWrec = $13.50, then the total renewable energy value = 
$43.50/MWh. Below is a chart of RPS pricing markets for each Portfolio Content Category from 
September 2014 thru March 2016: 

Exhibit 79: RPS Pricing Markets 
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�,�W���L�V���L�P�S�R�U�W�D�Q�W���W�R���Q�R�W�H���W�K�D�W���,�,�'�¶�V���F�X�U�U�H�Q�W���S�R�V�L�W�L�R�Q���R�I���5�3�6���L�V���P�D�L�Q�O�\���D���U�H�V�X�O�W���R�I���O�R�Z�H�U���W�K�D�Q���H�[�Sected load 
growth, higher than expected production from RPS facilities and over procurement of RPS resources. 
Also, the occurrence of non-flexible generation is apparent as IID moves forward with obtaining the RPS 
compliance. The exhibit below is a forecast of the seasonal over generation for the next five years: 

Exhibit 80: Excess Generation Forecast 

 

As a result, Resource Planning has indicated 2017 is an ideal year to test an RPS sale due to the 
following: 

�x The RPS position is very comfortable. 
�x The hourly excess generation is projected to be high. 
�x The 2016 market pricing is very low, which translates to a lower sale price. 
�x A sale in 2016 would likely be much lower than current IID renewable costs. 
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�x A sale could help recover some, but not all the net impact from renewables. 
�x The 2016 summer capacity (non-natural gas) is needed due to Aliso Canyon concerns. 

Some key considerations in a sale are as follows: 

�‡ 2017 is an ideal year to test an RPS sale, but the winter of 2016 is a great option, due to the 
following: 

�ƒ RPS position very comfortable and hourly excess generation is projected to be high. 
�ƒ A sale could help recover some of the net impact from renewables; but not all. 

�‡ RPS Carry-Over 
�ƒ CEC requires WREGIS retirement within 36 months of REC generation. 
�ƒ Studies show that consistent over production or low loads could cause RECs to build up 

over a concentrated period to the point that there will be too many RECs to be within the 
36 month retirement period and;  

�‡ RFP for sale of RPS products 
�ƒ Several parties have expressed interest ranging from $18.50-$22.50/REC + index. 

�‡ IID Risk Policy 
�ƒ Need to check with Risk Management to explore if portfolio sale of excess energy/RECs 

should fall under current language of risk policy. 
�‡ Balancing requirements of Seller vs Buyer 

�ƒ Agreement needs to limit the amount IID will balance over/under generation or be 0. 
�ƒ Extra costs of balancing can range from $20-30/MWh. 
�ƒ Generation/Schedule Imbalance Risk. 

 
Resource Planning has indicated four methods of sale: 

1. Unit Specific Sale: 
a. Market not close to IID costs. 
b. For example: ask price can be $55-60, but loss of about $35/MWh. 

2. RPS Portfolio sale at IID weighted average Variable System Cost: 
a. Ask price needs to be above the variable system cost levels to cover market risks (reserves, 

etc.). 
3. Unit specific sale at IID incremental system cost. 
4. Unit specific sale at current market price: 

a. For example: $43.50/MWh, no more $50/MWh less than IID costs. 

Furthermore, the hours that could be sold that already correlate to the hours where IID is long in overall 
generation are highlighted in green in the exhibit below using 2017 as the example year: 

 

 

Exhibit 81: Best Hours to Schedule an RPS Sale 
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A unit specific or portfolio based sale would require hourly analysis. All methods provide a revenue 
stream and can recover costs, but the market costs will need to be evaluated. A REC program will not 
reduce participating customer bills, but will provide green attributes for a fixed cost on top of the monthly 
bill. 

Customer Education and Survey 

Although significant time and resources have been dedicated toward development of this business case, it 
lacks one very important element - a survey of our customers. In order to achieve full subscriptions for 
the Community Solar and �³�H-�*�U�H�H�Q�´ Energy programs, it is critical that we understand demographics, 
�Q�H�Z���S�U�R�G�X�F�W���D�F�F�H�S�W�D�Q�F�H���D�Q�G���F�X�V�W�R�P�H�U���D�W�W�L�W�X�G�H�V���D�Q�G���H�[�S�H�F�W�D�W�L�R�Q�V�����,�W���L�V���W�K�H�U�H�I�R�U�H�����W�K�H���W�H�D�P�¶�V��
recommendation to first develop a market study or survey to gauge the level of interest for a �³�H-�*�U�H�H�Q�´ 
solar program and a Green-e Energy Program. Concurrently, an educational outreach effort should be 
conducted to inform customers of the benefits of such programs.   
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While this particular study analyzed a bevy of factors and considerations, IID will need to continue to run 
assessments that fully consider pros and cons of various application of this type of program. Additionally, 
a comprehensive analysis should be completed with the benefits clearly outweighing the costs in order to 
begin implementing a specific application. 
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Chapter 5: Potential New Resources 

Base on the need for additional resources identified in the previous chapter, IID developed cost and 
performance information for several resource options that are combined into expansion plans in 
Chapter 7.  In this chapter, the cost and performance assumptions for the candidate resources are 
presented and discussed. 

�6�H�Y�H�U�D�O���N�H�\���D�V�S�H�F�W�V���R�I���,�,�'�¶�V���F�X�U�U�H�Q�W���H�Q�H�U�J�\���S�R�U�W�I�R�O�L�R���H�Q�Y�L�U�R�Q�P�H�Q�W���K�L�J�K�O�L�J�K�W���W�K�H���R�U�J�D�Q�L�]�D�W�L�R�Q�¶�V���N�H�\���I�D�F�W�R�U�V��
in consideration of the best mix of future resource portfolio. The following are the key considerations IID 
is currently scrutinizing: 

-  San Juan Project - IID has exited the San Juan Project at the end 2017. IID currently 
receives into its service territory about 106MW of baseload energy/capacity from San Juan 
Unit 3. This capacity has been fully replaced with renewable generation and as load grows 
and more renewables come online, IID will need to install quick responding generation. 

-  Renewables Portfolio Standard and Emissions Reduction Requirements - IID is 
�P�D�Q�G�D�W�H�G���W�R���D�F�K�L�H�Y�H���&�D�O�L�I�R�U�Q�L�D�¶�V���5�3�6���W�D�U�J�H�W���R�I�������S�H�U�F�H�Q�W���R�I���G�H�O�L�Y�H�U�H�G���H�Q�H�U�J�\���F�R�P�L�Q�J���I�U�R�P��
renewable resources by 2020 and 2030 and beyond as required under SB 350�����,�,�'�¶�V���V�H�U�Y�L�F�H��
territory encompasses significant renewable resources, primarily solar, geothermal, and 
�Z�L�Q�G�����L�Q���D�G�G�L�W�L�R�Q���W�R���,�,�'�¶�V���$�O�O-American Canal hydro resources. 

-  Load Growth Volatility  �± IID recognizes the extreme potential for a wide array of 
outcomes in the load forecast. With energy efficiency and conservation programs 
increasing the overall impact, the load growth could be flat or negative. However, if the 
economy vastly improves and the weather is more severe than normal, then the growth 
could be faster than expected. In either case, IID must observe these positions in order to 
be fully aware of how much and when to add or subtract resources in the most economical 
and reliable manner. 

-  �,�Q�F�U�H�D�V�L�Q�J�� �5�H�Q�H�Z�D�E�O�H�� �*�H�Q�H�U�D�W�L�R�Q���Z�L�W�K�L�Q���,�,�'�¶�V�� �7�U�D�Q�V�P�L�V�V�L�R�Q���6�\�V�W�H�P - IID has long 
had renewable generation connected to its transmission system, largely geothermal 
generation operating 24/7 at relatively constant levels. With the growth in solar and wind 
development and the variability of their output over the course of a day, there will likely 
b�H���D�Q���L�Q�F�U�H�D�V�L�Q�J���Q�H�H�G���I�R�U���U�H�J�X�O�D�W�L�R�Q���R�Q���W�K�H���S�D�U�W���R�I���,�,�'�¶�V���$�*�&���F�D�S�D�E�O�H���D�Q�G���S�H�D�N�L�Q�J���X�Q�L�W�V�� 

-  Maintaining a Robust Reliable Environment �± �2�Q�H�� �R�I�� �,�,�'�¶�V�� �N�H�\�� �R�Y�H�U�D�O�O�� �G�U�L�Y�H�U�V���� �D�V��
outlined previously in this document, is to maintain the balancing authority with a well-
balanced, reliability-driven environment. Any resources in consideration to be added to 
�,�,�'�¶�V���U�H�V�R�X�U�F�H���S�R�U�W�I�R�O�L�R���P�X�V�W���E�H���V�F�U�X�W�L�Q�L�]�H�G���I�U�R�P���D���U�H�O�L�D�E�L�O�L�W�\���S�H�U�V�S�H�F�W�L�Y�H�� 

-  Cost Competitiveness �± �$�V�� �D�� �S�D�U�W�� �R�I�� �,�,�'�¶�V�� �R�Y�H�U�D�O�O�� �P�L�V�V�L�R�Q���� �W�K�H�� �(�Q�H�U�J�\�� �'�H�S�D�U�W�P�H�Q�W�� �L�V��
constantly motivated to provide the best fit, least cost alternative to serve IID customers. 












































































































































































































































































































































































































































































































